Texas A&M University – Corpus Christi

University Center Roof Replacement
Issued for Bid

August 2, 2019

Prepared by:

4055 International Plaza, Suite 200
Fort Worth, Texas 76109
(817) 735-7300
Texas Registered Engineering Firm F-2144

FNI Project No. SVC19126
# TABLE OF CONTENTS

**DIVISION 0**  
**GENERAL REQUIREMENTS**  
UNIFORM AND SUPPLEMENTARY CONDITIONS FOR THE TEXAS A&M UNIVERSITY SYSTEM

**DIVISION 1**  
**GENERAL REQUIREMENTS**  
01 11 00  SUMMARY OF WORK  
01 27 00  UNIT PRICES  
01 31 00  PROJECT MANAGEMENT  
01 31 13  PROJECT COORDINATION  
01 32 33  PHOTOGRAPHIC DOCUMENTATION  
01 33 00  SUBMITTAL PROCEDURES  
01 50 00  TEMPORARY FACILITIES AND CONTROLS  
01 73 29  CUTTING AND PATCHING  
01 74 19  CONSTRUCTION WASTE MANAGEMENT AND DISPOSAL  
01 74 23  FINAL CLEANING  
01 78 23  OPERATIONS AND MAINTENANCE DATA

**DIVISION 4**  
**MASONRY**  
04 01 00  MASONRY REPAIR/RESTORATION/ REBUILDING

**DIVISION 5**  
**METALS**  
05 50 00  METAL FABRICATIONS

**DIVISION 6**  
**WOOD, PLASTIC & COMPOSITES**  
06 10 53  MISCELLANEOUS ROUGH CARPENTRY

**DIVISION 7**  
**THERMAL & MOISTURE PROTECTION**  
07 01 50  PREPARATION FOR RE-ROOFING  
07 52 16.12.1  SBS MODIFIED BITUMINOUS MEMBRANE ROOFING, TORCH CONCRETE  
07 52 16.12.2  SBS MODIFIED BITUMINOUS MEMBRANE ROOFING TORCH STEEL  
07 62 00  SHEET METAL FLASHING AND TRIM  
07 92 00  JOINT SEALANTS

**DIVISION 9**  
**FINISHES**  
09 91 00  ARCHITECTURAL PAINTING

END OF TABLE OF CONTENTS
# THE TEXAS A&M UNIVERSITY SYSTEM
## Uniform General and Supplementary Conditions
### Table of Contents

<table>
<thead>
<tr>
<th>ARTICLE</th>
<th>PAGE #</th>
</tr>
</thead>
<tbody>
<tr>
<td>Article 1</td>
<td>Definitions</td>
</tr>
<tr>
<td>Article 2</td>
<td>Laws Governing Construction</td>
</tr>
<tr>
<td>Article 3</td>
<td>General Responsibilities of Owner &amp; Contractor</td>
</tr>
<tr>
<td>Article 4</td>
<td>Historically Underutilized Business (HUB) Subcontracting Plan</td>
</tr>
<tr>
<td>Article 5</td>
<td>Bonds &amp; Insurance</td>
</tr>
<tr>
<td>Article 6</td>
<td>Contract Documents</td>
</tr>
<tr>
<td>Article 7</td>
<td>Construction Safety</td>
</tr>
<tr>
<td>Article 8</td>
<td>Quality Control</td>
</tr>
<tr>
<td>Article 9</td>
<td>Schedules</td>
</tr>
<tr>
<td>Article 10</td>
<td>Payments</td>
</tr>
<tr>
<td>Article 11</td>
<td>Changes</td>
</tr>
<tr>
<td>Article 12</td>
<td>Project Completion and Acceptance</td>
</tr>
<tr>
<td>Article 13</td>
<td>Warranty and Guarantee</td>
</tr>
<tr>
<td>Article 14</td>
<td>Suspension and Termination</td>
</tr>
<tr>
<td>Article 15</td>
<td>Dispute Resolution</td>
</tr>
<tr>
<td>Article 16</td>
<td>Miscellaneous</td>
</tr>
</tbody>
</table>
Uniform General and Supplementary Conditions
For The Texas A&M University System

The Texas A&M University System has incorporated its Supplementary Conditions that apply to all A&M System and member institution construction projects into the Texas Building and Procurement Commissions’ Uniform General Conditions. Material changes are indicated by the bold and italicized typeface shown here. Superseded sections of the Texas Building and Procurement Commissions’ Uniform General Conditions are not included in the A&M System Uniform General and Supplementary Conditions. All users are advised to read and understand this entire document.

Article 1. Definitions

Unless the context clearly requires another meaning, the following terms have the meaning assigned herein:

1.1 Architect/Engineer (A/E) means a person registered as an architect pursuant to Tex. Occ. Code Ann., Chapter 1051, as a landscape architect pursuant to Tex. Occ. Code Ann., Chapter 1052, a person licensed as a professional engineer pursuant to Tex. Occ. Code Ann., Chapter 1001 and/or a firm employed by Owner or a design-build contractor to provide professional architectural or engineering services and to exercise overall responsibility for the design of a Project or a significant portion thereof, and to perform the contract administration responsibilities set forth in the Contract.

1.2 Change Order means a written modification of the Contract between the Owner and Contractor, signed by the Owner, the Contractor and the A/E.

1.3 Change Order Proposal means a Contractor-generated document in response to a Change Order Request (COR).

1.4 Close-out documents means the product brochures, product/equipment maintenance and operations instructions, manuals, and other documents/warranties, as-built record documents, affidavit of payment, release of lien and claim, and as may be further defined, identified, and required by the Contract Documents.

1.5 Contract means the entire agreement between the Owner and the Contractor, including all of the Contract Documents.

1.6 Contract Date is the date when the agreement between the Owner and the Contractor becomes effective.
1.7 Contract Documents means those documents identified as a component of the agreement (contract) between the Owner and the Contractor. These may include, but are not limited to, Drawings, Specifications, these Uniform General and Supplementary Conditions, Special Conditions, Change Orders, and all pre-bid and/or pre-proposal addenda.

1.8 Contractor means the individual, corporation, company, partnership, firm or other entity contracted to perform the Work, regardless of the type of construction contract used, so that the term as used herein includes a Construction Manager-at-Risk or a Design-Build firm as well as General or Prime Contractor. The Contract Documents refer to Contractor as if singular in number.

1.9 Contract Sum means the total compensation payable to the Contractor for completion of the Work in accordance with the terms of the Contract.

1.10 Contract Time means the period between the Date of Commencement (Start Date) identified in the Notice to Proceed with Construction and the Substantial Completion date identified in the Notice to Proceed or as subsequently amended by Change Order.

1.11 Date of Commencement means the date designated in the Notice to Proceed for the Contractor to commence the Work.

1.12 Day means a calendar day, unless otherwise specifically stipulated.

1.13 Drawings means that product of the A/E which graphically depicts the Work.

1.14 Final Completion means the date determined and certified by the A/E and Owner on which the Work is fully and satisfactorily complete in accordance with the Contract.

1.15 Owner means the State of Texas and any Agency of the State of Texas, acting through the responsible entity of the State of Texas, identified in the Contract as the Owner.

1.16 Owner’s Designated Representative (ODR) means the individual assigned by the Owner to act on its behalf, and to undertake certain activities as specifically outlined in the Contract. The ODR is the only party authorized to direct changes to the scope, cost, or time of the Contract.

1.17 Project means all activities necessary for realization of the Work. This includes design, contract award(s), execution of the Work itself, and fulfillment of all contract and warranty obligations.
1.18 *Samples* mean representative physical examples of materials, equipment or workmanship, used to confirm compliance with requirements and/or to establish standards for use in execution of the Work.

1.19 *Schedule of Values* means the detailed breakdown of the cost of the materials, labor and equipment necessary to accomplish the Work as described in the Contract Documents, submitted by Contractor for approval by Owner and A/E.

1.20 *Shop Drawings* means the drawings, diagrams, illustrations, schedules, performance charts, brochures and other data prepared by the Contractor or its agents, which detail a portion of the Work.

1.21 *Site* means the geographical area of the location of the Work.

1.22 *Special Conditions* means the documents containing terms and conditions, which may be unique to the Project. Special Conditions are a part of the Contract Documents and have precedence over these Uniform General and Supplementary Conditions.

1.23 *Specifications* mean the written product of the A/E that establishes the quality and/or performance of products utilized in the Work and processes to be used, including testing and verification for producing the Work.

1.24 *Subcontractor* means a business entity that enters into an agreement with the Contractor to perform part of the Work or to provide services, materials or equipment for use in the Work.

1.25 *Substantial Completion* means the date determined and certified by the Contractor, A/E and Owner when the Work or a designated portion thereof is sufficiently complete, in accordance with the Contract, so as to be operational and fit for the use intended.

1.26 *Unit Price Work* means Work or a portion of the Work paid for based on incremental units of measurement.

1.27 *Unilateral Change Order* means a Change Order issued by the Owner without the agreement of the Contractor. *A Unilateral Change Order has the same effect as a contract modification.*

1.28 *Work* means the administration, procurement, materials, equipment, construction and all services necessary for the Contractor, and/or its agents, to fulfill the Contractor’s obligations under the Contract.
Article 2. Laws Governing Construction

2.1. Environmental Regulations. The Contractor shall conduct activities in compliance with applicable laws and regulations and other requirements of the Contract relating to the environment and its protection at all times. Unless otherwise specifically determined, the Owner is responsible for obtaining and maintaining permits related to stormwater run-off. The Contractor shall conduct operations consistent with stormwater run-off permit conditions. Contractor is responsible for all items it brings to the Site, including hazardous materials, and all such items brought to the Site by its Subcontractors and suppliers, or by other entities subject to direction of the Contractor. The Contractor shall not incorporate hazardous materials into the Work without prior approval of Owner, and shall provide an affidavit attesting to such in association with the request for the Substantial Completion Inspection.

2.2. Wage Rates. The Contractor shall not pay less than the wage scale of the various classes of labor as shown on the “Prevailing Wage Schedule” provided by the Owner. The specified wage rates are minimum rates only. The Owner is not bound to pay any claims for additional compensation made by any contractor because the Contractor pays wages in excess of the applicable minimum rate contained in the Contract. The “Prevailing Wage Schedule” is not a representation that qualified labor adequate to perform the Work is available locally at the prevailing wage rates.

2.2.1 Notification to Workers. The Contractor shall notify each worker, in writing, of the following as they commence work on the Contract: the worker’s job classification, the established minimum wage rate requirement for that classification, as well as the worker’s actual wage. The notice must be delivered to and signed in acknowledgement of receipt by the worker and must list both the wages and fringe benefits to be paid or furnished for each classification in which the worker is assigned duties. When requested by the Owner, the Contractor shall furnish evidence of compliance with the Texas Prevailing Wage Law.

2.2.1.1 The Contractor shall submit a copy of each worker wage-rate notification to the ODR with the application for progress payment for the period during which the worker was engaged in activities on behalf of the Project.

2.2.1.2 The “Prevailing Wage Schedule” is determined by the Owner in compliance with Tex. Gov’t Code, Chapter 2258. Should the Contractor at any time become aware that a particular skill or trade not reflected on the Owner’s Prevailing Wage Schedule will be or is being employed in the Work, whether
by the Contractor or by a Subcontractor, the Contractor shall promptly inform the ODR of the proposed wage to be paid for the skill along with a justification for same. The Contractor is responsible for determining the most appropriate wage for a particular skill in relation to similar skills or trades identified on the Prevailing Wage Schedule. In no case shall any worker be paid less than the wage indicated for Laborers.

2.2.1.3 Penalty for Violation. The Contractor and any Subcontractor will pay to the State a penalty of sixty dollars ($60) for each worker employed for each calendar day, or portion thereof, that the worker is paid less than the wage rates stipulated in the Prevailing Wage Schedule.

2.2.1.4 Complaints of Violations.

2.2.1.4.1 Owner’s Determination of Good Cause. Upon receipt of information concerning a violation of Tex. Gov’t Code, Chapter 2258, the Owner will, within 31 days, make an initial determination as to whether good cause exists that a violation occurred. The Owner will send documentation of the initial determination to the Contractor against whom the violation was alleged, and to the worker involved. Upon making a good-cause finding, the Owner will retain the full amounts claimed by the claimant or claimants as the difference between wages paid and wages due under the Prevailing Wage Schedule and any supplements thereto, together with the applicable penalties, such amounts being subtracted from successive progress payments pending a final decision on the violation.

2.2.1.4.2 If the Contractor and claimant worker reach an agreement concerning the claim, the Contractor shall promptly notify the Owner in a written document countersigned by the worker.

2.2.1.4.3 Arbitration Required. If the violation is not resolved within 14 days following initial determination by the Owner, the Contractor and the claimant worker must participate in binding arbitration in accordance with the Texas General Arbitration Act, Tex. Civ. Prac. & Rem. Code,
Chapter 171. If the Contractor and the claimant worker do not agree on an arbitrator within 10 days, after the date arbitration is required, a district court may be petitioned by any of the parties to the arbitration to appoint an arbitrator whose decision will be binding on all parties. (See Tex. Gov't Code, § 2258.053)

2.2.1.4.4 Arbitration Award. If an arbitrator assesses an award against the Contractor, the Contractor shall promptly furnish a copy of said award to the Owner. The Owner may use any amounts retained under Article 2.2.1.4.1 to pay the worker the amount as designated in the arbitration award. If the retained funds are insufficient to pay the worker in accordance with the arbitration award, the worker has a right of action against the Contractor, and/or the surety to receive the amount owed, plus attorneys’ fees and court costs. The Owner has no duty to release any funds to either the claimant or the Contractor until it has received the notices of agreement or the arbitration award.

2.2.1.4.5 No Extension of Time. If the Owner’s determination proves valid that good cause existed to believe a violation had occurred, the Contractor is not entitled to an extension of time for any delay arising directly or indirectly from the arbitration procedures set forth herein.

2.3. Venue for Suits. The venue for any suit arising from the Contract will be in a court of competent jurisdiction in Brazos County, Texas.

2.4. Licensing of Trades. The Contractor shall comply with all applicable provisions of state law related to license requirements for skilled tradesmen, contractors, suppliers and/or laborers, as necessary to accomplish the Work. In the event the Contractor, or one of its Subcontractors, loses its license during the term of performance of the Contract, the Contractor shall promptly hire or contract with a licensed provider of the service at no additional cost to the Owner.

2.5. Royalties, Patents & Copyrights. The Contractor shall pay all royalties and license fees, defend all suits or claims for infringement of any patent rights, and shall save the Owner harmless from loss on account thereof.
2.6. **State Sales and Use Taxes.** The Owner qualifies for exemption from certain State and Local Sales and Use Taxes pursuant to the provisions of Tex. Tax Code, Chapter 151. The Contractor may claim exemption from payment of applicable State taxes by complying with such procedures as prescribed by the State Comptroller of Public Accounts. **Contractor shall not be entitled to reimbursement for taxes paid on items that are exempt from taxation.**

### Article 3. General Responsibilities of Owner and Contractor

3.1. **Owner’s General Responsibilities.** The Owner is the entity identified as such in the Contract and referred to throughout the Contract Documents as if singular in number.

3.1.1 **Preconstruction Conference.** Prior to, or concurrent with, the issuance of the Notice to Proceed with Construction, a conference will be convened for attendance by the Owner, Contractor, A/E and appropriate Subcontractors. The purpose of the conference is to establish a working understanding among the parties as to the Work, the operational conditions at the Project Site, and general administration of the Project. Topics include communications, schedules, procedures for handling Shop Drawings and other submittals, processing Applications for Payment, maintaining required records and all other matters of importance to the administration of the Project and effective communications between the project team members.

3.1.2 **Owner’s Designated Representative.** Prior to the start of construction, Owner will identify the Owner’s Designated Representative (ODR), who has the express authority to act and bind the Owner to the extent and for the purposes described in the Contract, including responsibilities for general administration of the Contract.

3.1.2.1 Unless otherwise specifically defined elsewhere in the Contract Documents, the ODR is the single point of contact between the Owner and Contractor. Notice to the ODR, unless otherwise noted, constitutes notice to the Owner under the Contract.

3.1.2.2 All directives on behalf of the Owner will be conveyed to the Contractor by the ODR in writing.

3.1.3 **Owner Supplied Materials and Information.**
3.1.3.1 The Owner will furnish to the Contractor those surveys describing the physical characteristics, legal description, limitations of the Site, site utility locations, and other information used in the preparation of the Contract Documents.

3.1.3.2 The Owner will provide information, equipment, or services under the Owner's control to the Contractor with reasonable promptness. The Owner makes no representation as to the accuracy or completeness of the site information furnished to the Contractor by the Owner, and is not responsible for any interpretations or conclusions reached by the Contractor with respect to the information.

3.1.4 Availability of Lands. The Owner will furnish, as indicated in the Contract, all required rights to use the lands upon which the Work occurs. This includes rights-of-way and easements for access and such other lands that are designated for use by the Contractor. The Contractor shall comply with all Owner-identified encumbrances or restrictions specifically related to use of lands so furnished. The Owner will obtain and pay for easements for permanent structures or permanent changes in existing facilities, unless otherwise required in the Contract Documents.

3.1.5 Limitation on Owner's Duties.

3.1.5.1 The Owner will not supervise, direct, control or have authority over or be responsible for Contractor's means, methods, technologies, sequences or procedures of construction or the safety precautions and programs incident thereto. The Owner is not responsible for any failure of Contractor to comply with laws and regulations applicable to the Work. The Owner is not responsible for the failure of Contractor to perform or furnish the Work in accordance with the Contract Documents. Owner is not responsible for the acts or omissions of Contractor, or any of its Subcontractors, suppliers or of any other person or organization performing or furnishing any of the Work on behalf of the Contractor.

3.1.5.2 The Owner will not take any action in contravention of a design decision made by the A/E in preparation of the Contract Documents, when such actions are in conflict with statutes under which the A/E is licensed for the protection of the public health and safety.
3.2 Role of A/E. Unless specified otherwise in the Contract between the Owner and the Contractor, the A/E shall provide general administration services for the Owner during the construction phase of the Project. Written correspondence, requests for information, and Shop Drawings/submittals shall be directed to the A/E for action. The A/E has the authority to act on behalf of the Owner to the extent provided in the Contract Documents, unless otherwise modified by written instrument, which will be furnished to the Contractor by the ODR, upon request.

3.2.1 Site Visits

3.2.1.1 The A/E will make visits to the Site at intervals as provided in the A/E’s contract agreement with the Owner, to observe the progress and the quality of the various aspects of Contractor’s executed Work and report findings to the Owner.

3.2.1.2 The A/E has the authority to interpret Contract Documents and inspect the Work for compliance and conformance with the Contract. Except as referenced in Article 3.1.5.2, the Owner retains the sole authority to accept or reject Work and issue direction for correction, removal, or replacement of Work.

3.2.2 Clarifications and Interpretations. It may be determined that clarifications or interpretations of the Contract Documents are necessary. Upon direction by the ODR such clarifications or interpretations will be provided by the A/E consistent with the intent of the Contract Documents. The A/E will issue these clarifications with reasonable promptness to the Contractor as Architect’s Supplemental Instruction (ASI) or similar instrument. If Contractor believes that such clarification or interpretation justifies an adjustment in the Contract Sum or the Contract Time, the Contractor shall so notify the Owner in accordance with the provisions of Article 11.

3.2.3 Limitations on A/E Authority. The A/E is not responsible for:

3.2.3.1 The Contractor’s means, methods, techniques, sequences, procedures, safety, or programs incident to the Project nor will the A/E supervise, direct, control or have authority over the same.

3.2.3.2 The failure of Contractor to comply with laws and regulations applicable to furnishing or performing the Work.
3.2.3.3 The Contractor’s failure to perform or furnish the Work in accordance with the Contract Documents.

3.2.3.4 Acts or omissions of the Contractor, or of any other person or organization performing or furnishing any of the Work.

3.3 Contractor’s General Responsibilities. The Contractor is solely responsible for implementing the Work in full compliance with all applicable laws and the Contract Documents and shall supervise and direct the Work using the best skill and attention to assure that each element of the Work conforms to the Contract requirements. The Contractor is solely responsible for all construction means, methods, techniques, safety, sequences, coordination and procedures. *The Contractor is responsible for having visited the Site and having ascertained all pertinent local conditions such as existing subsurface concealed conditions, location, accessibility and general character of the Site or building, the character and extent of existing work, the character and extent of existing work within adjacent sites, and any other work being performed thereon at the time Contractor’s bid or proposal is submitted.*

3.3.1 Project Administration. The Contractor shall provide project administration for all Subcontractors, vendors, suppliers, and others involved in implementing the Work and shall coordinate administration efforts with those of the A/E and ODR in accordance with these Uniform General and Supplementary Conditions and provisions of Division 1 Specifications, and as outlined in the Pre-construction Conference.

3.3.2 Contractor’s Superintendent. The Contractor shall employ a competent resident Superintendent who will be present at the Project Site during the progress of the Work. The Superintendent is subject to the approval of the ODR. The Contractor shall not change approved Superintendents during the course of the Project without the written approval of the ODR unless the Superintendent leaves the employ of the Contractor.

3.3.3 Labor. The Contractor shall provide competent, suitably qualified personnel to survey, lay-out, and construct the Work as required by the Contract Documents, and maintain good discipline and order at the Site at all times.

3.3.4 Services, Materials, and Equipment. Unless otherwise specified, the Contractor shall provide and assume full responsibility for all services, materials, equipment, labor, transportation, construction equipment and machinery, tools, appliances, fuel, power, light, heat, telephone, water, sanitary facilities, temporary facilities, and all other
facilities, incidentals, and services necessary for the construction, performance, testing, start-up, inspection and completion of the Work.

3.3.5 **Non-Compliant Work.** Should the A/E and/or the ODR identify Work as non-compliant with the Contract Documents, the ODR will communicate the finding to the Contractor and the Contractor will correct such Work at its expense. The approval of Work by either the A/E or ODR does not relieve the Contractor from the obligation to comply with all requirements of the Contract Documents.

3.3.6 **Subcontractors.** The Contractor shall not employ any Subcontractor, supplier or other person or organization, whether initially or as a substitute, against whom the Owner may have reasonable objection. The Owner will communicate such objections in writing. The Contractor is not required to employ any Subcontractor, supplier or other person or organization to furnish any of the work to whom the Contractor has reasonable objection. The Contractor will not substitute Subcontractors without the acceptance of the Owner.

3.3.6.1 All Subcontracts and supply contracts shall be consistent with and bound to the terms and conditions of the Contract Documents including provisions of the agreement between the Contractor and the Owner.

3.3.6.2 The Contractor shall be solely responsible for scheduling and coordinating the Work of Subcontractors, suppliers and other persons and organizations performing or furnishing any of the Work under a direct or indirect contract with the Contractor. The Contractor shall require all Subcontractors, suppliers and such other persons and organizations performing or furnishing any of the Work to communicate with Owner only through the Contractor. The Contractor shall furnish to the Owner a copy of each first-tier subcontract promptly after its execution. The Contractor agrees that the Owner has no obligation to review or approve the content of such contracts and that providing the Owner such copies in no way relieves the Contractor of any of the terms and conditions of the Contract, including, without limitation, any provisions of the Contract which require the Subcontractor to be bound to the Contractor in the same manner in which the Contractor is bound to the Owner.

3.3.7 **Continuing the Work.** The Contractor shall carry on the Work and adhere to the progress schedule during all disputes, disagreements or alternative resolution processes with the Owner. The Contractor
shall not delay or postpone any Work because of the pending resolution of any disputes, disagreements or processes, except as the Owner and the Contractor may agree in writing.

3.3.8 **Cleaning.** At all times, the Contractor shall keep the Site and the Work clean and free from accumulation of waste materials or rubbish caused by the construction activities under the Contract. The Contractor shall ensure that the entire Project is thoroughly cleaned prior to requesting Substantial Completion Inspection and, again, upon completion of the Project prior to the Final Completion Inspection.

3.3.9 **Acts and Omissions of Contractor, its Subcontractors and Employees.** The Contractor is responsible for acts and omissions of its employees and all its Subcontractors, their agents and employees. The Owner may, in writing, require the Contractor to remove from the Project any of Contractor’s or its Subcontractor’s employees that the ODR finds to be careless, incompetent, or otherwise objectionable.

3.3.10 **Indemnification of Owner.** The Contractor covenants and agrees to FULLY INDEMNIFY and HOLD HARMLESS, the Owner and the employees, officers, Regents, volunteers, and representatives of the Owner, individually or collectively, from and against any and all costs, claims, liens, damages, losses, expenses, fees, fines, penalties, proceedings, actions, demands, causes of action, liability and suits of any kind and nature, including but not limited to, personal or bodily injury, death and property damage, made upon the Owner directly or indirectly arising out of, resulting from or related to Contractor’s activities under this Contract, including any acts or omissions of Contractor, any agent, officer, director, representative, employee, consultant or Subcontractor of Contractor, and their respective officers, agents, employees, directors and representatives while in the exercise of performance of the rights or duties under this Contract. The indemnity provided for in this paragraph does not apply to any liability resulting from the negligence of the Owner, its officers or employees, separate contractors or assigned contractors, in instances where such negligence causes personal injury, death or property damage. IN THE EVENT CONTRACTOR AND OWNER ARE FOUND JOINTLY LIABLE BY A COURT OF COMPETENT JURISDICTION, LIABILITY WILL BE APPORTIONED COMPARATIVELY IN ACCORDANCE WITH THE LAWS OF THE STATE OF TEXAS, WITHOUT WAIVING ANY GOVERNMENTAL IMMUNITY AVAILABLE TO THE STATE UNDER TEXAS LAW AND WITHOUT WAIVING ANY DEFENSES OF THE PARTIES UNDER TEXAS LAW.
3.3.10.1 The provisions of this indemnification are solely for the benefit of the parties hereto and not intended to create or grant any rights, contractual or otherwise, to any other person or entity.

3.3.10.2 The Contractor shall promptly advise the Owner in writing of any claim or demand against the Owner or the Contractor known to the Contractor related to or arising out of the Contractor's activities under this Contract.

3.3.11 Ancillary Areas. The Contractor shall operate and maintain operations and associated storage areas at the Site of the Work in accordance with the following:

3.3.11.1 The Contractor shall confine all Contractor operations, including storage of materials and employee parking upon the Site of the Work, to areas designated by the Owner.

3.3.11.2 The Contractor may erect, at its own expense, temporary buildings that will remain its property. The Contractor shall remove such buildings and associated utility service lines upon completion of the Work, unless the Contractor requests and the Owner provides written consent that it may abandon such buildings and utilities in place.

3.3.11.3 The Contractor shall use only established roadways or construct and use such temporary roadways as may be authorized by the Owner. The Contractor shall not allow load limits of vehicles to exceed the limits prescribed by appropriate regulations or law. The Contractor shall provide protection to road surfaces, curbs, sidewalks, trees, shrubbery, sprinkler systems, drainage structures and other like existing improvements to prevent damage, and shall repair any damage, thereto at the expense of the Contractor.

3.3.11.4 The Owner may restrict the Contractor's entry to the Site to specifically assigned entrances and routes.

3.3.12 Separate Contracts. Additional Contractor responsibilities when the Owner awards separate contracts:

3.3.12.1 The Owner reserves the right to award other contracts in connection with other portions of the Project under these or similar contract conditions.
3.3.12.2 The Owner reserves the right to perform operations related to the Project with the Owner’s own forces.

3.3.12.3 Under a system of separate contracts, the conditions described herein continue to apply except as may be amended by Change Order.

3.3.12.4 The Contractor shall cooperate with other contractors employed on the Project by the Owner, including providing access to the Site and project information as requested.

Article 4. Historically Underutilized Business (HUB) Subcontracting Plan

4.1. General Description. The purpose of the HUB Program is to promote full and equal business opportunities for all businesses in State contracting.

In accordance with 34 TAC §20.14(d)(1)(D)(iii), a respondent (prime contractor) may demonstrate good faith effort to utilize Texas certified HUBs for its subcontracting opportunities if the total value of the respondent’s subcontracts with Texas certified HUBs meets or exceeds the statewide HUB goal or the agency specific HUB goal, whichever is higher. When a respondent uses this method to demonstrate good faith effort, the respondent must identify the HUBs with which it will subcontract. If using existing contracts with Texas certified HUBs to satisfy this requirement, only contracts that have been in place for five years or less shall qualify for meeting the HUB goal. This limitation is designed to encourage vendor rotation as recommended by the 2009 Texas Disparity Study.

The Texas A&M University System has determined that the agency’s goals are higher than the State’s goals. Therefore, respondents are required to use the following: 11.2% for heavy construction other than building contracts; 21.1% for all building construction, including general contractors and operative builders contracts; 21.55% for all special trade construction contracts; 32.07% for professional services contracts; 12.63% for all other services contracts; and 52.78% for commodities contracts.

4.1.1 State agencies are required by statute to make a good faith effort to assist HUBs in participating in contract awards issued by the State. 34 TAC §20.11-20.28, outline the State’s policy to encourage outreach to and potential utilization of HUBs in state contracting opportunities through race, ethnic and gender neutral means.
4.1.2 A contractor who contracts with the State in an amount of $100,000 or more is required to make a good faith effort to award subcontracts to HUBs in accordance with 34 TAC §20.14 by submitting a HUB Subcontracting Plan at the time of bidding and complying with the HUB Subcontracting Plan after it is accepted by the Owner and during the term of the contract.

4.2. Compliance with Approved HUB Subcontracting Plan. Contractor, having been awarded the Contract in part by complying with the HUB Program statute and rules, hereby covenants to continue to comply with the HUB Program as follows:

4.2.1 Prior to substituting a Subcontractor, promptly notify the Owner in the event a change is required for any reason to the accepted HUB Subcontracting Plan.

4.2.2 Conduct the good faith effort activities required and provide the Owner with necessary documentation to justify approval of a change to the approved HUB Subcontracting Plan.

4.2.3 Cooperate in the execution of a Change Order or such other approval of the change in the HUB Subcontracting Plan as the Contractor and Owner may agree to.

4.2.4 Maintain and make available to Owner upon request business records documenting compliance with the accepted HUB Subcontracting Plan.

4.2.5 Upon receipt of payment for performance of Work, submit to Owner a compliance report, in the format required by the Owner that demonstrates Contractor’s performance of the HUB Subcontracting Plan.

4.2.6 Promptly and accurately explain and provide supplemental information to Owner to assist in the Owner’s investigation of the Contractor’s good faith effort to fulfill the HUB Subcontracting Plan and the requirements under 34 TAC §20.14.

4.3. Failure to Demonstrate Good Faith Effort. Upon a determination by Owner that Contractor has failed to demonstrate a good faith effort to fulfill the HUB Subcontracting Plan or any contract covenant detailed above, the Owner may, in addition to all other remedies available to it, report the failure to perform to the Texas Procurement and Support Services under its Vendor Performance and Debarment Program and may bar the Contractor from future contracting opportunities with the Owner.
Article 5. Bonds & Insurance

5.1. Construction Bonds. The Contractor is required to tender to Owner, prior to commencing the Work, performance and payment bonds, as required by Tex. Gov’t Code, Chapter 2253.

5.1.1. Performance Bond. A Performance Bond is required if the Contract Sum is in excess of $100,000. The Performance Bond is solely for the protection of the Owner. The Performance Bond is to be for the Contract Sum to guarantee the faithful performance of the Work in accordance with the Contract Documents. The form of the bond shall be approved by the Attorney General of Texas. The Performance Bond shall be effective through the Contractor’s warranty period.

5.1.2. Payment Bond. A Payment Bond is required if the Contract Sum is in excess of $25,000. The Payment Bond is to be for the Contract Sum and is payable to the Owner solely for the protection and use of payment bond beneficiaries who have a direct contractual relationship with the Contractor or a Subcontractor. The form of the bond shall be approved by the Attorney General of Texas.

5.1.3. Bond Requirements. Each bond shall be executed by a corporate surety or sureties authorized to do business in the State of Texas and acceptable to the Owner, on the Owner’s form, and in compliance with the relevant provisions of the Texas Insurance Code. If any bond is for more than 10 percent of the surety’s capital and surplus, the Owner may require certification that the company has reinsured the excess portion with one or more reinsurers authorized to do business in the State. A reinsurer may not reinsure for more than 10 percent of its capital and surplus. If a surety upon a bond loses its authority to do business in the State, the Contractor shall, within thirty (30) days after such loss, furnish a replacement bond at no added cost to the Owner.

5.1.4. Power of Attorney. Each bond shall be accompanied by a valid power-of-attorney issued by the surety company, attached to the bond, and signed and sealed with the corporate embossed seal, authorizing the attorney in fact who signs the bond to commit the surety to the terms of the bond, and stating any limit in the amount for which the attorney can issue a single bond.

5.1.5. Bond Indemnification. The process of requiring and accepting bonds and making claims thereunder shall be conducted in compliance with Tex. Gov’t Code, Chapter 2253. IF FOR ANY REASON A STATUTORY PAYMENT OR PERFORMANCE BOND IS NOT
HONORED BY THE SURETY, THE CONTRACTOR SHALL FULLY
INDEMNIFY AND HOLD THE OWNER HARMLESS OF AND FROM
ANY COSTS, LOSSES, OBLIGATIONS OR LIABILITIES IT INCURS
AS A RESULT.

5.1.6. Furnishing Bond Information. Owner shall furnish certified copies of
the Payment Bond and the related Contract to any qualified person
seeking copies who complies with Tex. Gov’t Code, § 2253.026.

5.1.7. Claims on Payment Bonds. Claims on Payment Bonds must be sent
directly to the Contractor and his surety in accordance with Tex.
Gov’t Code § 2253.041. All Payment Bond claimants are cautioned
that no lien exists on the funds unpaid to the Contractor on such
Contract, and that reliance on notices sent to the Owner may result
in loss of their rights against the Contractor and/or his surety. The
Owner is not responsible in any manner to a claimant for collection of
unpaid bills, and accepts no such responsibility because of any
representation by any agent or employee.

5.1.8. Payment Claims when Payment Bond not Required. The rights of
Subcontractors regarding payment are governed by Tex. Prop.
Code, §§53.231 – 53.239 when the value of the Contract between
the Owner and the Contractor is less than $25,000.00. These
provisions set out the requirements for filing a valid lien on funds
unpaid to the Contractor as of the time of filing the claim, actions
necessary to release the lien and satisfaction of such claim.

5.1.9. Sureties. Sureties shall be listed on the US Department of the
Treasury’s Listing of Approved Sureties stating companies holding
Certificates of Authority as acceptable sureties on Federal Bonds
and acceptable reinsuring companies (Department Circular 570) and
have a rating of A- or better with A.M. Best Company.

5.2. Insurance Requirements.

The Contractor shall carry insurance in the types and amounts indicated in
this Article for the duration of the Contract. The required insurance shall
include coverage for Owner’s property in the care, custody and control of
Contractor prior to construction, during construction and during the warranty
period. The insurance shall be evidenced by delivery to the Owner of
certificates of insurance executed by the insurer or its authorized agent
stating coverages, limits, expiration dates and compliance with all
applicable required provisions. Upon request, the Owner, and/or its agents,
shall be entitled to receive without expense, copies of the policies and all
endorsements. The Contractor shall update all expired policies prior to
submission for monthly payment. Failure to update policies shall be reason for withholding of payment until renewal is provided to the Owner.

5.2.1 The Contractor shall provide and maintain the insurance coverage with the minimum amounts described below until the end of the warranty period unless otherwise stated in Special Conditions. Failure to maintain insurance coverage, as required, is grounds for Suspension of Work for Cause pursuant to Article 14. The Contractor will be notified of the date on which the Builder’s Risk insurance policy may be terminated through Substantial Completion notices, acceptance notices and/or other means as deemed appropriate by the Owner.

5.2.2 Coverage shall be written on an occurrence basis by companies authorized and admitted to do business in the State of Texas or eligible surplus lines insurers operating in accordance with the Texas Insurance Code and have a financial strength rating of A- or better and a financial strength rating of VII or better as measured by A.M. Best Company or otherwise acceptable to Owner, and shall include:

5.2.2.1 Workers' Compensation Insurance with limits as required by the Texas Workers' Compensation Act, with the policy endorsed to provide a waiver of subrogation as to the Owner, and Employer's Liability insurance of not less than:

<table>
<thead>
<tr>
<th>Coverage</th>
<th>Limit</th>
</tr>
</thead>
<tbody>
<tr>
<td>Statutory Benefits (Coverage A)</td>
<td>Statutory</td>
</tr>
<tr>
<td>Employers Liability (Coverage B)</td>
<td>$1,000,000 Each Accident</td>
</tr>
<tr>
<td></td>
<td>$1,000,000 Disease/Employee</td>
</tr>
<tr>
<td></td>
<td>$1,000,000 Disease/Policy Limit</td>
</tr>
</tbody>
</table>

Workers’ Compensation policy must include under Item 3.A. on the information page of the workers’ compensation policy the state in which work is to be performed for the Owner. No 'alternative' form of insurance will be permitted.

5.2.2.2 Commercial General Liability Insurance, including Independent Contractor's liability, Products and Completed Operations and Contractual Liability, covering, but not limited to, the liability assumed under the indemnification provisions of this Contract, fully insuring Contractor's (or Subcontractors) liability for bodily injury and property damage with a combined bodily injury (including death) and property damage minimum limit of:
$1,000,000 per occurrence
$2,000,000 general aggregate
$1,000,000 products and completed operations aggregate
$1,000,000 personal/advertising injury
$300,000 damage to rented premises
$5,000 medical payments Coverage shall be on an "occurrence" basis.

The policy shall include coverage extended to apply to completed operations and explosion, collapse, and underground hazards. The policy shall include endorsement CG2503 Amendment-Aggregate Limits of Insurance (Per Project) or its equivalent.

5.2.2.3 Asbestos Abatement Liability Insurance, including coverage for liability arising from the encapsulation, removal, handling, storage, transportation, and disposal of asbestos containing materials. *This requirement applies if the Work or the Project includes asbestos containing materials.

The combined single limit for bodily injury and property damage will be a minimum of $1,000,000 per occurrence.

*Specific Requirement for Claims-Made Form: Required period of coverage will be determined by the following formula: Continuous coverage for life of the Contract, plus one (1) year (to provide coverage for the warranty period), and an extended discovery period for a minimum of five (5) years which shall begin at the end of the warranty period.

If this Contract is for asbestos abatement only, the All-Risk Builder’s Risk or All-Risk Installation Floater (e) is not required.

5.2.2.4 Comprehensive Automobile Liability Insurance, covering owned, hired, and non-owned vehicles, with a combined bodily injury (including death) and property damage minimum limit of $1,000,000 per occurrence. No aggregate shall be permitted for this type of coverage.

Such insurance is to include coverage for loading and unloading hazards.

5.2.2.5 All Risk Builder’s Risk Insurance (or All Risk Installation Floater for instances in which the Project involves solely the
installation of equipment). Coverage shall be All-Risk, including, but not limited to, Fire, Extended Coverage, Vandalism and Malicious Mischief, Flood, Earthquake, Theft and damage resulting from faulty workmanship, design or materials. If Builder’s Risk, limit shall be equal to 100 percent of the Contract. If Installation Floater, limit shall be equal to 100 percent of the contract cost. The policy shall be written jointly in the names of the Owner, the Contractor, Subcontractors and, Subcontractors shall be named as additional insured. The policy shall have endorsements as follows:

5.2.2.5.1 This insurance shall be specific as to coverage and not contributing insurance with any permanent insurance maintained on the property.

5.2.2.5.2 This insurance shall not contain an occupancy clause suspending or reducing coverage should the Owner occupy, or begin beneficial occupancy before the Owner has accepted final completion.

5.2.2.5.3 Loss, if any, shall be adjusted with and made payable to the Owner as Trustee for the insureds as their interests may appear; the right of subrogation under the Builder’s Risk policy shall be waived as to the Owner. The Owner shall be named as Loss Payee. For renovation projects or projects that involve portions of work contained within an existing structure, refer to Special Conditions for possible additional Builder’s Risk insurance requirements.

5.2.2.6 “Umbrella” Liability Insurance. The Contractor shall obtain, pay for and maintain umbrella liability insurance during the contract term, insuring the Contractor (or Subcontractor) for an amount of not less than the amount specified in the Special Conditions that provides coverage at least as broad as and applies in excess and follows form of the primary liability coverages required hereinabove. The policy shall provide “drop down” coverage where underlying primary insurance coverage limits are insufficient or exhausted.

If the Contract is for asbestos abatement only, the “Umbrella” Excess Liability is not required.

5.2.3 Policies must include the following clauses, as applicable:
5.2.3.1 This insurance shall not be canceled, materially changed, or non-renewed until after thirty (30) days prior written notice has been given to the Owner.

5.2.3.2 It is agreed that the Contractor’s insurance shall be deemed primary with respect to any insurance or self insurance carried by the Owner for liability arising out of operations under the Contract with the Owner.

5.2.3.3 The Owner, its officials, directors, employees, representatives, and volunteers are added as additional insureds as respects operations and activities of, or on behalf of the named insured performed under contract with the Owner. The additional insured status must cover completed operations as well. This is not applicable to the workers’ compensation policy.

5.2.3.4 The workers’ compensation and employers’ liability policy will provide a waiver of subrogation in favor of the Owner.

5.2.4 Without limiting any of the other obligations or liabilities of the Contractor, the Contractor shall require each Subcontractor performing work under the Contract, at the Subcontractor’s own expense, to maintain during the term of the Contract, the same stipulated minimum insurance including the required provisions and additional policy conditions as shown above. As an alternative, the Contractor may include its Subcontractors as additional insureds on its own coverage as prescribed under these requirements. The Contractor’s certificate of insurance shall note in such event that the Subcontractors are included as additional insureds and that Contractor agrees to provide Workers’ Compensation for the Subcontractors and their employees. The Contractor shall obtain and monitor the certificates of insurance from each Subcontractor in order to assure compliance with the insurance requirements. The Contractor must retain the certificates of insurance for the duration of the Contract plus 5 years and shall have the responsibility of enforcing these insurance requirements among its Subcontractors. The Owner shall be entitled, upon request and without expense, to receive copies of these certificates.

5.2.5 Workers’ Compensation Insurance Coverage must meet the statutory requirements of Tex. Lab. Code, §401.011(44), and those specific to construction projects for public entities as required by Tex. Lab. Code, §406.096.
Article 6. Contract Documents

6.1. Drawings and Specifications

6.1.1 Copies Furnished. The Contractor will be furnished one (1) digital copy of Drawings and Specifications free of charge.

6.1.2 Ownership of Drawings and Specifications. All Drawings, Specifications and copies thereof furnished by the A/E are to remain A/E’s property. These documents are not to be used on any other project, and with the exception of one contract set for each party to the Contract, are to be returned to the A/E, upon request, following completion of the Work.

6.1.3 Interrelation of Documents. The Contract Documents as referenced in the agreement between the Owner and the Contractor, are complimentary, and what is required by one shall be as binding as if required by all.

6.1.4 Resolution of Conflicts in Documents. Where conflicts may exist between and/or within the Contract Documents, the higher quality, greater quantity, more restrictive, and/or more expensive requirement shall be required and shall be the basis of Contractor pricing. The Contractor shall notify the A/E and the ODR for resolution of the issue prior to executing the work in question.

6.1.5 Contractor’s Duty to Review Contract Documents. In order to facilitate its responsibilities for completion of the Work in accordance with and as reasonably inferable from the Contract Documents, prior to pricing or commencing the Work, the Contractor shall examine and compare the Contract Documents, information furnished by the Owner, relevant field measurements made by the Contractor and any visible or reasonably anticipated conditions at the Site affecting the Work. This duty extends throughout the construction phase prior to commencing each particular work activity and/or system installation.

6.1.6 Discrepancies and Omissions in Drawings and Specifications

6.1.6.1 The Contractor shall promptly report to the ODR and to the A/E the discovery of any apparent error, omission or inconsistency in the Contract Documents prior to execution of the Work.

6.1.6.2 It is recognized that the Contractor is not acting in the capacity of a licensed design professional, unless it is performing as a Design-Build firm.
6.1.6.3. It is further recognized that the Contractor's examination of Contract Documents is to facilitate construction and does not create an affirmative responsibility to detect errors, omissions or inconsistencies or to ascertain compliance with applicable laws, building codes or regulations, unless it is performing as a Design-Build firm.

6.1.6.4 When performing as a Design-Build firm, the Contractor has sole responsibility for discrepancies, errors, and omissions in the Drawings and Specifications.

6.1.6.5 When performing as a Construction Manager-at-Risk, the Contractor has a shared responsibility for discovery and resolution of discrepancies, errors, and omissions in the Contract Documents. In such case, the Contractor's responsibility pertains to review, coordination, and recommendation of resolution strategies within budget constraints, but does not establish a liability for design.

6.1.6.6 The Contractor has no liability for errors, omissions, or inconsistencies in the Drawings and Specifications unless the Contractor knowingly failed to report a recognized problem to the Owner or the Work is executed under a Design-Build contract as outlined above. Should the Contractor fail to perform the examination and reporting obligations of these provisions, the Contractor is responsible for avoidable costs, direct, and/or consequential damages.

6.1.6.7 **The Owner makes no representations, express or implied, about the adequacy or accuracy of the Drawings, Specifications or other Construction Documents provided or their suitability for their intended use. Owner expressly disclaims any implied warranty that the Construction Documents are adequate, accurate or suitable for their intended use.**

6.2 Requirements for Record Documents.

The Contractor shall maintain at the Site one copy of all Drawings, Specifications, addenda, approved submittals, contract modifications, and all Project correspondence. The Contractor shall keep current and maintain Drawings and Specifications in good order with postings and markings to record actual conditions of Work and show and reference all changes made during construction. The Contractor shall provide Owner and A/E access to these documents.
6.2.1 The Contractor shall maintain the record set of Drawings and Specifications which reflect the "As Constructed" conditions and representations of the Work performed, whether it be directed by addendum, Change Order or otherwise. The Contractor shall make available all records prescribed herein for reference and examination by the Owner and its representatives and agents.

6.2.2 The Contractor shall update the "As-Constructed" Drawings and Specifications monthly prior to submission of periodic partial pay estimates. Failure to maintain such records constitutes cause for denial of a progress payment otherwise due.

6.2.3 Prior to requesting the Substantial Completion Inspection by the ODR and A/E, the Contractor shall furnish the ODR a complete set of the marked up "As-Constructed" set maintained at the Site and one photocopy of same. Concurrently with furnishing these record drawings, the Contractor shall furnish a preliminary copy of each operating and maintenance manual (O&M) required by the Contract Documents, for review by the A/E and the ODR.

6.2.4 Once determined acceptable, the Contractor shall provide to Owner mylar prints of professionally drafted "As-Constructed" drawings, along with an electronic copy on CD, "As-Constructed" specifications in bound volume(s) along with an electronic copy on CD, two sets of photocopies or prints of the mylar “As-Constructed” drawings, two sets of operating and maintenance manuals, two sets of approved submittals, and other record documents as required elsewhere in the Contract Documents. All electronic copies shall be provided in a format acceptable to the ODR.

Article 7. Safety

7.1. General. It is the duty and responsibility of the Contractor and all of its Subcontractors to be familiar with, enforce and comply with all requirements of Public Law 91-596, 29 U.S.C. §§651 et. seq., the Occupational Safety and Health Act of 1970 (OSHA), and all amendments thereto. The Contractor shall prepare a Safety Plan specific to the Project and submit it to the ODR and A/E prior to commencing Work. In addition, the Contractor and all of its Subcontractors shall comply with all applicable laws and regulations of any public body having jurisdiction for safety of persons or property to protect them from damage, injury or loss, and erect and maintain all necessary safeguards for such safety and protection.

7.2. Notices. The Contractor shall provide notices as follows:
7.2.1 Notify owners of adjacent property including those that own or operate utility services and/or underground facilities, and utility owners, when prosecution of the Work may affect them or their facilities, and cooperate with them in the protection, removal, relocation and replacement of their facilities, and with respect to access to their facilities and/or utilities.

7.2.2 Coordinate the exchange of material safety data sheets or other hazard communication information required to be made available to or exchanged between or among employers at the Site in connection with laws and regulations. Maintain a complete file of MSDS for all materials in use on Site throughout the construction phase and make such file available to the Owner and its agents as requested.

7.3. Emergencies. In any emergency affecting the safety of persons or property, the Contractor shall act to minimize, mitigate, and prevent threatened damage, injury or loss.

7.3.1 Have authorized agents of Contractor respond immediately upon call at anytime of day or night when circumstances warrant the presence of Contractor to protect the Work or adjacent property from damage or to take such action pertaining to the Work as may be necessary to provide for the safety of the public.

7.3.2 Give the ODR and A/E prompt notice of all such events.

7.3.3 If Contractor believes that any changes in the Work or variations from Contract Documents have been caused by its emergency response, promptly notify the Owner within 72 hours of the emergency response event.

7.3.4 Should Contractor fail to respond, Owner is authorized to direct other forces to take action as necessary and Owner may deduct any cost of remedial action from funds otherwise due the Contractor.

7.4. Injuries. In the event of an incident or accident involving outside medical care for an individual on or near the Work, Contractor shall notify the ODR and other parties as may be directed within 24 hours of the event.

7.4.1 Record the location of the event and the circumstances surrounding it, by using photography or other means, and gather witness statements and other documentation which describes the event.

7.4.2 Supply the ODR and A/E with an incident report no later than 36 hours after the occurrence of the event. In the event of a catastrophic incident (one fatality or three workers hospitalized), barricade and
leave intact the scene of the incident until all investigations are complete. A full set of incident investigation documents, including facts, finding of cause, and remedial plans shall be provided by Contractor to Owner within one week after occurrence, unless otherwise directed by Owner’s legal counsel. Contractor shall provide the ODR with written notification within one week of such catastrophic event if legal counsel delays submission of a full report.

7.5. **Environmental Safety.** Upon encountering any previously unknown potentially hazardous material, or other materials potentially contaminated by hazardous material, Contractor shall immediately stop work activities impacted by the discovery, secure the affected area, and notify the ODR immediately.

7.5.1 The Contractor shall bind all Subcontractors to the same duty.

7.5.2 Upon receiving such notice, the ODR will promptly engage qualified experts to make such investigations and conduct such tests as may be reasonably necessary to determine the existence or extent of any environmental hazard. Upon completion of this investigation, the ODR will issue a written report to the Contractor identifying the material(s) found and indicate any necessary steps to be taken to treat, handle, transport or dispose of the material.

7.5.3 The Owner may hire third-party contractors to perform any or all such steps.

7.5.4 Should compliance with the ODR’s instructions result in an increase in the Contractor’s cost of performance, or delay the Work, the Owner will make an equitable adjustment to the Contract Sum and/or the Contract Time, and modify the Contract in writing accordingly.

7.6. **Trenching Plan.** When the Project requires excavation which either exceeds a depth of four feet, or results in any worker’s upper body being positioned below grade level, the Contractor is required to submit a trenching plan to the ODR prior to commencing trenching operations. The plan is required to be prepared and sealed by a professional engineer registered in the State of Texas, and employed by the Contractor. Said engineer cannot be anyone who is otherwise either directly or indirectly engaged on this Project.

**Article 8. Quality Control**

8.1. **Materials & Workmanship.** The Contractor shall execute Work in a good and workmanlike manner in accordance with the Contract Documents. The Contractor shall develop and provide a Quality Control Plan specific to this Project and acceptable to the Owner. Where Contract Documents do not
specify quality standards, the Contractor shall complete and construct all Work in compliance with generally accepted construction industry standards. Unless otherwise specified, the Contractor shall incorporate all new materials and equipment into the Work under the Contract.

8.2. **Testing**

8.2.1 **Contractor Testing.** The Contractor is responsible for coordinating and paying for all routine and special tests required to confirm compliance with quality and performance requirements of the Contract Documents. This “quality control” testing shall include any particular testing required by the Specifications and the following general tests:

8.2.1.1 Any test of basic material or fabricated equipment included as part of a submittal for a required item in order to establish compliance with the Contract Documents.

8.2.1.2 Any test of basic material or fabricated equipment offered as a substitute for a specified item on which a test may be required in order to establish compliance with the Contract Documents.

8.2.1.3 Routine, preliminary, start-up, pre-functional and operational testing of building equipment and systems as necessary to confirm operational compliance with requirements of the Contract Documents.

8.2.1.4 All subsequent tests on original or replaced materials conducted as a result of prior testing failure.

8.2.2 **Owner Testing.** The Owner reserves the right to subject materials and systems incorporated into the Project to routine tests as may be specified or as deemed necessary by the ODR or the A/E to insure compliance with the quality and/or performance requirements of the Contract Documents and/or with laws, ordinances, rules, regulations and/or orders of any public authority having jurisdiction. The results of such “quality assurance” testing will be provided to the Contractor and, to the extent provided, the Contractor may rely on findings.

8.2.3 All testing shall be performed in accordance with standard test procedures by an accredited laboratory, or special consultant as appropriate, acceptable to the Owner. Results of all tests shall be provided promptly to the ODR, A/E and the Contractor.

8.2.4 **Non-Compliance (Test Results).** Should any of the tests indicate that a material and/or system does not comply with the contract
requirements, the burden of proving compliance remains with the Contractor. The tests are subject to the following conditions:

8.2.4.1 The Contractor's selected laboratory must be acceptable to the Owner.

8.2.4.2 The quality and nature of the tests must be acceptable to the Owner.

8.2.4.3 All tests must be taken in the presence of the A/E and/or ODR, or their representatives.

8.2.4.4 If tests confirm that the material/systems comply with Contract Documents, the Owner will pay the cost of the test.

8.2.4.5 If tests reveal noncompliance, the Contractor will pay the laboratory fees and costs of that particular test and all future tests of that failing Work, necessary to eventually confirm compliance with Contract Documents.

8.2.4.6 Proof of noncompliance with the Contract Documents will make the Contractor liable for any corrective action which the ODR determines appropriate, including complete removal and replacement of non-compliant work or material.

8.2.5 Notice of Testing. The Contractor shall give the ODR and the A/E timely notice of its readiness and the date arranged so the ODR and A/E may observe such inspection, testing or approval.

8.2.6 Test Samples. The Contractor is responsible for providing Samples of sufficient size for test purposes and for coordinating such tests with the Work Progress Schedule to avoid delay.

8.2.7 Covering Up Work. If the Contractor covers up any Work without providing the Owner an opportunity to inspect, the Contractor shall, if requested by the ODR, uncover and recover the Work at Contractor's expense.

8.3 Submittals

8.3.1 Contractor's Submittals. The Contract shall submit with reasonable promptness consistent with the Work Project Schedule and in orderly sequence all Shop Drawings, Samples, or other information required by the Contract Documents, or subsequently required by Change Order. Prior to submitting, the Contractor shall review each submittal for compliance with the Contract Documents and certify its approval
by an approval stamp affixed to each copy. Submittal data presented without the Contractor’s certification will be returned without review or comment, and any delay resulting from such certification is the Contractor's responsibility.

8.3.1.1 Within twenty-one (21) calendar days of the effective date of the Notice to Proceed with construction, the Contractor shall submit to the ODR, and the A/E, a submittal schedule/register, organized by specification section, listing all items to be furnished for review and approval by the A/E and Owner. The list shall include Shop Drawings, manufacturer’s literature, certificates of compliance, materials samples, materials colors, guarantees, and all other items identified throughout the Specifications.

8.3.1.2 The Contractor shall indicate the type of item, contract requirements reference, and Contractor’s scheduled dates for submitting the item along with the requested dates for approval answers from the A/E and Owner. The submittal register shall indicate the projected dates for procurement of all included items and shall be updated at least monthly with actual approval and procurement dates. The Contractor shall show and allow a minimum of thirty (30) calendar days duration after receipt by the A/E and ODR for review and approval. If re-submittal is required, allow a minimum of an additional fifteen (15) calendar days for review. Submit the updated submittal register with each request for progress payment. The Owner may establish routine review procedures and schedules for submittals at the preconstruction conference and/or elsewhere in the Contract Documents. Failure to update and provide the submittal schedule/register as required shall constitute cause for Owner to withhold payment otherwise due.

8.3.1.3 The Contractor shall coordinate the submittal register with the Work Progress Schedule. Do not schedule Work requiring a submittal to begin prior to scheduling review and approval of the related submittal. The Contractor shall revise and/or update both schedules monthly to ensure consistency and current project data. The Contractor shall provide to the ODR the updated submittal register and schedule with each application for progress payment. The Contractor shall refer to the requirements for the Work Progress Schedule for inclusion of procurement activities therein. Regardless, the submittal register shall identify dates submitted and returned and shall be used to confirm status and disposition of
particular items submitted, including approval or other action taken and other information not conveniently tracked through the Work Progress Schedule.

8.3.1.4 By submitting Shop Drawings, Samples or other required information, the Contractor represents and certifies that it has determined and verified all applicable field measurements, field construction criteria, materials, catalog numbers and similar data; and has checked and coordinated each Shop Drawing and Sample with the requirements of the Work and the Contract Documents.

8.3.2 Review of Submittals. A/E and ODR review is only for conformance with the design concept and the information provided in the Contract Documents. Responses to submittals will be in writing. The approval of a separate item does not indicate approval of an assembly in which the item functions. The approval of a submittal does not relieve the Contractor of responsibility for any deviation from the requirements of the Contract unless the Contractor informs the A/E and ODR of such deviation in a clear, conspicuous, and written manner on the submittal transmittal and at the time of submission, and obtains the A/E’s and Owner’s written specific approval of the particular deviation.

8.3.3 Correction and Resubmission. The Contractor shall make any corrections required to a submittal and resubmit the required number of corrected copies promptly so as to avoid delay, until submittal approval. When applicable, the Contractor shall direct attention of the A/E and the ODR in writing to any new revisions other than the corrections requested on previous submissions.

8.3.4 Limits on Shop Drawing Approvals. The Contractor shall not commence any Work requiring a submittal until approval of the submittal. The Contractor shall construct all such work in accordance with approved submittals. Approval of Shop Drawings and Samples is not authorization to Contractor to perform extra work or changed work unless authorized through a Change Order. The A/E’s and ODR’s approval, if any, does not relieve Contractor from responsibility for defects in the Work resulting from errors or omissions of any kind on the submittal, regardless of any approval action.

8.3.5 No Substitutions Without Approval. The ODR and the A/E may receive and consider the Contractor’s request for substitution when the Contractor agrees to reimburse the Owner for review costs and satisfies 8.3.5.1, 8.3.5.2, and 8.3.5.3 in combination with one or more
of the items in 8.3.5.4 through 8.3.5.11 of the following conditions, as
determined by the Owner. If the Contractor does not satisfy these
conditions, the ODR and A/E will return the request without action
except to record noncompliance with these requirements. The Owner
will not consider the request if the Contractor cannot provide the
product or method because of failure to pursue the Work promptly or
coordinate activities properly.

8.3.5.1 The Contract Documents do not require extensive
revisions.

8.3.5.2 Proposed changes are in keeping with the general intent of
the Contract Documents and the design intent of the A/E
and do not result in an increase in cost to the Owner.

8.3.5.3 The request is timely, fully documented, and properly
submitted.

8.3.5.4 The Contractor cannot provide the specified product,
assembly or method of construction within the Contract
Time.

8.3.5.5 The request directly relates to an "or-equal" clause or similar
language in the Contract Documents.

8.3.5.6 The request directly relates to a "product design standard"
or "performance standard" clause in the Contract
Documents.

8.3.5.7 The requested substitution offers the Owner a substantial
advantage in cost, time, energy conservation or other
considerations, after deducting additional responsibilities the
Owner must assume.

8.3.5.8 The specified product or method of construction cannot
receive necessary approval by an authority having
jurisdiction, and the ODR can approve the requested
substitution.

8.3.5.9 The Contractor cannot provide the specified product,
assembly or method of construction in a manner that is
compatible with other materials and the Contractor certifies
that the substitution will overcome the incompatibility

8.3.5.10 The Contractor cannot coordinate the specified product,
assembly or method of construction with other materials
and the Contractor certifies it can coordinate the proposed substitution.

8.3.5.11 The specified product, assembly or method of construction cannot provide a warranty required by the Contract Documents and the Contractor certifies that the proposed substitution provides the required warranty.

8.3.6 Unauthorized Substitutions at Contractor’s Risk. The Contractor is financially responsible for any additional costs or delays resulting from using materials, equipment or fixtures other than those specified. The Contractor shall reimburse the Owner for any increased design or contract administration costs resulting from such unauthorized substitutions.

8.4 Field Mock-up.

8.4.1 Mock-ups shall be constructed prior to commencement of a specified scope of work to confirm acceptable workmanship.

8.4.1.1 As a minimum, field mock-ups shall be constructed for roofing systems, exterior veneer/finish systems, glazing systems, and any other Work requiring a mock-up as identified throughout the Contract Documents. Mock-ups for systems not part of the project scope shall not be required.

8.4.1.2 Mock-ups may be incorporated into the Work if allowed by the Contract Documents and if acceptable to the ODR. If mock-ups are freestanding, they shall remain in place until otherwise directed by the Owner.

8.4.1.3 The Contractor shall include field mock-ups in their Work Progress Schedule and shall notify the ODR and A/E of readiness for review sufficiently in advance to coordinate review without delay.

8.5 Inspection During Construction.

8.5.1 The Contractor shall provide sufficient, safe, and proper facilities, including equipment, as necessary for safe access at all reasonable times for observation and/or inspection of the Work by the Owner and its agents.

8.5.2 The Contractor shall not cover up any work with finishing materials or other building components prior to providing the Owner and its agents an opportunity to perform an inspection of the Work.
8.5.2.1 Should corrections of the Work be required for approval, the Contractor shall not cover up corrected Work until the Owner indicates approval.

8.5.2.2 The Contractor shall provide notification of at least five (5) working days or otherwise as mutually agreed, to the ODR of the anticipated need for a cover-up inspection. Should the ODR fail to make the necessary inspection within the agreed period, the Contractor may proceed with cover up Work, but is not relieved of responsibility for Work to comply with requirements of the Contract Documents.

**Article 9. Construction Schedules**

9.1. **Contract Time.** TIME IS AN ESSENTIAL ELEMENT OF THE CONTRACT. The Contract Time is the time between the dates indicated in the Notice to Proceed for the Date of Commencement (Start Date) and for achieving Substantial Completion. The Contract Time can be modified only by Change Order. Failure to achieve Substantial Completion within the Contract Time, and Final Completion within thirty (30) days following Substantial Completion or as otherwise agreed to in writing will cause damage to the Owner and may subject the Contractor to Liquidated Damages as provided in Article 9.11.

9.2. **Notice to Proceed.** The Owner will issue a Notice to Proceed which shall state the dates for beginning Work (the Date of Commencement) and for achieving Substantial Completion and Final Completion of the Work.

9.3. **Work Progress Schedule.** Refer to Special Conditions and Division 1 General Administration Specifications for additional schedule requirements. Unless indicated otherwise in those documents, Contractor shall submit to the ODR and the A/E its initial Work Progress Schedule for the Work in relation to the entire Project not later than twenty-one (21) days after the effective date of the Notice to Proceed. Unless otherwise indicated in the Contract Documents, the Work Progress Schedule shall be based upon a computerized Critical Path Method (CPM) with full reporting capability. This initial schedule shall indicate the dates for starting and completing the various aspects required to complete the Work, including mobilization, procurement, installation, testing, inspection, and acceptance of all the Work of the Contract. When acceptable to the Owner, the initially accepted schedule shall be the Baseline Schedule for comparison to actual conditions throughout the contract duration.

9.3.1 **Schedule Requirements.** The Contractor shall submit an electronic and a paper copy of the initial Work Progress Schedule reflecting
accurate and reliable representations of the planned progress of the Work, the Work to date if any, and of the Contractor’s actual plans for its completion. The Contractor shall organize and provide adequate detail so the Work Progress Schedule is capable of measuring and forecasting the effect of delaying events on completed and uncompleted activities.

9.3.1.1 The Contractor shall re-submit initial Schedule as required to address review comments from A/E and ODR until such Schedule is accepted as the Baseline Schedule.

9.3.1.2 Submittal of a schedule, schedule revision or schedule update constitutes the Contractor’s representation to the Owner of the accurate depiction of all progress to date and that the Contractor will follow the schedule as submitted in performing the Work.

9.3.2 Schedule Updates. The Contractor shall update the Work Progress Schedule and the Submittal Schedule monthly, as a minimum, to reflect progress to date and current plans for completing the Work, and submit a paper and electronic copy of the update to the A/E and ODR as directed. The Owner has no duty to make progress payments unless accompanied by the updated Work Progress Schedule. The Contractor shall show the anticipated date of completion reflecting all extensions of time granted through Change Order as of the date of the update. The Contractor may revise the Progress Schedule logic only with the Owner’s concurrence when in the Contractor’s judgment it becomes necessary for the management of the Work. The Contractor shall identify all proposed changes to the schedule logic to the Owner and to the A/E via an Executive Summary accompanying the updated schedule for review prior to implementation of revisions.

9.3.3 The Work Progress Schedule is for the Contractor’s use in managing the Work, and submittal of the Schedule and successive updates or revisions, is for the information of the Owner and to demonstrate that the Contractor has complied with requirements for planning the Work. The Owner’s acceptance of a schedule, schedule update or revision, constitutes the Owner’s agreement to coordinate its own activities with the Contractor’s activities as shown on the schedule.

9.3.3.1 Acceptance of the Work Progress Schedule, or an update and/or revision thereto does not indicate any approval of the Contractor’s proposed sequences and duration.
9.3.3.2 Acceptance of a Work Progress Schedule update or revision indicating early or late completion does not constitute the Owner's consent, alter the terms of the Contract, or waive either the Contractor's responsibility for timely completion or the Owner's right to damages for the Contractor's failure to do so.

9.3.3.3 The Contractor's scheduled dates for completion of any activity or the entire Work do not constitute a change in terms of the Contract. Change Orders are the only method of modifying the completion date(s) and Contract Time.

9.4. **Ownership of Float.** Unless indicated otherwise in the Contract Documents, the Contractor shall develop the Work Progress Schedule and its execution plan to provide a minimum of 10 percent total float at the project level at acceptance of the Baseline Schedule. Float time contained in the Work Progress Schedule is not for the exclusive benefit of the Contractor or the Owner, but belongs to the Project and may be consumed by either party as needed on a first-used basis.

9.5. **Completion of Work.** The Contractor is accountable for completing the Work in the time stated in the Contract, or as otherwise amended by Change Order.

9.5.1 If, in the judgment of the Owner, the work is behind schedule and the rate of placement of work is inadequate to regain scheduled progress to insure timely completion of the entire Work or a separable portion thereof, the Contractor, when so informed by the Owner, shall immediately take action to increase the rate of work placement by:

9.5.1.1 An increase in working forces.

9.5.1.2 An increase in equipment or tools.

9.5.1.3 An increase in hours of work or number of shifts.

9.5.1.4 Expediting delivery of materials.

9.5.1.5 Other action proposed if acceptable to Owner.

9.5.2 Within ten (10) calendar days after such notice from the ODR, the Contractor shall notify the ODR in writing of the specific measures taken and/or planned to increase the rate of progress. The Contractor shall include an estimate as to the date of scheduled progress recovery and an updated Work Progress Schedule illustrating the Contractor's plan for achieving timely completion of the
Project. Should the ODR deem the plan of action inadequate, the Contractor shall take additional steps or make adjustments as necessary to its plan of action until it meets with the ODR’s approval.

9.6 Modification of the Contract Time

9.6.1 Delays and extension of time as hereinafter described are valid only if executed in accordance with provisions set forth in Article 11.

9.6.2 When a delay defined herein as excusable prevents the Contractor from completing the Work within the Contract Time, the Contractor is entitled to an extension of time. The Owner will make an equitable adjustment and extend the number of calendar days lost because of excusable delay, as measured by the Contractor’s progress schedule. All extensions of time will be granted in calendar days. In no event, however, will an extension of time be granted for delays that merely extend the duration of non-critical activities, or which only consume float without delaying the project completion date.

9.6.2.1 "A Weather Day" is a day on which the Contractor’s current schedule indicates Work is to be done, and on which inclement weather and related site conditions prevent the Contractor from performing seven continuous hours of Work between the hours of 7:00 a.m. and 6:00 p.m. Weather days are excusable non-compensatory delays. When weather conditions at the Site prevent Work from proceeding, the Contractor shall immediately notify the ODR for confirmation of the conditions. At the end of each calendar month, the Contractor shall submit to the ODR and A/E a list of Weather Days occurring in that month along with documentation of the impact on critical activities. Based on confirmation by the ODR, any time extension granted will be issued by Change Order for those weather days during that month which exceed the number expected, as shown in the Rainfall Table located in Special Conditions. If the Contractor and Owner cannot agree on the time extension, the Owner may issue a Unilateral Change Order for a fair and reasonable time extension.

9.6.2.2 Excusable Delay. The Contractor is entitled to an equitable adjustment of time, issued via Change Order, for delays caused by the following:

9.6.2.2.1 Errors, omissions and imperfections in design which the A/E corrects by means of changes in the Drawings and Specifications.
9.6.2.2 Unanticipated physical conditions at the Site which the A/E corrects by means of changes to the Drawings and Specifications or for which the ODR directs changes in the Work identified in the Contract Documents.

9.6.2.3 Changes in the Work that affect activities identified in the Contractor's schedule as "critical" to completion of the entire Work, if such changes are ordered by the ODR or the A/E.

9.6.2.4 Suspension of Work for unexpected natural events (sometimes called "acts of God"), civil unrest, strikes or other events which are not within the reasonable control of the Contractor.

9.6.2.5 Suspension of Work for convenience of the ODR, which prevents Contractor from completing the Work within the Contract Time.

9.6.3 The Contractor's relief in the event of such delays is the time impact to the critical path as determined by analysis of the Contractor's schedule. In the event that the Contractor incurs additional direct costs because of the delay, they are to be determined pursuant to the provisions of Article 11.

9.7 **No Damages for Delay.** The Contractor has no claim for monetary damages for delay or hindrances to the Work from any cause, including without limitation any act or omission of the Owner.

9.8 **Concurrent Delay.** When the completion of the Work is simultaneously delayed by an excusable delay and a delay arising from a cause not designated as excusable, the Contractor may not be entitled to a time extension for the period of concurrent delay.

9.9 **Other Time Extension Requests.** Time extensions requested in association with changes to the Work directed or requested by the Owner shall be included with the Contractor's proposed costs for such change. Time extensions requested for inclement weather are covered by paragraph 9.6.2.1 above. If the Contractor believes that the completion of the Work is delayed by a circumstance other than for changes directed to the Work or weather, it shall give the ODR written notice, stating the nature of the delay and the activities potentially affected, within five (5) calendar days after the onset of the event or circumstance giving rise to the delay. The Contractor shall provide sufficient written evidence to document the delay. In the case
of a continuing cause of delay, only one notice of delay is necessary. The Contractor shall state claims for extensions of time in numbers of whole or half calendar days.

9.9.1 Within ten (10) calendar days after the cessation of the delay, the Contractor shall formalize its request for extension of time in writing to include a full analysis of the impact of the delay on the Work Progress Schedule and substantiation of the excusable nature of the delay. All changes to the Contract Time or made as a result of such claims is by Change Order, as set forth in Article 11.

9.9.2 No extension of time releases the Contractor or the Surety furnishing a performance or payment bond from any obligations under the Contract or such bond. Those obligations remain in full force until the discharge of the Contract.

9.9.3 Contents of Time Extension Requests. The Contractor shall provide with each time extension request a quantitative demonstration of the impact of the delay on project completion time, based on the Work Progress Schedule. The Contractor shall include with Time Extension Requests a reasonably detailed narrative setting forth:

9.9.3.1 The nature of the delay and its cause; the basis of the Contractor’s claim of entitlement to a time extension.

9.9.3.2 Documentation of the actual impacts of the claimed delay on the critical path indicated in the Contractor’s Work Progress Schedule, and any concurrent delays.

9.9.3.3 Description and documentation of steps taken by the Contractor to mitigate the effect of the claimed delay, including, when appropriate, the modification of the Work Progress Schedule.

9.9.4 Owner’s Response. The Owner will respond to the Time Extension Request by providing to the Contractor written notice of the number of days granted, if any, and giving its reason if this number differs from the number of days requested by the Contractor.

9.9.4.1 The Owner will not grant time extensions for delays that do not affect the Contract Completion Date.

9.9.4.2 The Owner will respond to each properly submitted Time Extension Request within fifteen (15) calendar days following receipt. If the Owner cannot reasonably make a determination about the Contractor’s entitlement to a time
extension within that time, the Owner will notify the Contractor in writing. Unless otherwise agreed by the Contractor, the Owner has no more than fifteen (15) additional calendar days to prepare a final response. If the Owner fails to respond within forty-five (45) calendar days from the date the Time Extension Request is received, the Contractor is entitled to a time extension in the amount requested.

9.10 Failure to Complete Work Within the Contract Time. **TIME IS OF THE ESSENCE OF THIS CONTRACT.** The Contractor’s failure to substantially complete the Work within the Contract Time or to achieve Final Completion as required will cause damage to the Owner. These damages are liquidated by agreement of the Contractor and the Owner, as set forth in Article 9.11 below.

9.11 Liquidated Damages. *For each consecutive calendar day after the date of Substantial Completion, plus any extensions of time granted by Change Order, that the Work is not substantially completed, Contractor shall pay to Owner, within ten (10) days following written demand, an amount determined by the following schedule:*

<table>
<thead>
<tr>
<th>AACC</th>
<th>Liquidated Damages per day</th>
</tr>
</thead>
<tbody>
<tr>
<td>$1,000,000</td>
<td>$2,500</td>
</tr>
<tr>
<td>$15,000,000</td>
<td>$5,000</td>
</tr>
<tr>
<td>$30,000,000</td>
<td>$7,500</td>
</tr>
<tr>
<td>$45,000,000</td>
<td>$10,000</td>
</tr>
<tr>
<td>$60,000,000</td>
<td>$12,500</td>
</tr>
<tr>
<td>$70,000,000</td>
<td>$15,000</td>
</tr>
<tr>
<td>$80,000,000</td>
<td>$17,500</td>
</tr>
<tr>
<td>$100,000,000 and over</td>
<td>$20,000</td>
</tr>
</tbody>
</table>

*not as a penalty but as liquidated damages representing the parties’ estimate at the time of contract execution of the damages that Owner will sustain for late completion. Owner may also recover the liquidated damages from any money due or that becomes due Contractor. The amount of liquidated damages may be adjusted by Owner in Special Conditions.*

*The parties stipulate and agree that the actual damages sustained by Owner for late completion of the Project will be uncertain and difficult to ascertain, that calculating Owner’s actual damages would be impractical, unduly burdensome, and cause unnecessary delay, and that the amount of daily liquidated damages set forth above is a reasonable estimate.*
Payment of the liquidated damages does not preclude recovery by Owner of other damages or losses under other provisions of the Contract, except for claims related to delays in Substantial Completion or Final Completion. Owner’s right to receive liquidated damages shall not affect Owner’s right to terminate the Contract as provided in these UGSC or elsewhere in the Contract Documents, nor shall termination of the Contract release Contractor from the obligation to pay the liquidated damages.

Article 10. Payments

10.1. Schedule of Values. The Contractor shall submit to the ODR and the A/E for acceptance a Schedule of Values, or Work Breakdown, accurately itemizing material and labor for the various classifications of the Work based on the organization of the specification sections and using the same activity names and terms as the Work Progress Schedule. The accepted Schedule of Values will be the basis for the progress payments under the Contract.

10.1.1 No progress payments will be made prior to receipt and acceptance of the Schedule of Values, provided in such detail as required by the ODR, and submitted not less than twenty-one calendar (21) days prior to the first request for payment. The Schedule of Values shall follow the order of trade divisions of the Specifications and include costs for general conditions, fees, contingencies, and Owner cash allowances, if applicable, so that the sum of the items will equal the Contract Sum. As appropriate, the Contractor shall assign labor and/or material values to each item, the subtotal thereof equaling the value of the Work in place when complete.

10.1.2 The Contractor shall retain a copy of all worksheets used in preparation of its bid or proposal, supported by a notarized statement that the worksheets are true and complete copies of the documents used to prepare the bid or proposal, and make the worksheets available to the ODR at the time of Contract execution. Thereafter the Contractor shall grant the Owner during normal business hours access to said notarized copy of worksheets at any time during the period commencing upon execution of the Contract and ending one year after final payment.

10.2. Progress Payments. The Contractor will receive periodic progress payments for Work performed, materials in place, suitably stored on site, or as otherwise agreed to by the Owner and the Contractor. Payment is not due until receipt by the ODR or his designee of a correct and complete Pay Application in electronic and/or hard copy format as set forth in Special
Conditions or Division 1 Specifications, and certified by the A/E. Progress payments are made provisionally and do not constitute acceptance of Work not in accordance with the Contract Documents. The Owner will not process progress payment applications for Change Order work until all parties execute the Change Order.

10.2.1 Preliminary Pay Worksheet. Once each month that a progress payment is to be requested, the Contractor shall submit to the A/E and the ODR a complete, clean copy of a preliminary pay worksheet or Preliminary Pay Application, to include the following:

10.2.1.1 The Contractor’s estimate of the amount of Work performed, labor furnished and materials incorporated into the Work, using the established Schedule of Values.

10.2.1.2 An updated Work Progress Schedule including the Executive Summary and all required schedule reports.

10.2.1.3 HUB Subcontracting Plan reports.

10.2.1.4 Such additional documentation as Owner may require as set forth elsewhere in the Contract Documents.

10.2.2 Contractor’s Application for Progress Payment. As soon as practicable, but in no event later than seven days after receipt of the Preliminary Pay Worksheet, the A/E and ODR will meet with the Contractor to review the Preliminary Pay Worksheet and to observe the condition of the Work. Based on this review, the ODR and the A/E may require modifications to the Preliminary Pay Worksheet prior to the submittal of an application for progress payment, and will promptly notify the Contractor of revisions necessary for approval. As soon as practicable, the Contractor shall submit its Invoice on the appropriate and completed form, reflecting the required modifications to the Schedule of Values required by the A/E and/or ODR. The Contractor shall attach all additional documentation required by the ODR and/or A/E, as well as an affidavit affirming that all payrolls, bills for labor, materials, equipment, subcontracted work and other indebtedness connected with the Contractor’s invoice are paid or will be paid within the time specified in Tex. Gov’t Code, Chapter 2251. No invoice is complete unless it fully reflects all required modifications, and attaches all required documentation including the Contractor’s affidavit.

10.2.3 Certification by A/E. Within five days or earlier following the A/E’s receipt of the Contractor’s formal invoice, the A/E will review the application for progress payment for completeness, and forward to
the ODR. The A/E will certify that the application is complete and payable, or that it is incomplete, stating in particular what is missing. If the Invoice is incomplete, the Contractor shall make the required corrections and resubmit the Invoice for processing.

10.3 Owner’s Duty to Pay. The Owner has no duty to pay the Contractor except on receipt by the ODR of: 1) a complete Invoice certified by the A/E, and 2) the Contractor’s updated Work Progress Schedule, and 3) confirmation that the Contractor’s as-built documentation at the Site is kept current.

10.3.1 Payment for stored materials and/or equipment confirmed by the Owner and A/E to be on-site or otherwise properly stored is limited to 85 percent of the invoice price or 85 percent of the scheduled value for the materials or equipment, whichever is less.

10.3.2 Retainage. The Owner will withhold from each progress payment, as retainage, 5 percent of the total earned amount, or the amount authorized by law. Retainage is managed in conformance with Tex. Gov’t Code, Chapter 2252, Government Code, subchapter B.

10.3.2.1 The Contractor shall provide written consent of its Surety for any request for reduction or release of retainage.

10.3.2.2 At least sixty-five (65) percent of the total Contract must be completed before the Owner can consider a retainage reduction or release.

10.3.3 Price Reduction to Cover Loss. The Owner may reduce any Periodic Invoice, or application for Progress Payment, prior to payment to the extent necessary to protect the Owner from loss on account of actions of the Contractor including, but not limited to:

10.3.3.1 Defective or incomplete Work not remedied.

10.3.3.2 Damage to Work of a separate Contractor.

10.3.3.3 Failure to maintain scheduled progress or reasonable evidence that the Work will not be completed within the Contract Time.

10.3.3.4 Persistent failure to carry out the Work in accordance with the Contract Documents.

10.3.3.5 Reasonable evidence that the Work cannot be completed for the unpaid portion of the Contract Sum.
10.3.3.6 Assessment of fines for violations of Prevailing Wage Rate law; or

10.3.3.7 Failure to include the appropriate amount of retainage for that periodic progress payment.

10.3.4 Title to all material and Work covered by progress payments transfers to the Owner upon payment.

10.3.4.1 Transfer of title to Owner does not relieve the Contractor of the sole responsibility for the care and protection of materials and Work upon which payments have been made until final acceptance of the entire Work, or the restoration of any damaged Work, or waive the right of the Owner to require the fulfillment of all the terms of the Contract.

10.4 Progress payments to the Contractor do not release the Contractor or its surety from any obligations under the Contract.

10.4.1 Upon the Owner’s request, the Contractor shall furnish manifest proof of the status of Subcontractor’s accounts in a form acceptable to the Owner.

10.4.2 Pay estimate certificates must be signed by a corporate officer or a representative duly authorized by the Contractor.

10.4.3 The Contractor shall provide copies of bills of lading, invoices, delivery receipts or other evidence of the location and value of such materials in requesting payment for materials.

10.4.4 For purposes of Tex. Gov’t Code § 2251.021(a)(2), the date the performance of service is complete is the date when the Owner’s representative approves the application for payment.

10.5 Off-Site Storage. With prior approval by the Owner and in the event Contractor elects to store materials at an off-site location, abide by the following conditions, unless otherwise agreed to in writing by the Owner.

10.5.1 Store materials in a Bonded Commercial Warehouse.

10.5.2 Provide separate Insurance Coverage adequate not only to cover materials while in storage, but also in transit from the off-site storage areas to the Project Site. Copies of duly authenticated certificates of insurance, made out to insure the Owner must be filed with the Owner’s representative.
10.5.3 Inspection by Owner’s representative is allowed at any time. The Owner’s Inspectors must be satisfied with the security, control, maintenance, and preservation measures.

10.5.4 Materials for this Project are physically separated and marked for the Project in a sectioned-off area. Only materials which have been approved through the submittal process are to be considered for payment.

10.5.5 Owner reserves the right to reject materials at any time prior to final acceptance of the complete Project if they do not meet Contract requirements regardless of any previous progress payment made.

10.5.6 With each monthly payment estimate, submit a report to the ODR, A/E, and Inspector listing the quantities of materials already paid for and still stored in the off-site location.

10.5.7 Make warehouse records, receipts and invoices available to Owner’s representatives, upon request, to verify the quantities and their disposition.

10.5.8 In the event of Contract termination or default by Contractor, the items in storage off-site, upon which payment has been made, will be promptly turned over to Owner or Owner’s agents at a location near the jobsite as directed by the ODR. The full provisions of performance and payment bonds on this Project cover the materials off-site in every respect as though they were stored on the Project Site.

Article 11. Changes

11.1 Change Orders. A Change Order issued after execution of the Contract is a written order to the Contractor, signed by the ODR, the Contractor, and the A/E, authorizing a change in the Work or an adjustment in the Contract Sum or the Contract Time. The Contract Sum and the Contract Time can only be changed by Change Order. A Change Order signed by the Contractor indicates his agreement therewith, including the adjustment in the Contract Sum and/or the Contract Time. The ODR may issue written authorization for the Contractor to proceed with work of a Change Order in advance of final execution by all parties. In the absence of an agreement with the Contractor on a Change Order, the Owner may issue a Unilateral Change Order that will have the full force and effect of a contract modification. The issuance of a Unilateral Change Order does not prejudice the Contractor’s rights to make claims or to appeal disputed matters under terms of the Contract.
11.1.1 The Owner, without invalidating the Contract, \textit{and without prior approval of the surety}, may order changes in the Work within the general scope of the Contract consisting of additions, deletions or other revisions, and the Contract Sum and the Contract Time will be adjusted accordingly. All such changes in the Work shall be authorized by Change Order, and shall be performed under the applicable conditions of the Contract Documents. If such changes cause an increase or decrease in the Contractor's cost of, or time required for, performance of the Contract, an equitable adjustment shall be made and confirmed in writing in a Change Order.

11.1.2 It is recognized by the parties hereto and agreed by them that the Drawings and Specifications may not be complete or free from errors, omissions and imperfections or that they may require changes or additions in order for the Work to be completed to the satisfaction of Owner and that, accordingly, it is the express intention of the parties, notwithstanding any other provisions in this Contract, that any errors, omissions or imperfections in such Drawings and Specifications, or any changes in or additions to same or to the Work ordered by Owner and any resulting delays in the Work or increases in Contractor's costs and expenses, shall not constitute or give rise to any claim, demand or cause of action of any nature whatsoever in favor of Contractor, whether for breach of contract, \textit{quantum meruit}, or otherwise; provided, however, that Owner shall be liable to Contractor for the sum stated to be due Contractor in any Change Order approved and signed by both parties, it being agreed hereby that such sum, together with any extension of time contained in said Change Order, shall constitute full compensation to Contractor for all costs, expenses and damages to Contractor, whether direct, consequential or otherwise in any wise incident to, arising out of, or resulting directly or indirectly from the work performed by Contractor under such Change Order.

11.1.3 Procedures for administration of Change Orders shall be established by the Owner and stated elsewhere in the Contract Documents.

11.1.4 Except as provided above, no order, oral statement, or direction of the Owner or his duly appointed representative shall be treated as a change under this article or entitle the Contractor to an adjustment.

11.1.5 The Contractor agrees that the Owner or any of its duly authorized representatives shall have access and the right to examine any directly pertinent books, documents, papers, and records of the Contractor. Further, the Contractor agrees to include in all its subcontracts a provision to the effect that the Subcontractor agrees that the Owner or any of its duly authorized representatives shall
have access to and the right to examine any directly pertinent books, documents, papers and records of such Subcontractor relating to any claim arising from this Contract, whether or not the Subcontractor is a party to the claim. The period of access and examination described herein which relates to appeals under the Disputes article of the Contract, litigation, or the settlement of claims arising out of the performance of the Contract shall continue until final disposition of such claims, appeals or litigation.

11.2 Unit Prices. If unit prices are stated in the Contract Documents or subsequently agreed upon, and if the quantities originally contemplated are so changed in a Change Order that application of the agreed unit prices to the quantities of work proposed will cause substantial inequity to the Owner or the Contractor, the applicable unit prices shall be equitably adjusted as provided in the Special Conditions or as agreed to by the parties and incorporated into the Change Order.

11.3 Claims for Additional Costs

11.3.1 If the Contractor wishes to make a claim for an increase in the Contract Sum not related to a requested change, it shall give the Owner and the A/E written notice thereof within twenty-one (21) days after the occurrence of the event giving rise to such claim, but, in any case before proceeding to execute the work considered to give rise to the additional cost or time, except in an emergency endangering life or property in which case the Contractor shall act in accordance with Article 7.2.1. No such claim shall be valid unless so made. If the Owner and the Contractor cannot agree on the amount of the adjustment in the Contract Sum, it shall be determined as set forth under Article 15. Any change in the Contract Sum resulting from such claim shall be authorized by Change Order.

11.3.2 If the Contractor claims that additional cost is involved because of, but not limited to: 1) any written interpretation of the Contract Documents, 2) any order by the Owner to stop the Work pursuant to Article 14 where the Contractor was not at fault, or 3) any written order for a minor change in the Work issued pursuant to Article 11.4, the Contractor shall make such claim as provided in Article 11.3.1.

11.3.3 Should the Contractor or its Subcontractors fail to call attention of the A/E to obvious discrepancies or omissions in the Bid/Proposal Documents during the pre-bid/pre-proposal period, but claim additional costs for corrective work after contract award, the Owner may assume intent to circumvent competitive bidding for necessary corrective work. In such case, the Owner may choose to let a separate contract for the corrective work, or issue a Unilateral
Change Order to require performance by the Contractor. Claims for time extensions or for extra cost resulting from delayed notice of contract document discrepancies or omissions will not be considered by the Owner.

11.4. Minor Changes. The A/E, with concurrence of the ODR, will have authority to order minor changes in the Work not involving an adjustment in the Contract Sum or an extension of the Contract Time. Such changes shall be effected by written order which the Contractor shall carry out promptly and record on as-built record documents.

11.5. Concealed Site Conditions. If, in the performance of the Contract, subsurface, latent or concealed conditions at the Site are found to be materially different from the information included in the bid/proposal documents, or if unknown conditions of an unusual nature are discovered differing materially from the conditions usually inherent in work of the character shown and specified, the ODR and the A/E shall be notified in writing of such conditions before they are disturbed. Upon such notice, or upon its own observation of such conditions, the A/E, with the approval of the ODR, will promptly make such changes in the Drawings and Specifications as they deem necessary to conform to the different conditions, and any increase or decrease in the cost of the Work, or in the time within which the Work is to be completed, resulting from such changes will be adjusted by Change Order, subject to the prior approval of the ODR.

11.6. Extension of Time. All Changes to the Contract Time shall be made as a consequence of requests as required under Article 9.6, and as documented by Change Order as provided under Article 11.1.

11.7 Administration of Change Orders. All changes in the Contract shall be administered in accordance with procedures approved by the Owner, and when required make use of such electronic information management system(s) as the Owner may employ.

11.7.1 Routine changes in the Contract shall be formally initiated by the **ODR, Contractor or A/E** by means of a contract change form detailing requirements of the proposed change for pricing by the Contractor. This action may be preceded by communications between the Contractor, A/E and ODR concerning the need and nature of the change, but such communications shall not constitute a basis for beginning the proposed Work by the Contractor. Except for emergency conditions described below, approval of the Contractor's cost proposal by the Owner will be required for authorization to proceed with the Work being changed. The Owner will not be responsible for the cost of work changed without prior approval and the Contractor may be required to remove work so installed.
11.7.2 All proposed costs for change order work must be supported by itemized accounting of material, equipment and associated itemized installation costs in sufficient detail, following the outline and organization of the established Schedule of Values, to permit analysis by the A/E and ODR using current estimating guides and/or practices. Photocopies of Subcontractor and vendor proposals shall be furnished unless specifically waived by the ODR. Contractor shall provide written response to a Contract Revision within twenty-one (21) calendar days of receipt.

11.7.3 Any unexpected circumstance which necessitates an immediate change in order to avoid a delay in progress of the Work may be expedited by written communication and authorization between the Contractor and Owner. A limited scope not-to-exceed estimate of cost and time will be requested prior to authorizing Work to proceed. Should the estimate be impractical for any reason, the ODR may authorize the use of detailed cost records of such Work to establish and confirm the actual costs and time for documentation in a formal Change Order.

11.7.4 Emergency changes to save life or property may be initiated by the Contractor alone (see Article 7.3) with the claimed cost and/or time of such work to be fully documented as to necessity and detail of the reported costs and/or time.

11.7.5 The method of incorporating approved change orders into the parameters of the accepted Schedule of Values must be coordinated and administered in a manner acceptable to the ODR.

11.8 Pricing Change Order Work. The amounts that the Contractor and/or its Subcontractors add to a Contract Change for profit and overhead will also be considered by the Owner before approval is given and a Change Order issued. The amounts established hereinafter are the maximums that are acceptable to the Owner.

11.8.1 For work performed by its forces, the Contractor will be allowed its actual costs for materials, equipment charges, the total amount of wages paid for labor, the total cost of Federal Old Age Benefit (Social Security Tax) and for Worker’s Compensation and Comprehensive General Liability Insurance, plus Bond cost if the change results in an increase in the Bond premium paid by the Contractor. To the total of the above costs, the Contractor will be allowed to add a percentage as noted below to cover overhead and profit combined. Overhead shall be considered to include insurance other than mentioned above, field and office supervisors and
assistants, including safety and scheduling personnel, use of small tools, incidental job burdens and general home office expenses, and no separate allowance will be made therefore. Allowable percentages for overhead and profit on changes will not exceed 15 percent if the total of self-performed work is less than or equal to $10,000, 10 percent if the total of self-performed work is between $10,000 and $20,000 and 7.5 percent if the total of self-performed work is over $20,000, for any specific change priced.

11.8.2 For subcontracted Work each affected Subcontractor shall figure its costs, overhead and profit as described above for Contractor's work, all subcontractor costs shall be combined, and to that total subcontractor cost the Contractor will be allowed to add a maximum mark-up of 10 percent if the total of all subcontracted work is less than or equal to $10,000, 7.5 percent if the total of all subcontracted work is between $10,000 and $20,000 and 5 percent if the total of all subcontracted work is over $20,000.

11.8.3 On changes involving both additions and deletions, percentages for overhead and profit will be allowed only on the net addition. The Owner does not accept and will not pay for additional contract cost identified as indirect, consequential, or as damages caused by delay.

11.8.4 On contracts based on a Guaranteed Maximum Price (GMP), the Construction Manager-at-Risk or Design Build Firm shall NOT be entitled to a percentage mark-up on any change order work unless the Change Order increases the Guaranteed Maximum Price.

Article 12. Project Completion and Acceptance

12.1. Closing Inspections

12.1.1 Substantial Completion Inspection. When the Contractor considers the entire Work or part thereof Substantially Complete, it shall notify the ODR in writing that the Work will be ready for Substantial Completion Inspection on a specific date. The Contractor shall include with this notice the Contractor's Punchlist to indicate that it has previously inspected all the Work associated with the request for inspection, has corrected items where possible, and includes all items scheduled for completion or correction prior to final inspection. The failure to include any items on this list does not alter the responsibility of the Contractor to complete all Work in accordance with the Contract Documents. If any of the items on this list prevents the facility from being used as intended, the Contractor shall not request a Substantial Completion Inspection. The Owner and its
representatives will review the list of items and schedule the requested inspection, or inform the Contractor in writing that such an inspection is premature because the Work is not sufficiently advanced or conditions are not as represented on the Contractor's list.

12.1.1.1 Prior to the Substantial Completion Inspection, the Contractor shall furnish a copy of its marked-up As-Built Drawings and a preliminary copy of each instructional manual, maintenance and operating manual, parts catalog, wiring diagrams, spare parts, specified written warranties and like publications or parts for all installed equipment, systems and like items. Delivery of these items is a prerequisite for requesting the Substantial Completion Inspection.

12.1.1.2 On the date requested by Contractor, or as mutually agreed upon pending the status of the open items list, the A/E, ODR, the Contractor and other Owner representatives as determined by the Owner, will jointly attend the Substantial Completion Inspection, which shall be conducted by the ODR or their delegate. If the ODR determines that the Work is Substantially Complete, the ODR will issue a Certificate of Substantial Completion to be signed by the A/E, Owner and Contractor, establishing the date of Substantial Completion, and identifying responsibilities for security, maintenance, and insurance. A/E will provide with this certificate a list of punchlist items (the Pre-Final Punchlist) for completion prior to final inspection. This list may include items in addition to those on the Contractor's punchlist, which the inspection team deems necessary to correct or complete prior to Final Inspection. If the Owner occupies the facility upon determination of Substantial Completion, the Contractor shall complete all corrective Work at the convenience of the Owner, without disruption to Owner's use of the facility for its intended purposes.

12.1.2 Final Inspection. The Contractor shall complete the list of items identified on the Pre-Final Punchlist prior to requesting a Final Inspection. Unless otherwise specified, or otherwise agreed in writing by the parties as documented on the Certificate of Substantial Completion, the Contractor shall complete and/or correct all Work within thirty (30) days of the Substantial Completion date. Upon completion of the Pre-Final Punchlist work, the Contractor shall give written notice to the ODR and A/E that the Work will be ready for
Final Inspection on a specific date. The Contractor shall accompany this notice with a copy of the updated Pre-Final Punchlist indicating resolution of all items. On the date specified or as soon thereafter as is practicable, the ODR, A/E and the Contractor will inspect the Work. The A/E will submit to the Contractor a Final Punchlist of open items that the inspection team requires corrected or completed before final acceptance of the Work.

12.1.2.1 The Contractor must correct or complete all items on the Final Punchlist before requesting Final Payment. Unless otherwise agreed to in writing by the parties, complete this work within seven (7) days of receiving the Final Punchlist. Upon completion of the Final Punchlist, the Contractor shall notify the A/E and ODR in writing stating the disposition of each Final Punchlist item. The A/E, Owner and Contractor shall promptly inspect the completed items. When the Final Punchlist is complete, and the Contract is fully satisfied according to the Contract Documents the ODR will issue a certificate establishing the date of Final Completion. Completion of all Work is a condition precedent to the Contractor's right to receive Final Payment.

12.1.3 Annotation. Any certificate issued under this Article may be annotated to indicate that it is not applicable to specified portions of the Work, or that it is subject to any limitation as determined by the Owner.

12.1.4 Purpose of Inspection. Inspection is for determining the completion of the Work, and does not relieve the Contractor of its overall responsibility for completing the Work in a good and competent fashion, in compliance with the Contract. Work accepted with incomplete punchlist items or failure of the Owner or other parties to identify Work that does not comply with the Contract Documents or is defective in operation or workmanship does not constitute a waiver of the Owner's rights under the Contract or relieve the Contractor of its responsibility for performance or warranties.

12.1.5 Additional Inspections

12.1.5.1 If the Owner's inspection team determines that the Work is not Substantially Complete at the Substantial Completion Inspection, the ODR or A/E will give the Contractor written notice listing cause(s) of the rejection. The ODR will set a time for completion of incomplete or defective work. The Contractor must complete or correct all work so designated
prior to requesting a second Substantial Completion Inspection.

12.1.5.2 If the Owner's inspection team determines that the Work is not complete at the Final Inspection, the ODR or the A/E will give the Contractor written notice listing the cause(s) of the rejection. The ODR will set a time for completion of incomplete or defective work. The Contractor shall complete or correct all Work so designated prior to again requesting a Final Inspection.

12.1.5.3 The Contract contemplates three (3) comprehensive inspections: the Substantial Completion Inspection, the Final Completion Inspection, and the Inspection of Completed Final Punchlist Items. The cost to the Owner of additional inspections resulting from the Work not being ready for one or more of these inspections is the responsibility of the Contractor. The Owner may issue a Unilateral Change Order deducting these costs from Final Payment. Upon the Contractor's written request, the Owner will furnish documentation of any costs so deducted. Work added to the Contract by Change Order after Substantial Completion Inspection is not corrective work for purposes of determining timely completion, or assessing the cost of additional inspections.

12.1.6 Phased Completion. The Contract may provide, or project conditions may warrant, as determined by the ODR, that designated elements or parts of the Work be completed in phases. Where phased completion is required or specifically agreed to by the parties, the provisions of the Contract related to Closing Inspections, Occupancy and Acceptance apply independently to each designated element or part of the Work. For all other purposes, unless otherwise agreed by the parties in writing, Substantial Completion of the Work as a whole is the date on which the last element or part of the Work completed receives a Substantial Completion certificate. Final Completion of the Work as a whole is the date on which the last element or part of the Work completed receives a Final Completion certificate.

12.2 Owner’s Right of Occupancy. The Owner may occupy or use all or any portion of the Work following Substantial Completion, or at any earlier stage of completion. Should the Owner wish to use or occupy the Work, or part thereof, prior to Substantial Completion, the ODR will notify the Contractor in writing. Work performed on the premises by third parties on the Owner's behalf does not constitute occupation or use of the Work by the Owner for purposes of this Article. All Work performed by the Contractor after
occupancy, whether in part or in whole, shall be at the convenience of the Owner so as to not disrupt Owner’s use of, or access to, occupied areas of the Project.

12.3 Acceptance & Payment

12.3.1 Request for Final Payment. Following the certified completion of all Work, including all punch list items, cleanup, and the delivery of record documents, the Contractor shall submit a certified Application for Final Payment. The Contractor must include in the Application of Final Payment all sums held as retainage and forward to the A/E and the ODR for review and approval.

12.3.2 Final Payment Documentation. The Contractor shall submit, prior to or with the Application for Final Payment, final copies of all Close-Out Documents, maintenance and operating instructions, guarantees and warranties, certificates, record documents and all other items required by the Contract. The Contractor shall submit Consent of Surety to Final Payment and an affidavit that all payrolls, bills for materials and equipment, subcontracted work and other indebtedness connected with the Work, except as specifically noted, are paid, will be paid, or otherwise satisfied within the period of time required by Tex. Gov’t Code, Chapter 2251. The Contractor shall furnish documentation establishing payment or satisfaction of all such obligations, such as receipts, releases and waivers of claims and liens arising out of the Contract. The Contractor may not subsequently submit a claim on behalf of a Subcontractor or vendor unless the Contractor’s affidavit notes that claim as an exception.

12.3.3 A/E Approval. The A/E will review a submitted Application for Final Payment promptly but in no event later than ten (10) days after its receipt. Prior to the expiration of this deadline, the A/E will either 1) return the Application for Final Payment to Contractor with corrections for action and resubmission or 2) accept it, note its approval and send to Owner.

12.3.4 Offsets and Deductions. The Owner may deduct from the Final Payment all sums due from the Contractor. If the Certificate of Final Completion notes any Work remaining, incomplete, or any defects not remedied, the Owner may deduct the cost of remedying such deficiencies from the Final Payment. On such deductions, the Owner will identify each deduction, the amount, and the explanation of the deduction on or by the 21st day after Owner’s receipt of an approved Application for Final Payment. Such offsets and deductions shall be incorporated via a final Change Order, including a Unilateral Change Order as may be applicable.
12.3.5 Final Payment Due. Final Payment is due and payable by the Owner, subject to all allowable offsets and deductions, on the 31st day following the Owner’s approval of the final Application for Payment. If the Contractor disputes any amount deducted by the Owner, the Contractor shall give notice of the dispute on or before the thirtieth (30th) day following receipt of Final Payment. Failure to do so will bar any subsequent claim for payment of amounts deducted.

12.3.6 Effect of Final Payment. Final Payment constitutes a waiver of all claims by the Owner, relating to the condition of the Work except those arising from:

12.3.6.1 Faulty or defective Work appearing after Substantial Completion (latent defects); and/or

12.3.6.2 Failure of the Work to comply with the requirements of the Contract Documents; and/or

12.3.6.3 Terms of any warranties required by the Contract, or implied by law; and/or

12.3.6.4 Claims arising from personal injury or property damage to third parties.

12.3.7 Waiver of Claims. Final payment constitutes a waiver of all claims and liens by the Contractor except those specifically identified in writing and submitted to the ODR prior to the application for Final Payment.

12.3.8 Effect on Warranty. Regardless of approval and issuance of Final Payment, the Contract is not deemed fully performed by the Contractor and closed until the expiration of all warranty periods.

Article 13. Warranty and Guarantee

13.1 Contractor's General Warranty and Guarantee. Contractor warrants to the Owner that all Work is executed in accordance with the Contract, complete in all parts and in accordance with approved practices and customs, and of the best finish and workmanship. The Contractor further warrants that unless otherwise specified, all materials and equipment incorporated in the Work under the Contract are new. The Owner may, at its option, agree in writing to waive any failure of the Work to conform to the Contract, and to accept a reduction in the Contract Sum for the cost of repair or diminution in value of the Work by reason of such defect. Absent such a written agreement, the Contractor's obligation to perform and complete the Work in
accordance with the Contract Documents is absolute and is not waived by any inspection or observation by the Owner, A/E or others, by making any progress payment or final payment, by the use or occupancy of the Work or any portion thereof by the Owner, at any time, or by any repair or correction of such defect made by the Owner.

13.2. Warranty Period. Except as may be otherwise specified or agreed, the Contractor shall repair all defects in materials, equipment, or workmanship appearing within one year from the date of Substantial Completion of the Work. If Substantial Completion occurs by phase, then the warranty period for that particular Work begins on the date of such occurrence, or as otherwise stipulated on the Certificate of Substantial Completion for the particular Work.

13.3 Limits on Warranty. Contractor’s warranty and guarantee hereunder excludes defects or damage caused by:

13.3.1 Modification or improper maintenance or operation by persons other than Contractor, Subcontractors, or any other individual or entity for whom Contractor is responsible, unless Owner is compelled to undertake maintenance or operation due to the neglect of the Contractor.

13.3.2 Normal wear and tear under normal usage after acceptance of the Work by the Owner.

13.4 Events Not Affecting Warranty. Contractor’s obligation to perform and complete the Work in a good and workmanlike manner in accordance with the Contract Documents is absolute. None of the following will constitute an acceptance of Work that is not in accordance with the Contract Documents or a release of Contractor’s obligation to perform the Work in accordance with the Contract Documents:

13.4.1 Observations by Owner and/or A/E;

13.4.2 Recommendation to pay any progress or final payment by A/E;

13.4.3 The issuance of a Certificate of Substantial Completion or any payment by Owner to Contractor under the Contract Documents;

13.4.4 Use or occupancy of the Work or any part thereof by Owner;

13.4.5 Any acceptance by Owner or any failure to do so;

13.4.6 Any review of a Shop Drawing or Sample submittal; or
13.4.7 Any inspection, test or approval by others.

13.5 **Separate Warranties.** If a particular piece of equipment or component of the Work for which the Contract requires a separate warranty is placed in continuous service before Substantial Completion, the Warranty Period for that equipment or component will not begin until Substantial Completion, regardless of any warranty agreements in place between suppliers and/or Subcontractors and the Contractor. The ODR will certify the date of service commencement in the Certificate of Substantial Completion.

13.5.1 In addition to the Contractor’s warranty and duty to repair, the Contractor expressly assumes all warranty obligations required under the Contract for specific building components, systems, and equipment.

13.5.2 The Contractor may satisfy any such obligation by obtaining and assigning to the Owner a complying warranty from a manufacturer, supplier, or Subcontractor. Where an assigned warranty is tendered and accepted by the Owner which does not fully comply with the requirements of the Contract, the Contractor remains liable to the Owner on all elements of the required warranty not provided by the assigned warranty.

13.6 **Correction of Defects.** Upon receipt of written notice from the Owner, or any agent of the Owner designated as responsible for management of the Warranty Period, of the discovery of a defect, the Contractor shall promptly remedy the defect(s), and provide written notice to the Owner and designated agent indicating action taken. In case of emergency where delay would cause serious risk of loss or damage to the Owner, or if the Contractor fails to remedy within 30 days, or within another period agreed to in writing, the Owner may correct the defect and be reimbursed the cost of remedying the defect from the Contractor or its Surety.

13.7 **Certification of No Asbestos Containing Materials or Work.** The Contractor shall ensure compliance with the Asbestos Hazard Emergency Response Act (AHERA—40 CFR 763-99 (7)) from all Subcontractors and materials suppliers, and shall provide a notarized certification to the Owner that all equipment and materials used in fulfillment of its contract responsibilities are non-Asbestos Containing Building Materials (ACBM). This certification must be provided no later than the Contractor’s application for Final Payment.

**Article 14. Suspension and Termination**

14.1 **Suspension of Work for Cause.** The Owner may, at any time without prior notice, suspend all or any part of the Work, if after reasonable observation and/or investigation, the Owner determines it is necessary to do so to
prevent or correct any condition of the Work, which constitutes an immediate safety hazard, or which may reasonably be expected to impair the integrity, usefulness or longevity of the Work when completed.

14.1.1 The Owner will give the Contractor a written notice of suspension for cause, setting forth the reason for the suspension and identifying the Work suspended. Upon receipt of such notice, the Contractor shall immediately stop the Work so identified. As soon as practicable following the issuance of such a notice, the Owner will initiate and complete a further investigation of the circumstances giving rise to the suspension, and issue a written determination of the findings.

14.1.2 If it is confirmed that the cause was within the control of the Contractor, the Contractor will not be entitled to an extension of time or any compensation for delay resulting from the suspension. If the cause is determined not to have been within the control of the Contractor, and the suspension has prevented the Contractor from completing the Work within the Contract Time, the suspension is an Excusable Delay and a Time Extension will be granted through a Change Order.

14.1.3 Suspension of work under this provision will be no longer than is reasonably necessary to remedy the conditions giving rise to the suspension.

14.2 Suspension of Work for Owner’s Convenience. Upon seven (7) calendar days written notice to the Contractor, the Owner may at any time without breach of the Contract suspend all or any portion of the Work for a period of up to thirty days for its own convenience. The Owner will give the Contractor a written notice of suspension for convenience, which sets forth the number of suspension days for which the Work, or any portion of it, will be suspended and the date on which the suspension of Work will cease. When a suspension prevents the Contractor from completing the Work within the Contract Time, it is an Excusable Delay. A notice of suspension for convenience may be modified by the Owner at any time on seven (7) calendar days written notice to the Contractor. If the Owner suspends the Work for its convenience for more than sixty (60) consecutive calendar days, the Contractor may elect to terminate the Contract pursuant to the provisions of the Contract.

14.3 Termination by Owner for Cause.

14.3.1 The Owner may, without prejudice to any right or remedy, terminate the employment of the Contractor and take possession of the Site and of all materials, equipment, tools, construction equipment and
machinery thereon owned by the Contractor, under any of the following circumstances:

14.3.1.1 Persistent or repeated failure or refusal, except during complete or partial suspensions of work authorized under the Contract, to supply enough properly skilled workmen or proper materials; and/or

14.3.1.2 Persistent disregard of laws, ordinances, rules, regulations or orders of any public authority having jurisdiction, including the ODR; and/or

14.3.1.3 Persistent failure to prosecute the Work in accordance with the Contract, and to insure its completion within the time, or any approved extension thereof, specified in this Contract; and/or

14.3.1.4 Failure to remedy defective work condemned by the ODR; and/or

14.3.1.5 Failure to pay Subcontractors, laborers, and material suppliers pursuant to Tex. Gov't Code Chapter 2251; and/or

14.3.1.6 Persistent endangernement to the safety of laborers or of the Work; and/or

14.3.1.7 Failure to supply or maintain statutory bonds or to maintain required insurance, pursuant to the Contract; and/or

14.3.1.8 Any material breach of the Contract; and/or

14.3.1.9 The Contractor’s insolvency, bankruptcy, or demonstrated financial inability to perform the Work.

14.3.2 Failure by the Owner to exercise the right to terminate in any instance is not a waiver of the right to do so in any other instance.

14.3.3 Should the Owner decide to terminate the employment of the Contractor under the provisions of Article 14.3.1, it will provide to the Contractor and its Surety thirty (30) days prior written notice.

14.3.4 Should the Contractor or its Surety, after having received notice of termination, remedy to the satisfaction of the Owner the condition(s) upon which the notice of termination was based, the notice of
termination shall be rescinded in writing by the Owner. If so rescinded, the Work may continue without an extension of time.

14.3.5 If the Contractor or its Surety fails to remedy the condition(s) to the satisfaction of the Owner within thirty (30) days following receipt of notice, the Owner may *immediately terminate the Contract, make arrangements* for completion of the Work, and deduct the cost of completion from the unpaid Contract Sum.

14.3.5.1 Cost of completion includes additional Owner costs such as A/E services, the cost of other consultants, and contract administration.

14.3.5.2 The Owner will make no further payment to the Contractor or its Surety until all costs of completing the Work are paid. If the unpaid balance of the Contract Sum exceeds the costs of administering and finishing the Work, the Contractor will receive the excess funds. If such costs exceed the unpaid balance, the Contractor or its Surety will pay the difference to the Owner.

14.3.5.3 This obligation for payment survives the termination of the Contract.

14.3.5.4 The Owner reserves the right in termination for cause to take assignment of all contracts between the Contractor and its Subcontractors, vendors and suppliers. The ODR will promptly notify the Contractor of the contracts the Owner elects to assume. Upon receipt of such notice, the Contractor shall promptly take all steps necessary to effect such assignment.

14.4 Termination for Convenience of Owner. The Owner reserves the right, without breach, to terminate the Contract prior to, or during the performance of the Work, for any reason. Upon such an occurrence, the following shall apply:

14.4.1 The Owner will immediately notify the Contractor and the A/E in writing, specifying the reason for and the effective date of contract termination. Such notice may also contain instructions necessary for the protection, storage or decommissioning of incomplete work or systems, and for safety.

14.4.2 Upon receipt of the notice of termination, the Contractor shall immediately proceed with the following obligations, regardless of any
delay in determining or adjusting any amounts due at that point in the Contract:

14.4.2.1 Stop all work.

14.4.2.2 Place no further subcontracts or orders for materials or service.

14.4.2.3 Terminate all subcontracts.

14.4.2.4 Cancel all materials and equipment orders as applicable.

14.4.2.5 Take action that is necessary to protect and preserve all property related to this Contract which is in the possession of the Contractor.

14.4.3 When the Contract is terminated for the Owner’s convenience, the Contractor may recover from the Owner payment for all Work executed before the notice of termination along with the actual and reasonable cost of any additional work required to secure the Project and property related to the Contract following the notice of termination. The Contractor will not be entitled to recover any other costs or damages arising from the termination for convenience of the Owner including, but not limited to, claims for lost business opportunities.

14.5 Termination By Contractor. If the Work is stopped for a period of ninety (90) days under an order of any court or other public authority having jurisdiction, or as a result of an act of government, such as a declaration of a national emergency making materials unavailable, through no act or fault of the Contractor or a Subcontractor or their agents or employees or any other persons performing any of the Work under a contract with the Contractor, then the Contractor may, upon thirty (30) additional days’ written notice to the ODR, terminate the Contract and recover from the Owner payment for all Work executed before the work stoppage along with the actual and reasonable cost of securing the Project and property related to the Contract during the period of work stoppage. The Contractor will not be entitled to recover any other costs or damages arising from the work stoppage including, but not limited to, claims for lost business opportunities. If the cause of the work stoppage is removed prior to the end of the thirty (30) day notice period, the Contractor may not terminate the Contract but may be entitled to an equitable adjustment in the Contract Sum and Contract Time.

14.6 Settlement on Termination. When the Contract is terminated for any reason, at any time prior to 180 days after the effective date of termination,
the Contractor shall submit a final termination settlement proposal to the Owner based upon recoverable costs as provided under the Contract. If the Contractor fails to submit the proposal within the time allowed, the Owner may determine the amount due to the Contractor because of the termination and pay the determined amount to the Contractor.

Article 15. Dispute Resolution

15.1 Unresolved Contractor Disputes. The dispute resolution process provided for in Tex. Gov’t Code, Chapter 2260, shall be used by the Owner and the Contractor to attempt to resolve any claim for breach of contract made by the Contractor, that is not resolved under procedures described throughout these Uniform General and Supplementary Conditions, or Special Conditions of the Contract.

15.2 Alternative Dispute Resolution Process. The Owner may establish a dispute resolution process to be utilized in advance of that outlined in Tex. Gov’t Code, Chapter 2260.

15.3 Nothing in the Contract shall prevent or be construed as a waiver of Owner’s right to seek redress on any disputed matter in a court of competent jurisdiction.

15.4 Nothing in the Contract shall waive or be construed to waive the state’s sovereign immunity.

Article 16. Miscellaneous

16.1 Special Conditions. When the Work contemplated by the Owner is of such a character that the foregoing Uniform General and Supplementary Conditions of the Contract cannot adequately cover necessary and additional contractual relationships, the Contract may include Special Conditions. Special Conditions shall relate to a particular project and be peculiar to that project but shall not weaken the character or intent of the Uniform General and Supplementary Conditions.

16.2 Federally Funded Projects. On Federally funded projects, the Owner may waive, suspend or modify any Article in these Uniform General and Supplementary Conditions which conflicts with any Federal statute, rule, regulation or procedure, where such waiver, suspension or modification is essential to receipt by the Owner of such Federal funds for the Project. In the case of any project wholly financed by Federal funds, any standards required by the enabling Federal statute, or any Federal rules, regulations or procedures adopted pursuant thereto, shall be controlling.
16.3 Internet-based Project Management Systems. At its option, the Owner may administer its design and construction management through an Internet-based management system. In such cases, the Contractor shall conduct communication through this media and perform all project related functions utilizing this database system. This includes correspondence, submittals, requests for information, vouchers or payment requests and processing, amendment, change orders and other administrative activities.

16.3.1 Accessibility and Administration.

16.3.1.1 When used, the Owner will make the software accessible via the Internet to all project team members.

16.3.1.2 The Owner shall administer the software.

16.3.2 Training. When used, the Owner shall provide training to the project team members.

16.4 Conflict of Interest. By executing this Agreement, PROVIDER and each person signing on behalf of PROVIDER certifies, and in the case of a sole proprietorship, partnership or corporation, each party thereto certifies as to its own organization, that to the best of their knowledge and belief, no member of The A&M System or The A&M System Board of Regents, nor any employee, or person, whose salary is payable in whole or in part by The A&M System, has direct or indirect financial interest in the award of this Agreement, or in the services to which this Agreement relates, or in any of the profits, real or potential, thereof.

16.5 Prohibition on Contracts with Companies Boycotting Israel. By executing this Agreement, the PROVIDER certifies it does not and will not, during the performance of this contract, boycott Israel. PROVIDER acknowledges this Agreement may be terminated if this certification is inaccurate.

16.6 Certification Regarding Business with Certain Countries and Organizations. Pursuant to Subchapter F, Chapter 2252, Texas Government Code, PROVIDER certifies it is not engaged in business with Iran, Sudan, or a foreign terrorist organization. PROVIDER acknowledges this Agreement may be terminated if this certification is inaccurate.

END OF UNIFORM GENERAL AND SUPPLEMENTARY CONDITIONS
DIVISION 1
GENERAL REQUIREMENTS
01 11 00 SUMMARY OF WORK

1.00 GENERAL

1.01 WORK INCLUDED

A. Construct Work as described in the Contract Documents.
   1. Provide the materials, equipment, and incidental required to make the Project completely and fully operable.
   2. Provide the labor, equipment, tools, and consumable supplies required for a complete Project.
   3. Provide the architectural, structural, mechanical, electrical, instrumentation and all other Work required for a complete and operable Project.
   4. Test and place the completed Project in operation.
   5. Provide the special tools, spare parts, lubricants, supplies, or other materials as indicated in Contract Documents for the operation and maintenance of the Project.
   6. Install Owner provided products and place in operation.
   7. The Contract Documents do not indicate or describe all of the Work required to complete the Project. Additional details required for the correct installation of selected products are to be provided by the Contractor and coordinated with the Engineer.

1.02 JOB CONDITIONS

A. The General Conditions, the Supplementary Conditions, and General Requirements apply to each Section of the Specifications.
B. Comply with all applicable state and local codes and regulations pertaining to the nature and character of the Work being performed.

1.03 DESCRIPTION OF WORK

A. Work is described in general, non-inclusive terms as:
   1. Selective Removal and Replacement of roofing systems at the University Center Building.

1.04 CONSTRUCTION OF UTILITIES

1. Contractor may provide temporary power connections if required for the project site through the power utility.
2. Cost for providing temporary power will be paid for by the Contractor.
3. Pay for temporary power, including, but not limited to construction cost, equipment, connection fees and permits.

1.05 OCCUPANCY
A. As soon as any portion of the structure and equipment are ready for use, the Owner shall have the right to occupy or operate that portion upon written notice to the Contractor.

B. The facility shall be occupied during the course of this project.

C. Testing of equipment and appurtenances including specified test periods, training, and startup does not constitute acceptance for operation.

D. Owner may accept the new work for continued use after startup and testing at the option of the Owner.

E. The execution of bonds is understood to indicate the consent of the surety to the technical provisions and design drawings provided for this project.

F. Provide an endorsement from the insurance carrier permitting occupancy of the structures and use of equipment during the remaining period of construction.

G. Conduct operations to insure the least inconvenience to the Owner and general public.

2.00 PRODUCTS

2.01 MATERIALS

A. Provide materials and products per the individual Sections of the Specifications.

3.00 EXECUTION (NOT APPLICABLE)

END OF SECTION
01 27 00        UNIT PRICES

1.00        GENERAL

1.01        RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and other Division 1 Specification Sections, apply to this Section.

1.02        SUMMARY

A. This Section includes administrative and procedural requirements for unit prices.

1.03        DEFINITIONS

A. Unit price is an amount proposed by bidders, stated on the Bid Form, as a price per unit of measurement for materials or services added to or deducted from the Contract Sum by appropriate modification, if estimated quantities of Work required by the Contract Documents are increased or decreased.

1.04        PROCEDURES

A. Unit prices include all necessary material, plus cost for delivery, installation, insurance, applicable taxes, overhead, and profit.

B. Measurement and Payment: Refer to individual Specification Sections for work that requires establishment of unit prices. Methods of measurement and payment for unit prices are specified in those Sections.

C. Owner reserves the right to reject Contractor's measurement of work-in-place that involves use of established unit prices and to have this work measured, at Owner's expense, by an independent surveyor acceptable to Contractor.

D. List of Unit Prices: A list of unit prices is included in Part 3. Specification Sections referenced in the schedule contain requirements for materials described under each unit price.

2.00        PRODUCTS (NOT USED)

3.00        EXECUTION

3.01        LIST OF UNIT PRICES

A. Unit Price No. 1: Deteriorated existing wood blocking or nailer repair/replacement

   1. Description: Provide deteriorated wood blocking and nailer repair or replacement with new pressure-treated wood blocking and nailers according to Section 06 10 53 Miscellaneous Carpentry.

   2. Unit of Measurement: 1 board foot (12''x12''x1'' = 1 board foot).

B. Unit Price No. 2: Provide ½” CDX plywood Sheathing repair/replacement
1. Description: Provide ½” plywood sheathing at parapet walls that are in need of repair/replacement of existing gypsum sheathing.

2. Unit of Measurement: 1 square foot (12’x12x1/2” = 1 square foot).

C. Unit Price No. 3: Installation of new Zurn RD2150 Retrofit Drain Assembly.

1. Description: Provide installation of Zurn RD2150 Retrofit Drain Assembly at existing drain locations if required.

2. Unit of Measurement: 1 assembly

END OF SECTION
01 31 00  PROJECT MANAGEMENT

1.00  GENERAL

1.01  WORK INCLUDED

A. Furnish equipment, manpower, products, and other items necessary to complete the Project with an acceptable standard of quality and within the Contract time. Construct Project in accordance with current safety practices.

B. Manage Site to allow access to Site and control construction operations.

C. Provide labor, materials, equipment and incidentals necessary to construct temporary facilities to provide and maintain control over environmental conditions at the Site. Remove temporary facilities when no longer needed.

D. Construct temporary impounding works, channels, diversions, furnishing and operation of pumps, installing piping and fittings, and other construction for control of conditions at the Site. Remove temporary controls at the end of the Project.

E. Provide temporary controls for pollutions, management of water and management of excess earth as required in Section 01 50 00 “Temporary Facilities and Controls.”

F. Cost for Project Management and Coordination as described in this section are to be included in the Contract Price.

1.02  QUALITY ASSURANCE

A. Project Superintendent shall be on-site at all times while work is being performed by either general contractor or subcontractor(s).

B. Employ competent workmen, skilled in the occupation for which they are employed. Provide Work meeting quality requirements of the Contract Documents as determined by the Engineer and Owner.

C. Contractor shall not employ any Subcontractor, supplier or other person or organization, whether initially or as a substitute, against whom Owner shall have reasonable objection, including but not limited to failing to meet requirements of background checks, as defined elsewhere in the technical specifications. Owner will communicate such objections in writing within 10 days of receipt of Contractor’s intent to use such Subcontractor, supplier or other person or organization.

D. Contractors shall not employ or substitute Subcontractors without the acceptance of the Owner.

E. Remove defective Work from the Site immediately unless provisions have been made and approved by the Engineer to allow repair of the product at the Site. Clearly mark the Work as "defective" until it is removed or allowable repairs have been completed.

1.03  SUBMITTALS

A. Provide submittals in accordance with Section 01 33 00 “Submittal Procedures.”
1. Provide copies of Supplier’s printed storage instructions prior to furnishing materials or products and installation instructions prior to beginning the installation. Maintain one copy of these documents at the Site until the Project is complete. Incorporate this information into submittals.

2. Incorporate field notes, sketches, recordings, and computations made by the Contractor in Record Drawings.

1.04 STANDARDS

A. Perform Work to comply with local, State and Federal ordinances and regulations.

1.05 SAFETY REQUIREMENTS

A. Assume sole responsibility for safety at the Site. Protect the safety and welfare of persons at the Site.

B. Provide safe access to move through the Site. Provide and maintain barricades, guard rails, covered walkways, and other protective devices to warn and protect from hazards at the Site.

C. Comply with latest provisions of the Occupational Health and Safety Administration and other regulatory agencies in performing Work.

D. Cooperate with accident investigations related to the Site. Provide two copies of all reports, including insurance company reports prepared concerning accidents, injury, or death on the Site to the Owner as Record Data per Section 01 33 00 “Submittal Procedures.”

E. Prior to allowing entry to the site, perform all security screening for personnel per the Uniform General Conditions.

1.06 COORDINATION

A. Coordinate the Work of various trades having interdependent responsibilities for installing, connecting to, and placing equipment in service.

B. Coordinate requests for substitutions to provide compatibility of space, operating elements, effect on the Work of other trades, and on the Work scheduled for early completion.

C. Coordinate the use of Project space and the sequence of installation of equipment, elevators, walks, mechanical, electrical, plumbing, or other Work that is indicated diagrammatically on the Drawings.

1. Follow routings shown for tubes, pipes, ducts, conduits, and other items as closely as practical, with due allowance for available physical space.

2. Utilize space efficiently to maximize accessibility for Owner’s maintenance and repairs.

3. Schematics are diagrammatic in nature. Adjust routing of piping, ductwork, utilities, and location of equipment as needed to resolve spatial conflicts between the various trades. Document the actual routing on the As-built Drawings.

D. Conceal ducts, pipes, wiring, and other non-finish items in finished areas, except as otherwise shown. Coordinate locations of concealed items with finish elements.
E. Coordinate with plans the exact location and dimensioning of items which occur within hung ceilings. Request clarification from the Engineer prior to proceeding with fabrication or installation if a conflict exists.

F. Schedule construction activities in sequence required to obtain best results where installation of one part of the Work is dependent on installation of other components, either before or after its own installation.

G. Sequence, coordinate, and integrate the various elements of mechanical, electrical, and other systems, materials, and equipment. Comply with the following requirements:
   1. Coordinate mechanical and electrical systems, equipment, and materials installation with other building components.
   2. Verify all dimensions by field measurements.
   3. Arrange for chases, slots, and openings in other building components during progress of construction.
   4. Install systems, materials, and equipment as permitted by codes to provide the maximum headroom possible where mounting heights are not detailed or dimensioned.
   5. Coordinate the connection of systems with exterior underground and overhead utilities and services. Comply with the requirements of governing regulations, franchised service companies, and controlling agencies. Provide required connection for each service.
   6. Install systems, materials, and equipment to conform with approved submittal data, including coordination drawings, to the greatest extent possible. Conform to arrangements indicated by the Contract Documents, recognizing that portions of the Work are shown only in diagrammatic form. Adjust routing of piping, ductwork, utilities, and location of equipment as needed to resolve spatial conflicts between the various trades. Document changes in the indicated routings on the Record Drawings.
   7. Install systems, materials, and equipment level and plumb, parallel and perpendicular to other building systems and components.
   8. Install systems, materials, and equipment to facilitate servicing, maintenance, and repair or replacement of components. As much as practical, connect for ease of disconnecting, with minimum of interference with other installations.
   9. Install access panel or doors where units are concealed behind finished surfaces.
   10. Install systems, materials, and equipment giving right-of-way priority to systems required to be installed at a specified slope.

1.07 CONTRACTOR’S USE OF SITE

A. Limit the use of Site for Work and storage to those areas designated on the Drawings or approved by the Owner. Coordinate the use of the premises with the Owner.

B. Repair or correct any damage to existing facilities, including contamination, caused by the Contractor’s personnel, visitors, materials, or equipment.

C. Do not permit alcoholic beverages or illegal substances on the Site. Do not allow persons under the influence of alcoholic beverages or illegal substances to enter or remain on the
Site at any time. Persons on Site under the influence of alcoholic beverages or illegal substances will be permanently prohibited from returning to the Site. Criminal or civil penalties may also apply.

D. Park construction equipment in designated areas only and provide spill control measures as discussed in Section 01 50 00 “Temporary Facilities and Controls.”

E. Park employees’ vehicles in designated areas only.

F. Obtain written permission of the Owner and the adjacent private property Owner before entering privately-owned land outside of the Owner’s property, rights-of-way, or easements.

G. Do not allow the use of audio devices, obnoxious, vulgar or abusive language, or sexual harassment in any form. These actions will cause immediate and permanent removal of the offender from the premises. Criminal or civil penalties may apply.

H. Require Workers to wear clothing that is inoffensive and meets safety requirements. Do not allow sleeveless shirts, shorts, exceedingly torn, ripped or soiled clothing to be worn on the project.

I. Do not allow firearms or weapons of any sort to be brought on to the Site under any conditions. No exception is to be made for persons with concealed handgun permits. Remove any firearms or weapons and the person possessing these firearms or weapons permanently and immediately from the Site.

1.08 ACCESS TO THE SITE

A. Maintain access to the facilities at all times. Do not obstruct roads, pedestrian walks, or access to the various buildings, structures, stairways, or entrances. Provide safe temporary walks or other structures to allow access for normal operations during construction.

B. Provide adequate and safe access for inspections. Leave ladders, bridges, scaffolding and protective equipment in place until inspections have been completed. Construct additional safe access if required for inspections.

C. Provide security at the Site as necessary to protect against vandalism and loss by theft.

D. Use State, County, or City roadways for construction traffic only with written approval of the appropriate representatives of each entity. State, County, or City roadways may not all be approved for construction traffic. Obtain written approval to use State, County, City or private roads to deliver pipe and/or heavy equipment to the Site. Copies of the written approvals must be furnished to the Owner as Record Data before Work begins. No additional compensation will be paid because the Contractor is unable to gain access to the easement from public roadways.

1.09 PROPERTY PROVISIONS

A. Make adequate provisions to maintain the flow of storm sewers, sanitary sewers, drains and water courses encountered during the construction. Provide temporary service around the construction or otherwise construct the structure in a manner that the flow is not curtailed. Restore structures which may have been disturbed during construction to their original position as soon as construction in the area is completed.
B. Protect trees, fences, signs, poles, guy wires, and all other property unless their removal is authorized. Restore any property damaged to equal or better condition per Paragraph 1.11 of this Section.

1.10 PROTECTION OF EXISTING STRUCTURES AND UTILITIES

A. Examine the Site and review the available information concerning the Site. Locate utilities, streets, driveways, fences, drainage structures, sidewalks, curbs, and gutters. Verify the elevations of the structures adjacent to excavations. Report these to the Engineer before beginning construction.

B. Determine if existing structures, poles, piping, or other utilities at excavations will require relocation or replacement. Coordinate Work with Contractor, local utility company and others. Include cost of demolition and replacement, restoration or relocation of these structures in the Cost of Work.

C. Protect buildings, utilities, street surfaces, driveways, sidewalks, curb and gutter, fences, wells, drainage structures, piping, valves, manholes, electrical conduits, and other systems or structures unless they are shown to be replaced or relocated on the Drawings. Restore damage to items to be protected to the satisfaction of the Engineer, utility owner and Owner without additional compensation from the Owner.

D. Carefully support and protect all structures and/or utilities so that there will be no failure or settlement where excavation or demolition endangers adjacent structures and utilities. Do not take existing utilities out of service unless show in the Contract Documents or approved by the Engineer. Notify and cooperate with the utility owner if it is necessary to move services, poles, guy wires, pipelines or other obstructions. Include the cost of relocation and permits required to move existing utilities in the Cost of Work.

E. Protect buildings from damage when handling material or equipment. Protect finished surfaces, including floors, doors, and jambs. Remove doors and install temporary wood protective coverings over jambs.

1.11 DISRUPTION TO SERVICES / CONTINUED OPERATIONS

A. Existing facilities are to continue in service as usual during the construction unless noted otherwise. Owner or utilities must be able to operate and maintain the facilities. Disruptions to existing utilities, piping, process piping, or electrical services shall be kept to a minimum.

1. Do not restrict access to critical valves, operators, or electrical panels.

2. Do not store material or products inside structures.

3. Limit operations to the minimum amount of space needed to complete the specified Work.

4. Maintain storm sewers and sanitary sewers in service at all times. Provide temporary service around the construction or otherwise construct the structure in a manner that the flow is not restricted.

1.12 FIELD MEASUREMENTS
A. Perform complete field measurements for products required to fit existing conditions prior to purchasing products or beginning construction.

B. Verify property lines, control lines, grades, and levels indicated on the Drawings.

C. Verify pipe class, equipment capacities, existing electrical systems and power sources for existing conditions.

D. Check Shop Drawings and indicate the actual dimensions available where products are to be installed.

E. Include field measurements in Record Drawings.

1.13 DELIVERY AND STORAGE

A. Deliver products and materials to the Site in time to prevent delays in construction.

B. Deliver packaged products to Site in original undamaged containers with identifying labels attached. Open cartons as necessary to check for damage and to verify invoices. Reseal cartons and store properly until used. Leave products in packages or other containers until installed.

C. Deliver products that are too large to fit through openings to the Site in advance of the time enclosing walls and roofs are erected. Set in place, raised above floor on cribs.

D. Assume full responsibility for the protection and safekeeping of products stored at the Site.

E. Store products at locations acceptable to the Engineer and to allow Owner access to maintain and operate existing facilities.

F. Store products in accordance with the Supplier’s storage instructions immediately upon delivery. Leave seals and labels intact. Arrange storage to allow access for maintenance of stored items and for inspection. Store unpacked and loose products on shelves, in bins, or in neat groups of like items.

G. Obtain and pay for the use of any additional storage areas as needed for construction. Store products subject to damage by elements in substantial weather-tight enclosures or storage sheds. Provide and maintain storage sheds as required for the protection of products. Provide temperature, humidity control and ventilation within the ranges stated in the Supplier’s instructions. Remove storage facilities at the completion of the Project.

H. Provide adequate exterior storage for products that may be stored out-of-doors.

1. Provide substantial platforms, blocking, or skids to support materials and products above ground; slope to provide drainage. Protect products from soiling or staining.

2. Cover products subject to dislocation or deterioration from exposure to the elements, with impervious sheet materials. Provide ventilation to prevent condensation below covering.

3. Provide surface drainage to prevent erosion and ponding of water.

4. Prevent mixing of refuse or chemically injurious materials or liquids with stored materials.
5. Pipes and conduits stored outdoors are to have open ends sealed to prevent the entrance of dirt, moisture, and other injurious materials. Protect PVC pipe from ultraviolet light exposure.

6. Store light weight products to prevent wind damage.

I. Maintain storage facilities. Inspect stored products on a weekly basis and after periods of severe weather to verify that:
   1. Storage facilities continue to meet specified requirements.
   2. Supplier’s required environmental conditions are continually maintained.
   3. Surfaces of products exposed to the elements are not adversely affected.

J. Replace any stored item damaged by inadequate protection or environmental controls.

K. Payment may be withheld for any products not properly stored.

1.14 CLEANING DURING CONSTRUCTION

A. Provide positive methods to minimize raising dust from construction operations and provide positive means to prevent air-borne dust from disbursing into the atmosphere. Control dust and dirt from demolition, cutting, and patching operations.

B. Clean the Project as Work progresses and dispose of waste materials, keeping the Site free from accumulations of waste or rubbish. Provide containers on Site for waste collection. Do not allow waste materials or debris to blow around or off of the Site. Control dust from waste materials. Transport waste materials with as few handlings as possible.

C. Comply with codes, ordinances, regulations, and anti-pollution laws. Do not burn or bury waste materials. Remove waste materials, rubbish and debris from the Site and legally dispose of these at public or private dumping areas.

1.15 CUTTING AND PATCHING

A. Perform cutting, fitting, and patching required to complete the Work or to:
   1. Uncover Work to provide for installation of new Work or the correction of defective Work.
   2. Provide routine penetrations of non-structural surfaces for installation of mechanical, electrical, and plumbing Work.
   3. Uncover Work that has been covered prior to observation by the Engineer.

B. Submit written notification to the Engineer in advance of performing any cutting which affects:
   1. Work of any other Contractor or the Owner.
   2. Structural integrity of any structure or system of the project.
   3. Integrity or effectiveness of weather exposed or moisture resistant structure or systems.
   4. Efficiency, operational life, maintenance, or safety of any structure or system.
   5. Appearance of any structure or surfaces exposed occasionally or constantly to view.
C. The notification shall include:
   1. Identification of the Project.
   2. Location and description of affected Work.
   3. Reason for cutting, alteration, or excavation.
   4. Effect on the Work of any separate contractor or Owner.
   5. Effect on the structural or weatherproof integrity of the project.
   6. Description of proposed Work, including:
      a. Scope of cutting, patching, or alteration.
      b. Trades that will perform the Work.
      c. Products proposed for use.
      d. Extent of refinishing to be performed.
      e. Cost proposal, when applicable.
   7. Alternatives to cutting and patching.
   8. Written authorization from any separate Contractor whose Work would be affected.
   9. Date and time Work will be uncovered or altered.

D. Examine the existing conditions, including structures subject to damage or to movement during cutting or patching.
   1. Inspect conditions affecting installation of products or performance of the Work after uncovering the Work.
   2. Provide a written report of unacceptable or questionable conditions to the Engineer. The Contractor shall not proceed with Work until Engineer has provided further instructions. Beginning Work will constitute acceptance of existing conditions by the Contractor.

E. Protect the structure and other parts of the Work and provide adequate support to maintain the structural integrity of the affected portions of the Work. Provide devices and methods to protect adjacent Work and other portions of the Project from damage. Provide protection from the weather for portions of the Project that may be exposed by cutting and patching Work.

F. Execute cutting and demolition by methods which will prevent damage to other Work, and will provide proper surfaces to receive installation of repairs.

G. Execute fitting and adjustment of products to provide a finished installation to comply with specified products, functions, tolerances, and finishes.

H. Cut, remove, and legally dispose of selected mechanical equipment, components, and materials as indicated, including but not limited to, the removal of mechanical piping, heating units, plumbing fixtures and trim, and other mechanical items made obsolete by the modified Work.

I. Restore Work which has been cut or removed. Install new products to provide completed Work per the Contract Documents.
J. Fit Work air-tight to pipes, sleeves, ducts, conduit, and other penetrations through the surfaces. Where fire rated separations are penetrated, fill the space around the pipe or insert with materials with physical characteristics equivalent to fire resistance requirements of penetrated surface.

K. Patch finished surfaces and building components using new products specified for the original installation.

L. Refinish entire surfaces as necessary to provide an even finish to match adjacent finishes:
   1. For continuous surfaces, refinish to the nearest intersection.
   2. For an assembly, refinish the entire unit.

1.16 PRELIMINARY OCCUPANCY

A. Owner may deliver, install and connect equipment, furnishings, or other apparatus in buildings or other structures. These actions do not indicate acceptance of any part of the building or structure and does not affect the start of warranties or correction periods.

B. Protect the Owner’s property after installation is complete.

C. Owner or Engineer may use any product for testing or determine that the product meets the requirements of the Contract Documents. This use does not constitute acceptance by either the Owner or Engineer. These actions do not indicate acceptance of any part of the product and does not affect the start of warranties or correction periods.

2.00 PRODUCTS

2.01 MATERIALS

A. Provide materials in accordance with the requirements of the individual Sections.

3.00 EXECUTION

3.01 PERFORMANCE OF WORK

A. Perform the Work per the Supplier’s published instructions. Do not omit any preparatory step or installation procedure unless specifically exempted or modified by Change Order, which would be provided by the contractor and approved by the Engineer of Record and the Owner.

END OF SECTION
01 31 13  PROJECT COORDINATION

1.00  GENERAL

1.01  WORK INCLUDED

A. Administer contract requirements to construct the Project. Provide documentation per the requirements of this Section. Provide information as requested by the Engineer or Owner.

1.02  SUBMITTALS

A. Provide submittals in accordance with Section 01 33 00 “Submittal Procedures.”

B. All installed materials and equipment require a submittal.

1.03  COMMUNICATION DURING THE PROJECT

A. The Engineer is to be the first point of contact for all parties on matters concerning this project.

B. The Engineer will coordinate correspondence concerning:
   1. Submittals, including Applications for Payment.
   4. Observation of Work and testing.
   5. Claims.

C. The Engineer will normally communicate only with the Contractor. Any required communication with Subcontractors or Suppliers will only be with the direct involvement of the Contractor.

D. Direct written communications to the Engineer at the address indicated at the Pre-construction Conference. Include the following with communications as a minimum:
   1. Name of the Owner.
   2. Project name.
   4. Project number.
   5. Date.

E. Submit communications on the forms referenced in this Section or in Section 01 33 00 “Submittal Procedures.”

1.04  PROJECT MEETINGS

A. Pre-construction Conference:
   1. Attend a pre-construction conference.
2. The location of the conference will be determined by the Engineer.

3. The time of the meeting will be determined by the Engineer but will be after the Notice of Award is issued and not later than 15 days after the Notice to Proceed is issued.

4. The Owner, Engineer, Contractor’s project manager and superintendent, representatives of utility companies, and representatives from major Subcontractors and Suppliers may attend the conference.

5. Provide and be prepared to discuss:
   a. Preliminary construction schedule.
   b. Preliminary submittal schedule per Section 01 33 00 “Submittal Procedures.”
   c. List of Subcontractors and Suppliers.
   d. Contractor’s organizational chart as it relates to this Project.
   e. Letter indicating the agents of authority for the Contractor and the limit of that authority with respect to the execution of legal documents, contract modifications and payment requests.
   f. Project milestone schedule.

B. Progress Meetings:

1. Attend meetings with the Engineer and Owner.
   a. Meet on a monthly basis or as requested by the Engineer to discuss the Project.
   b. Meet at the Site or other location as designated by the Engineer.
   c. Contractor’s superintendent and other key personnel are to attend the meeting. Other individuals may be requested to attend to discuss specific matters.
   d. Notify the Engineer of any specific items to be discussed a minimum of 1 week prior to the meeting.

2. Provide information as requested by the Engineer or Owner concerning this Project. Prepare to discuss:
   a. Status of overall project schedule.
   b. Contractor’s detailed schedule for the next month.
   c. Anticipated delivery dates for equipment.
   d. Coordination with the Owner.
   e. Status of submittals.
   f. Information or clarification of the Contract Documents.
   g. Claims and proposed modifications to the Contract.
   h. Field observations, problems, or conflicts.
   i. Maintenance of quality standards.

3. Engineer will prepare minutes of meetings. Review the minutes of the meeting and notify the Engineer of any discrepancies within ten days of the date of the meeting.
memorandum. The minutes will not be corrected after the ten days have expired. Corrections will be reflected in the minutes of the following meeting or as an attachment to the minutes.

C. Pre-submittal and Pre-installation Meetings:
   1. Conduct pre-submittal and pre-installation meetings as required in the individual technical Specifications or as determined necessary by the Engineer.
   2. Set the time and location of the meetings when ready to proceed with the associated Work. Submit a Notification by Contractor in accordance with Paragraph 1.07 for the meeting 2 weeks before the meeting. Engineer and Owner must approve of the proposed time and location.
   3. Attend the meeting and require the participation of appropriate Subcontractors and Suppliers in the meeting.
   4. Prepare minutes of the meeting and submit to the Engineer and Owner for review. Owner and Engineer will review the minutes of the meeting and notify the Contractor of any discrepancies within ten days of the date of the meeting memorandum. The minutes will not be corrected after the ten days have expired. Corrections will be reflected in a revised set of meeting minutes.

1.05 REQUESTS FOR INFORMATION

A. Submit Request for Information (RFI) to the Engineer to obtain additional information or clarification of the Contract Documents.
   1. Submit a separate RFI for each item on the form provided by the Engineer. Engineer will provide this form to contractors at the Pre-Construction Conference.
   2. Attach adequate information to permit a written response without further clarification. Engineer will return requests that do not have adequate information to the Contractor for additional information. Contractor is responsible for all delays resulting from multiple submittals due to inadequate information.
   3. A response will be made when adequate information is provided. Response will be made on the RFI form or in attached information.

B. Response to an RFI is given to provide additional information, interpretation, or clarification of the requirements of the Contract Documents, and does not modify the Contract Documents.

C. Engineer will initiate a Contract Modification Request per Paragraph 1.08 if the RFI indicates that a contract modification is required.

D. Use the Project Issues Log to document decisions made at meetings and actions to be taken in Accordance with Paragraph 1.06.

1.06 PROJECT ISSUES LOG

A. Engineer will maintain a project issues log to document key decisions made at meeting and track action on these issues:
   1. Review the log prior to each regular meeting.
2. Report actions taken subsequent to the previous progress meeting on items in the log assigned to the Contractor or through the Contractor to a Subcontractor or Supplier to the Engineer. Report on status of progress 1 week prior to each progress meeting established in Paragraph 1.04 to allow Engineer to update the log prior to the Progress meetings.

3. Be prepared to discuss the status at each meeting.

B. Decisions or action items in the log that require a change in the Contract Documents will have the preparation of a contract modification as an action items if appropriate. The Contract Documents can only be changed by a Change Order.

1.07 NOTIFICATION BY CONTRACTOR

A. Notify the Engineer of:
   1. Need for testing.
   2. Intent to work outside regular working hours.
   3. Request to shut down facilities or utilities.
   4. Proposed utility connections.
   5. Required observation by Engineer or inspection agencies prior to covering Work.
   6. Training.
   7. Need for Supplemental Instructions.

B. Provide notification a minimum of 2 weeks in advance in order to allow Owner and Engineer time to respond appropriately to the notification.

C. Use “Notification by Contractor” form. Engineer will provide this form to the contractor at the Pre-Construction Conference.

   1. A/E will provide an Architect’s Supplemental Instruction (ASI) form to provide any supplemental instructions requested by the contractor.

1.08 REQUESTS FOR MODIFICATIONS

A. Submit a request to the Engineer for any change in the Contract Documents.

   1. Use the “Contract Modification Request” (CMR) form provided by the Engineer. Engineer will provide this form to the contractor at the Pre-Construction Conference.

   2. Assign a number to the Contract Modification Request when issued.

   3. Include with the Contract Modification Request:

      a. A complete description of the proposed modification.

      b. The reason the modification is requested.

      c. A detailed breakdown of the cost of the change (necessary only if the modification requires a change in contract amount). The itemized breakdown is to include:

         1). List of materials and equipment to be installed.

         2). Man hours for labor by classification.
3). Equipment used in construction.
4). Consumable supplies, fuels, and materials.
5). Royalties and patent fees.
6). Bonds and insurance.
7). Overhead and profit.
8). Field office costs.
9). Home office cost.
10). Other items of cost.

d. Provide the level of detail outline in the paragraph above for each Subcontractor or Supplier actually performing the Work if Work is to be provided by a Subcontractor or Supplier. Indicate appropriate Contractor mark-ups for Work provided through Subcontractors and Suppliers. Provide the level of detail outline in the paragraph above for self-performed Work.

e. Provide a revised schedule indicating the effect on the critical path for the Project and a statement of the number of days the Project may be delayed by the modification.

4. Submit a Contract Modification Request to the Engineer to request a change order.
5. A Contract Modification Request is required for all substitutions or deviations from the Contract Documents.
6. Engineer will evaluate the request for a contract modification.

B. Owner will initiate changes through the Engineer.

1. Engineer will prepare a description of proposed modifications to the Contract Documents.
2. Engineer will use the Contract Modification Request form. Engineer will assign a number to the Contract Modification Request when issued.
3. Return the Contract Modification Request with a Request for Proposal (RFP) to incorporate the requested change. Include a breakdown of costs into materials and labor in detail outline above to allow evaluation by the Engineer.

C. Owner will issue a Change Order per the General Conditions if a contract modification is appropriate.

1. Modifications to the contract can only be made by a Change Order.
2. Changes in the Project will be documented by a Change Order.
3. Any modifications that require a change can only be approved by Change Order. Changes in Contract Price or Contract Time shall be explicitly detailed in the Change order.
   a. Proposals issued by the Contractor in response to a Contract Modification Request will be evaluated by the Engineer.
   b. If a Change Order is recommended, the Owner will prepare the Change Order.
c. The Change Order will be sent to the Contractor and Engineer for execution with a copy to the Owner recommending approval.

d. Change Orders can only be approved by the Texas Military Department’s Executive Director.

1). Work performed on the proposed contract modifications prior to the approval of the Change Order will be performed at the Contractor’s risk.

2). No payment will be made for Work on Change Orders until approved by the Texas Military Department’s Executive Director.

D. The Contractor may be informed that the Contract Modification Request is not approved and construction is to proceed in accordance with the Contract Documents.

1.09 AS-BUILT DRAWINGS

A. Maintain at the site one complete record copy of:

1. Drawings.
2. Specifications.
3. Addenda.
5. Approved Shop Drawings and as-built data.
6. One set of construction photographs.
7. Test records.
8. Clarifications and other information provided in Request for Information and Architect’s Supplemental Instructions (ASI) responses.
9. Reference standards.

B. Store documents and Samples in the Contractor’s field office.

1. Documents are to remain separate from documents used for construction. Do not use these documents for construction.
2. Provide files and racks for the storage of documents.
3. Provide a secure storage space for the storage of Samples.
4. Maintain documents in clean, dry, legible conditions, and in good order.
5. Make documents and Samples available at all times for inspection by the Engineer and Owner.

C. Marking Drawings:

1. Label each document as “as built” in large printed letters.
2. Record information as construction is being performed.
   a. Do not conceal any Work until the required information is recorded.
   b. Mark Drawings to record actual construction, including the following:
1). Depths of various elements of the foundation in relation to finished first floor datum or the top of walls.

2). Horizontal and vertical locations of underground utilities and appurtenances constructed and existing utilities encountered during construction.

3). Location of internal utilities and appurtenances concealed in the construction. Refer measurements to permanent structure on the surface. Include the following equipment:
   a). Piping.
   b). Ductwork.
   c). Equipment and control devices requiring periodic maintenance or repair.
   d). Valves, unions, traps, and tanks.
   e). Services entrance.
   f). Feeders.
   g). Outlets.

4). Changes of dimension and detail.

5). Changes made by Change Order.

6). Details not on the original Drawings. Include field verified dimensions and clarifications, interpretations, and additional information issued in response to RFIs.

c. Mark Specifications and Addenda to identify products provided.
   1). Record product name, trade name, catalog number, and each Supplier (with address and phone number) of each product and item of equipment actually installed.
   2). Record changes made by ASI and Change Order in red ink.

d. Mark additional Work or information in erasable pencil.
   1). Use red for new or revised indication.

e. Submit as-built documents to Engineer for review and acceptance 30 days prior to final completion of the Project.
   1). Provide electronic PDF files of each drawing sheet either on one CD or digitally. Provide one (1) copy for distribution to the Owner’s PM, and one (1) copy to the A/E and his consultants.
   2). Provide electronic PDF files of each specification section either on one CD or digitally. Provide one (1) copy for distribution to the Owner’s PM, and one (1) copy to the A/E and his consultants.

D. Applications for process payments will not be recommended for payment if record documents are found to be incomplete, not current or not in order. Final payment will not be made until as-built drawings are submitted and approved by the Engineer and Owner.
2.00  PRODUCTS (NOT APPLICABLE)

3.00  EXECUTION (NOT APPLICABLE)

END OF SECTION
01 32 33   PHOTOGRAPHIC DOCUMENTATION

1.00   GENERAL

1.01   WORK INCLUDED

A. All photographs provided under this section and digital copies of these photographs are to become the property of the Owner. Photographs may not be used for publication, or public or private display without the written consent of the Owner.

B. Cost of Photographic Documentation is to be included in the Contractor Construction Phase fee.

1.02   QUALITY ASSURANCE

A. Provide clear photographs taken with proper exposure. View photographs in the field and take new photographs immediately if photos of an adequate print quality cannot be produced. Provide photographs with adequate quality and resolution to permit enlargements.

1.03   SUBMITTALS

A. Submit photographic documentation of existing site and building conditions prior to NTP and beginning construction.

B. Submit photographic documentation of building and site as hidden items are exposed during demolition.

C. Submit photographic documentation as record data in accordance with Section 01 33 00 “Submittal Procedures.”

D. Submit photographic documentation with each payment application.

2.00   PRODUCTS

2.01   PHOTOGRAPHS

A. Provide photographs in digital format with a minimum resolution of 1280 x 960, accomplished without a digital zoom.

B. Take photographs at locations acceptable to the Engineer.

C. Provide two color prints of each photograph and a digital copy of each photograph taken.

D. Identify each print on back with:

1. Project name.

2. Date, time, location, and orientation of the exposure.

3. Description of the subject of photograph.

E. Submit photograph in clear plastic sheets designed for photographs with monthly payment request. Place only one photograph in each sheet to allow the description on the back to be read without removing the photograph.
F. Provide digital copies of picture on a CD for transfer to Owner.

3.00 EXECUTION (NOT APPLICABLE)

END OF SECTION
01 33 00  SUBMITTAL PROCEDURES

1.00  GENERAL

1.01  WORK INCLUDED

A. Submit documentation as required by the Contract Documents and as reasonably requested by the Owner and Engineer to:
   1. Record the products incorporated into the Project for the Owner.
   2. Provide information for operation and maintenance of the Project.
   3. Provide information for the administration of the Contract.
   4. Allow the Engineer to advise the Owner if products proposed for the Project by the Contractor conform, in general, to the design concepts of the Contract Documents.

B. Contractor’s responsibility for full compliance with the Contract Documents is not relieved by the Engineer’s review of submittals. Contract modifications can only be approved by Change Order.

1.02  CONTRACTOR’S RESPONSIBILITIES

A. Review and certify all submittals prior to submission.

B. Determine and verify:
   1. Field measurements.
   2. Field construction requirements.
   3. Location of all existing structures, utilities and equipment related to the submittals.
   4. Submittals are complete for their intended purpose.
   5. Conflicts between the submittals related to the various Subcontractors and Suppliers have been resolved.
   6. Quantities and dimensions shown on the submittals.

C. Submit information per the procedures described in this section and the Specifications.

D. Furnish the following submittals:
   1. As specified in the Submittal Schedule below.
   2. Schedules, data and other documentation as described in detail in this section or referenced in the General Conditions and Contract Documents.
   3. Shop Drawings required for consideration of a contract modification.
   4. Submittals as required in the Specifications. Submittals not required will be returned without Engineer’s review.

E. Prior to NTP, Contractor shall submit a schedule/register, organized by specification section, indicating the date submittals will be sent to the Engineer and proposed dates that the product will be incorporated into the Project. Make submittals promptly in accordance with
the schedule to cause no delay in the Project. The submittal schedule/register must be approved by the Owner before the first pay application will be accepted.

1. Send submittals to the Engineer allowing for a minimum of 15 days time for delivery, review and marking submittals. Include a minimum of 15 days for review of a resubmission if necessary. Allow adequate time for the submittal review process, ordering, fabrication, and delivery of the product to not delay progress on the Project.

2. Schedule submittals to provide all information for interrelated Work at one time. No review will be performed on submittals requiring coordination with other submittals. Engineer will return submittals for resubmission as a complete package.

3. Contractor shall include the date the submittal was submitted for review, as well as the date the Contractor requests to have the approval finalized, on the submittal register. The Submittal register shall indicate the projected dates for procurement of all included items and shall be updated at least monthly with actual approval and procurement dates.

4. Contractor shall coordinate the Submittal Register with the Work Progress Schedule.

F. Submit information for all of the components and related equipment required for a complete and operational system in the same submittal.

1. Include electrical, mechanical, and other information required to indicate how the various components of the system function.

2. Provide certifications, warranties, and written guarantees with the submittal package for review when they are required.

3. Fabrication or installation of any products prior to the approval of Shop Drawings is done at the Contractor’s risk. Products not meeting the requirements of Contract Documents are defective and may be rejected at the Owner’s option.

G. Payment will not be made for products for which submittals are required until the submittals have been received. Payment will not be made for products for which Shop Drawings or Samples are required until these are approved by the Engineer.

H. Materials shall not be ordered and work shall not begin without approved submittals.

1.03 QUALITY ASSURANCE

A. Submit legible, accurate, complete documents presented in a clear, easily understood manner. Submittals not meeting these criteria will be returned without review.

B. Demonstrate that the proposed products are in full and complete compliance with the design criteria and requirements of the Contract Documents including Drawings and Specifications as modified by Addenda, Field Orders, and Change Orders.

C. Furnish and install products that fully comply with the information included in the submittal.
1.04 SUBMITTAL PROCEDURES

A. Submit an electronic copy of each submittal via email to the address provided by the Engineer.
   1. The complete contents of each submittal, including associated drawings product data, etc., shall be submitted in searchable Portable Document Format (PDF). Scanned documents are not acceptable. Submit PDF document with adequate resolution to allow documents to be printed in a format equivalent to the document original. Documents are to be scalable to allow printing on standard 8-1/2 x 11 or 11 x 17 papers.
   2. Create and submit color PDF documents where color is important to the evaluation of the submittal and/or where comments will be lost if only black and white PDF documents are provided.

B. Transmit all submittals, with a properly completed Submittal Transmittal Form as provided by the Engineer at the Pre Construction Conference.
   1. Use a separate transmittal form for each specific product, class of material, and equipment system.
   2. Submit items specified in different sections of the Specifications separately unless they are part of an integrated system.

C. Assign a submittal number to the documents originated to allow tracking of the submittal during the review process.
   1. Assign the number consisting of a prefix, a sequence number, and a letter suffix. Prefixes shall be as follows:

<table>
<thead>
<tr>
<th>Prefix</th>
<th>Description</th>
<th>Originator</th>
</tr>
</thead>
<tbody>
<tr>
<td>AP</td>
<td>Application for Payment</td>
<td>Contractor</td>
</tr>
<tr>
<td>CO</td>
<td>Change Order</td>
<td>Engineer</td>
</tr>
<tr>
<td>CMR</td>
<td>Contract Modification Request</td>
<td>Contractor</td>
</tr>
<tr>
<td>CTR</td>
<td>Certified Test Report</td>
<td>Contractor</td>
</tr>
<tr>
<td>EIR</td>
<td>Equipment Installation Report</td>
<td>Contractor</td>
</tr>
<tr>
<td>FO</td>
<td>Field Order/Supplemental Instructions (ASI)</td>
<td>Engineer</td>
</tr>
<tr>
<td>NBC</td>
<td>Notification by Contractor</td>
<td>Contractor</td>
</tr>
<tr>
<td>O&amp;M</td>
<td>Operation &amp; Maintenance Manuals</td>
<td>Contractor</td>
</tr>
<tr>
<td>PD</td>
<td>Photographic Documentation</td>
<td>Contractor</td>
</tr>
<tr>
<td>RD</td>
<td>Record Data</td>
<td>Contractor</td>
</tr>
<tr>
<td>RFI</td>
<td>Request for Information</td>
<td>Contractor</td>
</tr>
<tr>
<td>RFP</td>
<td>Request for Proposal</td>
<td>Engineer</td>
</tr>
<tr>
<td>SAM</td>
<td>Sample</td>
<td>Contractor</td>
</tr>
<tr>
<td>SD</td>
<td>Shop Drawing</td>
<td>Contractor</td>
</tr>
<tr>
<td>SCH</td>
<td>Schedule of Progress</td>
<td>Contractor</td>
</tr>
</tbody>
</table>

Submittal Procedures
SVC19126– TAMUCC University Center Roof Replacement
2. Issue sequence numbers in chronological order for each type of submittal.

3. Issue numbers for resubmittals that have the same number as the original submittal followed by an alphabetical suffix indicating the number of times the same submittal has been sent to the Engineer for processing. For example: SD 025 A represents shop drawing number 25 and the letter “A” designates this is the second time this submittal has been sent for review.

4. Clearly note the submittal number on each page or sheet of the submittal.

5. Correct assignment of numbers is essential since different submittal types are processed in different ways.

D. Submit documents with uniform markings.

1. Mark submittals to:
   a. Highlight Contractor’s corrections in green.
   b. Highlight items pertinent to the products being furnished in yellow and delete items that are not when the Supplier’s standard drawings or information sheets are provided.
   c. Cloud items and highlight in yellow where selections by the Engineer or Owner are required.
   d. Mark dimensions with the prefix FD to indicate field verified dimensions on the Shop Drawings.
   e. Provide an 8-by-3-inch blank space for Contractor’s and Engineer’s stamp. Contractor may use a digital certification if this is preferred. The certification must bear a digital signature.

2. Define abbreviations and symbols used in Shop Drawings.
   a. Use terms and symbols in Shop Drawings consistent with the Contract Drawings.
   b. Provide a list of abbreviations and their meaning as used in the Shop Drawings.
   c. Provide a legend for symbols used on Shop Drawings.

E. Mark submittals to reference the Drawing number and/or section of the Specifications, detail designation, schedule or location that corresponds with the data submitted. Other identification may also be required, such as layout drawings or schedules to allow the reviewer to determine where a particular product is to be used.

F. For submittals as required in the specifications, attach the specification section for record data and design drawings for shop drawings at the front of the submittal after the submittal transmittal form. The Contractor shall initial each sheet (with a PDF writing software) of the specification section and/or design drawing to confirm that the submittal complies with the requirements of the contract documents. The Contractor shall comply with all requirements in sections 1.08 through 1.10 for substitutions. The Contractor shall identify any minor discrepancy or clarification on the attached specification and/or design drawing.

G. Provide one record data and/or one shop drawing for each specification section that contains all required submittals per the requirements of the specification section.
1.05 REVIEW PROCEDURES

A. Shop drawings are reviewed in the order received, unless Contractor request that a different priority be assigned.

B. Mark a submittal as “Priority” to place the review for this submittal ahead of submittals previously delivered. Priority submittals will be reviewed before other submittals for this Project which have been received but not reviewed. Use discretion in the use of “Priority” submittals as this may delay the review of submittals previously submitted. Revise the Schedule of Contractor’s Submittals for substantial deviations from the previous schedule.

C. Review procedures vary with the type of submittal as described in Paragraph 1.06.

1.06 SUBMITTAL REQUIREMENTS

A. Shop Drawings are required for those products that cannot adequately be described in the Contract Documents to allow fabrication, erection or installation of the product without additional detailed information from the Supplier.

1. Certify on the Contractor’s stamp that the Contractor has reviewed the Shop Drawings and made all necessary corrections such that the products, when installed, will be in full compliance with the Contract Documents. Shop Drawings submitted without this certification will be returned without review.

2. Submit Shop Drawings for:
   a. Products indicated in the submittal schedule following this section.
   b. When a substitution or equal product is proposed in accordance with Paragraph 1.08 of this Section.

3. Include a complete description of the material or equipment to be furnished. Information is to include:
   a. Type, dimensions, size, arrangement, model number, and operational parameters of the components.
   b. Weights, gauges, materials of construction, external connections, anchors, and supports required.
   c. Performance characteristics, capacities, engineering data, motor curves, and other information necessary to allow a complete evaluation of mechanical components.
   d. All applicable standards such as ASTM or Federal specification numbers.
   e. Fabrication and installation drawings, setting diagrams, manufacturing instructions, templates, patterns, and coordination drawings.
   f. Wiring and piping diagrams and related controls.
   g. Complete and accurate field measurements for products which must fit existing conditions. Indicate on the submittal that the measurements represent actual dimensions obtained at the Site.

4. Provide all required statements of certification, guarantees, extended service agreements, and other related documents with the Shop Drawing. The effective date of these documents shall be the date of acceptance of the Work by the Owner.
5. Comments will be made on items called to the attention of the Engineer for review and comment. Any marks made by the Engineer do not constitute a blanket review of the submittal or relieve the Contractor from responsibility for errors or deviations from the Contract requirements.

a. Submittals that are reviewed will be returned with one or more of the following designations:

1). Approved: Submittal is found to be acceptable as submitted.

2). Approved as Noted: Submittal is acceptable with corrections or notations made by Engineer and may be used as corrected.

3). Revise and Resubmit: Submittal has deviations from the Contract Documents, significant errors, or is inadequate and must be revised and resubmitted for subsequent review.

4). Not Approved: Products are not acceptable.

b. Drawings with a significant or substantial number of markings by the Contractor may be marked “Approved as Noted” and “Revise and Resubmit.” These drawings are to be revised to provide a clean record of the submittal.

c. Dimensions or other data that do not appear to conform to the Contract Documents will be marked as “At Variance With” (AVW) the Contract Documents or other information provided. The Contractor is to make revisions as appropriate to comply with Contract Documents.

B. Certifications, Warranties and Service Agreements include documents as specified in the Specifications, as shown in the submittal schedule or as follows:

1. Certified Test Reports (CTR): A report prepared by an approved testing agency giving results of tests performed on products to indicate their compliance with the Specifications (refer to Section 01 40 00 “Quality Control.”).

2. Certification of Local Field Service (CLS): A certified letter stating that field service is available from a factory or supplier approved service organization located within a 300 mile radius of the Site. List names, addresses, and telephone numbers of approved service organizations on or attach it to the certificate.

3. Extended Warranty (EW): A guarantee of performance for the product or system beyond the normal 1 year warranty described in the General Conditions. Issue the warranty certificate in the name of the Owner.

4. Extended Service Agreement (ESA): A contract to provide maintenance beyond that required to fulfill requirements for warranty repairs, or to perform routine maintenance for a definite period beyond the warranty period. Issue the service agreement in the name of the Owner.

5. Certification of Adequacy of Design (CAD): A certified letter from the manufacturer of the equipment stating that they have designed the equipment to be structurally stable and to withstand all imposed loads without deformation, failure, or adverse effects to the performance and operational requirements of the unit. The letter shall state that mechanical and electrical equipment is adequately sized to be fully operational for the conditions specified or normally encountered by the product’s intended use.
C. Submit record data to provide information to allow the Owner to adequately identify the products incorporated into the Project and allow replacement or repair at some future date.

1. Provide record data for all products per the submittal schedule. Record data is not required for items for which Shop Drawings and/or operations and maintenance manuals are required.

2. Provide information only on the specified products. Submit a Contract Modification Request for approval of deviations or substitutions and obtain approval by Field Order or Change Order prior to submitting record data.

3. Provide the same information required for Shop Drawings.

4. Record data will be received by the Engineer, logged, and provided to Owner for the Project record.
   a. Record data may be reviewed to see that the information provided is adequate for the purpose intended. Inadequate drawings may be returned as unacceptable.
   b. Record data is not reviewed for compliance with the Contract Documents. Comments may be returned if deviations from the Contract Documents are noted during the cursory review performed to see that the information is adequate.

D. Submit Operation and Maintenance manuals (O&M) for all equipment, mechanical devices, or components described in the Contract Documents per Section 01 78 23 “Operation and Maintenance Data.” Include copies of approved Shop Drawings in the manual.

E. Submit Request for Information (RFI) in accordance with Section 01 31 13 “Project Coordination.”

F. Submit a Schedule of Values and Application for Payment (AP) in accordance with Owner’s requirements.

G. Submit Progress Schedules (SCH) in accordance with Owner’s requirements.

H. Submit Certified Test Reports (CTR) from independent testing laboratories in accordance with Section 01 40 00 “Quality Control.”

1. Submit test reports for material fabricated for this Project with Shop Drawings for that product.

2. Submit test reports produced at the point of production for standard production products with the record data for that product.

I. Submit a list of Suppliers and Subcontractors as record data in accordance with Section 01 31 13 “Project Coordination.”

J. Submit Notifications by Contractor (NBC) in accordance with Section 01 31 13 “Project Coordination.”
1.07 SUBMITTALS REQUIRED FOR THIS PROJECT

A. Furnish the following Submittals:
   1. Schedules, data and other documentation as described in detail in this section or referenced in the General Conditions.
   2. Documentation required for the administration of the Contract.
   4. Contractor shall submit submittal register for approval by Owner.

1.08 REQUESTS FOR DEVIATION

A. Submit requests for deviation from the Contract Documents for any product that does not fully comply with the Contract Documents.
B. Submit request by Contract Modification Request (CMR) per Section 01 31 13 “Project Coordination.” Identify the deviations and the reason the change is requested.
C. Include the amount if cost savings to the Owner for deviations that result in a reduction in cost.
D. A Change Order or Field Order will be issued by the Engineer for deviations approved by the Owner. Deviations from the Contract Documents may only be approved by Change Order or Field Order.

1.09 SUBMITTALS FOR EQUAL NON SPECIFIED PRODUCTS

A. The products of the listed suppliers are to be furnished where Specifications list several manufacturers but do not specifically list “or equal” or “or approved equal” products. Use of any products other than those specifically listed is a substitution and must be approved per Paragraph 1.09.
B. Contractor may submit other manufacturers’ products that are in full compliance with the specification where Specifications list one or more manufacturers followed by the phase “or equal” or “or approved equal.”
   1. Submit Shop Drawings of adequate detail to document that the proposed product is equal or superior to the specified product.
   2. Prove that the product is equal. It is not the Engineer’s responsibility to prove the product is not equal.
      a. Indicate on a point by point basis for each specified feature that the product is equal to the Contract Document requirements.
      b. Make a direct comparison with the specified manufacturer’s published data sheets and available information. Provide this printed material with the submittal.
      c. The decision of the Engineer regarding the acceptability of the proposed product is final.
   3. Provide a typewritten certification that, in furnishing the proposed product as an equal, the Contractor:
a. Has thoroughly examined the proposed product and has determined that it is equal or superior in all respects to the product specified.

b. Has determined that the product will perform in the same manner and result in the same process as the specified product.

c. Will provide the same warranties and/or bonds as for the product specified.

d. Will assume all responsibility to coordinate any modifications that may be necessary to incorporate the product into the construction and will waive all claims for additional Work which may be necessary to incorporate the product into the Project which may subsequently become apparent.

e. Will maintain the same time schedule as for the specified product.

4. A modification request is not required for any product that is in full compliance with the Contract Documents.

1.10 SUBMITTALS FOR SUBSTITUTIONS

A. Substitutions are defined as any product that the Contractor proposes to provide for the Project in lieu of the specified product.

B. Submit the following for consideration of approval of a Supplier or product which is not specified:

1. Contract Modification Request for deviation from the Contract Documents per Paragraph 1.08.

2. Prove that the product is acceptable as a substitute. It is not the Engineer’s responsibility to prove the product is not acceptable as a substitute.

   a. Indicate on a point by point basis for each specified feature that the product is acceptable to meet the intent of the Contract Documents requirements.

   b. Make a direct comparison with the specified Suppliers published data sheets and available information. Provide this printed material with the submittal.

   c. The decision of the Engineer regarding the acceptability of the proposed substitute product is final.

3. Provide a written certification that, in making the substitution request, the Contractor:

   a. Has determined that the substituted product will perform in substantially the same manner and result in the same ability to meet the specified performance as the specified product.

   b. Will provide the same warranties and/or bonds for the substituted product as specified or as would be provided by the Manufacturer of the specified product.

   c. Will assume all responsibility to coordinate any modifications that may be necessary to incorporate the substituted product into the Project and will waive all claims for additional Work which may be necessary to incorporate the substituted product into the Project which may subsequently become apparent.

   d. Will maintain the same time schedule as for the specified product.

C. Pay engineering cost for review of substitutions.
1. Cost for additional review time will be billed to the Contractor for the actual hours required for the review and marking of Shop Drawings by Engineer and in accordance with the rates listed in section 1.13 of this specification.

2. Cost for the additional review shall be paid to the Engineer by the Contractor on a monthly basis.

1.11 WARRANTIES AND GUARANTEES

A. Submit sample warranties and guarantees required by the Contract Documents with the Shop Drawings and product submittals. Submit executed warranties and guarantees with closeout documents.

B. Provide additional copies of ALL warranties and guarantees for equipment and include this additional copy in the Operation and Maintenance Manuals. Refer to Section 01 78 23 “Operation and Maintenance Data.”

C. Provide a separate manual for warranties and guarantees.
   1. Provide a log of all products for which warranties or guarantees are provided, and for all equipment. Index the log by Specification section number on forms provided by the Engineer.
   2. Indicate the start date, warranty or guarantee period and the date upon which the warranty or guarantee expires for products or equipment for which a warranty or guarantee is required.
   3. Indicate the date for the start of the correction period specified in the General Conditions for each piece of equipment and the date on which the specified correction period expires.
   4. Provide a copy of the warranty or guarantee under a tab indexed to the log.

1.12 RESUBMISSION REQUIREMENTS

A. Make all corrections or changes in the submittals required by the Engineer and resubmit until approved.

B. For Shop Drawings:
   1. Revise initial drawings or data and resubmit as specified for the original submittal.
   2. Highlight in yellow those revisions which have been made in response to the first review by the Engineer.
   3. Highlight in blue any new revisions which have been made or additional details of information that has been added since the previous review by the Engineer.

C. Pay for excessive review of Shop Drawings.
   1. Excessive review of Shop Drawings is defined as any review required after the original review has been made and the first resubmittal has been checked to see that corrections have been made.
   2. Cost for additional review time will be billed to the Contractor by the Engineer for the actual hours required for the review and marking of Shop Drawings by Engineer and in accordance with the rates listed in contract.
3. Pay cost for the additional review to the Engineer on a monthly basis as billed by the Engineer.

4. Need for more than one resubmission or any other delay of obtaining Engineer’s review of submittals, will not entitle the Contractor to an extension of Contract Time. All costs associated with such delays shall be at the Contractor’s expense.

1.13 ENGINEER’S STANDARD RATES

A. Should it be necessary for the A/E firm to engage in the excessive review of Shop Drawings, the A/E employee’s time shall be billed at the following rates:

<table>
<thead>
<tr>
<th>Hourly Rates</th>
<th>Principal Architect</th>
<th>$235.00</th>
<th>Per Hour</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Associate Architect</td>
<td>$167.00</td>
<td>Per Hour</td>
</tr>
<tr>
<td></td>
<td>Technical/Draftsman</td>
<td>$101.00</td>
<td>Per Hour</td>
</tr>
<tr>
<td></td>
<td>Administrative</td>
<td>$76.00</td>
<td>Per Hour</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Hourly Rates</th>
<th>Principal Engineer</th>
<th>$234.00</th>
<th>Per Hour</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Sr. Proj. Engineer</td>
<td>$186.00</td>
<td>Per Hour</td>
</tr>
<tr>
<td></td>
<td>Pr. Engineer</td>
<td>$130.00</td>
<td>Per Hour</td>
</tr>
<tr>
<td></td>
<td>CADD</td>
<td>$104.00</td>
<td>Per Hour</td>
</tr>
<tr>
<td></td>
<td>Clerical</td>
<td>$76.00</td>
<td>Per Hour</td>
</tr>
</tbody>
</table>

1.14 ENGINEER’S DUTIES

A. Review the submittals and return with reasonable promptness.

B. Affix stamp, indicate approval, rejection, and the need for resubmittal.

C. Distribute documents.

2.00 PRODUCTS (NOT APPLICABLE)

3.00 EXECUTION (NOT APPLICABLE)

END OF SECTION
01 40 00     QUALITY CONTROL

1.00     GENERAL

1.01     SUMMARY

A. This section includes the following

1. Requirements for Contractor’s quality control operations, including testing.

2. Owner’s quality assurance activities, including testing.

3. Material Testing requirements for all tests, whether by Owner or Contractor.

1.02     CONTRACTOR’S RESPONSIBILITIES

A. Control the quality of work produced and verify that the work performed meets the standards of quality established in the Contract Documents.

1. Inspect the work performed by the Contractor, subcontractors and suppliers. Correct defective work.

2. Inspect products to be incorporated into the project. Provide only those products that comply with the Contract Documents.

3. Verify conformance of the work and products with the Contract Documents before notifying the Owner of need for testing.

4. Provide consumable construction materials of adequate quality to provide a finished product that complies with the Contract Documents.

5. Provide and pay for the services of an approved professional materials testing laboratory to insure that products proposed for use fully comply with the Contract Documents.

6. Perform tests as indicated in this and other sections of the specifications. Schedule the time and sequence of testing with the Owner and Architect. Owner shall determine location of area/item to be tested.

7. Testing is to be observed by the Owner, Architect, or designated representative.

8. Provide labor, materials, tools, equipment, and related items for testing by the Owner including, but not limited to temporary construction required for testing and operation of new and existing utilities.
B. Provide Certified Test Reports on products or constructed works to be incorporated into the project as required by Section 01 30 00, SUBMITTALS. Reports are to indicate that products or constructed works are in compliance with the Contract Documents.

C. Provide and maintain a written Quality Control Program that establishes the methods of assuring compliance with the Contract Documents.

D. Designate Quality Control personnel at the start of the project. These personnel shall have the authority to monitor the work effectively and to implement and enforce the Quality Control Program.

E. Assist the Architect, Owner, and Owner's testing organization to perform quality assurance activities.
   1. Provide access to the work and to the Manufacturer's operations at all times work is in progress.
   2. Cooperate fully in the performance of sampling, inspection, and testing.
   3. Furnish labor and facilities to:
      a. Provide access to the work to be tested.
      b. Obtain and handle samples for testing at the project site or at the source of the product to be tested.
      c. Facilitate inspections and tests.
      d. Store and cure test samples.
   4. Furnish copies of the tests performed on products.
   5. Provide adequate quantities of representative product to be tested to the laboratory at the designated location.
   6. Give the Owner adequate notice before proceeding with work that would interfere with testing.
   7. Notify the Architect and the testing laboratory prior to the time that testing is required. Lead time is to be adequate to allow arrangements to be made for testing.
   8. Do not proceed with any work until testing services have been performed and results of tests indicate that the work is acceptable.
   9. Provide complete access to the site and make Contract Documents available.
   10. Provide personnel and equipment needed to perform sampling or to assist in making the field tests.
   11. Testing performed by the Owner will be paid for by the Owner.
F. Provide a recognized testing laboratory capable of performing a full range of testing procedures complying with the standards or testing procedures specified. Obtain Owner's approval for the testing laboratory before testing is performed.

G. Provide personnel certified to perform the test required.

H. Should requirements of this Section of the specification conflict with the requirements of the detailed specifications, the technical specifications shall govern.

1.03 SUBMITTALS

A. Submittals shall be in accordance with Section 01 30 00, SUBMITTALS, and shall include:

1. The name of the proposed testing laboratory along with documentation of qualifications, a list of tests that can be performed, and a list of recent projects for which testing has been performed with references from those projects.

2. Test reports per Paragraph 1.07, TEST REPORTS of this specification.

1.04 NON-CONFORMING WORK

A. Immediately correct any work that is not in compliance with the Contract Documents or submit a written explanation of why the work is not to be corrected immediately and when the corrective work will be performed.

B. Payment for non-conforming work shall be withheld until work is brought into compliance with the Contract Documents.

1.05 MATERIAL TESTING REQUIREMENTS FOR CONTRACTOR/OWNER

A. General

1. Testing performed by the Owner will be paid for by the Owner.

2. Testing performed by the Contractor will be paid for by the Contractor.

1.06 STANDARDS

A. Provide a testing laboratory that complies with the ACIL (American Council of Independent Laboratories) "Recommended Requirements for Independent Laboratory Qualifications".

B. Perform testing per recognized test procedures as listed in the various sections of the specifications, standards of the State Department of Highways and Public Transportation, American Society of Testing Materials (ASTM), or other testing associations. Perform tests in accordance with published procedures for testing issued by these organizations.
1.07 DELIVERY AND STORAGE

A. Handle and protect test specimens of products and construction materials at the construction site in accordance with recognized test procedures.

1.08 VERIFICATION TESTING

A. Provide verification testing when tests performed by the Owner indicate that materials or the results of construction activities are not in conformance with Contract Documents.

B. Verification testing is to be provided at the Contractor's expense to verify products or constructed works are in compliance after corrections have been made.

C. Tests must comply with recognized methods or with methods recommended by the Owner's testing laboratory and approved by the Architect.

1.09 TEST REPORTS

A. Test reports are to be prepared for all tests.

1. Tests performed by testing laboratories may be submitted on their standard test report forms. These reports must include the following:

a. Name of the Owner, project title and number, equipment installer and general contractor.

b. Name of the laboratory, address, and telephone number.

c. Name and signature of the laboratory personnel performing the test.

d. Description of the product being sampled or tested.

e. Date and time of sampling, inspection, and testing.

f. Date the report was issued.

g. Description of the test performed.

h. Weather conditions and temperature at time of test or sampling.

i. Location at the site or structure where the test was taken.

j. Standard or test procedure used in making the test.

k. A description of the results of the test.

l. Statement of compliance or non-compliance with the Contract Documents.

m. Interpretations of test results, if appropriate.
B. Distribute copies of the test reports to:

<table>
<thead>
<tr>
<th>No. of Copies</th>
</tr>
</thead>
<tbody>
<tr>
<td>Owner</td>
</tr>
<tr>
<td>Architect</td>
</tr>
<tr>
<td>Contractor</td>
</tr>
</tbody>
</table>

1.10 LIMITATION OF AUTHORITY OF THE TESTING LABORATORY

A. The testing laboratory representatives are limited to providing consultation on the test performed and in an advisory capacity.

B. The testing laboratory is not authorized to:

1. Alter the requirements of the contract documents.
2. Accept or reject any portion of the work.
3. Perform any of the duties of the Contractor.
4. Stop the work.

1.11 QUALITY ASSURANCE ACTIVITIES BY THE OWNER

A. Quality assurance activities of the Owner and Architect through their own forces or through contracts with materials testing laboratories and survey crews are for the purpose of monitoring the results of the Contractor’s work to see that it is in compliance with the requirements of the Contract Documents.

   1. Quality assurance activities of the Owner and Architect in no way relieves the Contractor of the obligation to perform work and furnish products and constructed work conforming to the Contract Documents.

   2. Failure on the part of the Owner or Architect to perform or test products or constructed works in no way relieves the Contractor of the obligation to perform work and furnish materials conforming to the Contract Documents.

2.00 PRODUCTS

2.01 TESTING APPARATUS

A. Furnish testing apparatus and related accessories necessary to perform the tests.
3.00 EXECUTION

A. Refer to individual specification sections for additional testing requirements.

END OF SECTION
01 50 00 TEMPORARY FACILITIES AND CONTROLS

1.00 GENERAL

1.01 WORK INCLUDED

A. Furnish temporary facilities, including the Contractor’s field offices, storage sheds, and temporary utilities needed to complete the work. Refer to specification 011100 “Summary of Work” for more information on temporary utilities.

B. The contractor shall be responsible for arranging and paying for all utilities during construction until final completion or when Owner takes beneficial occupancy, whichever comes first. In no case shall the Owner pay for utilities between NTP and Substantial Completion.

C. Furnish temporary heating and cooling system for the buildings once finishes begin being applied if the permanent system is not operational. Contractor is responsible for locating and installing this system.

D. Furnish, install, and maintain temporary project identification signs. Provide temporary on-site informational signs to identify key elements of the construction facilities. Do not allow other signs to be displayed.

E. Cost for Temporary Facilities and Controls as described in this section and provided by Suppliers and Subcontractors as described in this section are to be included in the Cost of Work. Contractor efforts are included in the Contractor’s fee for Construction Phase Services.

1.02 QUALITY ASSURANCE

A. Testing: Inspect and test each service before placing temporary utilities in use. Arrange for all required inspections and tests by regulatory agencies, and obtain required certifications and permits for use.

1.03 DELIVERY AND STORAGE

A. Arrange transportation, loading, and handling of temporary buildings and sheds.

1.04 JOB CONDITIONS

A. Locate buildings and sheds at the Site as indicated or as approved by the Owner.

B. Prepare the Site by removing debris and performing demolition needed to clear a space adequate for the structures.

C. Contractor is responsible for temporary restrooms facilities. If contractor chooses to have a temporary facility, contractor shall pay for the utilities used by temporary facilities during construction.

D. Provide each temporary service and facility ready for use at each location when the service or facility is first needed to avoid delay in the performance of the Work.

E. Maintain, expand as required, and modify temporary services and facilities as needed throughout the progress of the Work.
F. Operate temporary facilities in a safe and efficient manner.
   1. Restrict loads on temporary services or facilities to within their designed or designated capacities.
   2. Provide sanitary conditions. Prevent public nuisance, or hazardous conditions from developing or existing at the Site.
   3. Prevent freezing of pipes, flooding, or the contamination of water.
   4. Maintain site security and protection of the facilities.

1.05 OPTIONS
   A. Construction offices may be prefabricated buildings on skids or mobile trailers.
   B. Storage sheds may be prefabricated buildings on skids or truck trailers.

2.00 PRODUCTS

2.01 SIGN MATERIALS
   A. Provide new or used signs, wood or metal with structure and framing in sound condition. Materials are to be structurally adequate and suitable for the indicated finish.

2.02 TEMPORARY STORAGE BUILDINGS
   A. Furnish storage buildings of adequate size to store any materials or equipment delivered to the Site that might be affected by weather.

2.03 TEMPORARY SANITARY FACILITIES
   A. Provide sanitary facilities at the Site from the commencement of the Project until project conclusion. Maintain these facilities in a clean and sanitary condition at all times, and comply with the requirements of the local health authority.
   B. Use these sanitary facilities. Do not use rest rooms within existing or Owner-occupied buildings.

3.00 EXECUTION

3.01 LOCATION OF TEMPORARY FACILITIES
   A. Locate all temporary facilities in areas approved by the Owner. Construct and install signs at locations approved by the Owner. Install informational signs so they are clearly visible.

3.02 TEMPORARY LIGHTING
   A. Provide portable flood lights at any time that Work will be performed outside the structure at night. Provide adequate lighting to provide sufficient light at any location Work is being performed.
   B. Work outside the hours or 7:00 a.m. to 6:00 p.m. will not normally be permitted. Obtain prior authorization from the Owner and Engineer for any night Work.
C. Provide Security light for the building entrance and secure parking areas at night.

3.03 CONSTRUCTION FENCE

A. Install and maintain a construction fence around the construction site and/or around the storage yard as indicated. Fence must be a minimum 6 feet high and may be wood picket or chain link construction. Provide gates with padlocks.

3.04 REMOVAL OF TEMPORARY FACILITIES

A. Remove temporary buildings, sheds, and utilities at the conclusion of the Project and restore the Site to original condition or finished in accordance with the Drawings.

B. Remove informational signs upon completion of construction.

C. Remove project identification signs, framing, supports, and foundations upon completion of the Project.

END OF SECTION
1.00 GENERAL

1.01 SUMMARY
A. Section Includes:
   1. Requirements and limitations for cutting and patching of Work.

1.02 SUBMITTALS
A. Submit written request in advance of cutting or alteration, which affects:
   1. Structural integrity of any element of Project.
   2. Efficiency, maintenance, or safety of any operational element.
   4. Work of Owner or separate contractor.
B. Include in request:
   1. Identification of Project.
   2. Location and description of affected work.
   3. Necessity for cutting or alteration.
   4. Description of proposed work, and Products to be used.
   5. Alternatives to cutting and patching.
   6. Effect on work of Owner or separate contractor.
   7. Date and time work will be executed.

2.00 PRODUCTS

2.01 MATERIALS
A. Primary Products: Those required for original installation.
B. Product Substitution: For any proposed change in materials, submit request for substitution.

3.00 EXECUTION

3.01 EXAMINATION
A. Inspect existing conditions prior to commencing Work, including elements subject to damage or movement during cutting and patching.
B. After uncovering existing Work, inspect conditions affecting performance of work.
C. Beginning of cutting or patching means acceptance of existing conditions.
3.02 PREPARATION

A. Provide temporary supports to ensure structural integrity of the Work. Provide devices and methods to protect other portions of Project from damage.

3.03 CUTTING AND PATCHING

A. Using a wet concrete saw, cut concrete floors to demolish or remove concrete or to remove or install electrical conduit, plumbing piping or any other system or device. Do not use jack hammers to demolish concrete flooring. Dust control is a crucial component of this effort. Obtain and comply with dust control procedures of the Owner.

B. Execute cutting, fitting, and patching to complete Work.

C. Fit Products together, to integrate with other work.

D. Uncover work to install ill-timed work.

E. Remove and replace defective or non-conforming work.

F. Provide openings in the Work for penetration of mechanical and electrical work.

G. Protect the structure and other parts of the work and provide adequate support to maintain the structural integrity of the affected portions of the work. Provide devices and methods to protect adjacent work and other portions of the project from damage. Provide protection from the weather for portions of the project that may be exposed by cutting and patching work.

H. Execute cutting and demolition by methods which will prevent damage to other work, and will provide proper surfaces to receive installation of repairs.

I. Execute fitting and adjustment of products to provide a finished installation to comply with specified products, functions, tolerances, and finishes.

J. Cut, remove, and legally dispose of selected mechanical equipment, components, and materials as indicated, including but not limited to, the removal of piping, ductwork, and other items made obsolete by the modified work. The Owner desires to retain ownership of any removed salvageable scrap metal. At the Owner’s Representative’s discretion, transport any removed salvageable scrap metal to the Owner’s onsite salvage location. Refer to 01 74 19 “Construction and Demolition Waste Management”.

K. Restore work which has been cut or removed. Install new products to provide completed work per the Contract Documents. Patch/repair all penetrations in fire rated partitions (regardless of whether it opening is a result of demolition or existing conditions) and all penetrations, flaws or defects resulting from demolition activities.

L. Fit work air-tight to pipes, sleeves, ducts, conduit, and other penetrations through the surfaces. Where fire rated separations are penetrated, fill the space around the pipe or insert with materials with physical characteristics equivalent to fire resistance requirements of penetrated surface.

M. Patch finished surfaces and building components using new products specified for the original installation.
N. Refinish entire surfaces as necessary to provide an even finish to match adjacent finishes:
   1. For continuous surfaces, refinish to the nearest intersection.
   2. For an assembly, refinish the entire unit.

3.04 PERFORMANCE

A. Execute work by methods to avoid damage to other Work, and which will provide appropriate surfaces to receive patching and finishing.
B. Restore Work with new products in accordance with requirements of Contract Documents.
C. Fit work air tight to pipes, sleeves, ducts, conduit, and other penetration through surfaces.
D. Refinish surfaces to match adjacent finish. For continuous surfaces, refinish to nearest intersection or natural break. For an assembly, refinish entire unit.

END OF SECTION
01 74 19  CONSTRUCTION WASTE MANAGEMENT AND DISPOSAL

1.00 GENERAL

1.01 RELATED DOCUMENTS
A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

1.02 SUMMARY
A. This Section includes administrative and procedural requirements for the following:
   1. Disposing of nonhazardous construction waste.
B. Related Sections include the following:
   1. Division 01 Section "Temporary Facilities and Controls", for environmental-protection measures during construction, and location of waste containers at Project site.

1.03 DEFINITIONS
A. Construction Waste: Building and site improvement materials and other solid waste resulting from construction, remodeling, renovation, or repair operations. Construction waste includes packaging.

B. Disposal: Removal off-site of demolition and construction waste and subsequent sale, recycling, reuse, or deposit in landfill or incinerator acceptable to authorities having jurisdiction.

1.04 PERFORMANCE GOALS
A. General: Owner's goal is to salvage and recycle as much nonhazardous demolition and construction waste as possible including the following materials:
   1. Construction Waste:
      1) Masonry and CMU.
      2) Lumber.
      3) Wood trim.
      4) Metals.
      5) Roofing.
      6) Insulation.
      7) Piping.
      8) Electrical conduit.
      9) Packaging: Regardless of salvage/recycle goal indicated above, salvage or recycle 100 percent of the following uncontaminated packaging materials:
         10) Paper.
         11) Cardboard.
         12) Boxes.
14) Polystyrene packaging.
16) Plastic pails.

1.05 SUBMITTALS

A. Waste Management Plan: Submit 3 copies of plan within 30 days of date established for the Notice to Proceed

B. Waste Reduction Progress Reports: Concurrent with each Application for Payment, submit three copies of report. Include separate reports for demolition and construction waste. Include the following information:
   1. Material category.
   2. Generation point of waste.
   3. Total quantity of waste in tons.
   4. Quantity of waste salvaged, both estimated and actual in tons.
   5. Quantity of waste recycled, both estimated and actual in tons.
   6. Total quantity of waste recovered (salvaged plus recycled) in tons.
   7. Total quantity of waste recovered (salvaged plus recycled) as a percentage of total waste.

C. Waste Reduction Calculations: Before request for Substantial Completion, submit three copies of calculated end-of-Project rates for salvage, recycling, and disposal as a percentage of total waste generated by the Work.

D. Records of Donations: Indicate receipt and acceptance of salvageable waste donated to individuals and organizations. Indicate whether organization is tax exempt.

E. Records of Sales: Indicate receipt and acceptance of salvageable waste sold to individuals and organizations. Indicate whether organization is tax exempt.

F. Recycling and Processing Facility Records: Indicate receipt and acceptance of recyclable waste by recycling and processing facilities licensed to accept them. Include manifests, weight tickets, receipts, and invoices.

G. Landfill and Incinerator Disposal Records: Indicate receipt and acceptance of waste by landfills and incinerator facilities licensed to accept them. Include manifests, weight tickets, receipts, and invoices.

H. Qualification Data: For Waste Management Coordinator.

I. Statement of Refrigerant Recovery: Signed by refrigerant recovery technician responsible for recovering refrigerant, stating that all refrigerant that was present was recovered and that recovery was performed according to EPA regulations. Include name and address of technician and date refrigerant was recovered.
1.06 QUALITY ASSURANCE

A. Refrigerant Recovery Technician Qualifications: Certified by EPA-approved certification program.

B. Regulatory Requirements: Comply with hauling and disposal regulations of authorities having jurisdiction.

C. Waste Management Conference: Conduct conference at Project site to comply with requirements in Division 01 Section "Project Management" Review methods and procedures related to waste management including, but not limited to, the following:
   1. Review and discuss waste management plan including responsibilities of Waste Management Coordinator.
   2. Review requirements for documenting quantities of each type of waste and its disposition.
   3. Review and finalize procedures for materials separation and verify availability of containers and bins needed to avoid delays.
   4. Review procedures for periodic waste collection and transportation to recycling and disposal facilities.
   5. Review waste management requirements for each trade.

1.07 WASTE MANAGEMENT PLAN

A. General: Develop plan consisting of waste identification, waste reduction work plan, and cost/revenue analysis. Indicate quantities by weight or volume, but use same units of measure throughout waste management plan.

B. Waste Identification: Indicate anticipated types and quantities of demolition site-clearing and construction waste generated by the Work. Include estimated quantities and assumptions for estimates.

C. Waste Reduction Work Plan: List each type of waste and whether it will be salvaged, recycled, or disposed of in landfill or incinerator. Include points of waste generation, total quantity of each type of waste, quantity for each means of recovery, and handling and transportation procedures.
   1. Recycled Materials: Include list of local receivers and processors and type of recycled materials each will accept. Include names, addresses, and telephone numbers.
   2. Disposed Materials: Indicate how and where materials will be disposed of. Include name, address, and telephone number of each landfill and incinerator facility.
   3. Handling and Transportation Procedures: Include method that will be used for separating recyclable waste including sizes of containers, container labeling, and designated location on Project site where materials separation will be located.

D. Cost/Revenue Analysis: Indicate total cost of waste disposal as if there was no waste management plan and net additional cost or net savings resulting from implementing waste management plan. Include the following:
   1. Total quantity of waste.
2. Estimated cost of disposal (cost per unit). Include hauling and tipping fees and cost of collection containers for each type of waste.
3. Total cost of disposal (with no waste management).
4. Revenue from salvaged materials.
5. Revenue from recycled materials.
7. Savings in hauling and tipping fees that are avoided.
8. Handling and transportation costs. Include cost of collection containers for each type of waste.
9. Net additional cost or net savings from waste management plan.

2.00 PRODUCTS [NOT USED]

3.00 EXECUTION

3.01 PLAN IMPLEMENTATION

A. General: Implement waste management plan as approved by Architect. Provide handling, containers, storage, signage, transportation, and other items as required to implement waste management plan during the entire duration of the Contract.

1. Comply with Division 01 Section "Temporary Facilities and Controls" for operation, termination, and removal requirements.

B. Waste Management Coordinator: Engage a waste management coordinator to be responsible for implementing, monitoring, and reporting status of waste management work plan. Coordinator shall be present at Project site full time for duration of Project.

C. Training: Train workers, subcontractors, and suppliers on proper waste management procedures, as appropriate for the Work occurring at Project site.

1. Distribute waste management plan to everyone concerned within three days of submittal return.
2. Distribute waste management plan to entities when they first begin work on-site. Review plan procedures and locations established for salvage, recycling, and disposal.

D. Site Access and Temporary Controls: Conduct waste management operations to ensure minimum interference with roads, streets, walks, walkways, and other adjacent occupied and used facilities.

1. Designate and label specific areas on Project site necessary for separating materials that are to be salvaged, recycled, reused, donated, and sold.
2. Comply with Division 01 Section "Project Management" for controlling dust and dirt, environmental protection, and noise control.

3.02 RECYCLING DEMOLITION AND CONSTRUCTION WASTE, GENERAL

A. General: Recycle paper and beverage containers used by on-site workers.
B. Procedures: Separate recyclable waste from other waste materials, trash, and debris. Separate recyclable waste by type at Project site to the maximum extent practical.

1. Provide appropriately marked containers or bins for controlling recyclable waste until they are removed from Project site. Include list of acceptable and unacceptable materials at each container and bin.
   1) Inspect containers and bins for contamination and remove contaminated materials if found.
2. Stockpile processed materials on-site without intermixing with other materials. Place, grade, and shape stockpiles to drain surface water. Cover to prevent windblown dust.
3. Stockpile materials away from construction area. Do not store within drip line of remaining trees.
4. Store components off the ground and protect from the weather.
5. Remove recyclable waste off Owner's property and transport to recycling receiver or processor.

3.03 RECYCLING CONSTRUCTION WASTE

A. Packaging:

1. Cardboard and Boxes: Break down packaging into flat sheets. Bundle and store in a dry location.
3. Pallets: As much as possible, require deliveries using pallets to remove pallets from Project site. For pallets that remain on-site, break down pallets into component wood pieces and comply with requirements for recycling wood.
4. Crates: Break down crates into component wood pieces and comply with requirements for recycling wood.

B. Site-Clearing Wastes: Chip brush, branches, and trees on-site.

1. Comply with requirements in Division 32 Section "Landscaping" for use of chipped organic waste as organic mulch.

C. Wood Materials:

1. Clean Cut-Offs of Lumber: Grind or chip into small pieces.
2. Clean Sawdust: Bag sawdust that does not contain painted or treated wood.

D. Gypsum Board: Stack large clean pieces on wood pallets and store in a dry location.

1. Clean Gypsum Board: Grind scraps of clean gypsum board using small mobile chipper or hammer mill. Screen out paper after grinding.

3.04 DISPOSAL OF WASTE

A. General: Except for items or materials to be salvaged, recycled, or otherwise reused, remove waste materials from Project site and legally dispose of them in a landfill or incinerator acceptable to authorities having jurisdiction.
1. Except as otherwise specified, do not allow waste materials that are to be disposed of accumulate on-site.

2. Remove and transport debris in a manner that will prevent spillage on adjacent surfaces and areas.

B. Burning: Do not burn waste materials.

C. Burning: Burning of waste materials is permitted only at designated areas on Owner's property, provided required permits are obtained. Provide full-time monitoring for burning materials until fires are extinguished.

D. Disposal: Transport waste materials off Owner's property and legally dispose of them.

END OF SECTION
01 74 23  FINAL CLEANING

1.00  GENERAL

1.01  This section specifies administrative and procedural requirements for final cleaning at Substantial Completion, as well as touch up for final inspection.

1.02  WORK INCLUDED

A.  Perform a thorough cleaning of the Site, buildings, or other structures prior to Owner occupancy of the buildings, and prior to Final Completion. Leave the Project clean and ready for occupancy.

1.03  SUBMITTALS

A.  Provide data for maintenance per Section 01 78 23 “Operation and Maintenance Data.”

1.04  QUALITY CONTROL

A.  Use experienced workmen or professional cleaners for final cleaning.

2.00  PRODUCTS

2.01  MATERIALS

A. Furnish the labor and products needed for cleaning and finishing as recommended by the Manufacturer of the surface material being cleaned.

B. Use cleaning products only on the surfaces recommended by the Supplier.

C. Use only those cleaning products which will not create hazards to health or property and which will not damage surfaces.

3.00  EXECUTION

3.01  FINAL CLEANING

A. Thoroughly clean the entire Site.
   1. Remove construction debris, boxes, and trash from the Site.
   2. Remove construction storage sheds and field offices.
   3. Restore grade to match surrounding condition and remove excess dirt.
   4. Sweep all drives and parking lots clean of dirt and debris. Use water truck or hose down paved site to like new appearance.
   5. Remove temporary erosion control measures and establish suitable ground cover.

B. Clean floors in the construction area or areas affected by construction and inspect for damage.
   1. Remove oil, grease, paint drippings, and other contaminants from floors, then mop repeatedly until thoroughly clean. Replace damaged flooring.
2. Clean resilient flooring with an approved cleaner and provide one coat liquid floor polish as recommended by the flooring Supplier. Polish to a buffed appearance with powered floor buffer.

3. Vacuum all carpets with powered floor sweeper to remove dirt and dust. Remove glue or other substances from nap of carpet.

C. Clean wall surfaces to remove dirt or scuff marks. Remove excess adhesive along top edges of wall base. Remove adhesive from surfaces of vinyl wall coverings.

D. Align tile to fit properly in grid and replace cracked or damaged tile. Remove smear marks and other dirt from tile and clean surface of grid system.

E. Spot paint nicks and other damage. If spot-painting does not blend into the existing color and texture of the surrounding surfaces, repaint wall from inside corner to inside corner. Touch up damaged surfaces on factory finished equipment using special paint furnished by the Manufacturer.

F. Remove dirt, oil, grease, dust and other contaminants from floors, equipment and apparatus in mechanical and electrical rooms with vacuum.

G. Clean permanent filters and replace disposable filters on heating, ventilating, and air conditioning systems. Clean ducts, blowers, and coils if units were operated without filters during construction.

H. Clean roof areas of debris; flush roof drainage systems with water until clear.

I. Broom clean exterior paved surfaces and rake clean other surfaces of the grounds.

J. Clean and polish all electrical equipment and exposed conduits. Remove paint overspray. Provide a blemish free appearance on all exposed equipment and conduits.

END OF SECTION
01 78 23  OPERATION AND MAINTENANCE DATA

1.00 GENERAL

1.01 WORK INCLUDED

A. Prepare three (3) complete and detailed Operation and Maintenance Manuals for each type and model of equipment or product furnished and installed under this Contract.

B. Prepare the manuals in the form of an instruction manual for the Owner. The manual is to be suitable for use in providing operation and maintenance instruction as required by Section 01 75 00 “Starting and Adjusting.”

C. Provide complete and detailed information specifically for the products or systems provided for this Project. Include the information required to operate and maintain the product or system.

D. Manuals are to be in addition to any information packed with or attached to the product when delivered. This information is to be taken from the product and provided as an attachment to the manual.

E. Cost for O&M Manuals provided by Suppliers and Subcontractors as described in this section are to be included in the Cost of Work. Contractor efforts are included in the Contractor’s fee for Construction Phase Services.

1.02 SUBMITTALS

A. Submit manuals in accordance with Section 01 33 00 “Submittal Procedures.”

1.03 GUARANTEES

A. Provide copies of the Manufacturer’s warranties, guarantees, or service agreements.

2.00 PRODUCTS

2.01 MATERIALS

A. Print manuals on heavy, first quality paper.
   1. Paper shall be 8-1/2 x 11 paper.
      a. Reduce drawings and diagrams to 8-1/2 x 11 paper size.
      b. When reduction is not practical, fold drawings and place each separately in a clear, super heavy weight, top loading polypropylene sheet protector designed for ring binder use. Provide a typed identification label on each sheet protector.
   2. Punch paper for standard three-ring binders with a 13/32” diameter punch.

B. Place manuals in Wilson Jones 385 Line D-Ring Dublock Presentation Binders.
   1. Binders are to have clear front, back, and spine covers.
   2. Sheet lifters are to be provided.
   3. Minimum size is 2-inch capacity. Maximum size is 3-inch capacity.
C. Provide tab indexes for each section of the manual.
   1. Indexes are to be constructed of heavy-duty paper with a reinforced binding edge and punched with 9/32-inch holes to fit the binders.
   2. Index is to have clear insertable tabs for a typed insert.

2.02 ELECTRONIC MANUAL FORMAT

A. Manual contents to be provided on compact disc (CD).
   1. Minimum CD storage capacity is 700 MB.
   2. CD to have read/write capability.

B. Provide individual electronic files for each manual.
   1. Maximum file size is 5MB. If manual is greater than maximum allowable file size, provide individual files for each major section of manual.
   2. Acceptable file types for written documents are Portable Document File (PDF) or Microsoft Word formats. Acceptable file types for drawing files are PDF formats. All files shall be compatible with the latest software version available.
   3. Filename shall identify the plant site, plant area, equipment manufacturer, and date equipment placed in service. i.e. WWTP-PC1-Manufacturer-200503.pdf.
   4. Each electronic file shall contain a table of contents at the beginning of the file which includes hypertext links or bookmarks to navigate the file contents per section/chapter.
   5. Scanned images of written documents are not acceptable. Document must allow character selection. Text within a file shall be transferable to other documents.
   6. Drawing files shall have the ability to turn on/off drawing layers within the file.
   7. Submit a preliminary version of the electronic format of the manual for review prior to requesting substantial completion. Upon approval of the preliminary submittal, the Contractor shall provide three copies of the electronic manual to the Owner.

3.00 EXECUTION

3.01 MANUAL ORGANIZATION AND CONTENTS

A. Provide a Table of Contents listing each section of the manual for each product or system.
   1. Identify each product or system using the nomenclature shown in the Contract Documents.
   2. Assign a number and letter to each section in the manual.
      a. Assign a number to each product or system. The number is to correspond to the Owner’s equipment numbering system or other system designated by the Engineer.
      b. A cross reference is to be provided for the Owner’s numbering system and designations for equipment indicated in the Contract Documents.
      c. The letter assigned will represent the part of the manual, consistent with the manual contents as required by Paragraphs 3.02, 3.03, and 3.04.
3. Provide index tabs for each section in the manual.
4. The designation on each index tab is to correspond to the number and letter assigned in the Table of Contents.

B. Include only the information that pertains to the product described. Annotate each sheet to:
   1. Clearly identify the specific product or component installed.
   2. Clearly identify the data applicable to the installation.
   3. Delete reference to inapplicable information.

C. Supplement manual information with drawings as necessary to clearly illustrate relations of component parts of equipment and systems, and control and flow diagrams.

D. Identify each manual by placing a printed cover sheet in the front cover of the binder and as the first page in the manual. The first page is to be placed in a clear polypropylene sheet protector. The information on first page and the cover page are to include:
   1. Name of Owner.
   2. Project Name.
   3. Volume number.
   4. The Table of Contents for that volume.

E. Insert the Table of Contents into the spine of each manual.

F. Manuals for several products or systems may be provided in the same binder.
   1. Sections for each product or system must be included in the same binder.
   2. Sections must be in numerical order from volume to volume.

G. Correlate the data into related groups when multiple binders are used.

H. Fill binders to only three-fourths of its indicated capacity to allow for addition of materials to each binder by the Owner.

3.02 EQUIPMENT AND SYSTEMS MANUAL CONTENT

A. Manual shall provide the following information:
   1. A description of the unit and component parts.
   2. Operating instructions for startup, normal operations, regulation, control, shutdown, emergency conditions, and limiting operating conditions.
   3. Maintenance instructions including assembly, installation, alignment, adjustment, and checking instructions.
   4. Lubrication schedule and lubrication procedures. Include a cross reference for recommended lubrication products.
   5. Troubleshooting guide.
   6. Schedule of routine maintenance requirements.
   7. Description of sequence of operation by the Control Manufacturer.
8. Warnings for detrimental maintenance practices.

9. Parts lists including:
   a. Part numbers for ordering new parts.
   b. Assembly illustrations showing an exploded view of the complex parts of the product.
   c. Predicted life of parts subject to wear.
   d. List of the Manufacturer’s recommended spare parts, current prices with effective date and number of parts recommended for storage.
   e. Directory of a local source of supply for parts with company name, address, and telephone number.
   f. Complete nomenclature and list of commercial replacement parts.

10. Outline, cross section and assembly drawings, engineering data, test data, and performance curves.

11. Control schematics and point to point wiring diagrams prepared for field installation, including circuit directories of panel boards and terminal strips.

12. List of identification nameplates installed on equipment and valve identification per the Contract Documents.

13. Other information as may be required by the individual sections of the Specifications.

14. Copies of approved submittals related to equipment in O&M manuals.

3.03 ELECTRICAL AND ELECTRONICS SYSTEMS MANUAL

A. Manual shall provide the following information:

1. A description of the systems and component parts.

2. Control schematics and point to point wiring diagrams prepared for field installation. Include circuit directories of panel boards and terminal strips and as installed color coded wiring diagrams.

3. Operating procedures, maintenance procedures, and the Manufacturer’s printed operating and maintenance instructions.

4. List of the Manufacturer’s recommended spare parts, current prices with effective date, and number of parts recommended for storage.

5. Other information as may be required by the individual sections of the Specifications.

6. Final balancing reports for mechanical systems.

7. Other information as may be required by the individual sections of the Specifications.
3.04 LIST OF SERVICE ORGANIZATIONS

A. Provide a directory of authorized service organizations with company name, address, telephone number, e-mail address and the contact person for warranty repair.

END OF SECTION
DIVISION 4
MASONRY
04 01 00 MASONRY REPAIR/RESTORATION/REBUILDING

1.00 GENERAL

1.01 SECTION INCLUDES

A. Removal, salvage and Replacement of brick units at rise wall.

1.02 REFERENCE STANDARDS

B. BIA Brick Industry Association/Brick Institute of America – Technical Notes.

1.03 ADMINISTRATIVE REQUIREMENTS

A. Preinstallation Meeting: Convene one week prior to commencing work of this section.
   1. Require attendance of parties directly affecting work of this section.
   2. Review conditions of installation, installation procedures, and coordination with related work.

1.04 SUBMITTALS

A. See Section 01 30 00 – Administrative Requirements, for submittal procedures.
B. Samples: Submit four samples of face brick units to illustrate matching color, texture and extremes of color range.
C. Manufacturer’s Instructions: For cleaning materials, indicate special procedures, conditions requiring special attention.
D. Test reports: Original mortar analysis.

1.05 QUALITY OF ASSURANCE

A. Comply with provisions of TMS 402/602, except where exceeded by requirements of the contract documents.
   1. Maintain one copy of each document on project site.
B. Preconstruction Testing Laboratory Services:
   1. Remove minimum of 2 unweathered, undisturbed, full depth mortar samples at each rise wall. Size shall be 6 inches wide, full depth. Retain one sample for comparison to proposed mortar mixes.
   2. Test mortar in accordance with ASTM C1324, report the following
      a. Volumetric proportions of aggregate, cement, lime and other ingredients.
      b. Type, composition, color and gradation of aggregate.
      c. Presence of pigments or additives.
d. Based on test results provide recommended mortar mix for each masonry system in accordance with ASTM C270, compatible with physical and mechanical properties of original masonry materials.

1.06 DELIVERY, STORAGE, AND HANDLING

A. Deliver masonry neatly stacked and tied on pallets. Store clear of ground with adequate waterproof covering.

1.07 FIELD CONDITIONS

A. Cold and Hot Weather Requirements: Comply with requirements of TMS 402/602 or applicable building code, whichever is more stringent.

2.00 PRODUCTS

2.01 MORTAR MATERIALS

A. Portland Cement:
   1. ASTM C150, Type I
   2. Color: To match original mortar.
   3. Provide non-staining Portland cement complying with staining requirement of ASTM C91 for not more than 0.03 percent water soluble alkali for stonework and other masonry.

B. Hydrated Lime: ASTM C207, Type S.

C. Mortar Aggregate: ASTM C144.

D. Water: Clean and free of oil, acids, alkalis, and organic matter.

2.02 MASONRY MATERIALS

A. Units to match existing shape, size, color, texture, and material conforming to ASTM C216, Grade SW.

B. Building Brick Concealed from View: Provide building brick complying with ASTM C62 of same vertical dimension as face brick.

C. Colored Mortar Aggregate:
   1. Natural or manufactured, hand selected to produce mortar color.
   2. Provide sand with rounded edges for pointing mortar.
   3. Match size, texture, and gradation of existing mortar as closely as possible as approved by the Owner's Representative.

D. Colored Mortar Pigment:
   1. Natural and synthetic iron oxides and chromium oxides, compounded for us in mortar mixes.
   2. Use only pigments with record of satisfactory performance in masonry mortars.
3. Match color of existing mortar as approved by the owner's Representative.

2.03 MORTAR MIXES

A. Measurement and Mixing:
   1. Measure cementitious and aggregate materials in dry conditions by volume or equivalent weight.
   2. Do not measure by shovel; use known measure.
   3. Mix materials in clean mechanical batch mixer.

B. Mixing Repair Mortar:
   1. Thoroughly mix cementitious and aggregate materials together before adding water.
   2. Mix again adding only enough water to produce damp, unworkable mix which will retain its form when pressed into ball.
   3. Maintain mortar in this dampened condition for one to two hours.
   4. Add remaining water in small portions until mortar of desired consistency is reached.
   5. Use mortar within thirty (30) minutes of final mixing.
   6. Do not re-temper or use partially hardened material.

C. Admixtures: Do not use admixtures in mortar

3.00 EXECUTION

3.01 EXAMINATION

A. Verify that surfaces to be cleaned are ready for work of this section.

3.02 PREPARATION

A. Protect surrounding elements from damage due to restoration procedures.
B. Carefully remove and store removable items located in areas to be restored, including fixtures, fittings, finish hardware, and accessories; reinstall upon completion.
C. Separate areas to be protected from restoration areas using means adequate to prevent damage.
D. Mask immediately adjacent surfaces with material that will withstand cleaning and restoration procedures.

3.03 REBUILDING

A. Cut out damaged and deteriorated masonry with care in a manner to prevent damage to any adjacent remaining materials.
B. Support structure as necessary in advance of cutting out units.
C. Cut away loose or unsound adjoining masonry as directed.
D. Build in new units following procedures for new work specified in other section(s).
E. Mortar Mix: Colored and proportioned to match existing work.

F. Ensure that anchors are correctly located and built in.

G. Install built in masonry work to match and align with existing, with joints and coursing true and level, faces plumb and in line. Build in all openings, accessories and fittings.

3.04 CLEANING

A. Immediately remove stains, efflorescence, or other excess resulting from the work of this section.

B. Remove excess mortar, smears, and droppings as work proceeds and upon completion.

C. Clean surrounding surfaces.

END OF SECTION
DIVISION 5
METALS
05 50 00  METAL FABRICATIONS

1.00  GENERAL

1.01  RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

1.02  SUMMARY

A. Section Includes:

1. Steel framing and supports for mechanical and electrical equipment.

2. Steel framing and supports for applications where framing and supports are not specified in other Sections.

3. Miscellaneous steel trim including steel edgings.

4. Loose bearing and leveling plates for applications where they are not specified in other Sections.

B. Products furnished, but not installed, under this Section:

1. Loose steel lintels.

2. Anchor bolts, steel pipe sleeves, slotted-channel inserts, and wedge-type inserts indicated to be cast into concrete or built into unit masonry.

3. Steel weld plates and angles for casting into concrete for applications where they are not specified in other Sections.

1.03  PERFORMANCE REQUIREMENTS

A. Delegated Design: Design ladders, including comprehensive engineering analysis by a qualified professional engineer, using performance requirements and design criteria indicated.

B. Thermal Movements: Allow for thermal movements from ambient and surface temperature changes acting on exterior metal fabrications by preventing buckling, opening of joints, overstressing of components, failure of connections, and other detrimental effects.

1. Temperature Change: 120 F (67 C), ambient; 180 F (100 C), material surfaces.

1.04  ACTION SUBMITTALS

A. Product Data: For the following:
1. Paint products.

2. Grout.

B. Shop Drawings: Show fabrication and installation details for metal fabrications.

1. Include plans, elevations, sections, and details of metal fabrications and their connections. Show anchorage and accessory items.

C. Delegated-Design Submittal: For installed products indicated to comply with performance requirements and design criteria, including analysis data signed and sealed by the qualified professional engineer responsible for their preparation.

1.05 INFORMATIONAL SUBMITTALS

A. Mill Certificates: Signed by manufacturers of stainless-steel certifying that products furnished comply with requirements.

B. Welding certificates.

C. Paint Compatibility Certificates: From manufacturers of topcoats applied over shop primers certifying that shop primers are compatible with topcoats.

1.06 QUALITY ASSURANCE

A. Welding Qualifications: Qualify procedures and personnel according to the following:

1. AWS D1.1, “Structural Welding Code - Steel.”


3. AWS D1.6, “Structural Welding Code - Stainless Steel.”

1.07 PROJECT CONDITIONS

A. Field Measurements: Verify actual locations of walls and other construction contiguous with metal fabrications by field measurements before fabrication.

1.08 COORDINATION

A. Coordinate selection of shop primers with topcoats to be applied over them. Comply with paint and coating manufacturers’ written recommendations to ensure that shop primers and topcoats are compatible with one another.

B. Coordinate installation of anchorages and steel weld plates and angles for casting into concrete. Furnish setting drawings, templates, and directions for installing anchorages, including sleeves, concrete inserts, anchor bolts, and items with integral anchors, that are to
be embedded in concrete or masonry. Deliver such items to Project site in time for installation.

2.00 PRODUCTS

2.01 METALS, GENERAL

A. Metal Surfaces, General: Provide materials with smooth, flat surfaces unless otherwise indicated. For metal fabrications exposed to view in the completed Work, provide materials without seam marks, roller marks, rolled trade names, or blemishes.

2.02 FERROUS METALS

A. Recycled Content of Steel Products: Postconsumer recycled content plus one-half of preconsumer recycled content not less than 25 percent.

B. Steel Plates, Shapes, and Bars: ASTM A36.

C. Stainless-Steel Sheet, Strip, and Plate: ASTM A240 or ASTM A666, Type 304.

D. Stainless-Steel Bars and Shapes: ASTM A276, Type 304.

E. Steel Tubing: ASTM A500, cold-formed steel tubing.

F. Steel Pipe: ASTM A53, standard weight (Schedule 40) unless otherwise indicated.

2.03 NONFERROUS METALS


2.04 FASTENERS

A. General: Unless otherwise indicated, provide Type 304 stainless-steel fasteners for exterior use and zinc-plated fasteners with coating complying with ASTM B633 or ASTM F1941, Class Fe/Zn 5, at exterior walls. Select fasteners for type, grade, and class required.

1. Provide stainless-steel fasteners for fastening aluminum.

2. Provide stainless-steel fasteners for fastening stainless steel.

B. Steel Bolts and Nuts: Regular hexagon-head bolts, ASTM A307, Grade A; with hex nuts, ASTM A563; and, where indicated, flat washers.

C. Stainless-Steel Bolts and Nuts: Regular hexagon-head annealed stainless-steel bolts, ASTM F593; with hex nuts, ASTM F594; and, where indicated, flat washers; Alloy Group 1.
D. Anchor Bolts: ASTM F1554, Grade 36, of dimensions indicated; with nuts, ASTM A563; and, where indicated, flat washers.

   1. Hot-dip galvanized or provide mechanically deposited, zinc coating where item being fastened is indicated to be galvanized.

E. Eyebolts: ASTM A489.

F. Machine Screws: ASME B18.6.3.

G. Lag Screws: ASME B18.2.1.

H. Wood Screws: Flat head, ASME B18.6.1.


K. Anchors, General: Anchors capable of sustaining, without failure, a load equal to six times the load imposed when installed in unit masonry and four times the load imposed when installed in concrete, as determined by testing according to ASTM E488, conducted by a qualified independent testing agency.

L. Cast-in-Place Anchors in Concrete: Either threaded type or wedge type unless otherwise indicated; galvanized ferrous castings, either ASTM A47 malleable iron or ASTM A27 cast steel. Provide bolts, washers, and shims as needed, all hot-dip galvanized per ASTM F2329.

M. Post-Installed Anchors: Torque-controlled expansion anchors.

   1. Material for Interior Locations: Carbon-steel components zinc plated to comply with ASTM B633 or ASTM F1941, Class Fe/Zn 5, unless otherwise indicated.


2.05 MISCELLANEOUS MATERIALS

A. Welding Rods and Bare Electrodes: Select according to AWS specifications for metal alloy welded.

B. Universal Shop Primer: Fast-curing, lead- and chromate-free, universal modified-alkyd primer complying with MPI#79 and compatible with topcoat.

   1. Use primer containing pigments that make it easily distinguishable from zinc-rich primer.

C. Epoxy Zinc-Rich Primer: Complying with MPI#20 and compatible with topcoat.
D. Galvanizing Repair Paint: High-zinc-dust-content paint complying with SSPC-Paint 20 and compatible with paints specified to be used over it.

E. Bituminous Paint: Cold-applied asphalt emulsion complying with ASTM D1187.

F. Nonshrink, Nonmetallic Grout: Factory-packaged, nonstaining, noncorrosive, nongaseous grout complying with ASTM C1107. Provide grout specifically recommended by manufacturer for interior and exterior applications.

2.06 FABRICATION, GENERAL

A. Shop Assembly: Preassemble items in the shop to greatest extent possible. Disassemble units only as necessary for shipping and handling limitations. Use connections that maintain structural value of joined pieces. Clearly mark units for reassembly and coordinated installation.

B. Cut, drill, and punch metals cleanly and accurately. Remove burrs and ease edges to a radius of approximately 1/32 inch unless otherwise indicated. Remove sharp or rough areas on exposed surfaces.

C. Form bent-metal corners to smallest radius possible without causing grain separation or otherwise impairing work.

D. Form exposed work with accurate angles and surfaces and straight edges.

E. Weld corners and seams continuously to comply with the following:
   1. Use materials and methods that minimize distortion and develop strength and corrosion resistance of base metals.
   2. Obtain fusion without undercut or overlap.
   3. Remove welding flux immediately.
   4. At exposed connections, finish exposed welds and surfaces smooth and blended so no roughness shows after finishing and contour of welded surface matches that of adjacent surface.

F. Form exposed connections with hairline joints, flush and smooth, using concealed fasteners or welds where possible. Where exposed fasteners are required, use Phillips flat-head (countersunk) fasteners unless otherwise indicated. Locate joints where least conspicuous.

G. Fabricate seams and other connections that will be exposed to weather in a manner to exclude water. Provide weep holes where water may accumulate.

H. Cut, reinforce, drill, and tap metal fabrications as indicated to receive finish hardware, screws, and similar items.
2.07 MISCELLANEOUS FRAMING AND SUPPORTS

A. General: Provide steel framing and supports not specified in other Sections as needed to complete the Work.

B. Fabricate units from steel shapes, plates, and bars of welded construction unless otherwise indicated. Fabricate to sizes, shapes, and profiles indicated and as necessary to receive adjacent construction.
   1. Fabricate units from slotted channel framing where indicated.
   2. Furnish inserts for units installed after concrete is placed.

C. Galvanize miscellaneous framing and supports where indicated.

D. Prime miscellaneous framing and supports with zinc-rich primer where indicated.

2.08 MISCELLANEOUS STEEL TRIM

A. Unless otherwise indicated, fabricate units from steel shapes, plates, and bars of profiles shown with continuously welded joints and smooth exposed edges. Miter corners and use concealed field splices where possible.

B. Provide cutouts, fittings, and anchorages as needed to coordinate assembly and installation with other work.
   1. Provide with integrally welded steel strap anchors for embedding in concrete or masonry construction.

C. Galvanize exterior miscellaneous steel trim as noted.

D. Prime miscellaneous steel trim with zinc-rich primer.

2.09 STEEL WELD PLATES AND ANGLES

A. Provide steel weld plates and angles not specified in other Sections, for items supported from concrete construction as needed to complete the Work. Provide each unit with no fewer than two integrally welded steel strap anchors for embedding in concrete.

2.10 FINISHES, GENERAL

A. Comply with NAAMM’s “Metal Finishes Manual for Architectural and Metal Products” for recommendations for applying and designating finishes.

B. Finish metal fabrications after assembly.

C. Finish exposed surfaces to remove tool and die marks and stretch lines, and to blend into surrounding surface.
2.11 STEEL AND IRON FINISHES

A. Galvanizing: Hot-dip galvanize items as indicated to comply with ASTM A153 for steel and iron hardware and with ASTM A123 for other steel and iron products.

1. Do not quench or apply post galvanizing treatments that might interfere with paint adhesion.

B. Shop prime iron and steel items not indicated to be galvanized unless they are to be embedded in concrete, sprayed-on fireproofing, or masonry, or unless otherwise indicated.

1. Shop prime with universal shop primer unless zinc-rich primer is indicated.

C. Preparation for Shop Priming: Prepare surfaces to comply with requirements indicated below:


4. Other Items: SSPC-SP 3, “Power Tool Cleaning.”

D. Shop Priming: Apply shop primer to comply with SSPC-PA 1, “Paint Application Specification No. 1: Shop, Field, and Maintenance Painting of Steel,” for shop painting.

1. Stripe paint corners, crevices, bolts, welds, and sharp edges.

2.12 STAINLESS-STEEL FINISHES

A. Remove tool and die marks and stretch lines or blend into finish.

B. Grind and polish surfaces to produce uniform, directionally textured, polished finish indicated, free of cross scratches. Run grain with long dimension of each piece.

C. When polishing is completed, passivate and rinse surfaces. Remove embedded foreign matter and leave surfaces chemically clean.

2.13 ALUMINUM FINISHES

A. Finish designations prefixed by AA comply with the system established by the Aluminum Association for designating aluminum finishes.

B. As-Fabricated Finish: AA-M10 (Mechanical Finish: as fabricated, unspecified).
C. Class I, Clear Anodic Finish: AA-M12C22A41 (Mechanical Finish: non-specular as fabricated; Chemical Finish: etched, medium matte; Anodic Coating: Architectural Class I, clear coating 0.018 mm or thicker) complying with AAMA 611.

3.00 EXECUTION

3.01 INSTALLATION, GENERAL

A. Cutting, Fitting, and Placement: Perform cutting, drilling, and fitting required for installing metal fabrications. Set metal fabrications accurately in location, alignment, and elevation; with edges and surfaces level, plumb, true, and free of rack; and measured from established lines and levels.

B. Fit exposed connections accurately together to form hairline joints. Weld connections that are not to be left as exposed joints but cannot be shop welded because of shipping size limitations. Do not weld, cut, or abrade surfaces of exterior units that have been hot-dip galvanized after fabrication and are for bolted or screwed field connections.

C. Field Welding: Comply with the following requirements:

1. Use materials and methods that minimize distortion and develop strength and corrosion resistance of base metals.
2. Obtain fusion without undercut or overlap.
3. Remove welding flux immediately.
4. At exposed connections, finish exposed welds and surfaces smooth and blended so no roughness shows after finishing and contour of welded surface matches that of adjacent surface.

D. Fastening to In-Place Construction: Provide anchorage devices and fasteners where metal fabrications are required to be fastened to in-place construction. Provide threaded fasteners for use with concrete and masonry inserts, toggle bolts, through bolts, lag screws, wood screws, and other connectors.

E. Provide temporary bracing or anchors in formwork for items that are to be built into concrete, masonry, or similar construction.

F. Corrosion Protection: Coat concealed surfaces of aluminum that will come into contact with grout, concrete, masonry, wood, or dissimilar metals with the following:

1. Cast Aluminum: Heavy coat of bituminous paint.
2. Extruded Aluminum: Two coats of clear lacquer.

3.02 INSTALLING MISCELLANEOUS FRAMING AND SUPPORTS
A. General: Install framing and supports to comply with requirements of items being supported, including manufacturers’ written instructions and requirements indicated on Shop Drawings.

3.03 ADJUSTING AND CLEANING

A. Touchup Painting: Immediately after erection, clean field welds, bolted connections, and abraded areas. Paint uncoated and abraded areas with the same material as used for shop painting to comply with SSPC-PA 1 for touching up shop-painted surfaces.

1. Apply by brush or spray to provide a minimum 2.0-mil dry film thickness.

B. Galvanized Surfaces: Clean field welds, bolted connections, and abraded areas and repair galvanizing to comply with ASTM A780.

END OF SECTION
05 50 00   METAL FABRICATIONS

1.00   GENERAL

1.01   RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

1.02   SUMMARY

A. Section Includes:
   1. Steel framing and supports for mechanical and electrical equipment.
   2. Steel framing and supports for applications where framing and supports are not specified in other Sections.
   3. Miscellaneous steel trim including steel edgings.
   4. Loose bearing and leveling plates for applications where they are not specified in other Sections.

B. Products furnished, but not installed, under this Section:
   1. Loose steel lintels.
   2. Anchor bolts, steel pipe sleeves, slotted-channel inserts, and wedge-type inserts indicated to be cast into concrete or built into unit masonry.
   3. Steel weld plates and angles for casting into concrete for applications where they are not specified in other Sections.

1.03   PERFORMANCE REQUIREMENTS

A. Delegated Design: Design ladders, including comprehensive engineering analysis by a qualified professional engineer, using performance requirements and design criteria indicated.

B. Thermal Movements: Allow for thermal movements from ambient and surface temperature changes acting on exterior metal fabrications by preventing buckling, opening of joints, overstressing of components, failure of connections, and other detrimental effects.
   1. Temperature Change: 120 F (67 C), ambient; 180 F (100 C), material surfaces.

1.04   ACTION SUBMITTALS

A. Product Data: For the following:
   1. Paint products.
   2. Grout.

B. Shop Drawings: Show fabrication and installation details for metal fabrications.
   1. Include plans, elevations, sections, and details of metal fabrications and their connections. Show anchorage and accessory items.
C. Delegated-Design Submittal: For installed products indicated to comply with performance requirements and design criteria, including analysis data signed and sealed by the qualified professional engineer responsible for their preparation.

1.05 INFORMATIONAL SUBMITTALS

A. Mill Certificates: Signed by manufacturers of stainless-steel certifying that products furnished comply with requirements.

B. Welding certificates.

C. Paint Compatibility Certificates: From manufacturers of topcoats applied over shop primers certifying that shop primers are compatible with topcoats.

1.06 QUALITY ASSURANCE

A. Welding Qualifications: Qualify procedures and personnel according to the following:
   1. AWS D1.1, “Structural Welding Code - Steel.”
   3. AWS D1.6, “Structural Welding Code - Stainless Steel.”

1.07 PROJECT CONDITIONS

A. Field Measurements: Verify actual locations of walls and other construction contiguous with metal fabrications by field measurements before fabrication.

1.08 COORDINATION

A. Coordinate selection of shop primers with topcoats to be applied over them. Comply with paint and coating manufacturers’ written recommendations to ensure that shop primers and topcoats are compatible with one another.

B. Coordinate installation of anchorages and steel weld plates and angles for casting into concrete. Furnish setting drawings, templates, and directions for installing anchorages, including sleeves, concrete inserts, anchor bolts, and items with integral anchors, that are to be embedded in concrete or masonry. Deliver such items to Project site in time for installation.

2.00 PRODUCTS

2.01 METALS, GENERAL

A. Metal Surfaces, General: Provide materials with smooth, flat surfaces unless otherwise indicated. For metal fabrications exposed to view in the completed Work, provide materials without seam marks, roller marks, rolled trade names, or blemishes.

2.02 FERROUS METALS

A. Recycled Content of Steel Products: Postconsumer recycled content plus one-half of preconsumer recycled content not less than 25 percent.

B. Steel Plates, Shapes, and Bars: ASTM A36.
C. Stainless-Steel Sheet, Strip, and Plate: ASTM A240 or ASTM A666, Type 304.
D. Stainless-Steel Bars and Shapes: ASTM A276, Type 304.
E. Steel Tubing: ASTM A500, cold-formed steel tubing.
F. Steel Pipe: ASTM A53, standard weight (Schedule 40) unless otherwise indicated.

2.03 NONFERROUS METALS


2.04 FASTENERS

A. General: Unless otherwise indicated, provide Type 304 stainless-steel fasteners for exterior use and zinc-plated fasteners with coating complying with ASTM B633 or ASTM F1941, Class Fe/Zn 5, at exterior walls. Select fasteners for type, grade, and class required.
   1. Provide stainless-steel fasteners for fastening aluminum.
   2. Provide stainless-steel fasteners for fastening stainless steel.
B. Steel Bolts and Nuts: Regular hexagon-head bolts, ASTM A307, Grade A; with hex nuts, ASTM A563; and, where indicated, flat washers.
C. Stainless-Steel Bolts and Nuts: Regular hexagon-head annealed stainless-steel bolts, ASTM F593; with hex nuts, ASTM F594; and, where indicated, flat washers; Alloy Group 1.
D. Anchor Bolts: ASTM F1554, Grade 36, of dimensions indicated; with nuts, ASTM A563; and, where indicated, flat washers.
   1. Hot-dip galvanized or provide mechanically deposited, zinc coating where item being fastened is indicated to be galvanized.
E. Eyebolts: ASTM A489.
F. Machine Screws: ASME B18.6.3.
G. Lag Screws: ASME B18.2.1.
H. Wood Screws: Flat head, ASME B18.6.1.
K. Anchors, General: Anchors capable of sustaining, without failure, a load equal to six times the load imposed when installed in unit masonry and four times the load imposed when installed in concrete, as determined by testing according to ASTM E488, conducted by a qualified independent testing agency.
L. Cast-in-Place Anchors in Concrete: Either threaded type or wedge type unless otherwise indicated; galvanized ferrous castings, either ASTM A47 malleable iron or ASTM A27 cast steel. Provide bolts, washers, and shims as needed, all hot-dip galvanized per ASTM F2329.
M. Post-Installed Anchors: Torque-controlled expansion anchors.
1. Material for Interior Locations: Carbon-steel components zinc plated to comply with ASTM B633 or ASTM F1941, Class Fe/Zn 5, unless otherwise indicated.


2.05 MISCELLANEOUS MATERIALS

A. Welding Rods and Bare Electrodes: Select according to AWS specifications for metal alloy welded.

B. Universal Shop Primer: Fast-curing, lead- and chromate-free, universal modified-alkyd primer complying with MPI#79 and compatible with topcoat.
   1. Use primer containing pigments that make it easily distinguishable from zinc-rich primer.

C. Epoxy Zinc-Rich Primer: Complying with MPI#20 and compatible with topcoat.

D. Galvanizing Repair Paint: High-zinc-dust-content paint complying with SSPC-Paint 20 and compatible with paints specified to be used over it.

E. Bituminous Paint: Cold-applied asphalt emulsion complying with ASTM D1187.

F. Nonshrink, Nonmetallic Grout: Factory-packaged, nonstaining, noncorrosive, nongaseous grout complying with ASTM C1107. Provide grout specifically recommended by manufacturer for interior and exterior applications.

2.06 FABRICATION, GENERAL

A. Shop Assembly: Preassemble items in the shop to greatest extent possible. Disassemble units only as necessary for shipping and handling limitations. Use connections that maintain structural value of joined pieces. Clearly mark units for reassembly and coordinated installation.

B. Cut, drill, and punch metals cleanly and accurately. Remove burrs and ease edges to a radius of approximately 1/32 inch unless otherwise indicated. Remove sharp or rough areas on exposed surfaces.

C. Form bent-metal corners to smallest radius possible without causing grain separation or otherwise impairing work.

D. Form exposed work with accurate angles and surfaces and straight edges.

E. Weld corners and seams continuously to comply with the following:
   1. Use materials and methods that minimize distortion and develop strength and corrosion resistance of base metals.
   2. Obtain fusion without undercut or overlap.
   3. Remove welding flux immediately.
   4. At exposed connections, finish exposed welds and surfaces smooth and blended so no roughness shows after finishing and contour of welded surface matches that of adjacent surface.
F. Form exposed connections with hairline joints, flush and smooth, using concealed fasteners or welds where possible. Where exposed fasteners are required, use Phillips flat-head (countersunk) fasteners unless otherwise indicated. Locate joints where least conspicuous.

G. Fabricate seams and other connections that will be exposed to weather in a manner to exclude water. Provide weep holes where water may accumulate.

H. Cut, reinforce, drill, and tap metal fabrications as indicated to receive finish hardware, screws, and similar items.

2.07 MISCELLANEOUS FRAMING AND SUPPORTS

A. General: Provide steel framing and supports not specified in other Sections as needed to complete the Work.

B. Fabricate units from steel shapes, plates, and bars of welded construction unless otherwise indicated. Fabricate to sizes, shapes, and profiles indicated and as necessary to receive adjacent construction.
   1. Fabricate units from slotted channel framing where indicated.
   2. Furnish inserts for units installed after concrete is placed.

C. Galvanize miscellaneous framing and supports where indicated.

D. Prime miscellaneous framing and supports with zinc-rich primer where indicated.

2.08 MISCELLANEOUS STEEL TRIM

A. Unless otherwise indicated, fabricate units from steel shapes, plates, and bars of profiles shown with continuously welded joints and smooth exposed edges. Miter corners and use concealed field splices where possible.

B. Provide cutouts, fittings, and anchorages as needed to coordinate assembly and installation with other work.
   1. Provide with integrally welded steel strap anchors for embedding in concrete or masonry construction.

C. Galvanize exterior miscellaneous steel trim as noted.

D. Prime miscellaneous steel trim with zinc-rich primer.

2.09 STEEL WELD PLATES AND ANGLES

A. Provide steel weld plates and angles not specified in other Sections, for items supported from concrete construction as needed to complete the Work. Provide each unit with no fewer than two integrally welded steel strap anchors for embedding in concrete.

2.10 FINISHES, GENERAL

A. Comply with NAAMM’s “Metal Finishes Manual for Architectural and Metal Products” for recommendations for applying and designating finishes.

B. Finish metal fabrications after assembly.

C. Finish exposed surfaces to remove tool and die marks and stretch lines, and to blend into surrounding surface.
2.11 STEEL AND IRON FINISHES

A. Galvanizing: Hot-dip galvanize items as indicated to comply with ASTM A153 for steel and iron hardware and with ASTM A123 for other steel and iron products.
   1. Do not quench or apply post galvanizing treatments that might interfere with paint adhesion.

B. Shop prime iron and steel items not indicated to be galvanized unless they are to be embedded in concrete, sprayed-on fireproofing, or masonry, or unless otherwise indicated.
   1. Shop prime with universal shop primer unless zinc-rich primer is indicated.

C. Preparation for Shop Priming: Prepare surfaces to comply with requirements indicated below:
   4. Other Items: SSPC-SP 3, “Power Tool Cleaning.”

D. Shop Priming: Apply shop primer to comply with SSPC-PA 1, “Paint Application Specification No. 1: Shop, Field, and Maintenance Painting of Steel,” for shop painting.
   1. Stripe paint corners, crevices, bolts, welds, and sharp edges.

2.12 STAINLESS-STEEL FINISHES

A. Remove tool and die marks and stretch lines or blend into finish.

B. Grind and polish surfaces to produce uniform, directionally textured, polished finish indicated, free of cross scratches. Run grain with long dimension of each piece.

C. When polishing is completed, passivate and rinse surfaces. Remove embedded foreign matter and leave surfaces chemically clean.

2.13 ALUMINUM FINISHES

A. Finish designations prefixed by AA comply with the system established by the Aluminum Association for designating aluminum finishes.

B. As-Fabricated Finish: AA-M10 (Mechanical Finish: as fabricated, unspecified).

C. Class I, Clear Anodic Finish: AA-M12C22A41 (Mechanical Finish: non-specular as fabricated; Chemical Finish: etched, medium matte; Anodic Coating: Architectural Class I, clear coating 0.018 mm or thicker) complying with AAMA 611.

3.00 EXECUTION

3.01 INSTALLATION, GENERAL
A. Cutting, Fitting, and Placement: Perform cutting, drilling, and fitting required for installing metal fabrications. Set metal fabrications accurately in location, alignment, and elevation; with edges and surfaces level, plumb, true, and free of rack; and measured from established lines and levels.

B. Fit exposed connections accurately together to form hairline joints. Weld connections that are not to be left as exposed joints but cannot be shop welded because of shipping size limitations. Do not weld, cut, or abrade surfaces of exterior units that have been hot-dip galvanized after fabrication and are for bolted or screwed field connections.

C. Field Welding: Comply with the following requirements:
   1. Use materials and methods that minimize distortion and develop strength and corrosion resistance of base metals.
   2. Obtain fusion without undercut or overlap.
   3. Remove welding flux immediately.
   4. At exposed connections, finish exposed welds and surfaces smooth and blended so no roughness shows after finishing and contour of welded surface matches that of adjacent surface.

D. Fastening to In-Place Construction: Provide anchorage devices and fasteners where metal fabrications are required to be fastened to in-place construction. Provide threaded fasteners for use with concrete and masonry inserts, toggle bolts, through bolts, lag screws, wood screws, and other connectors.

E. Provide temporary bracing or anchors in formwork for items that are to be built into concrete, masonry, or similar construction.

F. Corrosion Protection: Coat concealed surfaces of aluminum that will come into contact with grout, concrete, masonry, wood, or dissimilar metals with the following:
   1. Cast Aluminum: Heavy coat of bituminous paint.
   2. Extruded Aluminum: Two coats of clear lacquer.

3.02 INSTALLING MISCELLANEOUS FRAMING AND SUPPORTS

A. General: Install framing and supports to comply with requirements of items being supported, including manufacturers’ written instructions and requirements indicated on Shop Drawings.

3.03 ADJUSTING AND CLEANING

A. Touchup Painting: Immediately after erection, clean field welds, bolted connections, and abraded areas. Paint uncoated and abraded areas with the same material as used for shop painting to comply with SSPC-PA 1 for touching up shop-painted surfaces.
   1. Apply by brush or spray to provide a minimum 2.0-mil dry film thickness.

B. Galvanized Surfaces: Clean field welds, bolted connections, and abraded areas and repair galvanizing to comply with ASTM A780.
DIVISION 6
WOOD AND PLASTIC
06 10 53  MISCELLANEOUS ROUGH CARPENTRY

1.00  GENERAL

1.01  RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

1.02  SUMMARY

A. Section Includes:
   1. Rooftop equipment bases and support curbs.
   2. Wood blocking, cants, and nailers.

1.03  ACTION SUBMITTALS

A. Product Data: For each type of process and factory-fabricated product. Indicate component materials and dimensions and include construction and application details.
   1. Include data for wood-preservative treatment from chemical treatment manufacturer and certification by treating plant that treated materials comply with requirements. Indicate type of preservative used and net amount of preservative retained.
   2. Include data for fire-retardant treatment from chemical treatment manufacturer and certification by treating plant that treated materials comply with requirements. Include physical properties of treated materials based on testing by a qualified independent testing agency.
   3. For fire-retardant treatments, include physical properties of treated lumber both before and after exposure to elevated temperatures, based on testing by a qualified independent testing agency according to ASTM D 5664.
   4. For products receiving a waterborne treatment, include statement that moisture content of treated materials was reduced to levels specified before shipment to Project site.
   5. Include copies of warranties from chemical treatment manufacturers for each type of treatment.

1.04  INFORMATIONAL SUBMITTALS

A. Evaluation Reports: For the following, from ICC-ES:
   1. Preservative-treated wood.

1.05  QUALITY ASSURANCE

A. Testing Agency Qualifications: For testing agency providing classification marking for fire-retardant treated material, an inspection agency acceptable to authorities having jurisdiction that periodically performs inspections to verify that the material bearing the classification marking is representative of the material tested.
1.06 DELIVERY, STORAGE, AND HANDLING

A. Stack lumber flat with spacers beneath and between each bundle to provide air circulation.
   Protect lumber from weather by covering with waterproof sheeting, securely anchored.
   Provide for air circulation around stacks and under coverings.

2.00 PRODUCTS

2.01 WOOD PRODUCTS, GENERAL

A. Lumber: DOC PS 20 and applicable rules of grading agencies indicated. If no grading agency
   is indicated, provide lumber that complies with the applicable rules of any rules-writing
   agency certified by the ALSC Board of Review. Provide lumber graded by an agency certified
   by the ALSC Board of Review to inspect and grade lumber under the rules indicated.
   1. Factory mark each piece of lumber with grade stamp of grading agency.
   2. Where nominal sizes are indicated, provide actual sizes required by DOC PS 20 for
      moisture content specified. Where actual sizes are indicated, they are minimum dressed
      sizes for dry lumber.
   3. Provide dressed lumber, S4S, unless otherwise indicated.

B. Maximum Moisture Content of Lumber: unless otherwise indicated.

2.02 WOOD-PRESERVATIVE-TREATED MATERIALS

A. Preservative Treatment by Pressure Process: AWPA U1; Use Category UC2 for interior
   construction not in contact with the ground, Use Category UC3b for exterior construction
   not in contact with the ground, and Use Category UC4a for items in contact with the ground.
   1. Preservative Chemicals: Acceptable to authorities having jurisdiction and containing no
      arsenic or chromium.

B. Kiln-dry lumber after treatment to a maximum moisture content of 19 percent. Do not use
   material that is warped or does not comply with requirements for untreated material.

C. Mark lumber with treatment quality mark of an inspection agency approved by the ALSC
   Board of Review.

D. Application: Treat all miscellaneous carpentry unless otherwise indicated.

2.03 MISCELLANEOUS LUMBER

A. General: Provide miscellaneous lumber indicated and lumber for support or attachment of
   other construction, including the following:
   1. Blocking.
   2. Nailers.
   3. Rooftop equipment bases and support curbs.

B. For items of dimension lumber size, provide Construction or No. 2 grade lumber of any
   species.
C. For blocking not used for attachment of other construction, Utility, Stud, or No. 3 grade lumber of any species may be used provided that it is cut and selected to eliminate defects that will interfere with its attachment and purpose.

D. For blocking and nailers used for attachment of other construction, select and cut lumber to eliminate knots and other defects that will interfere with attachment of other work.

2.04 FASTENERS

A. General: Provide fasteners of size and type indicated that comply with requirements specified in this article for material and manufacture.

1. Where carpentry is exposed to weather, in ground contact, pressure-preservative treated, or in area of high relative humidity, provide fasteners of Type 304 stainless steel.

B. Nails, Brads, and Staples: ASTM F 1667.


D. Wood Screws: ASME B18.6.1.

E. Screws for Fastening to Metal Framing, length as recommended by screw manufacturer for material being fastened. ASTM C 954

F. Lag Bolts: ASME B18.2.1 (ASME B18.2.3.8M).

G. Bolts: Steel bolts complying with ASTM A 307, Grade A (ASTM F 568M, Property Class 4.6); with ASTM A 563 (ASTM A 563M) hex nuts and, where indicated, flat washers.

H. Expansion Anchors: Anchor bolt and sleeve assembly of material indicated below with capability to sustain, without failure, a load equal to 6 times the load imposed when installed in unit masonry assemblies and equal to 4 times the load imposed when installed in concrete as determined by testing per ASTM E 488 conducted by a qualified independent testing and inspecting agency.


2.05 MISCELLANEOUS MATERIALS

A. Flexible Flashing: Composite, self-adhesive, flashing product consisting of a pliable, butyl rubber or rubberized-asphalt compound, bonded to a high-density polyethylene film, aluminum foil, or spunbonded polyolefin to produce an overall thickness of not less than 0.025 inch (0.6 mm).

3.00 EXECUTION

3.01 INSTALLATION, GENERAL

A. Set carpentry to required levels and lines, with members plumb, true to line, cut, and fitted. Fit carpentry to other construction; scribe and cope as needed for accurate fit. Locate nailers, blocking, and similar supports to comply with requirements for attaching other construction.
B. Where wood-preservative-treated lumber is installed adjacent to metal decking, install continuous flexible flashing separator between wood and metal decking.

C. Framing Standard: Comply with AF&PA's WCD 1, "Details for Conventional Wood Frame Construction," unless otherwise indicated.

D. Install plywood backing panels by fastening to studs; coordinate locations with utilities requiring backing panels.

E. Do not splice structural members between supports unless otherwise indicated.

F. Provide blocking and framing as indicated and as required to support facing materials, fixtures, specialty items, and trim.

G. Sort and select lumber so that natural characteristics will not interfere with installation or with fastening other materials to lumber. Do not use materials with defects that interfere with function of member or pieces that are too small to use with minimum number of joints or optimum joint arrangement.

H. Comply with AWPA M4 for applying field treatment to cut surfaces of preservative-treated lumber.
   1. Use inorganic boron for items that are continuously protected from liquid water.
   2. Use copper naphthenate for items not continuously protected from liquid water.

I. Securely attach carpentry work to substrate by anchoring and fastening as indicated, complying with the following:

J. Use steel common nails unless otherwise indicated. Select fasteners of size that will not fully penetrate members where opposite side will be exposed to view or will receive finish materials. Make tight connections between members. Install fasteners without splitting wood. Drive nails snug but do not countersink nail heads unless otherwise indicated.

3.02 WOOD BLOCKING, AND NAILER INSTALLATION

A. Install where indicated and where required for attaching other work. Form to shapes indicated and cut as required for true line and level of attached work. Coordinate locations with other work involved.

B. Attach items to substrates to support applied loading. Recess bolts and nuts flush with surfaces unless otherwise indicated.

3.03 PROTECTION

A. Protect miscellaneous rough carpentry from weather. If, despite protection, miscellaneous rough carpentry becomes wet, apply EPA-registered borate treatment. Apply borate solution by spraying to comply with EPA-registered label.

END OF SECTION
DIVISION 7
THERMAL AND MOISTURE PROTECTION
1.00 GENERAL

1.01 SUMMARY

A. Section includes the following:
   1. Removal of designated roofing, flashings, unused equipment, and accessories.
   2. Raise rooftop appurtenances where required to achieve minimum recommended heights and clearances for new roof installation.

B. Related Sections:
   1. Section 06 10 53 – Miscellaneous Rough Carpentry
   2. Section 07 62 00 – Sheet Metal Flashing and Trim

1.02 DEFINITIONS

A. Roofing Terminology: Refer to ASTM D 1079 and glossary in NRCA's "The NRCA Roofing and Waterproofing Manual" for definition of terms related to roofing work in this Section.

B. Existing Membrane Roofing System: Existing roofing over concrete deck. Contractors are responsible for determining the exact configuration of the existing roofing system(s).

C. Substrate Board: Rigid board or panel products placed over the roof deck that serve as thermal barriers, provide a smooth substrate, or serve as a component of a fire-resistance-rated roofing system.

D. Roof Tear-Off: Removal of existing membrane roofing system from deck.

E. Remove: Detach items from existing construction and legally dispose of them off-site unless indicated to be removed and reinstalled.

F. Existing to Remain: Existing items of construction that are not indicated to be removed.

1.03 SUBMITTALS

A. Product Data: For each type of product indicated, submit product data and general recommendations from materials manufacturer for types of materials required. Submit manufacturer's instructions for use and installation of all materials including lightweight concrete patching material.
B. Manufacturer Recommendations for temperature range for storage and application of materials and any special cold weather application requirements or limitations.

C. Photographs or Videotape: Show existing conditions of adjoining construction and site improvements, including exterior and interior finish surfaces that might be misconstrued as having been damaged by reroofing operations. Submit before Work begins.

D. Submit an Action and Logistics Plan to Roof Engineer and Facility Manager for review and comment prior to start of work. **No work will begin until the plan is approved.** Include:

1. Site plan with staging areas, roof access, and construction traffic areas identified. Identify where any vehicles or dumpsters will be staged or parked. Also identify where employee vehicles will be parked and restroom will be staged.

2. Construction Schedule including proposed work hours, whether work is scheduled for weekdays or weekends. Provide tentative schedule for any interruption in electrical or mechanical services to the tenant.

3. Provide any utility requirements for the project.

4. Submit proposed methods and operations of roof demolition and reroof procedures and mechanical equipment to be used.

5. Emergency Contact Names and Phone Numbers.

6. Provision made to eliminate odors from disrupting tenant.

1.04 DELIVERY, STORAGE, AND HANDLING

A. Deliver materials to site in original containers with seals unbroken and labeled with manufacturer’s name, and directions for storage. Packaging labels must be readable, identify the material, and indicate conformance with the reference standard applicable to the material. Additionally, for concrete patch material, labels must indicate the date of manufacture and lot number.

B. Materials requiring fire resistance classification must be delivered to the site with labels from an appropriate independent laboratory attached and packaged as required by the labeling service.

C. Inspect materials delivered to the site for evidence of damage. Reject delivery of damaged materials and materials with stained or wet wrappers or torn covers

D. Store all temperature sensitive materials within the temperature range recommended by the manufacturer. If exposed to lower temperature, restore to proper temperature before using.

E. Materials to be handled transported and stored in a manner enabling undamaged material to be installed.
F. Use all materials within the time limits prescribed by the manufacturers.

G. Handle and store roofing materials and place equipment in a manner to avoid permanent deflection of deck.

1.05 QUALITY ASSURANCE

A. Regulatory Requirements: Comply with governing EPA notification regulations before beginning membrane roofing removal. Comply with hauling and disposal regulations of authorities having jurisdiction.

B. Re-roofing Conference: Conduct conference at Project site to comply with requirements in Division 1 Section "Project Management and Coordination." Review methods and procedures related to roofing system including, but not limited to, the following:

1. Meet with Owner; Architect; Owner's insurer if applicable; testing and inspecting agency representative; roofing system manufacturer's representative; roofing Installer including project manager, superintendent, and foreman; and installers whose work interfaces with or affects reroofing including installers of roof accessories and roof-mounted equipment.

2. Review methods and procedures related to reroofing preparation, including membrane roofing system manufacturer's written instructions.

3. Review temporary protection requirements for existing roofing system that is to remain, during and after installation.

4. Review roof drainage during each stage of reroofing and review roof drain plugging and plug removal procedures.

5. Review and finalize construction schedule, and verify availability of materials, Installer's personnel, equipment, and facilities needed to make progress and avoid delays.

6. Review existing deck removal procedures and Owner notifications.

7. Review procedures to determine condition and acceptance of existing deck for reuse.

8. Review structural loading limitations of deck during reroofing.

9. Review base flashings, special roofing details, drainage, penetrations, equipment curbs, and condition of other construction that will affect reroofing.

10. Review HVAC shutdown and sealing of air intakes.

11. Review shutdown of fire-suppression, -protection, and -alarm and -detection systems.

12. Review procedures for asbestos removal or unexpected discovery of asbestos-containing materials.
13. Review governing regulations and requirements for insurance and certificates if applicable.

14. Review existing conditions that may require notification of Architect and Owner before proceeding.

1.06 PROJECT CONDITIONS

A. Owner will occupy portions of building immediately below reroofing area. Conduct reroofing so Owner’s operations will not be disrupted. Provide Owner with not less than 72 hours’ notice of activities that may affect Owner’s operations.

1. Coordinate work activities daily with Owner so Owner can place protective dust or water leakage covers over sensitive equipment or furnishings, shut down HVAC and fire-alarm or -detection equipment if needed, and evacuate occupants from below the work area if desired.

2. Before working over structurally impaired areas of deck, notify Owner to evacuate occupants from below the affected area. Verify that occupants below the work area have been evacuated prior to proceeding with work over the impaired deck area.

B. Protect building to be re-roofed, adjacent buildings, walkways, site improvements, exterior plantings, and landscaping from damage or soiling from reroofing operations.

C. Maintain access to existing walkways, corridors, and other adjacent occupied or used facilities. Do not block required exits or path from required exit to public right-of-way. Coordinate with requirements of authorities having jurisdiction.

D. Owner assumes no responsibility for condition of areas to be re-roofed.

E. Weather Limitations: Proceed with reroofing preparation only when existing and forecasted weather conditions permit Work to proceed without water entering into existing roofing system or building.

F. Hazardous Materials: It is not expected that hazardous materials such as asbestos-containing materials will be encountered in the Work.

1. If materials suspected of containing hazardous materials are encountered, do not disturb; immediately notify Architect and Owner. Hazardous materials will be removed by Owner under a separate contract.

G. Observe Owner’s limitations or restrictions for site use and accessibility.

H. Do not close or obstruct hallways, elevators, doors, roadways or sidewalks without permits.

I. Conduct operations with minimum interference to thoroughfares. Maintain required egress (exit way) and access at all times.

J. Provide, erect, and maintain temporary barriers and security devices.
K. Conduct demolition to minimize interference with adjacent roofing and siding, roof mounted equipment, and roof deck and structure to remain.

L. Remove all abandoned curbs. Fill openings with new steel decking and insulation per the specifications.

M. Conduct demolition and removal operations and coordinate new roofing work to avoid or minimize material and equipment set-up, and movement of equipment and materials over new roofing during construction. Provide temporary protection of new roofing from damage where material and equipment set-up and movement of material and equipment over new roofing cannot be avoided.

N. When roof exceeds one-story or fifteen feet in height, or when debris must be discharged adjacent to windows, pedestrian or vehicular traffic, or where other conditions dictate extra precautions, provide enclosed chute from rooftop to trash containers.

O. Do not remove more existing material than can be replaced with new material or made watertight by the end of the workday.

P. During removal operations, have sufficient and suitable materials on site to facilitate rapid installation of temporary protection in the event of unexpected rain. Do not remove existing materials when precipitation is eminent.

Q. Maintain roof drains in functioning condition to ensure roof drainage at the end of each workday. Prevent debris from entering or blocking roof drains, and conductors. Use roof-drain plugs specifically designed for this purpose. Remove roof-drain plugs at end of each workday, when no work is taking place, or when rain is forecast.

1. If roof drains will be temporarily blocked or unserviceable due to roofing system removal or partial installation of new membrane roofing system, provide alternative drainage method to remove water and eliminate ponding. Do not permit water to enter into or under existing membrane roofing system components that are to remain. Verify that rooftop utilities and service piping have been shut off before commencing work.

1.07 SCHEDULING AND COORDINATION

A. Provide notification to Owner’s Representative a minimum of 48 hours prior to start of work.

B. Schedule and conduct fastener pullout testing before or during Pre-Installation Conference and before selecting fasteners and fastener patterns.

C. Schedule and coordinate all mechanical and electrical service interruptions with Owner’s Representative and designate on-site personnel.

D. Coordinate with Owner to shut down air intake equipment in the vicinity of the Work. Cover or filter air intake louvers before proceeding with reroofing work that could affect indoor air quality or activate smoke detectors in the ductwork.
E. Schedule work to coordinate with related work of other trades to ensure the continuous water tight roofing system is provided throughout the project.

F. Coordinate the roof removal work with new roofing work in such a manner to keep the new insulation and roofing materials and building interior continuously clean, dry and watertight.

G. Provide a construction progress schedule to the Owner’s Representative in advance of starting construction Work. Verify that occupants of building are notified at least 24 hours prior to commencing work on the building.

H. Confer with the Owner through Roof Engineer regarding the sequencing and phasing of the performance of various parts of the work. Cooperate fully as long as necessary so that certain facilities and services will be maintained in operation until immediately before their removal is required to permit installation of new Work.

I. Submit proposed methods and operations of partial roof demolition for review prior to start of Work.

J. Ensure through protection and good rooftop management practices that traffic and loads imposed on the roof are such that the deck will not be crushed, broken, pulverized, or otherwise damaged in such a manner as to render it unsuitable to receive the roofing system. Any such damage performed by the Contractor, his employees, or subcontractors, will be repaired in a manner acceptable to the Owner.

2.00 PRODUCTS

2.01 DECK AND SUPPORT MATERIALS

A. Curbs and Support Members: Wood or metal curbs and support items as indicated and required for existing conditions.

B. Mechanical Piping and Equipment: Match existing where practical and to meet the current code.

C. Electrical Fixtures and Equipment: Match existing where practical and to meet the current code.

2.02 AUXILIARY REROOFING MATERIALS

A. General: Auxiliary reroofing preparation materials recommended by roofing system manufacturer for intended use and compatible with components of new membrane roofing system.

B. Metal Flashing Sheet: Metal flashing sheet is specified in Division 7 Section "Sheet Metal Flashing and Trim."

2.03 STRUCTURAL CONCRETE DECK PREP MATERIALS
A. Non-shrinking Grout: Non-shrinking, quick-setting grout shall be used for permanent deck repairs to the structural concrete roof deck

B. Grout shall be a one component, fiber reinforced, non-shrink cement patch offering high strength and abrasion resistance. Material shall have a one-day compressive strength gain of at least 3,000 psi, and be suitable for use in high humidity, cold and wet conditions.

C. Acceptable products and manufacturers for structural concrete deck repair are the following:

1. All products must be on site prior to start of construction.
2. Masterflow 928 as manufactured by Master Builders, Inc., Cleveland OH.
3. Durapatch Industrial as manufactured by L&M Construction Chemicals, Inc., Omaha, NE.
4. Quikrete Non-Shrink Precision Grout as manufactured by the Quikrete Companies, Atlanta, GA.
5. Rapid Set Non-Shrink Multipurpose Grout Cement as manufactured by CTS Cement Manufacturing Company, Atlanta, GA.

2.04 STEEL DECK PREP MATERIALS

A. Steel Decking - Use the following procedures when working on steel or metal decking.

1. Back-out Screws - All existing screws used to fasten any of the existing roof layers or roof insulation layers are to be backed out using a screw gun or other device or tool acceptable to the Roof Engineer. Screws or other fasteners are not to be pulled through the deck or otherwise forced or broken off.
2. Clean Deck - Remove all roofing debris left from tear off including sweeping or using a power blower to remove gravel and roofing debris from deck flutes.
3. Dead Penetrations - Remove all “dead” or unused penetration or equipment flashings as required by the Owner and remove them from the jobsite. Close all equipment or pipe penetration holes as shown in the drawings. Ensure that the hole is closed in such a manner as to meet the structural requirements of the drawings. New decking pieces shall span a minimum of two full bar joists or structural members.
4. Replace Corroded Decking or Rusted Decking - Prior to commencing tear off, replace severely corroded or rusted with new matching decking. Deck is to be screwed or welded into place with side and end laps matching Steel Deck Institute (SDI) specifications for such installation or the drawings in these specifications, whichever is the most stringent.
5. Screw Side Laps - Inspect the steel decking for side-lap and end-lap welding or fastening. Where side laps have not been welded or screwed, or where end or side lap welds have failed, install new self-drilling, self-tapping screws as specified or approved in advance. All side lap fastening is to be at 36” O.C. or as required to meet Factory Mutual 1-120 or UL Class 90 requirements. If primary welds have broken or become broken during roofing work, refasten deck to bar joists or structural members at the proper frequency with approved fasteners.

6. Repair Rust or Corrosion - Where minor or surface rust is visible, such rust is to be wire brushed and painted with rust inhibiting primer before the commencement of roof application.
   a. Rustoleum Rust Primer

7. Paint Screw Holes - Old screw holes shall be painted with rust-inhibiting primer.

2.05 TEMPORARY ROOFING MATERIALS

A. Metal decking cover board:
   2. Size: Maximum 4'-0" by 8'-0".
   3. Characteristics:
      a. Description: Non-structural, mold-resistant gypsum roof board overlayment, with water-resistant inorganic gypsum and cellulose fibers.
      b. Reference standards: Meeting ASTM C1177-06, UL Classified, and FM 1-120 approved.
      c. Thickness: 1/2" USG Securock.
      d. Fire resistance: UL Class A.
      e. Compressive strength: 1800 psi.

B. Cover board fasteners:
   1. Fasteners, General: Factory-coated, #14 shank steel fasteners and 3-inch metal plates meeting corrosion-resistance provisions in FM GLOBAL 4470 and acceptable to roofing-system manufacturer.
   2. Designed for fastening roofing membrane components to substrate and tested by roofing-system manufacturer for required pullout strength.
   3. Cover board shall be fastened to the steel decking with a fastener and plate one every square foot, 32 fasteners per 4 ft. by 8 ft. board. (One fastener every square foot).
C. Temporary roof Membrane over cover board:
   1. Firestone Building Products; one ply of APP 160 Smooth Surfaced Ply Sheet torch applied.
   3. Derbigum Roof Systems; one ply of BITUTAK APP Smooth Surfaced Ply Sheet torched applied.

D. Water Based Asphalt Primer: Karnak 100 Asphalt Emulsion Primer or pre-approved equal.

E. Temporary roof Membrane over primed concrete decks: Provide one of the following:
   1. Soprema Roof Systems; one ply of COLVENT Flam TG Sanded Top Smooth Surfaced Vented Base Sheet torch applied over primed concrete decking.
   2. Siplast Roof Systems; one ply of PARADIENE 20 TS Sanded Smooth Surfaced Vented Base Sheet torch applied over primed concrete decking.

3.00 EXECUTION

3.01 SITE INSPECTION AND FIELD CONDITIONS

A. Verify that areas to be demolished or removed are clear of encumbrances.

B. Verify drawing dimensions with actual field conditions. Inspect related work and adjacent surfaces. Report to the Roof Engineer all conditions that prevent proper execution of this Work.

C. Prior to performing work, inspect all objects designated for removal and protect the limits of demolition. Verify with the Roof Engineer.

D. Locate all active utility lines and provide for their protection. Leave them in operating condition.

E. A certified fastener pull test performed by an independent third party will be required for each roof area and submitted with roofing submittals and must be approved prior to any roof re-cover work commencing.

3.02 SAFETY PRECAUTIONS

A. General:
   1. Installer to follow safety procedures as defined by OSHA and any other applicable governing agencies.
2. It is the installer’s responsibility to ensure safety at the project work areas at all times.

B. Cease operations and notify Owner immediately if adjacent structures or materials appear to be endangered. Do not resume operation until corrective measures have been taken.

3.03 PROTECTION

A. Lowering material: Provide hoists and enclosed chutes as required to lower removed material. Throwing, dropping, or permitting the free fall of material and debris from heights that would cause damage to work, or to plantings, or cause undue noise or nuisance, or excessive dust, is expressly prohibited.

B. Work to remain: Provide protection as may be necessary to prevent damage to existing equipment.

C. Existing roofing: Protect the existing roof whether scheduled for removal and replacement or not with plywood runways over all equipment or foot traffic areas.

D. Existing decking: During the tear off and demolition operation, the existing deck is to be protected from storage, abuse, impact, or excessive traffic which might tend to damage the decking. Any decking damaged in any of the foregoing ways shall be replaced with matching decking in accordance with the manufacturer’s original installation specifications.

3.04 PREPARATION

A. Prevent movement, or settlement of adjacent structures and paving. Provide bracing and shoring.

B. Protect existing landscaping materials, appurtenances, structures, paving, roofing and siding roof mounted equipment, roof deck and structures that are not to be demolished.

C. Examine existing mechanical and electrical items to determine existing conditions and operability. Notify Owner’s Representative in writing of any inoperable items or unsafe conditions.

D. Commencing Work indicates acceptance of existing conditions, including operability of mechanical and electrical items.

E. Dead or Unused Penetrations: Cover all equipment or pipe penetration holes as shown in the drawings or as otherwise directed by the Roof Engineer. Ensure that the holes are closed in such a manner as to preclude leakage of primer or hot bitumen through the hole.

F. Abandoned Curbs Remove all abandoned curbs and repair the deck as needed.

G. Concrete Decks: Repair holes larger than 1” in diameter in the concrete deck using non-shrinking, quick-setting grout.
H. Seal Cracks: Where cracks in the deck appear or where cracks between precast members are present, seal all cracks or joints with mastic and membrane using a mastic as specified which will not run into the crack.

I. Structural Concrete Decks: Where tear off of the existing roof has caused spalling or other rough surfaces unsuitable for roofing, the contractor shall apply a trowel thickness of deck repair material over the deck to smooth out or otherwise repair these areas. Prior to the installation of the new roof system the roofing system manufacturer’s representative shall visit the jobsite and observe the uncovered structural concrete and advise the contractor in writing if the deck is acceptable to install the specified roof system. For decks that are not acceptable, the roof systems manufacturer shall issue a written repair protocol to repair the structural concrete deck.

J. Where the roof deck has been wet, damaged, crushed, or is otherwise unsuitable for a roofing substrate, such conditions shall be called to the attention of the Roof Engineer before such area is covered over, and the Roof Engineer shall direct the method of deck repair to be employed.

K. If such damaged decking is covered over with new roofing without the Roof Engineer’s express advance approval, the Roof Engineer reserves the right to require removal and replacement at the Contractor’s expense.

L. All electrical disconnects and re-connects shall be performed by a Texas licensed electrician.

M. All plumbing disconnects and re-connects shall be performed by a Texas licensed lumber.

N. Lightning protection re-installation will be performed by a Texas licensed lightning protection contractor. Once installation is complete, the newly installed lightning protection system shall be certified by a licensed lightning protection contractor.

O. During removal operations, have sufficient and suitable materials on-site to facilitate rapid installation of temporary protection in the event of unexpected rain.

P. Maintain roof drains in functioning condition to ensure roof drainage at end of each workday. Prevent debris from entering or blocking roof drains and conductors. Use roof-drain plugs specifically designed for this purpose. Remove roof-drain plugs at end of each workday, when no work is taking place, or when rain is forecast.

1. If roof drains will be temporarily blocked or unserviceable due to roofing system removal or partial installation of new membrane roofing system, provide alternative drainage method to remove water and eliminate ponding. Do not permit water to enter into or under existing membrane roofing system components that are to remain.

Q. Verify that rooftop utilities and service piping have been shut off before commencing Work.

3.05 EXECUTION
A. Remove all existing roofing and roof insulation. Remaining concrete or metal decking shall be free of all loose gravel, debris and dust.

B. Demolish or remove roofing and appurtenances in an orderly and careful manner.

C. Limited Daily Tear off: The contractor shall tear off only as much roofing daily as can be replaced securely and completed the same day, or before the onset of inclement weather. All work shall be fully completed daily except for flashing and trim work. However, all work shall be completely weather tight to be free from leaks or water infiltration at the end of each workday.

D. Remove all Loose Gravel: If the roof to be removed has a gravel or ballasted surface, prior to commencing tear off, the contractor shall vacuum all loose gravel and remove it from the roof to prevent tracking loose gravel over the completed membrane. Sweeping or power brooming is not acceptable.

E. Evenly cut edges of existing materials that are to be expanded, replaced, or modified. Completely remove materials from areas to be replaced or repaired each day.

F. Remove materials to be re-installed or retained in a manner to prevent damage.

G. Except when instructed otherwise, immediately remove demolished material from site as work progresses. Remove and properly dispose of contaminated, vermin-infested, or dangerous materials.

H. Modifications to existing mechanical and electrical items:
   1. When required to achieve recommended clearances, minimum curb heights, or other modifications, disconnect, modify, and reconnect mechanical and electrical services using qualified and licensed personnel.
   2. When required to achieve recommended clearances, minimum curb heights, or other modifications, disconnect, modify, and reconnect lightning protection using qualified and licensed personnel. Once re-installed, the lightning protection system must be certified.
   3. Do not disrupt any service unless specifically approved by Owner's Representative and on-site personnel.
   4. Restore services and verify proper operational conditions to satisfaction of Owner’s Representative.

I. Inspect deck after tear-off of membrane roofing system.
   1. Verify that concrete substrate is visibly dry and free of moisture. Do not proceed with roofing work if moisture condenses under the plastic sheet or if asphalt test sample foams or can be easily and cleanly stripped after cooling.
J. If deck surface is not suitable for receiving new roofing, or if structural integrity of deck is suspect, immediately notify Architect. Do not proceed with installation until directed by Architect.

K. Steel Decking - Use the following procedures when working on steel or metal decking.

1. Back-out Screws - All existing screws used to fasten any of the existing roof layers or roof insulation layers are to be backed out using a screw gun or other device or tool acceptable to the Roof Engineer. Screws or other fasteners are not to be pulled through the deck or otherwise forced or broken off.

2. Clean Deck - Remove all roofing debris left from tear off including sweeping or using a power blower to remove gravel and roofing debris from deck flutes.

3. Dead Penetrations - Remove all “dead” or unused penetration or equipment flashings as required by the Owner and remove them from the jobsite. Close all equipment or pipe penetration holes as shown in the drawings. Ensure that the hole is closed in such a manner as to meet the structural requirements of the drawings. New decking pieces shall span a minimum of two full bar joists or structural members.

4. Replace Corroded or Rusted Decking - Prior to commencing tear off replace severely corroded or rusted with new matching decking. Deck is to be screwed or welded into place with side and end laps matching Steel Deck Institute (SDI) specifications for such installation or the drawings in these specifications, whichever is the most stringent.

5. Screw Side Laps - Inspect the steel decking for side-lap and end-lap welding or fastening. Where side laps have not been welded or screwed, or where end or side lap welds have failed, install new self-drilling, self-tapping screws as specified or approved in advance. All side lap fastening is to be at 36” O.C. or as required to meet Factory Mutual 1-120 or UL Class 90 requirements. If primary welds have broken or become broken during roofing work, refasten deck to bar joists or structural members at the proper frequency with approved fasteners.

L. Remove existing base flashings around parapets, curbs, walls, and penetrations.

1. Clean substrates of contaminants such as asphalt, sheet materials, dirt, and debris.

M. Do not damage metal counterflashings that are to remain. Replace metal counterflashings damaged during removal with counterflashings of same metal, weight or thickness, and finish.

3.06 FASTENER PULL-OUT TESTING (IF REQUIRED)

A. Perform fastener pull-out tests according to SPRI FX-1, and submit test report to Owner before installing new membrane roofing system.

1. Furnish detailed proposal to Owner for revised fastening pattern commensurate with pull-out test results.
3.07  CLEANING AND PROTECTION

A. Daily clean up and removal from the site, of all wrapping, empty containers, loose particles and other debris resulting from these operations is required. Remove any loose materials from the drain. Remove drain protection at the end of each workday and prior to arrival of inclement weather to ensure that all drain lines are open.

B. Schedule sequence of work so that traffic over new membrane is minimized. Institute required procedures for protection of completed membrane during installation of work over membrane and throughout remainder of construction period. Installer to not allow excessive or concentrated traffic over unprotected membrane.

C. Coordinate disposal with requirements of Division 1 Section “Construction Waste Disposal.”

D. Collect and place demolished materials in containers. Promptly dispose of demolished materials. Do not allow demolished materials to accumulate on-site.

   1. Storage or sale of demolished items or materials on-site will not be permitted.

E. Transport demolished materials off Owner's property and legally dispose of them.

END OF SECTION
07 52 16.12.1 SBS MODIFIED BITUMINOUS MEMBRANE ROOFING, TORCH-APPLIED (CONCRETE DECK)

1.00 GENERAL

1.01 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

1.02 SUMMARY

A. Section Includes:

1. Styrene-butadiene-styrene (SBS) modified bituminous membrane roofing system on concrete deck, including but not limited to:
   a. Roof insulation.
      1) Polyisocyanurate roofing insulation (as indicated on plans), with slope in structure or tapered insulation at various locations as required to provide positive drainage with NO PONDING.
      2) Polyisocyanurate roofing insulation crickets & saddles (as indicated on plans), 1/2" per foot slope or as required to provide positive drainage with NO PONDING.
      3) One (1) layer of 1/2" thick high performance cement based roof cover board
      4) All insulations are adhered to the concrete deck with specified adhesive per wind uplift requirements.
   b. Roof membrane and membrane base flashings.
      1) One (1) ply of fire rated, high performance, fiberglass reinforced, SBS modified bitumen membrane with ultra-white surfacing, torch-applied.
      2) Two (2) plies of fiberglass reinforced modified base sheet torch applied to insulated substrate.

2. Removal of all abandoned piping, equipment and supports as required and patching or repair of the existing deck, structure and interior as required.

3. All existing roof penetration flashings will be replaced with new roof penetration flashings; including but not limited to lead plumbing vent flashings, heater vents, gravity vents and any other miscellaneous roof penetration flashings.

4. Install proper pipe supports under all pipes and conduit on the roof. Install proper pads under all pipe supports.

B. Related Sections:

1. Division 06 carpentry section for wood nailers, wood cants, curbs, and blocking.

2. Division 07 Section "Preparation for Re-Roofing" for existing roofing tearoff, patching, and substrate preparation for rehabilitation of roofing membrane.
3. Division 07 Section "Sheet Metal Flashing and Trim" for custom metal roof penetration flashings, flashings, and counter flashings.

C. Unit Prices: Refer to Division 01 Section "Unit Prices" for description of Work in this Section affected by unit prices.

1.03 FIRE WATCH

A. Provide fire watch during torch application and continue for two hours after torch work has been completed. All roof areas worked on should be checked for hot spots and signs of smoldering. If available, infrared roof scanners should be used. The inside of the building should also be inspected for signs of fire and smoke.

B. When torch applied materials are installed the Contractor shall provide a fire watch.

C. Provide fire watch during torch application and continue for one hour after torch work has been completed. All roof areas worked on should be checked for hot spots and signs of smoldering. If available, infrared roof scanners should be used. The inside of the building should also be inspected for signs of fire and smoke.

D. Provide at least two 10lb (4.5 kg) multipurpose dry chemical portable extinguisher within 20 ft. (6.1 m) horizontal travel distance of torch-applied roofing equipment.

E. No full-time torch shall be used under any circumstances.

1.04 DEFINITIONS

A. Roofing Terminology: See ASTM D 1079 and glossary of NRCA's "The NRCA Roofing and Waterproofing Manual" for definition of terms related to roofing work in this Section.

1.05 ACTION SUBMITTALS

A. All Submittals to be in electronic format.

B. Product Data: For each type of product indicated.

C. Shop Drawings: For roofing system. Include plans, elevations, sections, details, and attachments to other work. Provide roof plan showing orientation and types of roof deck, orientation of membrane roofing, and fastening spacings and patterns for mechanically fastened components.

1. Crickets, saddles, and tapered edge strips, including slopes.

1.06 INFORMATIONAL SUBMITTALS

A. All submittals to be in electronic format.

B. Qualification Data: For Installer, Manufacturer, and Roofing Inspector.

1. Include letter from Manufacturer written for this Project indicating approval of Installer.

C. Manufacturer Certificates: Signed by roofing manufacturer certifying that roofing system complies with requirements specified in "Performance Requirements" Article.

1. Submit evidence of compliance with performance requirements, for wind uplift.

2. Indicate that proposed system components are compatible.
D. Warranties: Unexecuted sample copies of special warranties.

1.07 CLOSEOUT SUBMITTALS

A. Maintenance Data: To include in maintenance manuals.

B. Warranties: Executed copies of warranties.

1.08 SUBSTITUTIONS

A. General:
   1. ONLY Substitutions approved in writing by the Owner or Owner’s Representative prior to the scheduled bid date will be considered.
   2. Notification of approvals will be issued at least five (5) days before the scheduled bid date.
   3. Architect/Owner reserves the right to be final authority on acceptance or rejection of any substitution request.

B. When a particular make or trade name is specified, it shall be indicative of standard required. Bidders proposing substitutes shall submit the following ten (10) days prior to bid date to the Owner or Owner’s Representative; requests received after that time will not be considered.
   1. Written application with explanation of why it should be considered.
   2. Independent laboratory certification providing written confirmation that the physical and performance characteristics of the substitute material/system will meet the physical and performance characteristics of the specified materials and or system.

C. Submit five copies of request for substitution. Items to be included in the request:
   1. Complete data substantiating compliance of proposed substitution.
   2. Product identification, including manufacturer’s literature and manufacturer’s name.
   3. Current certificate from an accredited testing laboratory comparing the physical and performance attributes of the proposed material with those of the specified materials. Test results must be dated, notarized, and on testing laboratory stationary.
   4. Material Safety Data Sheets providing all pertinent data as to flammability, combustibility.
   5. List of at least (5) five jobs as described under the requirements where the proposed alternate material was used under similar conditions. These jobs must be available for inspection by the Owner or Owner’s Representative. Names and phone numbers are required for verification. Submit a minimum of 200,000 square feet for review. Submitted projects must be a minimum of (5) years old.
   6. Notarized statement from the Roof System Manufacturer, signed by a corporate officer of the corporation stating that:
      a. All Documents have been reviewed and are approved.
      b. The Project site has been inspected.
c. The Roofing System Manufacturer will provide two (2) field inspections weekly; during, and until all construction work is complete and accepted by the owner. A full time employee of the manufacturer must perform inspections.

d. Provide documentation of the proposed alternate system passing the specified regulatory requirements. Documentation must be on the specified regulatory requirements letterhead or approval guide. No third party testing will be accepted.

D. In making substitution request, Bidder/Contractor represents:

1. He has personally investigated proposed product or method and determined that it is equal or superior in all respects to that specified. Additionally, he will have a technical service representative of the proposed manufacturer attend the pre-bid meeting.

2. He will provide the same guarantee for substitution as for those specified.

3. He will coordinate installation of accepted substitution in work, making such changes as may be required for work to be completed in all respects.

4. Advise the owner of any credit savings or additional costs as opposed to the system type specified.

E. Substitutions will not be considered if:

1. Product or method to be considered does not have a minimum of (5) five years of successful performance in roofing and re-roofing of similar applications.

2. Any discrepancies in the test data, or if the tests or submittals are incomplete.

3. They are indicated or implied on Shop Drawings or Project Data Submittals without formal request submitted in accordance with the specification document.

4. Acceptance requires significant revision of documents.

5. Only substitutes approved in writing by prior to scheduled cutoff date will be considered.

6. Notification of approvals will be mailed at least 3 days before bid opening.

7. The Owner will not incur any additional costs for design or construction costs.

1.09 QUALITY ASSURANCE

A. Installer Qualifications: An employer of workers trained and certified by manufacturer, including a full-time on-site supervisor with a minimum of five years' experience installing products comparable to those specified, able to communicate verbally with Contractor, Architect, and employees, and qualified by the manufacturer to install manufacturer's product and furnish warranty of type specified.

1. For torch-applied applications, employ workers certified under NRCA's Certified Roofing Torch Applicator (CERTA) program.

2. Installer must provide (1) manufacturer inspections each week. Noncompliance may result in an $850 per day fee for missing inspections.

B. Manufacturer Qualifications: Approved manufacturer with UL listed roofing systems comparable to those specified for this Project, with minimum five years' experience in
manufacture of comparable products in successful use in similar applications, and able to furnish warranty with provisions matching specified requirements.

C. Roofing Inspector Qualifications: A technical representative of manufacturer not engaged in the sale of products and experienced in the installation and maintenance of the specified roofing system, qualified to perform roofing observation and inspection specified in Field Quality Control Article, to determine Installer’s compliance with the requirements of this Project, and approved by the manufacturer to issue warranty certification. The Roofing Inspector shall be one of the following:

1. An authorized full-time technical employee of the manufacturer.

D. Random Sampling

1. During course of work, the Architect may secure samples according to ASTM D140-93 of materials being used from containers at job site and submit them to an independent laboratory for comparison to specified material.

2. Should test results prove that material is not equal to specified material:
   a. Contractor shall pay for all testing.
   b. Roofing installed and found not to comply with the specifications shall be removed and replaced with no change in the contract price.

3. Installation quality control
   a. The roofing inspector shall provide written and photographic reports, to be submitted to the architect, owner, roof system installation contractor, appraising the installation of the roof system at each of the project progress stages. The installation contractor shall make all necessary corrections, additions or remedial actions to resolve any issues raised in the reports.
   b. The roofing inspector shall have the authority to have any and all roofing work corrected, as required, to insure the proper installation and weather-tightness of the roof system, in accordance with the manufacturer’s specifications.

E. Manufacturer’s Installation Instructions: Obtain and maintain on-site access to manufacturer’s written instructions for installation of products.

F. Preinstallation Roofing Conference: Conduct conference at Project site.

1. Meet with Owner, Architect, Owner’s insurer if applicable, testing and inspecting agency representative, roofing Installer, roofing system manufacturer’s representative, and installers whose work interfaces with or affects roofing, including installers of roof accessories and roof-mounted equipment.

2. Review drawings and specifications.

3. Review methods and procedures related to roofing installation, including manufacturer’s written instructions.

4. Review and finalize construction schedule and verify availability of materials, Installer’s personnel, equipment, and facilities needed to make progress and avoid delays.

5. Examine substrate conditions and finishes for compliance with requirements, including flatness and fastening.
6. Review structural loading limitations of roof deck during and after roofing.
7. Review base flashings, special roofing details, roof drainage, roof penetrations, equipment curbs, and condition of other construction that will affect roofing system.
8. Review governing regulations and requirements for insurance and certificates if applicable.
9. Review temporary protection requirements for roofing system during and after installation.
10. Review roof observation and repair procedures after roofing installation.

1.10 DELIVERY, STORAGE, AND HANDLING

A. Deliver roofing materials to Project site in original containers with seals unbroken and labeled with manufacturer's name, product brand name and type, date of manufacture, approval or listing agency markings, and directions for storing and mixing with other components.

B. Store liquid materials in their original undamaged containers in a clean, dry, protected location and within the temperature range required by roofing system manufacturer. Protect stored liquid material from direct sunlight.
   1. Discard and legally dispose of liquid material that cannot be applied within its stated shelf life.

C. Protect roof insulation materials from physical damage and from deterioration by sunlight, moisture, soiling, and other sources. Store in a dry location. Comply with insulation manufacturer's written instructions for handling, storing, and protecting during installation.

D. Handle and store roofing materials and place equipment in a manner to avoid permanent deflection of deck.

1.11 PROJECT CONDITIONS

A. Weather Limitations: Proceed with installation only when existing and forecasted weather conditions permit roofing system to be installed according to manufacturer's written instructions and warranty requirements.

B. Daily Protection: Coordinate installation of roofing so insulation and other components of roofing system not permanently exposed are not subjected to precipitation or left uncovered at the end of the workday or when rain is forecast.
   1. Provide tie-offs at end of each day's work to cover exposed roofing and insulation with a course of roofing sheet securely in place with joints and edges sealed.
   2. Complete terminations and base flashings and provide temporary seals to prevent water from entering completed sections of roofing.
   3. Remove temporary plugs from roof drains at end of each day.
   4. Remove and discard temporary seals before beginning work on adjoining roofing.

1.12 WARRANTY
A. Warranty, General: Warranties specified shall be in addition to, and run concurrent with, other warranties required by the Contract Documents. Manufacturer’s disclaimers and limitations on product warranties do not relieve Contractor of obligations under requirements of the Contract Documents.

B. Manufacturer’s Warranty: Manufacturer’s standard or customized form, in which manufacturer agrees to repair or replace components of roofing system that fail in materials or workmanship within specified warranty period. Failure includes roof leaks.
   1. Manufacturer’s warranty includes roofing membrane, base flashings, fasteners, roofing membrane accessories and other components of roofing system specified in this Section.
   2. Warranty Period: 15 years from date of Substantial Completion.

C. Installer’s Warranty: Submit roofing Installer’s warranty, on warranty form at end of this Section, signed by Installer, covering the Work of this Section, including all components of roofing system such as roofing membrane, base flashing, roof insulation, fasteners, cover boards, substrate boards, vapor retarders, and walkway products, for the following warranty period:
   1. Warranty Period: Two years from date of Substantial Completion.

D. Extended Roof System Warranty: Warranties specified in this Section include the following components and systems specified in other sections supplied by the roofing system Manufacturer, and installed by the roofing system Installer:
   1. Sheet metal flashing and trim, including roof penetration flashings.

E. Manufacturer Inspection and Preventive Maintenance Requirement: By manufacturer’s technical representative, to report maintenance responsibilities to Owner necessary for preservation of Owner’s warranty rights. The cost of manufacturer’s inspections and preventive maintenance is included in the Contract Sum.
   1. Inspections to occur in the following years subsequent to completion: 2, 5 and 10.

2.00 PRODUCTS

2.01 MANUFACTURERS

A. Source Limitations: Obtain components for roofing system from same manufacturer as membrane roofing or manufacturer approved by membrane roofing manufacturer. Obtain components for roofing system compatible with specified approved assembly.

2.02 PERFORMANCE REQUIREMENTS

A. General Performance: Roofing shall withstand exposure to weather without failure or leaks due to defective manufacture or installation.
   1. Accelerated Weathering: Roofing system shall withstand 2000 hours of exposure when tested according to ASTM G 152, ASTM G 154, or ASTM G 155.
   2. Impact Resistance: Roofing system shall resist impact damage when tested according to ASTM D 3746 or ASTM D 4272.
B. Material Compatibility: Provide roofing materials that are compatible with one another under conditions of service and application required, as demonstrated by membrane roofing manufacturer based on testing and field experience.

C. Wind uplift Compliance: Provide roofing membrane, base flashing, and component materials that comply with the requirements to acquire a certificate of wind storm from the State of Texas. Basis of Compliance: NEMO Evaluation Report 11425.04.16-2-R10 for FL20325-R10 Construction C-30. IT IS THE BIDDERS RESPONSIBILITY TO READ AND UNDERSTAND THE TESTED ASSEMBLY. IF NEEDED A COPY OF THE TESTED CONSTRUCTION ASSEMBLY LISTED ABOVE CAN BE OBTAINED FROM THE SYSTEM MANUFACTURER.

D. Roofing System Design: Provide roofing system that is identical to systems that have been successfully tested by a qualified testing and inspecting agency in accordance with ANSI/FM 4474, UL 580, or UL 1897, and to resist uplift pressures.

1. All Zones (Corner, Perimeter, and Field-of-Roof) Uplift Pressures: As indicated on Drawings. Verify system is acceptable and complies with uplift requirements with project engineer prior to installation.

E. SPRI Wind Design Standard: Manufacture and install copings and roof edge flashings tested according to SPRI ES-1 and capable of resisting the following design pressures:

1. Design Pressure: As indicated on Drawings. Verify sheet metal installation complies with windstorm requirements of project engineer prior to installation.

F. Flashings and Fastening: Comply with requirements of Division 07 Sections "Sheet Metal Flashing and Trim". Provide base flashings, perimeter flashings, detail flashings and component materials and installation techniques that comply with requirements and recommendations of the following:

1. FM Global 1-49: Loss Prevention Data Sheet for Perimeter Flashings.
2. FM Global 1-29: Loss Prevention Data Sheet for Above Deck Roof Components.
3. NRCA Roofing Manual (Sixth Edition) for construction details and recommendations.

G. Exterior Fire-Test Exposure: ASTM E 108, Class A; for application and roof slopes indicated, as determined by testing identical membrane roofing materials by a qualified testing agency. Materials shall be identified with appropriate markings of applicable testing agency.

H. Solar Reflectance Index: Not less than 78 when calculated according to ASTM E 1980, based on testing identical products by a qualified testing agency.

2.03 ROOFING MEMBRANE MATERIALS

A. Base Ply Sheet:

1. ASTM D 6163 Type I Grade S SBS/SIS/SEBS-modified asphalt-coated glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.
   b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 70 lbf/in (12.3 kN/m) machine direction; 50 lbf/in (8.8 kN/m) cross-machine direction.
c. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 100 lbf (445 N) machine direction; 80 lbf (400 N) machine direction.


f. Thickness, ASTM D 5147: 0.118 inch (3.0 mm).

B. SBS Modified Bituminous Membrane Ply Sheets:

1. ASTM D 6163 Type I Grade S SBS/SIS/SEBS-modified asphalt-coated glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.


b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 70 lbf/in (12.3 kN/m) machine direction; 50 lbf/in (8.8 kN/m) cross-machine direction.

c. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 100 lbf (445 N) machine direction; 80 lbf (400 N) machine direction.


f. Thickness, ASTM D 5147: 0.118 inch (3.0 mm).

C. SBS Modified Bituminous Cap Sheet:

1. ASTM D 6163 Type I Grade G SBS-modified asphalt-coated glass-fiber-reinforced sheet, designed for heat welded application, granular surfaced with a factory applied white reflective granule; CRRC listed and California Title 24 Energy Code compliant.


b. Exterior Fire-Test Exposure, ASTM E 108: Class A.

c. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 70 lbf/in (12.0 kN/m); Cross machine direction 50 lbf/in (8.8 kN/m).

d. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction, 100 lbf (445 N); Cross machine direction 90 lbf (400 N).

e. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 4 percent; Cross machine direction 4 percent.


g. Thickness, minimum, ASTM D 5147: 0.165 inch (4.2 mm).


D. Base Flashing Backer Sheet:

1. ASTM D 6162 Type III Grade S SBS/SIS/SEBS-modified asphalt-coated composite polyester and glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.

b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 275 lbf/in (48 kN/m).
d. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 3 percent.
f. Thickness, ASTM D 5147: 0.090 inch (2.3 mm).

2. ASTM D 6162 Type III Grade S SBS/SIS/SEBS-modified asphalt-coated composite polyester and glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.
   b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 275 lbf/in (48 kN/m).
   d. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 3 percent.
   f. Thickness, ASTM D 5147: 0.090 inch (2.3 mm).

E. Base Flashing Sheet:
   1. ASTM D 6163 Type I Grade G SBS-modified asphalt-coated glass-fiber-reinforced sheet, designed for heat welded application, granular surfaced with a factory applied white reflective granule; CRRC listed and California Title 24 Energy Code compliant.
      b. Exterior Fire-Test Exposure, ASTM E 108: Class A.
      c. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 70 lbf/in (12.0 kN/m); Cross machine direction 50 lbf/in (8.8 kN/m).
      d. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction, 100 lbf (445 N); Cross machine direction 90 lbf (400 N).
      e. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 4 percent; Cross machine direction 4 percent.
      g. Thickness, minimum, ASTM D 5147: 0.165 inch (4.2 mm).

2.04 ASPHALT MATERIALS

A. Asphalt primer, water-based, polymer modified.
   1. Basis of design product: Tremco, TREMprime WB.
   2. Volatile Organic Compounds (VOC), maximum, ASTM D 3960: 2 g/L.
B. Asphalt Roofing Cement: ASTM D 4586, asbestos free, of consistency required by roofing system manufacturer for application.

2.05 AUXILIARY ROOFING MATERIALS

A. General: Auxiliary materials recommended by roofing system manufacturer for intended use and compatible with roofing membrane.

1. Liquid-type auxiliary materials shall comply with VOC limits of authorities having jurisdiction.

B. Metal Flashing Sheet: Metal flashing sheet is specified in Division 07 Section "Sheet Metal Flashing and Trim."

C. Miscellaneous Accessories: Provide miscellaneous accessories recommended by roofing system manufacturer.

1. Elastomeric Roofing Mastic, Low-Volatile: One-part, trowel-grade, elastomeric roof mastic specially formulated for compatibility and use with specified roofing membranes and flashings.
   a. Basis of design product: Tremco, POLYroof LV.
   b. Volatile Organic Compounds (VOC), maximum, ASTM D 3960: 300 g/L.
   d. Recovery from 500 percent Elongation, minimum, ASTM D 412: 500 percent.
   e. Flexibility at -40 deg. F (-40 deg. C), ASTM D 3111: No cracking.

2. Asphalt mastic for miscellaneous sealing and waterproofing:
   a. An asphalt-based, heavily fibrated, asbestos free mastic.
   b. Basis of Design: Tremco ELS.

3. Pitch pan mastic:
   a. High performance single component roof elastomer.
   b. Basis of Design: Tremco POLYroof LV
   c. CHEM CURBS ARE NOT ACCEPTABLE

4. Metal Joint Sealant:
   a. Asbestos-free. Moisture cured, one-component polyurethane sealant.
   b. Basis of Design: TremSEAL Pro

5. Reglet Joint Sealant
   a. One-part, bituminous polyurethane sealant.

6. Vents and/or Stacks:
   a. Stainless: Type 316, No 3 Polish.
   b. Gage: Twenty-four (24).
c. Solder: ASTM B32-89, alloy grade 60A. Neutralize flux after soldering.

7. Termination Bar for top edge of all base flashings:
   a. Extruded aluminum, pre-punched 8” o.c.

8. Primary Scuppers and Overflow Scuppers:
   a. Stainless Steel, Type 316, No 3 Polish Finish (all locations except those designated as copper): Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527.

9. Fascia, Coping, Collector Heads, Gutters, Downspouts and other Visible Sheet Metal Flashing:
   a. Stainless Steel, Type 316, No 3 Polish Finish (all locations except those designated as copper): Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527.

10. Counter flashing, slip flashing:
    a. Stainless Steel, Type 316, No 3 Polish Finish (all locations except those designated as copper): Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527.

11. Pitch pans with hoods:
    a. Stainless Steel, Type 316 No 3 Polish: Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527, G90 coating in accordance with ASTM A 525.

12. Walkway Pads for all access panels at all A/C units:
    a. Mineral-surfaced asphaltic composition panels, factory formed, nonporous, with a slip-resisting surface texture, manufactured specifically for adhering to built-up roofing as a protection course for foot traffic:
       1). Thickness: 1/2 inch
    b. Basis of Design: Tremco TremTred.

13. Pipe Supports:
    a. Pipe supports for small pipes and conduit:
       1). Pipe or Conduit size: 1/4” to 1.5” ID
       2). Rubber triangle pipe blocks extruded from 100% EPDM rubber.
    b. Basis of Design: Rubber Triangle Pipe Blocks by Tremco or pre-approved substitution.

14. Pipe Supports for large pipes and conduit:
    a. Pipe or Conduit size: 1.5” or larger ID
    b. Galvanized roller pipe supports.
    c. Basis of Design: SS8-R or RB-18 as applicable by PHP Pipe supports of Houston, TX or approved equal.
15. Primer:
   a. An asbestos free, modified water-based asphalt primer
   b. Basis of Design: Tremco Tremprime WB.

16. Flashing tape for top edge of base flashing
   a. A flexible, non-drying, butyl-based, gasket-forming sealant tape.
   b. Basis of design: Tremco TF Tape

17. Reinforcement membrane:
   a. A non-shrinking, non-rotting, vinyl coated, woven glass mesh.
   b. Basis of Design: Tremco Burmesh - 6”.

2.06 INSULATION ADHESIVES

A. Two-Part Urethane Insulation Adhesive (UIA) is a two-component polyurethane adhesive used for attaching insulation boards to the roof deck or to other insulation boards

   1. Basis of design product: Tremco LRF
      a. Tremco: LRF
         1). Tremco LRF
         2). Royal: Millennium PG-1

2.07 ROOF INSULATION

A. Roof Insulation, General: Preformed roof insulation boards manufactured or approved by roofing manufacturer, selected from manufacturer’s standard sizes suitable for application, of thicknesses indicated and that produce FM Global-approved roof insulation.

   1. Provide factory-tapered insulation boards fabricated to slope of 1/4 inch per 12 inches (1:48) unless otherwise indicated.
   2. Provide preformed saddles, crickets, tapered edge strips, and other insulation shapes where indicated for sloping to drain. Fabricate to slopes indicated.

B. Roof Insulation:

   1. Polyisocyanurate board insulation, ASTM C 1289 Type II Class 2 CFC- and HCFC- free, with recycled content glass-fiber mat facer on both major surfaces.
      c. Available Manufacturers
         1). Tremco:Trisotech
         2). Atlas: AC Foam II, AC Foam III

C. Roof Insulation Cover board

   1. Cement based, water durable, mold resistant, noncombustible, Class A unlimited slope, ASTM E84
2. Basis of Design: USG Cement Roof Board

D. Wood Cant Strips: Comply with requirements in Division 06 carpentry section

E. Tapered Edge Strips: ASTM C 208, Type II, Grade 1, cellulosic-fiber insulation board.

2.08 WALKWAYS

A. Walkway pads, ceramic-granule-surfaced reinforced asphaltic composition slip-resisting pads, manufactured as a traffic pad for foot traffic, 1/2 inch (13 mm) thick minimum.
   2. Flexural Strength at max. load, minimum, ASTM C 203: 210 psi (1.5 kPa).
   5. Pad Size: 36 by 48 inch (914 by 1220 mm).

2.09 WALL TREATMENT AND COATING MATERIALS

A. Primer for previously coated walls above roof membrane:
   1. Acrylic polymer emulsion, stain resistant, fast drying, flexible base primer for elastomeric latex coatings.

B. Coating for previously coated walls above roof membrane:
   1. Acrylic polymer emulsion wall coating with fiber reinforcement.
   2. Tinted to match existing.
   3. Basis of Design: Tremco Solargard HY-BUILD

3.00 EXECUTION

3.01 EXAMINATION

A. Examine substrates, areas, and conditions, with Installer present, for compliance with the following requirements and other conditions affecting performance of roofing system:
   1. Verify that roof openings and penetrations are in place and curbs are set and braced and that roof drain bodies are securely clamped in place.
   2. Verify that, blocking, curbs, and nailers are securely anchored to roof deck at penetrations and terminations and that nailers match thicknesses of insulation. wood cants
   3. Concrete Roof Deck:
      a. Verify that minimum concrete drying period recommended by roofing manufacturer has passed.
      b. Verify that concrete substrate is visibly dry and free of moisture. Test for capillary moisture by plastic sheet method according to ASTM D 4263.
c. Verify that concrete curing compounds that will impair adhesion of roofing components to roof deck have been removed.

4. Verify that existing insulation and substrate is sound and dry.

B. Proceed with installation only after unsatisfactory conditions have been corrected.

3.02 PREPARATION

A. Clean substrate of dust, debris, moisture, and other substances detrimental to roofing installation according to roofing system manufacturer’s written instructions. Remove sharp projections.

B. Prevent materials from entering and clogging roof drains and conductors and from spilling or migrating onto surfaces of other construction. Remove roof-drain plugs when no work is taking place or when rain is forecast.

3.03 INSTALLATION, GENERAL

A. Install roofing system in accordance with manufacturer's recommendations.

B. Install wood cants, blocking, curbs, and nailers in accordance with requirements of Division 06 carpentry section and as necessary to meet ANS SPRI ES-1 requirements.

C. Install roofing system in accordance with the following NRCA Manual Plates and NRCA recommendations; modify as required to comply with requirements of FM Global references above:

1. Metal Parapet Cap (Coping) and Base Flashing: Plates MB-1 and MB-1S.
2. Surface-Mounted Counterflashing for Concrete Walls (at Parapet Wall): Plates MB-4 and MB-4S.
3. Base Flashing for Wall-supported Deck: Plates MB-5 and MB-5S.
4. Base Flashing for Non-wall-supported deck (Movement Joint): Plates MB-6 and MB-6S.
5. Base and Surface-mounted Counterflashing: Plates MB-4 and MB-4S.
6. Base Flashing for Vented Base Sheet: Plates MB-5A and MB-5AS.
7. Raised Perimeter Edge with Metal Flashing (Fascia Cap): Plates MB-2 and MB-2S.
8. Embedded Edge Metal Flashing Edge (Gravel-stop): Plates MB-3 and MB-3S.
10. Gutter at Draining Edge: Plates MB-22 and MB-22S.
11. Expansion Joint with Metal Cover: Plates MB-7 and MB-7S and Division 07 Section "Sheet Metal Flashing and Trim."
12. Expansion Joint with Premanufactured Cover: Plates MB-7A and MB-7AS.
13. Area Divider in Roof System: Plates MB-8 and MB-8S.
14. Equipment Support Curb: Plates MB-9 and MB-9S.

17. Raised Curb Detail at Rooftop HVAC Units, Premanufactured: Plates MB-12 and MB-12S.

18. Raised Curb Detail at Rooftop HVAC Units (Job site constructed wood curb): Plates MB-13 and MB-13S and Division 06 Section "Miscellaneous Rough Carpentry."

19. Skylight, Scuttle (Roof Hatch), and Smoke Vents: Plates MB-14 and MB-14S.

20. Penetration, Structural Member through Roof Deck: Plates MB-15 and MB-15S.

21. Penetration, Sheet Metal Enclosure for Piping Through Roof Deck: Plates MB-16 and MB-16S

22. Penetration, Isolated Stack Flashing: Plates MB-17 and MB-17S.

23. Penetration, Isolated Stack Flashing: Plates MB-17A and MB-17AS.

24. Penetration, Plumbing Vent: Plates MB-18 and MB-18S.

25. Penetration, Pocket: Plates MB-19 and MB-19S.

26. Roof Drain: Plates MB-20 and MB-20S.

27. Roof Drain: Plates MB-20A and MB-20AS.

28. Guide for Clearances between Pipes / Walls / Curbs - Table 4

29. Guide for Crickets and Saddles - Table 5

30. Guide for Edge Scuppers with Tapered Saddles - Table 6

3.04 INSULATION INSTALLATION

A. Comply with built-up roofing manufacturer's written instructions for installing roof insulation.

B. Cant Strips: Install and secure preformed 45-degree cant strips at junctures of built-up roofing with vertical surfaces or angle changes greater than 45 degrees.

C. Install tapered insulation under area of roofing to conform to slopes indicated.

D. Install insulation with long joints of insulation in a continuous straight line with end joints staggered between rows, abutting edges and ends between boards. Fill gaps exceeding 1/4 inch (6 mm) with insulation.

1. Cut and fit insulation within 1/4 inch (6 mm) of nailers, projections, and penetrations.

E. Install insulation under area of roofing to achieve required thickness. Where overall insulation thickness is 2.7 inch (70 mm) or greater, install two or more layers with joints of each succeeding layer staggered from joints of previous layer a minimum of 6 inches (150 mm) in each direction.

1. Install insulation at minimum thickness of 2.5 inches (64 mm).

F. Trim surface of insulation where necessary at roof drains so completed surface is flush and does not restrict flow of water.
G. Install tapered edge strips at perimeter edges of roof that do not terminate at vertical surfaces.

H. Adhered Insulation: Install each layer of insulation and adhere to substrate as follows:
   1. Set each layer of insulation in ribbons of bead-applied insulation adhesive, firmly pressing and maintaining insulation in place.
   2. Install adhered insulation using minimum of 3/4” wide bead of adhesive at 12” on center minimum spacing. Special care to be given to perimeter edge to avoid soft spots in insulation.

I. Cover Board Installation: Install cover boards over insulation with long joints in continuous straight lines with end joints staggered between rows. Offset joints of insulation below a minimum of 6 inches (150 mm) in each direction. Loosely butt cover boards together. Tape joints if required by roofing manufacturer.
   1. Set cover boards in ribbons of bead-applied insulation adhesive, firmly pressing and maintaining insulation in place.
   2. Install adhered insulation using minimum of 3/4” wide bead of adhesive at 12” on center minimum spacing. Special care to be given to perimeter edge to avoid soft spots in insulation.

3.05 TORCH-APPLIED ROOFING MEMBRANE INSTALLATION, GENERAL

A. Install roofing membrane system according to roofing system manufacturer's written instructions and applicable recommendations in ARMA/NRCA's "Quality Control Guidelines for the Application of Polymer Modified Bitumen Roofing" and as follows:
   1. Deck Type: Concrete deck.
   2. Base Sheet: One.
   3. Inner Membrane Sheet: One.
   4. Granular-Surfaced SBS-Modified Asphalt Cap Sheet:

B. Start installation of roofing membrane in presence of roofing system manufacturer's technical personnel.

C. Cooperate with testing agencies engaged or required to perform services for installing roofing system.

D. Coordinate installation of roofing system so insulation and other components of the roofing membrane system not permanently exposed are not subjected to precipitation or left uncovered at the end of the workday or when rain is forecast.
   1. Provide tie-offs at end of each day's work configured as recommended by NRCA Roofing Manual Appendix: Quality Control Guidelines - Insulation to protect new and existing roofing.
2. Complete terminations and base flashings and provide temporary seals to prevent water from entering completed sections of roofing.

3. Remove temporary plugs from roof drains at end of each day.

4. Remove and discard temporary seals before beginning work on adjoining roofing.

3.06 BASE-PLY SHEET INSTALLATION

A. Loosely lay one course of, lapping edges and ends a minimum of 2 inches and 6 inches (50 mm and 150 mm), respectively.

B. Install lapped base-sheet course, extending sheet over and terminating beyond cants. Attach base sheet as follows:
   1. Torch-apply to substrate.

3.07 SBS-MODIFIED BITUMINOUS MEMBRANE INSTALLATION

A. Install modified bituminous roofing membrane sheet and cap sheet according to roofing manufacturer's written instructions, starting at low point of roofing system. Extend roofing membrane sheets over and terminate beyond cants, installing as follows:
   1. Unroll roofing membrane sheets and allow them to relax for minimum time period required by manufacturer.
   2. Torch apply to substrate in accordance with manufacturer's written instructions and NRCA CERTA guidelines.

B. Laps: Accurately align roofing membrane sheets, without stretching, and maintain uniform side and end laps. Stagger end laps. Install roofing membrane sheets so side and end laps shed water. Completely bond and seal laps, leaving no voids.
   1. Repair tears and voids in laps and lapped seams not completely sealed.
   2. Apply roofing granules to cover exuded bead at laps while bead is hot.

3.08 FLASHING AND STRIPPING INSTALLATION

A. Install base flashing over cant strips and other sloped and vertical surfaces, at roof edges, and at penetrations through roof; secure to substrates according to roofing system manufacturer's written instructions, and as follows:
   1. Extend base flashing up walls or parapets a minimum of 12 inches (300 mm) above built-up roofing and 6 inches (150 mm) onto field of roof membrane.
   2. Prime substrates with asphalt primer if required by roofing system manufacturer.
   4. Flashing Sheet Application: Adhere flashing sheet to substrate in cold-applied adhesive at rate required by roofing system manufacturer. Seal joints in flashing sheet. Mechanically fasten top of base flashing securely at terminations and perimeter of roofing.
5. Flashing Sheet Application: Torch-apply flashing sheet to substrate.


B. Seal top termination of base flashing with a metal termination bar.

C. Install roofing membrane cap-sheet stripping where metal flanges and edgings are set on membrane roofing according to roofing system manufacturer’s written instructions.

D. Roof Drains: Set 30 by 30 inch (760 by 760 mm) square metal flashing in bed of asphalt roofing cement on completed roofing membrane. Cover metal flashing with roofing membrane cap-sheet stripping and extend a minimum of 6 inches beyond edge of metal flashing onto field of roofing membrane. Clamp roofing membrane, metal flashing, and stripping into roof-drain clamping ring.

1. Install stripping according to roofing system manufacturer’s written instructions.

3.09 WALKWAY INSTALLATION

A. Walkway Pads: Install walkway pads using units of size indicated or, if not indicated, of manufacturer’s standard size according to walkway pad manufacturer’s written instructions.

1. Sweep away loose aggregate surfacing.

2. Set walkway pads in cold-applied adhesive.

3.10 WALL TREATMENT AND COATING INSTALLATION

A. Wall coating at previously coated walls above the roof membrane:

1. Pressure wash and clean masonry wall to be coated.

2. Provide repairs to cracks in masonry wall larger than 1/8” with urethane caulk.

3. Masonry walls are to be primed with specified primer. Refer to product data for coverage rates.

4. Apply three (3) coats of the specified elastomeric wall coating as recommended by the manufacturer in owner selected color.

3.11 FIELD QUALITY CONTROL

A. Roofing Inspector: Owner will engage a qualified roofing inspector to perform roof tests and inspections and to prepare test reports.

B. Final Roof Inspection: Arrange for roofing system manufacturer's technical personnel to inspect roofing installation at commencement and upon completion.

1. Notify Architect and Owner 48 hours in advance of date and time of inspection.

C. Repair or remove and replace components of built-up roofing where test results or inspections indicate that they do not comply with specified requirements.

1. Additional testing and inspecting, at Contractor's expense, will be performed to determine if replaced or additional work complies with specified requirements.
3.12 PROTECTING AND CLEANING

A. Protect roofing system from damage and wear during remainder of construction period. When remaining construction will not affect or endanger roofing, inspect roofing for deterioration and damage, describing its nature and extent in a written report, with copies to Architect and Owner.

B. Correct deficiencies in or remove roofing system that does not comply with requirements, repair substrates, and repair or reinstall roofing system to a condition free of damage and deterioration at time of Substantial Completion and according to warranty requirements.

C. Clean overspray and spillage from adjacent construction using cleaning agents and procedures recommended by manufacturer of affected construction.

END OF SECTION
07 52 16.12.2  SBS MODIFIED BITUMINOUS MEMBRANE ROOFING, TORCH-APPLIED (STEEL DECK)

1.00  GENERAL

1.01  RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

1.02  SUMMARY

A. Section Includes:

1. Styrene-butadiene-styrene (SBS) modified bituminous membrane roofing system on concrete deck, including but not limited to:
   a. Roof insulation.
      1). Polysocyanurate roofing insulation (as indicated on plans), with slope in structure or tapered insulation at various locations as required to provide positive drainage with NO PONDING.
      2). Polysocyanurate roofing insulation crickets & saddles (as indicated on plans), 1/2" per foot slope or as required to provide positive drainage with NO PONDING.
      3). One (1) layer of 1/2" thick high performance cement based roof cover board
      4). Mechanically fastened insulation to the metal deck per FM 1-29 pre-securement requirements.
      5). Mechanically fastened base sheet to the metal deck along with specified striping in adhesive.
   b. Roof membrane and membrane base flashings.
      1). One (1) ply of fire rated, high performance, fiberglass reinforced, SBS modified bitumen membrane with ultra-white surfacing, torch-applied.
      2). Two (2) plies of fiberglass reinforced modified base sheet torch applied to mechanically fastened base sheet.

B. Related Sections:

1. Division 06 carpentry section for wood nailers, wood cants, curbs, and blocking.
2. Division 07 Section "Preparation for Re-Roofing" for existing roofing tearoff, patching, and substrate preparation for rehabilitation of roofing membrane.
3. Division 07 Section "Sheet Metal Flashing and Trim" for custom metal roof penetration flashings, flashings, and counter flashings.

C. Unit Prices: Refer to Division 01 Section "Unit Prices" for description of Work in this Section affected by unit prices.

1.03  FIRE WATCH
A. Provide fire watch during torch application and continue for two hours after torch work has been completed. All roof areas worked on should be checked for hot spots and signs of smoldering. If available, infrared roof scanners should be used. The inside of the building should also be inspected for signs of fire and smoke.

B. When torch applied materials are installed the Contractor shall provide a fire watch.

C. Provide fire watch during torch application and continue for one hour after torch work has been completed. All roof areas worked on should be checked for hot spots and signs of smoldering. If available, infrared roof scanners should be used. The inside of the building should also be inspected for signs of fire and smoke.

D. Provide at least two 10lb (4.5 kg) multipurpose dry chemical portable extinguisher within 20 ft. (6.1 m) horizontal travel distance of torch-applied roofing equipment.

E. No full-time torch shall be used under any circumstances.

1.04 DEFINITIONS

A. Roofing Terminology: See ASTM D 1079 and glossary of NRCA's "The NRCA Roofing and Waterproofing Manual" for definition of terms related to roofing work in this Section.

1.05 ACTION SUBMITTALS

A. All Submittals to be in electronic format.

B. Product Data: For each type of product indicated.

C. Shop Drawings: For roofing system. Include plans, elevations, sections, details, and attachments to other work. Provide roof plan showing orientation and types of roof deck, orientation of membrane roofing, and fastening spacings and patterns for mechanically fastened components.
   1. Crickets, saddles, and tapered edge strips, including slopes.

1.06 INFORMATIONAL SUBMITTALS

A. Contractor’s Product Certificate: Submit notarized certificate, indicating products intended for Work of this Section, including product names and numbers and manufacturers' names, with statement indicating that products to be provided meet the requirements of the Contract Documents.

B. Qualification Data: For Installer, Manufacturer, and Roofing Inspector.
   1. Include letter from Manufacturer written for this Project indicating approval of Installer.

C. Manufacturer Certificates: Signed by roofing manufacturer certifying that roofing system complies with requirements specified in "Performance Requirements" Article.
   1. Submit evidence of compliance with performance requirements, including FM Global system approval.
   2. Indicate that proposed system components are compatible.

D. Warranties: Unexecuted sample copies of special warranties.

1.07 CLOSEOUT SUBMITTALS
A. Maintenance Data: To include in maintenance manuals.

B. Warranties: Executed copies of warranties.

1.08 SUBSTITUTIONS

A. General:

1. ONLY Substitutions approved in writing by the Owner or Owner’s Representative prior to the scheduled bid date will be considered.

2. Notification of approvals will be issued at least five (5) days before the scheduled bid date.

3. Architect/Owner reserves the right to be final authority on acceptance or rejection of any substitution request.

B. When a particular make or trade name is specified, it shall be indicative of standard required. Bidders proposing substitutes shall submit the following ten (10) days prior to bid date to the Owner or Owner’s Representative; requests received after that time will not be considered.

1. Written application with explanation of why it should be considered.

2. Independent laboratory certification providing written confirmation that the physical and performance characteristics of the substitute material/system will meet the physical and performance characteristics of the specified materials and or system.

C. Submit five copies of request for substitution. Items to be included in the request:

1. Complete data substantiating compliance of proposed substitution.

2. Product identification, including manufacturer’s literature and manufacturer’s name.

3. Current certificate from an accredited testing laboratory comparing the physical and performance attributes of the proposed material with those of the specified materials. Test results must be dated, notarized, and on testing laboratory stationary.

4. Material Safety Data Sheets providing all pertinent data as to flammability, combustibility.

5. List of at least (5) five jobs as described under the requirements where the proposed alternate material was used under similar conditions. These jobs must be available for inspection by the Owner or Owner’s Representative. Names and phone numbers are required for verification. Submit a minimum of 200,000 square feet for review. Submitted projects must be a minimum of (5) years old.

6. Notarized statement from the Roof System Manufacturer, signed by a corporate officer of the corporation stating that:

   a. All Documents have been reviewed and are approved.

   b. The Project site has been inspected.

   c. The Roofing System Manufacturer will provide two (2) field inspections weekly; during, and until all construction work is complete and accepted by the owner. A full time employee of the manufacturer must perform inspections.
d. Provide documentation of the proposed alternate system passing the specified regulatory requirements. Documentation must be on the specified regulatory requirements letterhead or approval guide. No third party testing will be accepted.

D. In making substitution request, Bidder/Contractor represents:

1. He has personally investigated proposed product or method, and determined that it is equal or superior in all respects to that specified. Additionally, he will have a technical service representative of the proposed manufacturer attend the pre-bid meeting.

2. He will provide the same guarantee for substitution as for those specified.

3. He will coordinate installation of accepted substitution in work, making such changes as may be required for work to be completed in all respects.

4. Advise the owner of any credit savings or additional costs as opposed to the system type specified.

E. Substitutions will not be considered if:

1. Product or method to be considered does not have a minimum of (5) five years of successful performance in roofing and re-roofing of similar applications.

2. Any discrepancies in the test data, or if the tests or submittals are incomplete.

3. They are indicated or implied on Shop Drawings or Project Data Submittals without formal request submitted in accordance with the specification document.

4. Acceptance requires significant revision of documents.

5. Only substitutes approved in writing by prior to scheduled cutoff date will be considered.

6. Notification of approvals will be mailed at least 3 days before bid opening.

7. The Owner will not incur any additional costs for design or construction costs.

1.09 QUALITY ASSURANCE

A. Installer Qualifications: An employer of workers trained and certified by manufacturer, including a full-time on-site supervisor with a minimum of five years' experience installing products comparable to those specified, able to communicate verbally with Contractor, Architect, and employees, and qualified by the manufacturer to install manufacturer's product and furnish warranty of type specified.

1. For torch-applied applications, employ workers certified under NRCA's Certified Roofing Torch Applicator (CERTA) program.

2. Installer must provide (1) manufacturer inspections each week. Noncompliance may result in an $850 per day fee for missing inspections.

B. Manufacturer Qualifications: Approved manufacturer with UL listed roofing systems comparable to those specified for this Project, with minimum five years' experience in manufacture of comparable products in successful use in similar applications, and able to furnish warranty with provisions matching specified requirements.

C. Roofing Inspector Qualifications: A technical representative of manufacturer not engaged in the sale of products and experienced in the installation and maintenance of the specified
roofing system, qualified to perform roofing observation and inspection specified in Field Quality Control Article, to determine Installer’s compliance with the requirements of this Project, and approved by the manufacturer to issue warranty certification. The Roofing Inspector shall be one of the following:

1. An authorized full-time technical employee of the manufacturer.

D. Random Sampling

1. During course of work, the Architect may secure samples according to ASTM D140-93 of materials being used from containers at job site and submit them to an independent laboratory for comparison to specified material.

2. Should test results prove that material is not equal to specified material:
   a. Contractor shall pay for all testing.
   b. Roofing installed and found not to comply with the specifications shall be removed and replaced with no change in the contract price.

3. Installation quality control
   a. The roofing inspector shall provide written and photographic reports, to be submitted to the architect, owner, roof system installation contractor, appraising the installation of the roof system at each of the project progress stages. The installation contractor shall make all necessary corrections, additions or remedial actions to resolve any issues raised in the reports.
   b. The roofing inspector shall have the authority to have any and all roofing work corrected, as required, to insure the proper installation and weather-tightness of the roof system, in accordance with the manufacturer's specifications.

E. Manufacturer's Installation Instructions: Obtain and maintain on-site access to manufacturer's written instructions for installation of products.

F. Preinstallation Roofing Conference: Conduct conference at Project site.

1. Meet with Owner, Architect, Owner's insurer if applicable, testing and inspecting agency representative, roofing Installer, roofing system manufacturer's representative, and installers whose work interfaces with or affects roofing, including installers of roof accessories and roof-mounted equipment.

2. Review drawings and specifications.

3. Review methods and procedures related to roofing installation, including manufacturer's written instructions.

4. Review and finalize construction schedule and verify availability of materials, Installer's personnel, equipment, and facilities needed to make progress and avoid delays.

5. Examine substrate conditions and finishes for compliance with requirements, including flatness and fastening.

6. Review structural loading limitations of roof deck during and after roofing.

7. Review base flashings, special roofing details, roof drainage, roof penetrations, equipment curbs, and condition of other construction that will affect roofing system.
8. Review governing regulations and requirements for insurance and certificates if applicable.

9. Review temporary protection requirements for roofing system during and after installation.

10. Review roof observation and repair procedures after roofing installation.

1.10 DELIVERY, STORAGE, AND HANDLING

A. Deliver roofing materials to Project site in original containers with seals unbroken and labeled with manufacturer's name, product brand name and type, date of manufacture, approval or listing agency markings, and directions for storing and mixing with other components.

B. Store liquid materials in their original undamaged containers in a clean, dry, protected location and within the temperature range required by roofing system manufacturer. Protect stored liquid material from direct sunlight.
   1. Discard and legally dispose of liquid material that cannot be applied within its stated shelf life.

C. Protect roof insulation materials from physical damage and from deterioration by sunlight, moisture, soiling, and other sources. Store in a dry location. Comply with insulation manufacturer's written instructions for handling, storing, and protecting during installation.

D. Handle and store roofing materials and place equipment in a manner to avoid permanent deflection of deck.

1.11 PROJECT CONDITIONS

A. Weather Limitations: Proceed with installation only when existing and forecasted weather conditions permit roofing system to be installed according to manufacturer's written instructions and warranty requirements.

B. Daily Protection: Coordinate installation of roofing so insulation and other components of roofing system not permanently exposed are not subjected to precipitation or left uncovered at the end of the workday or when rain is forecast.
   1. Provide tie-offs at end of each day's work to cover exposed roofing and insulation with a course of roofing sheet securely in place with joints and edges sealed.
   2. Complete terminations and base flashings and provide temporary seals to prevent water from entering completed sections of roofing.
   3. Remove temporary plugs from roof drains at end of each day.
   4. Remove and discard temporary seals before beginning work on adjoining roofing.

1.12 WARRANTY

A. Warranty, General: Warranties specified shall be in addition to, and run concurrent with, other warranties required by the Contract Documents. Manufacturer's disclaimers and limitations on product warranties do not relieve Contractor of obligations under requirements of the Contract Documents.
B. Manufacturer's Warranty: Manufacturer's standard or customized form, in which manufacturer agrees to repair or replace components of roofing system that fail in materials or workmanship within specified warranty period. Failure includes roof leaks.

1. Manufacturer's warranty includes roofing membrane, base flashings, fasteners, roofing membrane accessories and other components of roofing system specified in this Section.

2. Warranty Period: 15 years from date of Substantial Completion.

C. Installer's Warranty: Submit roofing Installer's warranty, on warranty form at end of this Section, signed by Installer, covering the Work of this Section, including all components of roofing system such as roofing membrane, base flashing, roof insulation, fasteners, cover boards, substrate boards, vapor retarders, and walkway products, for the following warranty period:

1. Warranty Period: Two years from date of Substantial Completion.

D. Extended Roof System Warranty: Warranties specified in this Section include the following components and systems specified in other sections supplied by the roofing system Manufacturer, and installed by the roofing system Installer:

1. Sheet metal flashing and trim, including roof penetration flashings.

E. Manufacturer Inspection and Preventive Maintenance Requirement: By manufacturer's technical representative, to report maintenance responsibilities to Owner necessary for preservation of Owner's warranty rights. The cost of manufacturer's inspections and preventive maintenance is included in the Contract Sum.

1. Inspections to occur in the following years subsequent to completion: 2, 5 and 10.

2.00 PRODUCTS

2.01 MANUFACTURERS

A. Source Limitations: Obtain components for roofing system from same manufacturer as membrane roofing or manufacturer approved by membrane roofing manufacturer. Obtain components for roofing system compatible with specified approved assembly.

2.02 PERFORMANCE REQUIREMENTS

A. General Performance: Roofing shall withstand exposure to weather without failure or leaks due to defective manufacture or installation.

1. Accelerated Weathering: Roofing system shall withstand 2000 hours of exposure when tested according to ASTM G 152, ASTM G 154, or ASTM G 155.

2. Impact Resistance: Roofing system shall resist impact damage when tested according to ASTM D 3746 or ASTM D 4272.

B. Material Compatibility: Provide roofing materials that are compatible with one another under conditions of service and application required, as demonstrated by membrane roofing manufacturer based on testing and field experience.
C. Wind uplift Compliance: Provide roofing membrane, base flashing, and component materials that comply with the requirements to acquire a certificate of wind storm from the State of Texas. Basis of Compliance: NEMO Evaluation Report 11425.04.16-2-R10 for FL20325-R10 Construction S-227 IT IS THE BIDDERS RESPONSIBILITY TO READ AND UNDERSTAND THE TESTED ASSEMBLY. IF NEEDED A COPY OF THE TESTED CONSTRUCTION ASSEMBLY LISTED ABOVE CAN BE OBTAINED FROM THE SYSTEM MANUFACTURER.

D. Roofing System Design: Provide roofing system that is identical to systems that have been successfully tested by a qualified testing and inspecting agency in accordance with ANSI/FM 4474, UL 580, or UL 1897, and to resist uplift pressures.
   1. All Zones (Corner, Perimeter, and Field-of-Roof) Uplift Pressures: As indicated on Drawings. Verify system is acceptable and complies with uplift requirements with project engineer prior to installation.

E. SPRI Wind Design Standard: Manufacture and install copings and roof edge flashings tested according to SPRI ES-1 and capable of resisting the following design pressures:
   1. Design Pressure: As indicated on Drawings. Verify sheet metal installation complies with windstorm requirements of project engineer prior to installation.

F. Flashings and Fastening: Comply with requirements of Division 07 Sections "Sheet Metal Flashing and Trim" and "Roof Specialties." Provide base flashings, perimeter flashings, detail flashings and component materials and installation techniques that comply with requirements and recommendations of the following:
   1. FM Global 1-49: Loss Prevention Data Sheet for Perimeter Flashings.
   2. FM Global 1-29: Loss Prevention Data Sheet for Above Deck Roof Components.
   3. NRCA Roofing Manual (Sixth Edition) for construction details and recommendations.

G. Exterior Fire-Test Exposure: ASTM E 108, Class A; for application and roof slopes indicated, as determined by testing identical membrane roofing materials by a qualified testing agency. Materials shall be identified with appropriate markings of applicable testing agency.

H. Solar Reflectance Index: Not less than 78 when calculated according to ASTM E 1980, based on testing identical products by a qualified testing agency.

2.03 ROOFING MEMBRANE MATERIALS

A. Base Sheet:
   1. ASTM D 6163 Type I Grade S SBS/SIS/SEBS-modified asphalt-coated glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.
      b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 70 lbf/in (12.3 kN/m) machine direction; 50 lbf/in (8.8 kN/m) cross-machine direction.
      c. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 100 lbf (445 N) machine direction; 80 lbf (400 N) machine direction.

f. Thickness, ASTM D 5147: 0.118 inch (3.0 mm).

B. SBS Modified Bituminous Membrane Ply Sheets:

1. ASTM D 6163 Type I Grade S SBS/SIS/SEBS-modified asphalt-coated glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.
   b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 70 lbf/in (12.3 kN/m) machine direction; 50 lbf/in (8.8 kN/m) cross-machine direction.
   c. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 100 lbf (445 N) machine direction; 80 lbf (400 N) machine direction.
   f. Thickness, ASTM D 5147: 0.118 inch (3.0 mm).

C. SBS Modified Bituminous Cap Sheet:

1. ASTM D 6163 Type I Grade G SBS-modified asphalt-coated glass-fiber-reinforced sheet, designed for heat welded application, granular surfaced with a factory applied white reflective granule; CRRC listed and California Title 24 Energy Code compliant.
   b. Exterior Fire-Test Exposure, ASTM E 108: Class A.
   c. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 70 lbf/in (12.0 kN/m); Cross machine direction 50 lbf/in (8.8 kN/m).
   d. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction, 100 lbf (445 N); Cross machine direction 90 lbf (400 N).
   e. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 4 percent; Cross machine direction 4 percent.
   g. Thickness, minimum, ASTM D 5147: 0.165 inch (4.2 mm).

D. Base Flashing Backer Sheet:

1. ASTM D 6162 Type III Grade S SBS/SIS/SEBS-modified asphalt-coated composite polyester and glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.
   b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 275 lbf/in (48 kN/m).
   d. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 3 percent.

f. Thickness, ASTM D 5147: 0.090 inch (2.3 mm).

2. ASTM D 6162 Type III Grade S SBS/SIS/SEBS-modified asphalt-coated composite polyester and glass-fiber reinforced sheet, smooth surfaced, designed for heat-welded applications.


b. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 275 lbf/in (48 kN/m).


d. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: 3 percent.


f. Thickness, ASTM D 5147: 0.090 inch (2.3 mm).

E. Base Flashing Sheet:

1. ASTM D 6163 Type I Grade G SBS-modified asphalt-coated glass-fiber-reinforced sheet, designed for heat welded application, granular surfaced with a factory applied white reflective granule; CRRC listed and California Title 24 Energy Code compliant.


b. Exterior Fire-Test Exposure, ASTM E 108: Class A.

c. Tensile Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 70 lbf/in (12.0 kN/m); Cross machine direction 50 lbf/in (8.8 kN/m).

d. Tear Strength at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction, 100 lbf (445 N); Cross machine direction 90 lbf (400 N).

e. Elongation at 73 deg. F (23 deg. C), minimum, ASTM D 5147: Machine direction 4 percent; Cross machine direction 4 percent.


g. Thickness, minimum, ASTM D 5147: 0.165 inch (4.2 mm).


2.04 ASPHALT MATERIALS

A. Asphalt primer, water-based, polymer modified.

1. Basis of design product: Tremco, TREMprime WB.

2. Volatile Organic Compounds (VOC), maximum, ASTM D 3960: 2 g/L.

B. Asphalt Roofing Cement: ASTM D 4586, asbestos free, of consistency required by roofing system manufacturer for application.

2.05 AUXILIARY ROOFING MATERIALS
A. General: Auxiliary materials recommended by roofing system manufacturer for intended use and compatible with roofing membrane.

   1. Liquid-type auxiliary materials shall comply with VOC limits of authorities having jurisdiction.

B. Metal Flashing Sheet: Metal flashing sheet is specified in Division 07 Section "Sheet Metal Flashing and Trim."

C. Miscellaneous Accessories: Provide miscellaneous accessories recommended by roofing system manufacturer.

   1. Elastomeric Roofing Mastic, Low-Volatile: One-part, trowel-grade, elastomeric roof mastic specially formulated for compatibility and use with specified roofing membranes and flashings.
      a. Basis of design product: Tremco, POLYroof LV.
      b. Volatile Organic Compounds (VOC), maximum, ASTM D 3960: 300 g/L.
      d. Recovery from 500 percent Elongation, minimum, ASTM D 412: 500 percent.
      e. Flexibility at -40 deg. F (-40 deg. C), ASTM D 3111: No cracking.

   2. Asphalt mastic for miscellaneous sealing and waterproofing:
      a. An asphalt-based, heavily fibrated, asbestos free mastic.
      b. Basis of Design: Tremco ELS.

   3. Pitch pan mastic:
      a. High performance single component roof elastomer.
      b. Basis of Design: Tremco POLYroof LV
      c. CHEM CURBS ARE NOT ACCEPTABLE

   4. Metal Joint Sealant:
      a. Asbestos-free. Moisture cured, one-component polyurethane sealant.
      b. Basis of Design: TremSEAL Pro

   5. Reglet Joint Sealant
      a. One-part, bituminous polyurethane sealant.

   6. Vents and/or Stacks:
      a. Stainless: Type 316, No 3 Polish.
      b. Gage: Twenty-four (24).
      c. Solder: ASTM B32-89, alloy grade 60A. Neutralize flux after soldering.

   7. Termination Bar for top edge of all base flashings:
      a. Extruded aluminum, pre-punched 8” o.c.
8. Primary Scuppers and Overflow Scuppers:
   a. Stainless Steel, Type 316, No 3 Polish Finish (all locations except those designated as copper): Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527.

9. Fascia, Coping, Collector Heads, Gutters, Downspouts and other Visible Sheet Metal Flashing:
   a. Stainless Steel, Type 316, No 3 Polish Finish (all locations except those designated as copper): Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527.

10. Counter flashing, slip flashing:
    a. Stainless Steel, Type 316, No 3 Polish Finish (all locations except those designated as copper): Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527.

11. Pitch pans with hoods:
    a. Stainless Steel, Type 316 No 3 Polish: Twenty-four (24) gauge minimum, stainless steel; commercial quality, Fed. Spec. QQ-S-775, Type I, Class D or ASTM A 526 or lock forming quality ASTM A 527, G90 coating in accordance with ASTM A 525.

12. Walkway Pads for all access panels at all A/C units:
    a. Mineral-surfaced asphaltic composition panels, factory formed, nonporous, with a slip-resisting surface texture, manufactured specifically for adhering to built-up roofing as a protection course for foot traffic:
       1). Thickness: 1/2 inch
    b. Basis of Design: Tremco TremTred.

13. Pipe Supports:
    a. Pipe supports for small pipes and conduit:
       1). Pipe or Conduit size: 1/4” to 1.5” ID
       2). Rubber triangle pipe blocks extruded from 100% EPDM rubber.
    b. Basis of Design: Rubber Triangle Pipe Blocks by Tremco or pre-approved substitution.

14. Pipe Supports for large pipes and conduit:
    a. Pipe or Conduit size: 1.5” or larger ID
    b. Galvanized roller pipe supports.
    c. Basis of Design: SS8-R or RB-18 as applicable by PHP Pipe supports of Houston, TX or approved equal.

15. Primer:
    a. An asbestos free, modified water-based asphalt primer
    b. Basis of Design: Tremco Tremprime WB.
16. Flashing tape for top edge of base flashing
   a. A flexible, non-drying, butyl-based, gasket-forming sealant tape.
   b. Basis of design: Tremco TF Tape

17. Reinforcement membrane:
   a. A non-shrinking, non-rotting, vinyl coated, woven glass mesh.
   b. Basis of Design: Tremco Burmesh - 6”.

2.06 BASE SHEET LAP & CENTER FASTENER ROW STRIPING ADHESIVE

A. Two-Part Urethane Insulation Adhesive (UIA) is a two-component polyurethane adhesive used for attaching insulation boards to the roof deck or to other insulation boards
   1. Basis of design product: Tremco LRF
      a. Tremco: LRF
      1). Tremco LRF

2.07 ROOF INSULATION

A. Roof Insulation, General: Preformed roof insulation boards manufactured or approved by roofing manufacturer, selected from manufacturer's standard sizes suitable for application, of thicknesses indicated and that produce FM Global-approved roof insulation.
   1. Provide factory-tapered insulation boards fabricated to slope of 1/4 inch per 12 inches (1:48) unless otherwise indicated.
   2. Provide preformed saddles, crickets, tapered edge strips, and other insulation shapes where indicated for sloping to drain. Fabricate to slopes indicated.

B. Roof Insulation:
   1. Polysocyanurate board insulation, ASTM C 1289 Type II Class 2 CFC- and HCFC- free, with recycled content glass-fiber mat facer on both major surfaces.
      c. Available Manufacturers
         1). Tremco:Trisotech
         2). Atlas: AC Foam II, AC Foam III

C. Roof Insulation Cover board
   1. Cement based, water durable, mold resistant, non combustible, Class A unlimited slope, ASTM E84
   2. Basis of Design: USG Cement Roof Board

D. Wood Cant Strips: Comply with requirements in Division 06 carpentry section

E. Tapered Edge Strips: ASTM C 208, Type II, Grade 1, cellulosic-fiber insulation board.

F. Substrate Joint Tape: Minimum 6 inch (150 mm) wide, coated, glass-fiber joint tape.
2.08 MECHANICAL FASTENERS
A. Fasteners Engineered to secure insulation, cover boards, base sheets and single ply roofing membrane systems to corrugated steel substrate
   1. Tremco; #15 EHD with Tremco 2.4 inch barbed Seam Plates
   2. Trufast; #15 EHD with Trufast 2.4 inch barbed Seam Plates

2.09 WALKWAYS
A. Walkway pads, ceramic-granule-surfaced reinforced asphaltic composition slip-resisting pads, manufactured as a traffic pad for foot traffic, 1/2 inch (13 mm) thick minimum.
   2. Flexural Strength at max. load, minimum, ASTM C 203: 210 psi (1.5 kPa).
   5. Pad Size: 36 by 48 inch (914 by 1220 mm).

2.10 WALL TREATMENT AND COATING MATERIALS
A. Primer for previously coated walls above roof membrane:
   1. Acrylic polymer emulsion, stain resistant, fast drying, flexible base primer for elastomeric latex coatings.
B. Coating for previously coated walls above roof membrane:
   1. Acrylic polymer emulsion wall coating with fiber reinforcement.
   2. Tinted to match existing.
   3. Basis of Design: Tremco Solargard HY-BUILD

3.00 EXECUTION

3.01 EXAMINATION
A. Examine substrates, areas, and conditions, with Installer present, for compliance with the following requirements and other conditions affecting performance of roofing system:
   1. Verify that roof openings and penetrations are in place and curbs are set and braced and that roof drain bodies are securely clamped in place.
   2. Verify that, blocking, curbs, and nailers are securely anchored to roof deck at penetrations and terminations and that nailers match thicknesses of insulation. wood cants
   3. Steel Roof Deck:
      a. Verify that surface plane flatness and fastening of steel roof deck complies with requirements in Division 05 Section "Steel Decking."
b. Verify that deck is securely fastened with no projecting fasteners and with no adjacent units in excess of 1/16 inch (1.6 mm) out of plane relative to adjoining deck.

4. Verify that existing insulation and substrate is sound and dry.

B. Proceed with installation only after unsatisfactory conditions have been corrected.

3.02 PREPARATION

A. Clean substrate of dust, debris, moisture, and other substances detrimental to roofing installation according to roofing system manufacturer's written instructions. Remove sharp projections.

B. Prevent materials from entering and clogging roof drains and conductors and from spilling or migrating onto surfaces of other construction. Remove roof-drain plugs when no work is taking place or when rain is forecast.

3.03 INSTALLATION, GENERAL

A. Install roofing system in accordance with manufacturer's recommendations.

B. Install wood cants, blocking, curbs, and nailers in accordance with requirements of Division 06 carpentry section and as necessary to meet ANSI SPRI ES-1 requirements.

C. Install roofing membrane, base flashings, and component materials in compliance with requirements in FM Global 4470 as part of a membrane roofing system as listed in FM Global's "Approval Guide" for fire/windstorm classification indicated. Comply with recommendations in FM Global Loss Prevention Data Sheet 1-49, including requirements for wood nailers and cants.

D. Install roofing system in accordance with the following NRCA Manual Plates and NRCA recommendations; modify as required to comply with requirements of FM Global references above:

1. Metal Parapet Cap (Coping) and Base Flashing: Plates MB-1 and MB-1S.
2. Surface-Mounted Counterflashing for Concrete Walls (at Parapet Wall): Plates MB-4 and MB-4S.
3. Base Flashing for Wall-supported Deck: Plates MB-5 and MB-5S.
4. Base Flashing for Non-wall-supported deck (Movement Joint): Plates MB-6 and MB-6S.
5. Base and Surface-mounted Counterflashing: Plates MB-4 and MB-4S.
6. Base Flashing for Vented Base Sheet: Plates MB-5A and MB-5AS.
7. Raised Perimeter Edge with Metal Flashing (Fascia Cap): Plates MB-2 and MB-2S.
8. Embedded Edge Metal Flashing Edge (Gravel-stop): Plates MB-3 and MB-3S.
10. Gutter at Draining Edge: Plates MB-22 and MB-22S.
11. Expansion Joint with Metal Cover: Plates MB-7 and MB-7S and Division 07 Section "Sheet Metal Flashing and Trim."
12. Expansion Joint with Premanufactured Cover: Plates MB-7A and MB-7AS.
13. Area Divider in Roof System: Plates MB-8 and MB-8S.
14. Equipment Support Curb: Plates MB-9 and MB-9S.
17. Raised Curb Detail at Rooftop HVAC Units, Premanufactured: Plates MB-12 and MB-12S.
18. Raised Curb Detail at Rooftop HVAC Units (Job site constructed wood curb): Plates MB-13 and MB-13S and Division 06 Section "Miscellaneous Rough Carpentry."
19. Skylight, Scuttle (Roof Hatch), and Smoke Vents: Plates MB-14 and MB-14S.
20. Penetration, Structural Member through Roof Deck: Plates MB-15 and MB-15S.
21. Penetration, Sheet Metal Enclosure for Piping Through Roof Deck: Plates MB-16 and MB-16S
22. Penetration, Isolated Stack Flashing: Plates MB-17 and MB-17S.
23. Penetration, Isolated Stack Flashing: Plates MB-17A and MB-17AS.
24. Penetration, Plumbing Vent: Plates MB-18 and MB-18S.
25. Penetration, Pocket: Plates MB-19 and MB-19S.
26. Roof Drain: Plates MB-20 and MB-20S.
27. Roof Drain: Plates MB-20A and MB-20AS.
28. Guide for Clearances between Pipes / Walls / Curbs - Table 4
29. Guide for Crickets and Saddles - Table 5
30. Guide for Edge Scuppers with Tapered Saddles - Table 6

3.04 INSULATION INSTALLATION

A. Comply with built-up roofing manufacturer's written instructions for installing roof insulation.
B. Cant Strips: Install and secure preformed 45-degree cant strips at junctures of built-up roofing with vertical surfaces or angle changes greater than 45 degrees.
C. Install tapered insulation under area of roofing to conform to slopes indicated.
D. Install insulation with long joints of insulation in a continuous straight line with end joints staggered between rows, abutting edges and ends between boards. Fill gaps exceeding 1/4 inch (6 mm) with insulation.
   1. Cut and fit insulation within 1/4 inch (6 mm) of nailers, projections, and penetrations.
E. Install insulation under area of roofing to achieve required thickness. Where overall insulation thickness is 2.7 inch (70 mm) or greater, install two or more layers with joints of each succeeding layer staggered from joints of previous layer a minimum of 6 inches (150 mm) in each direction.
1. Install insulation at minimum thickness of 2.5 inches. Match Existing total thickness at specific areas.

F. Trim surface of insulation where necessary at roof drains so completed surface is flush and does not restrict flow of water.

G. Install tapered edge strips at perimeter edges of roof that do not terminate at vertical surfaces.

H. Mechanically Fastened Insulation: Install each layer of insulation and secure to deck using mechanical fasteners specifically designed and sized for fastening specified board-type roof insulation to deck type.
   1. Loose lay all polyisocyanurate roofing insulations including crickets and saddles over metal deck.

I. Cover Board Installation: Install cover boards over insulation with long joints in continuous straight lines with end joints staggered between rows. Offset joints of insulation below a minimum of 6 inches (150 mm) in each direction. Loosely butt cover boards together. Tape joints if required by roofing manufacturer.
   1. Fasten cover boards to resist uplift pressure at corners, perimeter, and field of roof. Gang Fasten all insulations through cover board to metal deck per wind uplift assembly. Follow FM Data Sheet 1-29, Table 6 for Presecurement fastening requirements (1 fastener per 5.33 sq ft)

3.05 TORCH-APPLIED ROOFING MEMBRANE INSTALLATION, GENERAL

A. Install roofing membrane system according to roofing system manufacturer's written instructions and applicable recommendations in ARMA/NRCA's "Quality Control Guidelines for the Application of Polymer Modified Bitumen Roofing" and as follows:
   1. Deck Type: Metal deck.
   
2. Base Sheet: One.

3. Number of Smooth-Surfaced SBS-Modified Asphalt Sheets: Two.

4. Granular-Surfaced SBS-Modified Asphalt Cap Sheet:

B. Start installation of roofing membrane in presence of roofing system manufacturer's technical personnel.

C. Cooperate with testing agencies engaged or required to perform services for installing roofing system.

D. Coordinate installation of roofing system so insulation and other components of the roofing membrane system not permanently exposed are not subjected to precipitation or left uncovered at the end of the workday or when rain is forecast.
1. Provide tie-offs at end of each day's work configured as recommended by NRCA Roofing Manual Appendix: Quality Control Guidelines - Insulation to protect new and existing roofing.

2. Complete terminations and base flashings and provide temporary seals to prevent water from entering completed sections of roofing.

3. Remove temporary plugs from roof drains at end of each day.

4. Remove and discard temporary seals before beginning work on adjoining roofing.

3.06  BASE-SHEET INSTALLATION

A. Loose lay base sheet, allowing for a minimum of 5" shingle lap and a 6" end laps. Mechanically fasten base sheet to substrate at lap with specified mechanical fasteners at 6" on center. Allow for additional row of fasteners at center of sheet 6" on center. Adhere lap with specified Low rise Foam adhesive at lap. Provide for 6" wide strip of base sheet adhered over center row fasteners with specified Low Rise Foam Adhesive. Roll base sheet into adhesive with 6" wide roller.

B. Install lapped base-sheet course, extending sheet over and terminating beyond cants. Attach base sheet as follows:
   1. Mechanically fasten to substrate.

3.07  SBS-MODIFIED BITUMINOUS MEMBRANE INSTALLATION

A. Install modified bituminous roofing membrane sheet and cap sheet according to roofing manufacturer's written instructions, starting at low point of roofing system. Extend roofing membrane sheets over and terminate beyond cants, installing as follows:
   1. Unroll roofing membrane sheets and allow them to relax for minimum time period required by manufacturer.
   2. Torch apply to substrate in accordance with manufacturer's written instructions and NRCA CERTA guidelines.

B. Laps: Accurately align roofing membrane sheets, without stretching, and maintain uniform side and end laps. Stagger end laps. Install roofing membrane sheets so side and end laps shed water. Completely bond and seal laps, leaving no voids.
   1. Repair tears and voids in laps and lapped seams not completely sealed.
   2. Apply roofing granules to cover exuded bead at laps while bead is hot.
3.08 FLASHING AND STRIPPING INSTALLATION

A. Install base flashing over cant strips and other sloped and vertical surfaces, at roof edges, and at penetrations through roof; secure to substrates according to roofing system manufacturer's written instructions, and as follows:
   1. Extend base flashing up walls or parapets a minimum of 12 inches (300 mm) above built-up roofing and 6 inches (150 mm) onto field of roof membrane.
   2. Prime substrates with asphalt primer if required by roofing system manufacturer.
   4. Flashing Sheet Application: Adhere flashing sheet to substrate in cold-applied adhesive at rate required by roofing system manufacturer. Seal joints in flashing sheet. Mechanically fasten top of base flashing securely at terminations and perimeter of roofing.
   5. Flashing Sheet Application: Torch-apply flashing sheet to substrate.

B. Seal top termination of base flashing with a metal termination bar.

C. Install roofing membrane cap-sheet stripping where metal flanges and edgings are set on membrane roofing according to roofing system manufacturer's written instructions.

D. Roof Drains: Set 30 by 30 inch (760 by 760 mm) square metal flashing in bed of asphalt roofing cement on completed roofing membrane. Cover metal flashing with roofing membrane cap-sheet stripping and extend a minimum of 6 inches beyond edge of metal flashing onto field of roofing membrane. Clamp roofing membrane, metal flashing, and stripping into roof-drain clamping ring.
   1. Install stripping according to roofing system manufacturer's written instructions.

3.09 WALKWAY INSTALLATION

A. Walkway Pads: Install walkway pads using units of size indicated or, if not indicated, of manufacturer's standard size according to walkway pad manufacturer's written instructions.
   1. Sweep away loose aggregate surfacing.
   2. Set walkway pads in cold-applied adhesive.

3.10 WALL TREATMENT AND COATING INSTALLATION

A. Wall coating at previously coated walls above the roof membrane:
   1. Pressure wash and clean masonry wall to be coated.
   2. Provide repairs to cracks in masonry wall larger than 1/8” with urethane caulk.
   3. Masonry walls are to be primed with specified primer. Refer to product data for coverage rates.
4. Apply three (3) coats of the specified elastomeric wall coating as recommended by the manufacturer in owner selected color.

3.11 FIELD QUALITY CONTROL

A. Roofing Inspector: Owner will engage a qualified roofing inspector to perform roof tests and inspections and to prepare test reports.

B. Final Roof Inspection: Arrange for roofing system manufacturer's technical personnel to inspect roofing installation at commencement and upon completion.
   1. Notify Architect and Owner 48 hours in advance of date and time of inspection.

C. Repair or remove and replace components of built-up roofing where test results or inspections indicate that they do not comply with specified requirements.
   1. Additional testing and inspecting, at Contractor's expense, will be performed to determine if replaced or additional work complies with specified requirements.

3.12 PROTECTING AND CLEANING

A. Protect roofing system from damage and wear during remainder of construction period. When remaining construction will not affect or endanger roofing, inspect roofing for deterioration and damage, describing its nature and extent in a written report, with copies to Architect and Owner.

B. Correct deficiencies in or remove roofing system that does not comply with requirements, repair substrates, and repair or reinstall roofing system to a condition free of damage and deterioration at time of Substantial Completion and according to warranty requirements.

C. Clean overspray and spillage from adjacent construction using cleaning agents and procedures recommended by manufacturer of affected construction.

END OF SECTION
1.00 GENERAL

1.01 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 1 Specification Sections, apply to this Section.

1.02 SUMMARY

A. This Section includes the following sheet metal flashing and trim:
   1. Formed roof drainage system.
   2. Formed low-slope roof flashing and trim.
   3. Formed wall flashing and trim.
   4. Formed equipment support and curb flashing.

B. Related Sections include the following:
   1. Division 6 Section "Miscellaneous Carpentry" for wood nailers, curbs, and blocking.
   2. Division 7 Section "SBS Modified Bituminous Membrane Roofing" for installing sheet metal flashing and trim integral with roofing membrane.

1.03 PERFORMANCE REQUIREMENTS

A. General: Install sheet metal flashing and trim to withstand wind loads, structural movement, thermally induced movement, and exposure to weather without failing, rattling, leaking, and fastener disengagement.

B. Thermal Movements: Provide sheet metal flashing and trim that allow for thermal movements resulting from the following maximum change (range) in ambient and surface temperatures by preventing buckling, opening of joints, hole elongation, overstressing of components, failure of joint sealants, failure of connections, and other detrimental effects. Provide clips that resist rotation and avoid shear stress as a result of sheet metal and trim thermal movements. Base engineering calculation on surface temperatures of materials due to both solar heat gain and nighttime-sky heat loss.

C. Water Infiltration: Provide sheet metal flashing and trim that do not allow water infiltration to building interior.

1.04 SUBMITTALS

A. Product Data: For each type of product indicated. Include construction details, material descriptions, dimensions of individual components and profiles, and finishes.

B. Shop Drawings: Show layouts of sheet metal flashing and trim, including plans and elevations. Distinguish between shop- and field-assembled work. Include the following:
   1. Identify material, thickness, weight, and finish for each item and location in Project.
2. Details for forming sheet metal flashing and trim, including profiles, shapes, seams, and dimensions.

3. Details for fastening, joining, supporting, and anchoring sheet metal flashing and trim, including fasteners, clips, cleats, and attachments to adjoining work.

4. Details of expansion-joint covers, including direction of expansion and contraction.

C. Samples for Initial Selection: For each type of sheet metal flashing and trim indicated with factory-applied color finishes.
   1. Include similar Samples of trim and accessories involving color selection.

1.05 QUALITY ASSURANCE

A. Sheet Metal Flashing and Trim Standard: Comply with the following. Conform to dimensions and profiles shown unless more stringent requirements are indicated.
   1. NRCA Roofing and Waterproofing Manual (Fifth Edition) for construction details and recommendations.

B. Pre-installation Conference: Conduct conference at Project site to comply with requirements in Division 1 Section "Project Management and Coordination."
   1. Meet with Owner, Architect, Owner's insurer if applicable, Installer, and installers whose work interfaces with or affects sheet metal flashing and trim including installers of roofing materials, roof accessories, unit skylights, and roof-mounted equipment.
   2. Review methods and procedures related to sheet metal flashing and trim.
   3. Examine substrate conditions for compliance with requirements, including flatness and attachment to structural members.
   4. Document proceedings, including corrective measures and actions required, and furnish copy of record to each participant.

1.06 DELIVERY, STORAGE, AND HANDLING

A. Deliver sheet metal flashing materials and fabrications undamaged. Protect sheet metal flashing and trim materials and fabrications during transportation and handling.

B. Unload, store, and install sheet metal flashing materials and fabrications in a manner to prevent bending, warping, twisting, and surface damage.

C. Stack materials on platforms or pallets, covered with suitable weather-tight and ventilated covering. Do not store sheet metal flashing and trim materials in contact with other materials that might cause staining, denting, or other surface damage.

1.07 COORDINATION

A. Coordinate installation of sheet metal flashing and trim with interfacing and adjoining construction to provide a leak-proof, secure, and non-corrosive installation.
2.00 PRODUCTS

2.01 MANUFACTURERS

A. In other Part 2 articles where titles below introduce lists, the following requirements apply to product selection:

1. Available Products: Subject to compliance with requirements, products that may be incorporated into the Work include, but are not limited to, products specified.

2. Available Manufacturers: Subject to compliance with requirements, manufacturers offering products that may be incorporated into the Work include, but are not limited to, manufacturers specified.

2.02 SHEET METALS

A. Stainless-Steel Sheet: ASTM A 240/A 240M, Type 316.
   1. Finish: No. 3 Polish

B. Lead Sheet: ASTM B 749, Type L51121, copper-bearing lead sheet.
   1. Use prefabricated plumbing vent flashings with factory welded and sealed joints at all plumbing vents.
      a. Flange: 4” minimum
      b. Four (4) pounds per square foot minimum.

2.03 UNDERLAYMENT MATERIALS

A. Self-Adhering Sheet Underlayment, Smooth Surfaced: ASTM D 6163, Type I, Grade S, minimum of 0.080 in. thick; fiberglass reinforced, SBS/SIS modified asphalt; with perforated and split release film backing; cold applied.
   1. Performance requirements:
      a. Thickness: 0.080 in., ASTM D 6163-00
      b. Tensile Strength at 0 deg. F, 70 lbf/in (MD), 70 lbf/in (XD), ASTM D 6163-00
      c. Elongation at 0 deg. F, 1.0% (MD), 1% (XD), ASTM D 6163-00
      d. Tensile Strength at 77 deg. F, 30 lbf/in (MD), 30 lbf/in (XD), ASTM D 6163-00
      e. Elongation at 77 deg. F, 2% (MD), 2% (XD), ASTM D 6163-00
      f. Tear Strength at 77 deg. F, 35 lbf, ASTM D 6163-00
      g. Low Temperature Flexibility, 0 deg. F, ASTM D 6163-00

B. Slip Sheet: Rosin-sized paper, minimum 3 lb/100 sq. ft.

2.04 MISCELLANEOUS MATERIALS
A. General: Provide materials and types of fasteners, solder, welding rods, protective coatings, separators, sealants, and other miscellaneous items as required for complete sheet metal flashing and trim installation.

B. Fasteners: Wood screws, annular threaded nails, self-tapping screws, self-locking rivets and bolts, and other suitable fasteners designed to withstand design loads.
   2. Fasteners for Flashing and Trim: Blind fasteners or self-drilling screws, gasketed, with hex washer head.

C. Solder for Lead: ASTM B 32, Grade Sn50, 50 percent tin and 50 percent lead.

D. Solder for Stainless Steel: ASTM B 32, Grade Sn60, with acid flux of type recommended by stainless-steel sheet manufacturer.

E. Burning Rod for Lead: Same composition as lead sheet.

F. Elastomeric Sealant: ASTM C 920, elastomeric polyurethane polymer sealant; of type, grade, class, and use classifications required to seal joints in sheet metal flashing and trim and remain watertight.

G. Bituminous Coating: Cold-applied asphalt mastic, SSPC-Paint 12, compounded for 15-mil dry film thickness per coat. Provide inert-type non-corrosive compound free of asbestos fibers, sulfur components, and other deleterious impurities.


2.05 FABRICATION, GENERAL

A. General: Custom fabricate sheet metal flashing and trim to comply with the following recommendations that apply to design, dimensions, metal, and other characteristics of item indicated. Shop-fabricate items where practicable. Obtain field measurements for accurate fit before shop fabrication.
   1. NRCA Roofing and Waterproofing Manual (Fifth Edition) for construction details and recommendations.

B. Fabricate sheet metal flashing and trim in thickness or weight needed to comply with performance requirements, but not less than that specified for each application and metal.

C. Fabricate sheet metal flashing and trim without excessive oil canning, buckling, and tool marks and true to line and levels indicated, with exposed edges folded back to form hems.
   1. Seams for Other Than Aluminum: Fabricate nonmoving seams in accessories with flat-lock seams. Tin edges to be seamed, form seams, and solder.

D. Sealed Joints: Form non-expansion but movable joints in metal to accommodate elastomeric sealant to comply with NRCA and/or SMACNA recommendations.
E. Expansion Provisions: Where lapped or bayonet-type expansion provisions in the Work cannot be used, form expansion joints of intermeshing hooked flanges, not less than 1 inch deep, filled with elastomeric sealant concealed within joints.

F. Conceal fasteners and expansion provisions where possible on exposed-to-view sheet metal flashing and trim, unless otherwise indicated.

G. Fabricate cleats and attachment devices from same material as accessory being anchored or from compatible, non-corrosive metal.
   1. Thickness: As recommended by the following for application but not less than thickness of metal being secured.
      a. NRCA Roofing and Waterproofing Manual (Fifth Edition) for construction details and recommendations.
      c. ANSI/SPRI ES-1, “Wind Design Standard for Edge Metal Systems Used with Low Slope Roof Systems”.

2.06 ROOF DRAINAGE SHEET METAL FABRICATIONS

A. Hanging Gutters: Fabricate to cross section indicated, complete with end pieces, outlet tubes, and other accessories as required. Fabricate in minimum 96-inch long sections. Furnish flat-stock gutter spacers and gutter brackets fabricated from same metal as gutters, of size recommended by NRCA and/or SMACNA but not less than twice the gutter thickness. Fabricate expansion joints, expansion-joint covers, and gutter accessories from same metal as gutters.
   1. Gutter Style: “A” or as shown on plans.
   2. Expansion Joints: Lap type.
   3. Fabricate from the following material:
      a. Stainless Steel: 24 gauge.

B. Downspouts: Fabricate rectangular downspouts complete with mitered elbows. Furnish with metal hangers, from same material as downspouts, and anchors.
   1. Fabricate downspouts from the following material:
      a. Stainless Steel: 24 gauge.

C. Parapet Over-flow Scuppers: Fabricate scuppers of dimensions required with closure flange trim to exterior, 4-inch wide wall flanges to interior, and base extending 4 inches beyond cant or tapered strip into field of roof.
   1. Fabricate parapet scuppers from the following material:
      a. Stainless Steel: 24 gauge.

D. Supper Escutcheon Plates and Trim: Fabricate scupper escutcheon plates and trim of dimensions required with closure flange trim to exterior.
   1. Fabricate parapet scuppers from the following material:
      a. Stainless Steel: 24 gauge.
2.07 LOW-SLOPE ROOF SHEET METAL FABRICATIONS

A. Roof Edge Flashing (Gravel Stop) and Fascia Caps: Fabricate in minimum 96-inch-long, but not exceeding 10-foot-long, sections. Furnish with 6-inch-wide joint cover plates.
   1. Joint Style: Butt, with 6-inch-wide exposed cover plates.
   2. Fabricate roof edge flashings and fascia caps from the following material:
      a. Stainless Steel: 24 gauge.
   3. Fabricate continuous roof edge flashings and fascia cap anchor cleats form the following:
      a. Stainless Steel: 22 gauge.

B. Copings: Fabricate in minimum 96-inch-long, but not exceeding 10-foot-long, sections. Fabricate joint plates of same thickness as copings. Furnish with continuous cleats to support edge of external leg and drill elongated holes for fasteners on interior leg. Miter corners, seal, and solder or weld watertight.
   1. Joint Style: Butt, with 6-inch wide exposed cover plates.
   2. Optional Joint Style: Double Lock Standing Seam, with minimum 1” high seam.
   3. Fabricate copings from the following material:
      a. Stainless Steel: 24 gauge.
   4. Fabricate continuous coping anchor cleats form the following:
      a. Stainless Steel: 22 gauge.

C. Roof to Roof and Roof to Wall Transition Expansion Joint Cover: Fabricate from the following material:
   1. Stainless Steel: 24 gauge.

D. Counterflashing: Fabricate from the following material:
   1. Stainless Steel: 24 gauge.

E. Flashing Receivers: Fabricate from the following material:
   1. Stainless Steel: 24 gauge.

F. Roof-Penetration Flashing: Fabricate from the following material:
   1. Stainless Steel: 24 gauge.

G. Roof-Drain Flashing: Fabricate from the following material:
   1. Lead Sheet: Four (4) pounds per square foot minimum.

H. Continuous Anchor Cleats: Fabricate from the following material:
   1. Stainless Steel: 22 gauge.

2.08 MISCELLANEOUS SHEET METAL FABRICATIONS

A. Equipment Support Flashing: Fabricate from the following material:
1. Stainless Steel: 24 gauge.

2.09 FINISHES

A. Comply with NAAMM's "Metal Finishes Manual for Architectural and Metal Products" for recommendations for applying and designating finishes.

B. Protect mechanical and painted finishes on exposed surfaces from damage by applying a strippable, temporary protective covering before shipping.

C. Appearance of Finished Work: Variations in appearance of abutting or adjacent pieces are acceptable if they are within one-half of the range of approved Samples. Noticeable variations in the same piece are not acceptable. Variations in appearance of other components are acceptable if they are within the range of approved Samples and are assembled or installed to minimize contrast.

3.00 EXECUTION

3.01 EXAMINATION

A. Examine substrates, areas, and conditions, with Installer present, to verify actual locations, dimensions and other conditions affecting performance of work.

1. Verify that substrate is sound, dry, smooth, clean, sloped for drainage, and securely anchored.

2. Proceed with installation only after unsatisfactory conditions have been corrected.

3.02 INSTALLATION, GENERAL

A. General: Anchor sheet metal flashing and trim and other components of the Work securely in place, with provisions for thermal and structural movement. Use fasteners, solder, welding rods, protective coatings, separators, sealants, and other miscellaneous items as required to complete sheet metal flashing and trim system.

1. Torch cutting of sheet metal flashing and trim is not permitted.

B. Metal Protection: Where dissimilar metals will contact each other or corrosive substrates, protect against galvanic action by painting contact surfaces with bituminous coating or by other permanent separation as recommended by fabricator or manufacturers of dissimilar metals.

1. Coat underside of sheet metal flashing and trim with bituminous coating where flashing and trim will contact wood, ferrous metal, or cementitious construction.

2. Underlayment: Where installing metal flashing directly on cementitious or wood substrates, install a course of felt underlayment and cover with a slip sheet or install a course of polyethylene underlayment.


C. Install exposed sheet metal flashing and trim without excessive oil canning, buckling, and tool marks.
D. Install sheet metal flashing and trim true to line and levels indicated. Provide uniform, neat seams with minimum exposure of solder, welds, and elastomeric sealant.

E. Install sheet metal flashing and trim to fit substrates and to result in watertight performance. Verify shapes and dimensions of surfaces to be covered before fabricating sheet metal.
   1. Space cleats not more than 12 inches apart. Anchor each cleat with two fasteners. Bend tabs over fasteners.

F. Expansion Provisions: Provide for thermal expansion of exposed flashing and trim. Space movement joints at a maximum of 10 feet with no joints allowed within 24 inches of corner or intersection. Where lapped or bayonet-type expansion provisions cannot be used or would not be sufficiently watertight, form expansion joints of intermeshing hooked flanges, not less than 1 inch deep, filled with elastomeric sealant concealed within joints.

G. Fasteners: Use fasteners of sizes that will penetrate substrate not less than 1-1/4 inches for nails and not less than 3/4 inch for wood screws.
   1. Pre-painted, Metallic-Coated Steel: Use stainless-steel fasteners.
   2. Stainless Steel: Use stainless-steel fasteners.

H. Seal joints with elastomeric sealant as required for watertight construction.
   1. Where sealant-filled joints are used, embed hooked flanges of joint members not less than 1 inch into sealant. Form joints to completely conceal sealant. When ambient temperature at time of installation is moderate, between 40 and 70 deg F, set joint members for 50 percent movement either way. Adjust setting proportionately for installation at higher ambient temperatures. Do not install sealant-type joints at temperatures below 40 deg F.
   2. Prepare joints and apply sealants to comply with requirements in Division 7 Section "Joint Sealants."

I. Soldered Joints: Clean surfaces to be soldered, removing oils and foreign matter. Pre-tin edges of sheets to be soldered to a width of 1-1/2 inches except where pre-tinned surface would show in finished Work.
   1. Do not solder pre-painted, metallic-coated steel sheet.
   2. Stainless-Steel Soldering: Pre-tin edges of uncoated sheets to be soldered using solder recommended for stainless steel and phosphoric acid flux. Promptly wash off acid flux residue from metal after soldering.
   3. Do not use open-flame torches for soldering. Heat surfaces to receive solder and flow solder into joints. Fill joints completely. Completely remove flux and spatter from exposed surfaces.

3.03 ROOF DRAINAGE SYSTEM INSTALLATION

A. General: Install sheet metal roof drainage items to produce complete roof drainage system according to the following and as indicated. Coordinate installation of roof perimeter flashing with installation of roof drainage system.
1. NRCA Roofing and Waterproofing Manual (Fifth Edition) for construction details and recommendations.


B. Hanging Gutters: Join sections with riveted and soldered joints or with lapped joints sealed with elastomeric sealant. Provide for thermal expansion. Attach gutters at eave or fascia to firmly anchored gutter brackets and straps spaced not more than 36 inches apart. Provide end closures and seal watertight with sealant. Slope to downspouts.

1. Fasten gutter spacers to front and back of gutter.

2. Loosely lock straps to front gutter bead and anchor to roof deck.

3. Anchor and loosely lock back edge of gutter to continuous cleat.

4. Anchor back of gutter that extends onto roof deck with cleats spaced not more than 24 inches apart.

5. Install gutter with expansion joints at locations indicated but not exceeding 50 feet apart. Install expansion joint caps.

C. Downspouts: Join sections with 1-1/2-inch telescoping joints. Provide fasteners designed to hold downspouts securely 1 inch away from walls; locate fasteners at top and bottom and at approximately 60 inches o.c. in between.

1. Provide elbows at base of downspout to direct water away from building.

2. Connect downspouts to underground drainage system indicated.

D. Parapet Overflow Scuppers: Install scuppers where indicated through parapet. Continuously support scupper, set to correct elevation, and seal flanges to interior wall face, over cants or tapered edge strips, and under roofing membrane.

1. Anchor scupper closure trim flange to exterior wall and seal or solder to scupper.

2. The bottom of each over-flow scupper must be placed at least two inches (2”) but no more than four inches (4”) above the primary roof drains.

E. Expansion-Joint Covers: Install expansion-joint covers at locations and of configuration indicated. Lap joints a minimum of 4 inches in direction of water flow.

3.04 ROOF FLASHING INSTALLATION

A. General: Install sheet metal roof flashing and trim to comply with performance requirements and the following. Provide concealed fasteners where possible, set units true to line, and level as indicated. Install work with laps, joints, and seams that will be permanently watertight.

1. NRCA Roofing and Waterproofing Manual (Fifth Edition) for construction details and recommendations.


B. Copings: Anchor to resist uplift and outward forces according to recommendations in FMG Loss Prevention Data Sheet 1-49 for specified wind zone and as indicated.
   1. Interlock exterior bottom edge of coping with continuous cleats anchored to substrate at 16-inch centers.
   2. Anchor interior leg of coping with screw fasteners and washers at 18-inch centers.

C. Pipe or Post Counterflashing: Install counterflashing umbrella with close-fitting collar with top edge flared for elastomeric sealant, extending a minimum of 4 inches over base flashing. Install stainless-steel draw band and tighten. Liquid flashing installed 8” above roof membrane is an acceptable alternative.

D. Counterflashing: Coordinate installation of counterflashing with installation of base flashing. Insert counterflashing in reglet or receivers and fit tightly to base flashing. Extend counterflashing 4 inches over base flashing. Lap counterflashing joints a minimum of 4 inches and bed with elastomeric sealant.
   1. Secure in a waterproof manner by means of interlocking folded seam or blind rivets and sealant. Provide wind clips per SMACNA and ANSI SPRI ES-1 at all counterflashings and edge metal.

E. Roof-Penetration Flashing: Coordinate installation of roof-penetration flashing with installation of roofing and other items penetrating roof. Install flashing as follows:
   1. Turn lead flashing down inside vent piping, being careful not to block vent piping with flashing.
   2. Seal with elastomeric sealant and clamp flashing to pipes penetrating roof except for lead flashing on vent piping.
   3. Liquid flashing installed 8” above roof membrane is an acceptable alternative.

3.05 MISCELLANEOUS FLASHING INSTALLATION

A. Equipment Support Flashing: Coordinate installation of equipment support flashing with installation of roofing and equipment. Weld or seal flashing with elastomeric sealant to equipment support member. Liquid flashing installed 8” above roof membrane is an acceptable alternative.

3.06 CLEANING AND PROTECTION

A. Clean exposed metal surfaces of substances that interfere with uniform oxidation and weathering.

B. Clean and neutralize flux materials. Clean off excess solder and sealants.

C. Remove temporary protective coverings and strippable films as sheet metal flashing and trim are installed. On completion of installation, clean finished surfaces, including removing unused fasteners, metal filings, pop rivet stems, and pieces of flashing. Maintain in a clean condition during construction.

D. Replace sheet metal flashing and trim that have been damaged or that have deteriorated beyond successful repair by finish touchup or similar minor repair procedures.
1.00 GENERAL

1.01 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 01 Specification Sections, apply to this Section.

1.02 SUMMARY

A. Section Includes:
   1. Silicone joint sealants.
   2. Latex joint sealants.

1.03 PRECONSTRUCTION TESTING

A. Preconstruction Compatibility and Adhesion Testing: Submit to joint-sealant manufacturers, for testing indicated below, samples of materials that will contact or affect joint sealants.
   1. Use ASTM C1087 to determine whether priming and other specific joint preparation techniques are required to obtain rapid, optimum adhesion of joint sealants to joint substrates.
   2. Submit not fewer than eight pieces of each kind of material, including joint substrates, shims, joint-sealant backings, secondary seals, and miscellaneous materials.
   3. Schedule sufficient time for testing and analyzing results to prevent delaying the Work.
   4. For materials failing tests, obtain joint-sealant manufacturer’s written instructions for corrective measures including use of specially formulated primers.

B. Preconstruction Field-Adhesion Testing: Before installing sealants, field test their adhesion to Project joint substrates as follows:
   1. Locate test joints where indicated on Project or, if not indicated, as directed by Architect.
   2. Conduct field tests for each application indicated below:
      a. Each kind of sealant and joint substrate indicated.
   3. Notify Architect 7 days in advance of dates and times when test joints will be erected.
   4. Arrange for tests to take place with joint-sealant manufacturer’s technical representative present.
         1). For joints with dissimilar substrates, verify adhesion to each substrate separately; extend cut along one side, verifying adhesion to opposite side. Repeat procedure for opposite side.
5. Report whether sealant failed to adhere to joint substrates or tore cohesively. Include data on pull distance used to test each kind of product and joint substrate. For sealants that fail adhesively, retest until satisfactory adhesion is obtained.

6. Evaluation of Preconstruction Field-Adhesion-Test Results: Sealants not evidencing adhesive failure from testing, in absence of other indications of noncompliance with requirements, will be considered satisfactory. Do not use sealants that fail to adhere to joint substrates during testing.

1.04 ACTION SUBMITTALS

A. Product Data: For each joint-sealant product indicated.

B. Samples for Initial Selection: Manufacturer’s color charts consisting of strips of cured sealants showing the full range of colors available for each product exposed to view.

C. Samples for Verification: For each kind and color of joint sealant required, provide samples with joint sealants in 1/2-inch (13-mm) wide joints formed between two 6-inch (150-mm) long strips of material matching the appearance of exposed surfaces adjacent to joint sealants.

D. Joint-Sealant Schedule: Include the following information:
   1. Joint-sealant application, joint location, and designation.
   2. Joint-sealant manufacturer and product name.

1.05 INFORMATIONAL SUBMITTALS

A. Qualification Data: For qualified Installer and testing agency.

B. Product Certificates: For each kind of joint sealant and accessory, from manufacturer.

C. Sealant, Waterproofing, and Restoration Institute (SWRI) Validation Certificate: For each sealant specified to be validated by SWRI’s Sealant Validation Program.

D. Product Test Reports: Based on evaluation of comprehensive tests performed by a qualified testing agency, indicating that sealants comply with requirements.

E. Preconstruction Compatibility and Adhesion Test Reports: From sealant manufacturer, indicating the following:
   1. Materials forming joint substrates and joint-sealant backings have been tested for compatibility and adhesion with joint sealants.
   2. Interpretation of test results and written recommendations for primers and substrate preparation needed for adhesion.

F. Preconstruction Field-Adhesion Test Reports: Indicate which sealants and joint preparation methods resulted in optimum adhesion to joint substrates based on testing specified in “Preconstruction Testing” Article.

G. Field-Adhesion Test Reports: For each sealant application tested.
H. Warranties: Sample of special warranties.

1.06 QUALITY ASSURANCE

A. Installer Qualifications: Manufacturer’s authorized representative who is trained and approved for installation of units required for this Project.

B. Source Limitations: Obtain each kind of joint sealant from single source from single manufacturer.

C. Product Testing: Test joint sealants using a qualified testing agency.
   1. Testing Agency Qualifications: An independent testing agency qualified according to ASTM C1021 to conduct the testing indicated.
   2. Test according to SWRI’s Sealant Validation Program for compliance with requirements specified by reference to ASTM C920 for adhesion and cohesion under cyclic movement, adhesion-in-peel, and indentation hardness.

D. Mockups: Install sealant in mockups of assemblies specified in other Sections that are indicated to receive joint sealants specified in this Section. Use materials and installation methods specified in this Section.

E. Preinstallation Conference: Conduct conference at Project site.

1.07 PROJECT CONDITIONS

A. Do not proceed with installation of joint sealants under the following conditions:
   1. When ambient and substrate temperature conditions are outside limits permitted by joint-sealant manufacturer or are below 40 F (5 C).
   2. When joint substrates are wet.
   3. Where joint widths are less than those allowed by joint-sealant manufacturer for applications indicated.
   4. Where contaminants capable of interfering with adhesion have not yet been removed from joint substrates.

1.08 WARRANTY

A. Special Installer’s Warranty: Manufacturer’s standard form in which Installer agrees to repair or replace joint sealants that do not comply with performance and other requirements specified in this Section within specified warranty period.
   1. Warranty Period: 2 years from date of Substantial Completion.

B. Special Manufacturer’s Warranty: Manufacturer’s standard form in which joint-sealant manufacturer agrees to furnish joint sealants to repair or replace those that do not comply with performance and other requirements specified in this Section within specified warranty period.
   1. Warranty Period: 5 years from date of Substantial Completion.

C. Special warranties specified in this article exclude deterioration or failure of joint sealants from the following:
1. Movement of the structure caused by structural settlement or errors attributable to design or construction resulting in stresses on the sealant exceeding sealant manufacturer’s written specifications for sealant elongation and compression.

2. Disintegration of joint substrates from natural causes exceeding design specifications.

3. Mechanical damage caused by individuals, tools, or other outside agents.

4. Changes in sealant appearance caused by accumulation of dirt or other atmospheric contaminants.

2.00 PRODUCTS

2.01 MATERIALS, GENERAL

A. Compatibility: Provide joint sealants, backings, and other related materials that are compatible with one another and with joint substrates under conditions of service and application, as demonstrated by joint-sealant manufacturer, based on testing and field experience.

B. VOC Content of Interior Sealants: Sealants and sealant primers used inside the weatherproofing system shall comply with the following limits for VOC content when calculated according to 40 CFR 59, Subpart D (EPA Method 24):

1. Architectural Sealants: 250 g/L.
2. Sealant Primers for Nonporous Substrates: 250 g/L.
3. Sealant Primers for Porous Substrates: 775 g/L.

C. Low-Emitting Interior Sealants: Sealants and sealant primers used inside the weatherproofing system shall comply with the testing and product requirements of the California Department of Health Services’ “Standard Practice for the Testing of Volatile Organic Emissions from Various Sources Using Small-Scale Environmental Chambers.”

D. Liquid-Applied Joint Sealants: Comply with ASTM C920 and other requirements indicated for each liquid-applied joint sealant specified, including those referencing ASTM C920 classifications for type, grade, class, and uses related to exposure and joint substrates.

1. Suitability for Immersion in Liquids. Where sealants are indicated for Use I for joints that will be continuously immersed in liquids, provide products that have undergone testing according to ASTM C1247. Liquid used for testing sealants is deionized water, unless otherwise indicated.

E. Stain-Test-Response Characteristics: Where sealants are specified to be nonstaining to porous substrates, provide products that have undergone testing according to ASTM C1248 and have not stained porous joint substrates indicated for Project.

F. Suitability for Contact with Food: Where sealants are indicated for joints that will come in repeated contact with food, provide products that comply with 21 CFR 177.2600.

G. Colors of Exposed Joint Sealants: As selected by Architect from manufacturer’s full range.

2.02 ELASTOMERIC JOINT SEALANTS

A. Low-Modulus Nonacid-Curing Silicone Sealant, Type I:
1. Products:
   a. Dow Corning; 790.
   b. GE Silicones; Silpruf
   c. Pecora Corporation; 890.
   d. Tremco; Spectrem 1
   e. Sonneborn Building Products Div., ChemRex Inc.; Omniseal.
2. Type and Grade:  S (single component) and NS (nonsag).
4. Additional Movement Capability:  Capable of 100 percent movement in extension and 50 percent movement in compression when tested for adhesion and cohesion under maximum cyclic movement per ASTM C 719.
5. Exposure:  Use NT (nontraffic).
6. Substrates:  Uses M, G, A, and, as applicable to joint substrates indicated, O.
7. Nonstaining to porous substrates when testing per ASTM C 1248 for substrates indicated.

B. Medium-Modulus Neutral-Curing Silicone Sealant, Type 2:
1. Products:
   a. Dow Corning; 791.
   b. Tremco; Spectrem 2.
2. Type and Grade:  S (single component) and NS (nonsag).
4. Exposure:  Use NT (nontraffic).
5. Substrates:  Uses M, G, A, and, as applicable to joint substrates indicated, O.
6. Nonstaining to porous substrates when testing per ASTM C 1248 for substrates indicated.

C. Mildew-Resistant Silicone Sealant, Type 3:
1. Products:
   a. Dow Corning; 786 Mildew Resistant.
   b. GE Silicones; Sanitary 1700.
   c. Pecora Corporation; 898 Silicone Sanitary Sealant.
   d. Tremco; Tremsil 600 White.
2. Type and Grade:  S (single component) and NS (nonsag).
4. Exposure:  Use NT (nontraffic).
5. Substrates: Uses G, A, and, as applicable to joint substrates indicated, O.

D. Multicomponent Nonsag Urethane Sealant, Type 4:

1. For joints not subject to traffic and requiring additional movement capability, provide the following:
   a. Products:
      1). Pecora Corporation; Dynatrol II.
      2). Sika Corporation; Sikaflex - 2c NS.
      3). Tremco; Dymeric 240 FC.
   b. Type and Grade: M (multicomponent) and NS (nonsag).
   c. Class: 25.
   d. Additional Movement Capability: 50 percent movement in extension and 50 percent in compression when tested for adhesion and cohesion under maximum cyclic movement per ASTM C 719.
   e. Exposure: Use NT (nontraffic).
   f. Substrates: M, G, A, and, as applicable to joint substrates indicated, O.

2. For joints not subject to traffic, Type 5:
   a. Products:
      1). Bostik Inc.; Chem-Calk 500.
      2). Tremco; Dymeric.
   b. Type and Grade: M (multicomponent) and NS (nonsag).
   c. Class: 25.
   d. Exposure: Use NT (nontraffic).
   e. Substrates: Uses M, G, A, and, as applicable to joint substrates indicated, O.

E. Single-Component Nonsag Urethane Sealant, Type 6:

1. For joints subject to traffic and not subject to traffic, provide the following:
   a. Products:
      1). Sika Corporation; Sikaflex - 1a.
   b. Type and Grade: S (single component) and NS (nonsag).
   c. Class: 25.
   d. Exposure: Use NT (nontraffic).
   e. Substrates: Uses M, G, A, and, as applicable to joint substrates indicated, O.

2. For joints not subject to traffic, provide the following:
   a. Products:
1). Bostik Inc.; Chem-Chalk 900.
2). Pecora Corporation; Dynatrol I.
3). Tremco; DyMonic.

b. Type and Grade: S (single component) and NS (nonsag).
c. Class: 25.
d. Exposure: Use NT (nontraffic).
e. Substrates: Uses M, A, and, as applicable to joint substrates indicated.

F. Single-Component Pourable Urethane Sealant, Type 7
1. Products:
   b. Pecora Corporation; NR-201.

2. Type and Grade: S (single component) and P (pourable).
4. Exposure: Use T (traffic) and NT (nontraffic).
5. Substrates: Uses M, G, A, and, as applicable to joint substrates indicated, O.

2.03 LATEX JOINT SEALANTS

A. Latex Sealant: ASTM C 834.
   1. Products:
      b. Pecora Corporation; AC-20.
      d. Tremco; Tremflex 834.

2.04 ACOUSTICAL JOINT SEALANTS

A. Acoustical Joint Sealant: Manufacturer’s standard nonsag, paintable, nonstaining latex sealant complying with ASTM C834. Product effectively reduces airborne sound transmission through perimeter joints and openings in building construction as demonstrated by testing representative assemblies according to ASTM E90.

   1. Products: Subject to compliance with requirements, available products that may be incorporated into the Work include, but are not limited to, the following:
      a. Pecora Corporation; AC-20 or FTR AIS-919.
      b. USG Corporation; SHEETROCK Acoustical Sealant.

2.05 JOINT-SEALANT BACKING
A. General: Provide sealant backings of material and type that are nonstaining; are compatible with joint substrates, sealants, primers, and other joint fillers; and are approved for applications indicated by sealant manufacturer based on field experience and laboratory testing.

B. Cylindrical Sealant Backings: ASTM C 1330, of size and density to control sealant depth and otherwise contribute to producing optimum sealant performance:
   1. Type: C O, or B.

C. Elastomeric Tubing Sealant Backings: Neoprene, butyl, EPDM, or silicone tubing complying with ASTM D 1056, nonabsorbent to water and gas, and capable of remaining resilient at temperatures down to minus 26 deg F (minus 32 deg C). Provide products with low compression set and of size and shape to provide a secondary seal, to control sealant depth, and otherwise contribute to optimum sealant performance. Provide single backing to completely fill the joint per manufacturer’s recommendations.

D. Bond-Breaker Tape: Polyethylene tape or other plastic tape recommended by sealant manufacturer for preventing sealant from adhering to rigid, inflexible joint-filler materials or joint surfaces at back of joint where such adhesion would result in sealant failure. Provide self-adhesive tape where applicable.

2.06 MISCELLANEOUS MATERIALS

A. Primer: Material recommended by joint sealant manufacturer where required for adhesion of sealant to joint substrates indicated, as determined from preconstruction joint-sealant-substrate tests and field tests.

B. Cleaners for Nonporous Surfaces: Chemical cleaners acceptable to manufacturers of sealants and sealant backing materials, free of oily residues or other substances capable of staining or harming joint substrates and adjacent nonporous surfaces in any way, and formulated to promote optimum adhesion of sealants with joint substrates.

C. Masking Tape: Nonstaining, nonabsorbent material compatible with joint sealants and surfaces adjacent to joints.

3.00 EXECUTION

3.01 EXAMINATION

A. Examine joints indicated to receive joint sealants, with Installer present, for compliance with requirements for joint configuration, installation tolerances, and other conditions affecting joint-sealant performance.

B. Proceed with installation only after unsatisfactory conditions have been corrected.

3.02 PREPARATION

A. Surface Cleaning of Joints: Clean out joints immediately before installing joint sealants to comply with joint-sealant manufacturer’s written instructions and the following requirements:
   1. Remove all foreign material from joint substrates that could interfere with adhesion of joint sealant, including dust, paints (except for permanent, protective coatings tested
and approved for sealant adhesion and compatibility by sealant manufacturer), old joint sealants, oil, grease, waterproofing, water repellents, water, surface dirt, and frost.

2. Clean porous joint substrate surfaces by brushing, grinding, mechanical abrading, or a combination of these methods to produce a clean, sound substrate capable of developing optimum bond with joint sealants. Remove loose particles remaining after cleaning operations above by vacuuming or blowing out joints with oil-free compressed air. Porous joint substrates include the following:
   a. Concrete.
   b. Masonry.
   c. Unglazed surfaces of ceramic tile.
   d. Portland cement plaster.
   e. Exterior insulation and finish systems.

3. Remove laitance and form-release agents from concrete.

4. Clean nonporous joint substrate surfaces with chemical cleaners or other means that do not stain, harm substrates, or leave residues capable of interfering with adhesion of joint sealants. Nonporous joint substrates include the following:
   a. Metal.
   b. Glass.
   c. Porcelain enamel.
   d. Glazed surfaces of ceramic tile.

B. Joint Priming: Prime joint substrates where recommended by joint-sealant manufacturer or as indicated by preconstruction joint-sealant-substrate tests or prior experience. Apply primer to comply with joint-sealant manufacturer’s written instructions. Confine primers to areas of joint-sealant bond; do not allow spillage or migration onto adjoining surfaces.

C. Masking Tape: Use masking tape where required to prevent contact of sealant or primer with adjoining surfaces that otherwise would be permanently stained or damaged by such contact or by cleaning methods required to remove sealant smears. Remove tape immediately after tooling without disturbing joint seal.

3.03 INSTALLATION OF JOINT SEALANTS

A. General: Comply with joint-sealant manufacturer’s written installation instructions for products and applications indicated, unless more stringent requirements apply.

B. Sealant Installation Standard: Comply with recommendations in ASTM C1193 for use of joint sealants as applicable to materials, applications, and conditions indicated.

C. Install sealant backings of kind indicated to support sealants during application and at position required to produce cross-sectional shapes and depths of installed sealants relative to joint widths that allow optimum sealant movement capability.
   1. Do not leave gaps between ends of sealant backings.
   2. Do not stretch, twist, puncture, or tear sealant backings.
3. Remove absorbent sealant backings that have become wet before sealant application and replace them with dry materials.

D. Install bond-breaker tape behind sealants where sealant backings are not used between sealants and backs of joints.

E. Install sealants using proven techniques that comply with the following and at the same time backings are installed:
   1. Place sealants so they directly contact and fully wet joint substrates.
   2. Completely fill recesses in each joint configuration.
   3. Produce uniform, cross-sectional shapes and depths relative to joint widths that allow optimum sealant movement capability.

F. Tooling of Nonsag Sealants: Immediately after sealant application and before skinning or curing begins, tool sealants according to requirements specified in subparagraphs below to form smooth, uniform beads of configuration indicated; to eliminate air pockets; and to ensure contact and adhesion of sealant with sides of joint.
   1. Remove excess sealant from surfaces adjacent to joints.
   2. Use tooling agents that are approved in writing by sealant manufacturer and that do not discolor sealants or adjacent surfaces.
   3. Provide concave joint profile per Figure 8A in ASTM C1193, unless otherwise indicated.
   4. Provide flush joint profile where indicated per Figure 8B in ASTM C1193.
   5. Provide recessed joint configuration of recess depth and at locations indicated per Figure 8C in ASTM C1193.
      a. Use masking tape to protect surfaces adjacent to recessed tooled joints.

G. Installation of Preformed Silicone-Sealant System: Comply with the following requirements:
   1. Apply masking tape to each side of joint, outside of area to be covered by sealant system.
   2. Apply silicone sealant to each side of joint to produce a bead of size complying with preformed silicone-sealant system manufacturer’s written instructions and covering a bonding area of not less than 3/8 inch (10 mm). Hold edge of sealant bead 1/4 inch (6 mm) inside masking tape.
   3. Within 10 minutes of sealant application, press silicone extrusion into sealant to wet extrusion and substrate. Use a roller to apply consistent pressure and ensure uniform contact between sealant and both extrusion and substrate.
   4. Complete installation of sealant system in horizontal joints before installing in vertical joints. Lap vertical joints over horizontal joints. At ends of joints, cut silicone extrusion with a razor knife.

H. Installation of Preformed Foam Sealants: Install each length of sealant immediately after removing protective wrapping. Do not pull or stretch material. Produce seal continuity at ends, turns, and intersections of joints. For applications at low ambient temperatures, apply heat to sealant in compliance with sealant manufacturer’s written instructions.
3.04 FIELD QUALITY CONTROL

A. Contractor to provide field-Adhesion Testing: Field test joint-sealant adhesion to joint substrates as follows:

1. Extent of Testing: Test completed and cured sealant joints as follows:
   a. Perform 10 tests for the first 1000 feet (300 m) of joint length for each kind of sealant and joint substrate.
   b. Perform one test for each 1000 feet (300 m) of joint length thereafter or one test per each floor per elevation.

   a. For joints with dissimilar substrates, verify adhesion to each substrate separately; extend cut along one side, verifying adhesion to opposite side. Repeat procedure for opposite side.

3. Inspect tested joints and report on the following:
   a. Whether sealants filled joint cavities and are free of voids.
   b. Whether sealant dimensions and configurations comply with specified requirements.
   c. Whether sealants in joints connected to pulled-out portion failed to adhere to joint substrates or tore cohesively. Include data on pull distance used to test each kind of product and joint substrate. Compare these results to determine if adhesion passes sealant manufacturer’s field-adhesion hand-pull test criteria.

4. Record test results in a field-adhesion-test log. Include dates when sealants were installed, names of persons who installed sealants, test dates, test locations, whether joints were primed, adhesion results and percent elongations, sealant fill, sealant configuration, and sealant dimensions.

5. Repair sealants pulled from test area by applying new sealants following same procedures used originally to seal joints. Ensure that original sealant contacts original sealant.

B. Evaluation of Field-Adhesion Test Results: Sealants not evidencing adhesive failure from testing or noncompliance with other indicated requirements will be considered satisfactory. Remove sealants that fail to adhere to joint substrates during testing or to comply with other requirements. Retest failed applications until test results prove sealants comply with indicated requirements.

3.05 CLEANING

A. Clean off excess sealant or sealant smears adjacent to joints as the Work progresses by methods and with cleaning materials approved in writing by manufacturers of joint sealants and of products in which joints occur.

3.06 PROTECTION
A. Protect joint sealants during and after curing period from contact with contaminating substances and from damage resulting from construction operations or other causes so sealants are without deterioration or damage at time of Substantial Completion. If, despite such protection, damage or deterioration occurs, cut out and remove damaged or deteriorated joint sealants immediately so installations with repaired areas are indistinguishable from original work.

3.07 JOINT SEALANT SCHEDULE

A. Exterior joints in the following vertical surfaces and nontraffic horizontal surfaces:
   1. Control and Expansion Joints in Cast-in-Place Concrete: Type 1, 5, 6 sealant.
   2. Control and Expansion Joints in Unit Masonry: Type 1, 5, 6 sealant.
   3. Joints between Metal Panels: 1, 5 sealant.
   4. Joints between Different Materials Listed above: Type 1, 5, 6 sealant.
   5. Perimeter Joints between Materials Listed above and Frames of Doors and Windows: Type 1, 5, 6 sealant.
   6. Control and Expansion Joints in Ceiling and Overhead Surfaces: Type 1, 5, 6 sealant.

B. Interior joints in the following vertical surfaces and horizontal nontraffic surfaces:
   1. Control and Expansion Joints on Exposed Interior Surfaces of Exterior Walls: Type 1, 5, 6 sealant.
   2. Perimeter Joints of Exterior Openings Where Indicated: Type 1, 5 sealant.
   3. Tile Control and Expansion Joints: Type 4, 6 sealant.
   4. Vertical Control Joints on Exposed Surfaces of Interior Unit Masonry and Concrete Walls and Partitions: Type 1, 5, 6 sealant.
   5. Perimeter Joints between Interior Wall Surfaces and Frames of Interior Doors, Windows, and Elevator Entrances: Type 1, 5, 6 sealant.
   6. Joints between Plumbing Fixtures and Adjoining Walls, Floors, and Counters: Type 4, 7 sealant.

END OF SECTION
DIVISION 9
FINISHES
ARCHITECTURAL PAINTING

1.00 GENERAL

1.01 RELATED DOCUMENTS

A. Drawings and general provisions of the Contract, including General and Supplementary Conditions and Division 1 Specification Sections, apply to this Section.

1.02 SUMMARY

A. This Section includes surface preparation and field painting of exposed exterior and interior items and surfaces.
   1. Surface preparation, priming, and finish coats specified in this Section are in addition to shop priming and surface treatment specified in other Sections.

B. Paint exposed surfaces, except where these Specifications indicate that the surface or material is not to be painted or is to remain natural. If an item or a surface is not specifically mentioned, paint the item or surface the same as similar adjacent materials or surfaces. If a color or finish is not indicated, Architect will select from standard colors and finishes available.
   1. Painting includes field painting of exposed bare and covered pipes and ducts (including color coding), hangers, exposed steel and iron supports, and surfaces of mechanical and electrical equipment that do not have a factory-applied final finish.

C. Do not paint prefinished items, concealed surfaces, finished metal surfaces, operating parts, and labels.
   1. Prefinished items include the following factory-finished components:
      a. Finished mechanical and electrical equipment.
      b. Light fixtures.
      c. Overhead coiling door
   2. Concealed surfaces include walls or ceilings in the following generally inaccessible spaces:
      a. Furred areas.
      b. Ceiling plenums.
      c. Utility tunnels.
      d. Duct shafts.
   3. Finished metal surfaces include the following:
      a. Anodized aluminum.
      b. Stainless steel.
      c. Galvanized metal.
4. Operating parts include moving parts of operating equipment and the following:
   a. Valve and damper operators.
   b. Linkages.
   c. Sensing devices.
   d. Motor and fan shafts.

5. Labels: Do not paint over UL, FMG, or other code-required labels or equipment name, identification, performance rating, or nomenclature plates.

D. Related Sections include the following:
   1. Division 5 Section "Metal Fabrications" for shop priming ferrous metal.
   2. Division 9 Section "Protective Coatings" for industrial paints and maintenance and for special coatings.

1.03 DEFINITIONS

A. General: Standard coating terms defined in ASTM D 16 apply to this Section.
   1. Flat refers to a lusterless or matte finish with a gloss range below 15 when measured at an 85-degree meter.
   2. Eggshell refers to low-sheen finish with a gloss range between 20 and 35 when measured at a 60-degree meter.
   3. Semigloss refers to medium-sheen finish with a gloss range between 35 and 70 when measured at a 60-degree meter.
   4. Full gloss refers to high-sheen finish with a gloss range more than 70 when measured at a 60-degree meter.

1.04 SUBMITTALS

A. Product Data: For each paint system indicated. Include block fillers and primers.
   1. Material List: An inclusive list of required coating materials. Indicate each material and cross-reference specific coating, finish system, and application. Identify each material by manufacturer's catalog number and general classification.
   2. Manufacturer's Information: Manufacturer's technical information, including label analysis and instructions for handling, storing, and applying each coating material.
   3. Manufactures standard color selection chart or packet of color chips.
   4. A pretreatment and coating plan for galvanized items required to be painted shall be submitted for approval. The plan shall include a description of the pretreatment method, the time after galvanizing that pretreatment will occur and the location of the item during pretreatment.

B. Samples for Initial Selection: For each type of finish-coat material indicated.
   1. After color selection, Architect will return selected color chips for surfaces to be coated.
1.05 QUALITY ASSURANCE

A. Applicator Qualifications: A firm or individual experienced in applying paints and coatings similar in material, design, and extent to those indicated for this Project, whose work has resulted in applications with a record of successful in-service performance.

B. Notice of galvanized surface pretreatment operations shall be given to the Architect at least 48 hours in advance. Reasonable access to facilities where pretreatment occurs shall be provided to the Architect.

1.06 DELIVERY, STORAGE, AND HANDLING

A. Deliver materials to Project site in manufacturer's original, unopened packages and containers bearing manufacturer's name and label and the following information:
   1. Product name or title of material.
   2. Product description (generic classification or binder type).
   3. Manufacturer's stock number and date of manufacture.
   4. Contents by volume, for pigment and vehicle constituents.
   5. Thinning instructions.
   6. Application instructions.
   7. Color name and number.

B. Store materials not in use in tightly covered containers in a well-ventilated area at a minimum ambient temperature of 45 deg F (7 deg C). Maintain storage containers in a clean condition, free of foreign materials and residue.
   1. Protect from freezing. Keep storage area neat and orderly. Remove oily rags and waste daily.

1.07 PROJECT CONDITIONS

A. Apply waterborne paints only when temperatures of surfaces to be painted and surrounding air are between 50 and 90 deg F (10 and 32 deg C).

B. Apply solvent-thinned paints only when temperatures of surfaces to be painted and surrounding air are between 45 and 95 deg F (7 and 35 deg C).

C. Do not apply paint in snow, rain, fog, or mist; or when relative humidity exceeds 85 percent; or at temperatures less than 5 deg F (3 deg C) above the dew point; or to damp or wet surfaces.
   1. Painting may continue during inclement weather if surfaces and areas to be painted are enclosed and heated within temperature limits specified by manufacturer during application and drying periods.
2.00 PRODUCTS

2.01 MANUFACTURERS

A. Products: Subject to compliance with requirements, provide one of the products listed in other Part 2 articles.

B. Manufacturers' Names: Shortened versions (shown in parentheses) of the following manufacturers' names are used in other Part 2 articles:
   1. Benjamin Moore & Co. (Benjamin Moore).
   2. Coronado Paint Company (Coronado).
   3. ICI Dulux Paint Centers (ICI Dulux Paints).
   5. PPG Industries, Inc. (Pittsburgh Paints).

2.02 PAINT MATERIALS, GENERAL

A. Material Compatibility: Provide block fillers, primers, and finish-coat materials that are compatible with one another and with the substrates indicated under conditions of service and application, as demonstrated by manufacturer based on testing and field experience.

B. Material Quality: Provide manufacturer's best-quality paint material of the various coating types specified that are factory formulated and recommended by manufacturer for application indicated. Paint-material containers not displaying manufacturer's product identification will not be acceptable.

   1. Proprietary Names: Use of manufacturer's proprietary product names to designate colors or materials is not intended to imply that products named are required to be used to the exclusion of equivalent products of other manufacturers. Furnish manufacturer's material data and certificates of performance for proposed substitutions.

C. Colors: As selected by Architect from manufacturer's full range.

2.03 CONCRETE UNIT MASONRY BLOCK FILLERS

A. Concrete Unit Masonry Block Filler: Factory-formulated high-performance latex block fillers.

   1. Benjamin Moore; Moorcraft Super Craft Latex Block Filler No. 285: Applied at a dry film thickness of not less than 8.1 mils (0.206 mm).
   2. Benjamin Moore; Moore's IMC Latex Block Filler No. M88: Applied at a dry film thickness of not less than 8.1 mils (0.206 mm).
   3. Coronado; 946-11 Super Kote 5000 Commercial Latex Block Filler: Applied at a dry film thickness of not less than 8.4 mils (0.214 mm).
   4. ICI Dulux Paints; Bloxfil 4000-1000 Interior/Exterior Heavy Duty Acrylic Block Filler: Applied at a dry film thickness of not less than 7.0 to 14.5 mils (0.178 to 0.368 mm).
5. Kelly-Moore; 521 Fill and Prime Acrylic Block Filler: Applied at a dry film thickness of not less than 10.0 mils (0.254 mm).

6. M. A. B. Paint; Block Kote No. 1000 Acrylic Latex Block Filler 064-145: Applied at a dry film thickness of not less than 12.0 mils (0.305 mm).

7. Pittsburgh Paints; 6-7 SpeedHide Interior/Exterior Masonry Latex Block Filler: Applied at a dry film thickness of not less than 6.0 to 12.5 mils (0.152 to 0.318 mm).

8. Sherwin-Williams; PrepRite Interior/Exterior Block Filler B25W25: Applied at a dry film thickness of not less than 8.0 mils (0.203 mm).

2.04 EXTERIOR PRIMERS


1. Benjamin Moore; Moore’s IMC Alkyd Metal Primer No. M06: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

2. Coronado; 35-147 Rust Scat Alkyd Metal Primer: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

3. ICI Dulux Paints; 4160-XXXX Devguard Multi-Purpose Tank & Structural Primer. Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

4. Kelly-Moore; 1711 Kel-Guard Alkyd White Rust Inhibitive Primer: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

5. Kelly-Moore; 5725 DTM-Acrylic Metal Primer: Applied at a dry film thickness of not less than 1.8 mils (0.048 mm).

6. M. A. B. Paint; Rust-O-Lastic Anti-Corrosive Primer 073-132: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

7. Pittsburgh Paints; 90-712 Pitt-Tech One Pack Interior/Exterior Primer Finish DTM Industrial Enamel: Applied at a dry film thickness of not less than 3.0 mils (0.076 mm).

8. Sherwin-Williams; Kem Kromik Universal Metal Primer B50NZ6/B50WZ1: Applied at a dry film thickness of not less than 3.0 mils (0.076 mm).

2.05 INTERIOR PRIMERS

A. Interior Concrete and Masonry Primer: Factory-formulated alkali-resistant acrylic-latex interior primer for interior application.

1. Benjamin Moore; Moorcraft Super Spec Latex Enamel Undercoater & Primer Sealer No. 253: Applied at a dry film thickness of not less than 1.2 mils (0.030 mm).

2. Coronado; 40-11 Super Kote 5000 Latex Primer-Sealer: Applied at a dry film thickness of not less than 1.2 mils (0.030 mm).

3. ICI Dulux Paints; 3030-1200 Bond-Prep Interior/Exterior Waterborne Pigmented Bonding Primer: Applied at a dry film thickness of not less than 1.8 mils (0.046 mm).

4. Kelly-Moore; 971 Acry-Prime Interior Latex Primer/Sealer: Applied at a dry film thickness of not less than 1.6 mils (0.041 mm).
5. M. A. B. Paint; Fresh Kote Vinyl Primer 037-100: Applied at a dry film thickness of not less than 1.5 mils (0.038 mm).

6. Pittsburgh Paints; 6-2 SpeedHide Interior Quick-Drying Latex Sealer: Applied at a dry film thickness of not less than 1.0 mil (0.025 mm).

7. Sherwin-Williams; PrepRite Masonry Primer B28W300: Applied at a dry film thickness of not less than 3.0 mils (0.076 mm).


1. Benjamin Moore; Moore's IMC Alkyd Metal Primer No. M06: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

2. Coronado; 35-147 Rust Scat Alkyd Metal Primer: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

3. ICI Dulux Paints; 4130-6130 Devshield Rust Penetrating Metal Primer: Applied at a dry film thickness of not less than 2.2 mils (0.056 mm).

4. ICI Dulux Paints; 4160-6130 Devguard Multi-Purpose Tank & Structural Primer: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

5. Kelly-Moore; 1711 Kel-Guard Alkyd White Rust Inhibitive Primer: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

6. M. A. B. Paint; Rust-O-Lastic Anti-Corrosive Primer 073-132: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

7. Pittsburgh Paints; 90-709 Pitt-Tech One Pack Interior/Exterior Primer/Finish DTM Industrial Enamel: Applied at a dry film thickness of not less than 1.5 mils (0.038 mm).

8. Sherwin-Williams; Kem Kromik Universal Metal Primer B50NZ6/B50WZ1: Applied at a dry film thickness of not less than 3.0 mils (0.076 mm).

2.06 EXTERIOR FINISH COATS


1. Benjamin Moore; Moore's IMC Urethane Alkyd Enamel M22: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

2. Coronado; 1223 Line Super Kote 5000 High Gloss Alkyd Enamel: Applied at a dry film thickness of not less than 1.5 mils (0.038 mm).

3. ICI Dulux Paints; 4308-XXXX Devguard Alkyd Industrial Gloss Enamel: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

4. Kelly-Moore; 1700 Kel-Guard Gloss Alkyd Rust Inhibitive Enamel: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

5. M. A. B. Paint; Rust-O-Lastic Finish Coating 074 Line: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

6. Pittsburgh Paints; 7-814 Pittsburgh Paints Industrial Gloss-Oil Interior/Exterior Enamel: Applied at a dry film thickness of not less than 1.5 mils (0.038 mm).
7. Sherwin-Williams; Industrial Enamel B-54 Series: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).

2.07 INTERIOR FINISH COATS

   1. Benjamin Moore; Moorcraft Super Spec Latex Eggshell Enamel No. 274: Applied at a dry film thickness of not less than 1.3 mils (0.033 mm).
   2. Coronado; 30-Line Super Kote 5000 Latex Eggshell Enamel: Applied at a dry film thickness of not less than 1.3 mils (0.033 mm).
   3. ICI Dulux Paints; 1402-XXXX Dulux Professional Acrylic Eggshell Interior Wall & Trim Enamel: Applied at a dry film thickness of not less than 1.4 mils (0.036 mm).
   4. Kelly-Moore; 1610 Sat-N-Sheen Interior Latex Low Sheen Wall and Trim Finish: Applied at a dry film thickness of not less than 1.6 mils (0.041 mm).
   5. Kelly-Moore; 1686 Dura-Poxy Eggshell Acrylic Enamel: Applied at a dry film thickness of not less than 1.6 mils (0.041 mm).
   6. M. A. B. Paint; Fresh Kote Latex Satin Eggshell Enamel 405 Line: Applied at a dry film thickness of not less than 1.5 mils (0.038 mm).
   7. Pittsburgh Paints; 6-400 Series SpeedHide Eggshell Acrylic Latex Enamel: Applied at a dry film thickness of not less than 1.25 mils (0.032 mm).
   8. Sherwin-Williams; ProMar 200 Interior Latex Egg-Shell Enamel B20W200 Series: Applied at a dry film thickness of not less than 1.6 mils (0.041 mm).

B. Interior Semigloss Alkyd Enamel: Factory-formulated semigloss alkyd enamel for interior application.
   1. Benjamin Moore; Moorcraft Super Spec Alkyd Semi-Gloss Enamel No. 271: Applied at a dry film thickness of not less than 1.4 mils (0.036 mm).
   2. Coronado; 27-Line Super Kote 5000 Alkyd Semi-Gloss Enamel: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).
   3. ICI Dulux Paints; 1516-XXXX Ultra-Hide Alkyd Semi-Gloss Interior Wall & Trim Enamel: Applied at a dry film thickness of not less than 1.7 mils (0.043 mm).
   4. Kelly-Moore; 1630--Kel-Cote Interior Alkyd Semi-Gloss Enamel: Applied at a dry film thickness of not less than 2.2 mils (0.056 mm).
   5. M. A. B. Paint; Fresh Kote Semi-Gloss 403 Line: Applied at a dry film thickness of not less than 2.0 mils (0.051 mm).
   6. Pittsburgh Paints; 6-1110 Series SpeedHide Interior Enamel Wall & Trim Semi-Gloss Oil: Applied at a dry film thickness of not less than 1.4 mils (0.036 mm).
   7. Sherwin-Williams; ProMar 200 Interior Alkyd Semi-Gloss Enamel B34W200 Series: Applied at a dry film thickness of not less than 1.7 mils (0.043 mm).

C. Interior Ferrous-Metal Zinc Rich: For Hollow Metal doors.
3.00 EXECUTION

3.01 EXAMINATION

A. Examine substrates, areas, and conditions, with Applicator present, for compliance with requirements for paint application.
   1. Proceed with paint application only after unsatisfactory conditions have been corrected and surfaces receiving paint are thoroughly dry.
   2. Start of painting will be construed as Applicator's acceptance of surfaces and conditions within a particular area.

B. Coordination of Work: Review other Sections in which primers are provided to ensure compatibility of the total system for various substrates. On request, furnish information on characteristics of finish materials to ensure use of compatible primers.
   1. Notify Architect about anticipated problems when using the materials specified over substrates primed by others.

3.02 PREPARATION

A. General: Remove hardware and hardware accessories, plates, machined surfaces, lighting fixtures, and similar items already installed that are not to be painted. If removal is impractical or impossible because of size or weight of the item, provide surface-applied protection before surface preparation and painting.
   1. After completing painting operations in each space or area, reinstall items removed using workers skilled in the trades involved.

B. Cleaning: Before applying paint or other surface treatments, clean substrates of substances that could impair bond of the various coatings. Remove oil and grease before cleaning.
   1. Schedule cleaning and painting so dust and other contaminants from the cleaning process will not fall on wet, newly painted surfaces.

C. Surface Preparation: Clean and prepare surfaces to be painted according to manufacturer's written instructions for each particular substrate condition and as specified.
   1. Provide barrier coats over incompatible primers or remove and reprime.
   2. Cementitious Materials: Prepare concrete, concrete unit masonry, cement plaster. Remove efflorescence, chalk, dust, dirt, grease, oils, and release agents. Roughen as required to remove glaze. If hardeners or sealers have been used to improve curing, use mechanical methods of surface preparation.
      a. Use abrasive blast-cleaning methods if recommended by paint manufacturer.
      b. Determine alkalinity and moisture content of surfaces by performing appropriate tests. If surfaces are sufficiently alkaline to cause the finish paint to blister and burn, correct this condition before application. Do not paint surfaces if moisture content exceeds that permitted in manufacturer's written instructions.
   3. Ferrous Metals: Clean ungalvanized ferrous-metal surfaces that have not been shop coated; remove oil, grease, dirt, loose mill scale, and other foreign substances. Use solvent or mechanical cleaning methods that comply with SSPC's recommendations.
4. Galvanized Surfaces:
   a. Pretreat galvanized surfaces by one of the following methods:
      1). Phosphating: Apply a phosphate-containing solution to form a non-reactive zinc phosphate layer on the surface.
      2). Sweep Blasting: Provide a light blast cleaning intended to remove zinc oxides on the surface and roughen it without significant removal of the galvanizing. Sweep blasting should be performed with soft abrasives. Use an abrasive with a Moh’s scale hardness of 5 or less. The particle size should be in the range of 8 to 20 mils.
   b. Clean galvanized surfaces with nonpetroleum-based solvents so surface is free of oil and surface contaminants. Remove pretreatment from galvanized sheet metal fabricated from coil stock by mechanical methods.

D. Material Preparation: Mix and prepare paint materials according to manufacturer’s written instructions.
   1. Maintain containers used in mixing and applying paint in a clean condition, free of foreign materials and residue.
   2. Stir material before application to produce a mixture of uniform density. Stir as required during application. Do not stir surface film into material. If necessary, remove surface film and strain material before using.
   3. Use only thinners approved by paint manufacturer and only within recommended limits.

E. Tinting: Tint each undercoat a lighter shade to simplify identification of each coat when multiple coats of same material are applied. Tint undercoats to match the color of the finish coat, but provide sufficient differences in shade of undercoats to distinguish each separate coat.

3.03 APPLICATION

A. General: Apply paint according to manufacturer’s written instructions. Use applicators and techniques best suited for substrate and type of material being applied.
   1. Paint colors, surface treatments, and finishes are indicated in the paint schedules.
   2. Do not paint over dirt, rust, scale, grease, moisture, scuffed surfaces, or conditions detrimental to formation of a durable paint film.
   3. Provide finish coats that are compatible with primers used.
   4. The term "exposed surfaces" includes areas visible when permanent or built-in fixtures, grilles, convector covers, covers for finned-tube radiation, and similar components are in place. Extend coatings in these areas, as required, to maintain system integrity and provide desired protection.
   5. Paint surfaces behind movable equipment and furniture the same as similar exposed surfaces. Before final installation of equipment, paint surfaces behind permanently fixed equipment or furniture with prime coat only.
   6. Paint interior surfaces of ducts with a flat, nonspecular black paint where visible through registers or grilles.
7. Paint back sides of access panels and removable or hinged covers to match exposed surfaces.
8. Repair factory finish of doors on tops, bottoms, and side edges the same as faces.
9. Sand lightly between each succeeding coat.

B. Scheduling Painting: Apply first coat to surfaces that have been cleaned, pretreated, or otherwise prepared for painting as soon as practicable after preparation and before subsequent surface deterioration.

1. The number of coats and film thickness required are the same regardless of application method. Do not apply succeeding coats until previous coat has cured as recommended by manufacturer. If sanding is required to produce a smooth, even surface according to manufacturer’s written instructions, sand between applications.
2. Omit primer over metal surfaces that have been shop primed and touchup painted.
3. If undercoats, stains, or other conditions show through final coat of paint, apply additional coats until paint film is of uniform finish, color, and appearance. Give special attention to ensure that edges, corners, crevices, welds, and exposed fasteners receive a dry film thickness equivalent to that of flat surfaces.
4. Allow sufficient time between successive coats to permit proper drying. Do not recoat surfaces until paint has dried to where it feels firm, and does not deform or feel sticky under moderate thumb pressure, and until application of another coat of paint does not cause undercoat to lift or lose adhesion.

C. Application Procedures: Apply paints and coatings by brush, roller, spray, or other applicators according to manufacturer’s written instructions.

1. Brushes: Use brushes best suited for type of material applied. Use brush of appropriate size for surface or item being painted.
2. Rollers: Use rollers of carpet, velvet-back, or high-pile sheep’s wool as recommended by manufacturer for material and texture required.
3. Spray Equipment: Use airless spray equipment with orifice size as recommended by manufacturer for material and texture required.

D. Minimum Coating Thickness: Apply paint materials no thinner than manufacturer’s recommended spreading rate to achieve dry film thickness indicated. Provide total dry film thickness of the entire system as recommended by manufacturer.

E. Mechanical and Electrical Work: Painting of mechanical and electrical work is limited to items indicated on drawings and as listed below.

F. Mechanical items to be painted include, but are not limited to, the following:

1. Visible portions of internal surfaces of metal ducts, without liner, behind air inlets and outlets.
2. Duct, equipment, and pipe insulation having "all-service jacket" or other paintable jacket material.
3. Mechanical equipment that is indicated for field painting.
G. Electrical items to be painted include, but are not limited to, the following:
   1. Electrical equipment that is indicated to have a factory-primed finish for field painting.
H. Block Fillers: Apply block fillers to concrete masonry block at a rate to ensure complete coverage with pores filled.
I. Prime Coats: Before applying finish coats, apply a prime coat, as recommended by manufacturer, to material that is required to be painted or finished and that has not been prime coated by others. Reccoat primed and sealed surfaces where evidence of suction spots or unsealed areas in first coat appears, to ensure a finish coat with no burn-through or other defects due to insufficient sealing.
J. Pigmented (Opaque) Finishes: Completely cover surfaces as necessary to provide a smooth, opaque surface of uniform finish, color, appearance, and coverage. Cloudiness, spotting, holidays, laps, brush marks, runs, sags, ropiness, or other surface imperfections will not be acceptable.
K. Stipple Enamel Finish: Roll and redistribute paint to an even and fine texture. Leave no evidence of rolling, such as laps, irregularity in texture, skid marks, or other surface imperfections.
L. Completed Work: Match approved samples for color, texture, and coverage. Remove, refinish, or repaint work not complying with requirements.
3.04 CLEANING
   A. Cleanup: At the end of each workday, remove empty cans, rags, rubbish, and other discarded paint materials from Project site.
      1. After completing painting, clean glass and paint-spattered surfaces. Remove spattered paint by washing and scraping without scratching or damaging adjacent finished surfaces.
3.05 PROTECTION
   A. Protect work of other trades, whether being painted or not, against damage from painting. Correct damage by cleaning, repairing or replacing, and repainting, as approved by Architect.
   B. Provide "Wet Paint" signs to protect newly painted finishes. After completing painting operations, remove temporary protective wrappings provided by others to protect their work.
      1. After work of other trades is complete, touch up and restore damaged or defaced painted surfaces. Comply with procedures specified in PDCA P1.
3.06 EXTERIOR PAINT SCHEDULE
   A. Ferrous Metal: Provide the following finish systems over exterior ferrous metal. Primer is not required on shop-primed items.
      1. Full-Gloss Alkyd-Enamel Finish: Two finish coats over a rust-inhibitive primer.

B. Exterior Concrete: Provide the following finish systems over concrete.
   1. Acrylic Semi-gloss, Sherwin Williams Armorseal Tread-Plex or approved equal.

3.07 INTERIOR PAINT SCHEDULE

A. Concrete Unit Masonry (Other than intergral color Concrete Masonry Units): Provide the following finish systems over interior concrete masonry:
   1. Low Luster Acrylic Finish: Two finish coats over a block filler.
      a. Block Filler: Concrete unit masonry block filler.
      b. Finish Coats: Interior semigloss acrylic paint.

B. Interior Concrete: Provide the following finish systems over concrete.
   1. Epoxy, Sherwin Williams Armorseal 1000HS or approved equal.

C. Gypsum Board:
   1. Low-Luster Acrylic Enamel Flat Acrylic Finish: Two finish coats finish coats over a primer.
      a. Primer: Interior Gypsum Board Primer
      b. Finish Coats: Interior flat low luster acrylic paint.

D. Ferrous Metal: Provide the following finish systems over ferrous metal:
   1. Semiglss Alkyd-Enamel Finish: Two finish coats over a primer.
      b. Finish Coats: Interior semigloss alkyd enamel.

E. All-Service Jacket over Insulation: Provide the following finish system on cotton or canvas insulation covering:
   1. Flat Acrylic Finish: Two finish coats. Add fungicidal agent to render fabric mildew proof.

END OF SECTION